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This British Standard is the UK implementation of EN 50398-1:2017. It
supersedes DD CLC/TS 50398:2009, which is withdrawn.

The UK participation in its preparation was entrusted to Technical
Committee GW/1/2, Installed alarm systems.
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of a contract. Users are responsible for its correct application.
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Compliance with a British Standard cannot confer immunity from
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This British Standard was published under the authority of the
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European foreword

This document (EN 50398-1:2017) has been prepared by CLC/TC 79 “Alarm systems”.

The following dates are fixed:

» latest date by which this document has (dop) 2018-07-11
to be implemented at national level by
publication of an identical national
standard or by endorsement

* latest date by which the national (dow) 2020-07-11
standards conflicting with this document
have to be withdrawn

This document partially supersedes [CLC/TS 50398:2009.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

Documents
Document §haring Hub

Full document details: BS EN 50398-1:2017


http://dx.doi.org/10.3403/30152051
http://www.avadocuments.com/doc/bs-en-50398-1-2017
http://www.avadocuments.com/doc/bs-en-50398-1-2017

EN 50398-1:2017 (E)

Introduction

Electronic system integration brings added value through sharing of common resources, adding new
functionality or enabling automated command and control functionalities for faster accurate responses.

This European Standard describes the general requirements and configuration types for combined
and integrated electronic systems, which should apply when one or more of the applications being
integrated is an alarm application. Applications that should be integrated have as a prerequisite that
they are capable of being interoperable at a specified system, sub system or component level.

The prime considerations of this European Standard are to ensure that the individual alarm standards,
requirements or guidelines are applied when alarm applications form part of an integrated system. The
requirements of this document are in addition to application specific system standards. Application
specific system standards take precedence over requirements detailed in this document.

In addition to sharing means of control or communication, the implementation of integration between
systems, as described in this document, may provide additional services to the user.

In this document, the wording 'combined and integrated alarm system' is synonymous with 'integrated
alarm system', which will mostly be used in the document.

NOTE The bibliography for this document has a non exhaustive list of alarm application standards.
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1 Scope
This European Standard specifies the requirements for integrating alarm applications with other
systems, which may or may not be alarm applications.

This document defines requirements and procedures for essential testing of the specific aspects of the
functionality and integrity, related to the integration of the equipment or systems, in order to
complement the individual alarm application standards.

2 Normative references

The following documents, in whole or in part, are normatively referenced in this document and are
indispensable for its application. For dated references, only the edition cited applies. For undated
references, the latest edition of the referenced document (including any amendments) applies.

N 60073, Basic and safety principles for man-machine interface, marking and identification —
Coding principles for indicators and actuators (JEC 6007

3 Terms, definitions and abbreviations

For the purposes of this document, the following terms, definitions and abbreviations apply.
31 Terms and definitions
311

(N)ACK
(Negative)Acknowledgement Response of an application to a command

3.1.2
additional facility
facility which is not standard-required by any of the applications of the integrated alarm system

313
alarm
warning of the presence of a hazard to life, property or the environment

314

alarm application

sub system of an integrated alarm system intended for the protection of life, property or the
environment, such as but not limited to:

— intrusion and hold-up alarm system,

— social alarm system,

— lift alarm system,

— environmental alarm system,

— video surveillance systems used for security and surveillance,
— access control system,

— fire detection, fire alarm and fire protection systems

315

alarm receiving centre

continuously manned centre to which information concerning the status of one or more alarm systems
is reported
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