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Foreword

This document (EN 50526-1:2012) has been prepared by SC 9XC, Electric supply and earthing systems for
public transport equipment and ancillary apparatus (Fixed installations), of Technical Committee CENELEC
TC 9X, Electrical and electronic applications for railways.

The following dates are fixed:

e latest date by which this document has (dop) 2012-10-10
to be implemented at national level by
publication of an identical national
standard or by endorsement

e latest date by which the national 10
standards conflicting with this (dow) 2014-10-10
document have to be withdrawn

This document supersedes EN 50123-5:2003.

The existing standard EN 50123-5:2003 covers the case of the old technologies of the gapped arresters with
SiC resistors and of the low voltage limiters (LVL) with gaps. These technologies at present are superseded.
The present standard deals with the new technologies of the gapless metal-oxide arresters and of the LV
limiters for application in the electric railway d.c. fixed installations. Guidance for selection and application of
SA and LVL is missing in the old standard while it is added in the third part of the new standard.

As there is no standard available at the moment for surge arrester on rolling stock it seems convenient for
the WG to note that the same electrical requirements apply for arresters on rolling stock, taking into account
other specific requirements.

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent
rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such patent rights.
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Introduction
This European Standard is in three parts:

- Part 1 deals with metal-oxide arresters without gaps for d.c. railway traction systems (fixed installations)
and is based on EN 60099-4:2004 + A1:2006 + A2:2009;

- Part2 deals with voltage limiting devices for specific use in d.c. railway traction systems (fixed
installations);

- Part 3 deals with a Guide of application of metal-oxide arresters and of voltage limiting devices.
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1 Scope

This European Standard applies to non-linear metal-oxide resistor type surge arresters without spark gaps
designed to limit voltage surges on d.c. systems with nominal voltage up to 3 kV.

2 Normative references

The following referenced documents are indispensable for the application of this document. For dated
references, only the edition cited applies. For undated references, the latest edition of the referenced
document (including any amendments) applies.

EN 50124-1:2001|, Railway applications — Insulation coordination — Part 1: Basic requirements — Clearances
and creepage distances for all electrical and electronic equipment

EN 50125-2:2002, Railway applications — Environmental conditions for equipment — Part 2: Fixed electrical
installations

N _60060-1:2010, High-voltage test techniques - Part 1: General definitions and test requirements

EC 60060-1:2010

N 60270:2001, High-voltage test techniques — Partial discharge measurements (JEC 60270:2000)

N 61109:2008, Insulators for overhead lines — Composite suspension and tension insulators for a.c.
systems with a nominal voltage greater than 1 000 V — Definitions, test methods and acceptance criteria
(EC 61109:2008)

EN ISO 4287:1994, Geometrical Product Specifications (GPS) - Surface texture: Profile method - Terms,
SO 4287:199

definitions and surface texture parameters

EN ISO 4892-1:2000, Plastics - Methods of exposure to laboratory light sources - Part 1: General guidance
(SO 4892-1:1999)

N ISO 4892-2:200€, Plastics - Methods of exposure to laboratory light sources - Part 2: Xenon-arc lamps
SO 4892-2:2006

N ISO 4892-3:2000, Plastics - Methods of exposure to laboratory light sources - Part 3: Fluorescent
UV lamps WSO 4892-3:2008)
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3 Terms and definitions
For the purposes of this document, the following terms and definitions apply.

3.1
nominal voltage U,

designated value for a system
[EN 50163:2004]

3.2
highest permanent voltage Uyaxq

maximum value of the voltage likely to be present indefinitely
[EN 50163:2004]

3.3
highest non-permanent voltage Uax2

maximum value of the voltage likely to be present for a limited period of time
NOTE Adapted from EN 50163:2004.

34
rated insulation voltage Uy,

d.c withstand voltage value assigned by the manufacturer to the equipment or a part of it, characterising the
specified permanent (over five minutes) withstand capability of its insulation

NOTE Adapted from EN 50124-1:2001.
3.5
rated impulse withstand voltage Uy;

impulse voltage value assigned by the manufacturer to the equipment or a part of it, characterising the
specified withstand capability of its insulation against transient overvoltages

NOTE Adapted from EN 50124-1:2001.
3.6
overvoltage

voltage having a peak value exceeding the corresponding peak value of the highest non-permanent voltage
Umax2

3.7
transient overvoltage

short duration overvoltage of a few (up to 20 ms) milliseconds or less associated with a transient regime.
Two particular transient overvoltages are defined: switching overvoltage and lightning overvoltage

NOTE Adapted from EN 50124-1:2001|.

3.8
switching overvoltage

transient overvoltage at any point of the system due to specific switching operation or fault
[EN 50124-1:2001]]

3.9
lightning overvoltage

transient overvoltage at any point of the system due to a lightning discharge

[EN 50124-1:2001]]
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3.10
surge arrester

device intended to limit the transient overvoltages to a specified level

3.1
metal-oxide surge arrester

arrester having non-linear metal-oxide resistors connected in series and/or in parallel without any integrated
series or parallel spark gaps

3.12
continuous operating voltage of an arrester U,

designated permissible d.c. voltage value that may be applied continuously between the arrester terminals
NOTE Adapted from EN 60099-4:2004.

3.13
rated voltage of an arrester U,

voltage by which the arrester is designated

NOTE  Because of the particular nature of the d.c. electrical installation dealt with, the rated voltage of a d.c. arrester coincides with
the continuous operating voltage.

3.14
elevated continuous operating voltage U.*

test voltage U;* that, when applied to new metal-oxide resistor, gives the same power losses as the voltage
U; when applied to aged metal-oxide resistors

3.15
lightning impulse protection level Uy,

the maximum residual voltage for the nominal discharge current

3.16
switching impulse protection level U,

maximum residual voltage at the specified switching impulse current

3.17
charge transfer capability Q;

maximum charge per impulse that can be transferred during the charge transfer test and during the operating
duty test

3.18
discharge current of an arrester

impulse current which flows through the arrester

3.19
nominal discharge current of an arrester I,

peak value of lightning current impulse which is used to classify an arrester
[EN 60099-4:2004]

3.20
high current impulse of an arrester

peak value of discharge current having a 4/10 ys impulse shape which is used to test the stability of the
arrester on direct lightning strokes

[EN 60099-4:2004]

Documents

Document Sharing Hub

Full document details: BS EN 50526-1:2012


http://dx.doi.org/10.3403/03152333
http://dx.doi.org/10.3403/03152333
http://dx.doi.org/10.3403/03152333
http://www.avadocuments.com/doc/bs-en-50526-1-2012
http://www.avadocuments.com/doc/bs-en-50526-1-2012

BS EN 50526-1:2012
-9- EN 50526-1:2012

3.21

steep current impulse

current impulse with a virtual front time of 1 uys with limits in the adjustment of equipment such that the
measured values are from 0,9 us to 1,1 pys and the virtual time to half-value on the tail is not longer than

20 ys
NOTE Adapted from EN 60099-4:2004.
3.22

lightning current impulse
8/20 current impulse with limits on the adjustment of equipment such that the measured values are from 7 ys
to 9 us for the virtual front time and from 18 s to 22 ps for the time to half-value on the tail

[EN 60099-4:2004]

3.23
direct lightning current impulse

impulse defined by the charge Q and the peak value of the current impulse /i,

3.24
switching current impulse of an arrester [,

peak value of discharge current having a virtual front time greater than 30 ys but less than 100 ys and a
virtual time to half value on the tail of roughly twice the virtual front time

[EN 60099-4:2004]

3.25
reference current of an arrester I,

d.c. current defined by the manufacturer used to determine the reference voltage of the arrester
NOTE Adapted from EN 60099-4:2004

3.26
reference voltage of an arrester U,

d.c. voltage across the arrester when the reference current is flowing through it
NOTE Adapted from EN 60099-4:2004.

3.27
residual voltage of an arrester U,

peak value of voltage that appears between the terminals of an arrester during the passage of discharge
current

[EN 60099-4:2004]

3.28
rated short circuit current of an arrester I

maximum current that may flow in case of an arrester failure for a specified time

3.29
shed

insulating part projecting from the housing, intended to increase the creepage distance
[EN 60099-4:2004]

3.30
porcelain-housed arrester

arrester using porcelain as housing material, with fittings and sealing systems
[EN 60099-4:2004]

3.31
polymer-housed arrester

arrester using polymeric and/or composite materials for housing

NOTE Adapted from EN 60099-4.2004. Documents
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3.32
bending moment

horizontal force acting on the arrester housing multiplied by the vertical distance between the mounting base
(lower level of the flange) of the arrester housing and the point of application of the force

[EN 60099-4:2004]

3.33
torsional loading

horizontal force at the top of a vertical mounted arrester housing which is not applied to the longitudinal axis
of the arrester

NOTE Adapted from EN 60099-4:2004.

3.34
breaking load

force perpendicular to the longitudinal axis of a porcelain-housed arrester leading to mechanical failure of the
arrester housing

[EN 60099-4:2004]

3.35
mean breaking load
MBL

the average breaking load for porcelain arresters determined from tests
NOTE Adapted from EN 60099-4: A2:2009.

3.36
specified long-term load
SLL

force perpendicular to the longitudinal axis of an arrester, allowed to be continuously applied during service
without causing any mechanical damage to the arrester

[EN 60099-4: A2: 2009]

3.37
specified short-term load
SSL

greatest force perpendicular to the longitudinal axis of an arrester, allowed to be applied during service for
short periods and for relatively rare events (for example, short-circuit current loads, extreme wind gusts)
without causing any mechanical damage to the arrester

[EN 60099-4: A2: 2009]

3.38
non-linear metal-oxide resistor

part of the surge arrester which, by its non-linear voltage versus current characteristic, acts as a low
resistance to overvoltages, thus limiting the voltage across the arrester terminals, and as a high resistance at
normal operating voltage

NOTE Adapted from EN 60099-4:2004.

3.39
pressure-relief device of an arrester

means for relieving internal pressure in an arrester and preventing violent shattering of the housing following
prolonged passage of fault current or internal flashover of the arrester

[EN 60099-4:2004]

3.40
internal part

metal-oxide resistor element with supporting structure
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3.4
seal (gas/water tightness)

ability of an arrester to avoid ingress of matter affecting the electrical and/or mechanical behaviour into the
arrester

[EN 60099-4:2004]

3.42
disruptive discharge

phenomena associated with the failure of insulation under electric stress, which include a collapse of voltage
and the passage of current

NOTE 1 The term applies to electrical breakdowns in solid, liquid and gaseous dielectric, and combinations of these.

NOTE 2 Adapted from EN 60099-4:2004.

3.43
puncture (breakdown)

disruptive discharge through a solid
[EN 60099-4:2004]

3.44
flashover

disruptive discharge over a solid surface
[EN 60099-4:2004]

3.45
impulse

unidirectional wave of voltage or current which without appreciable oscillations rises rapidly to a maximum
value and falls, usually less rapidly, to zero with small, if any, excursions of opposite polarity

NOTE The parameters which define a voltage or current impulse are polarity, peak value, front time and time to half value on the tail.

[EN 60099-4:2004]

3.46
type test (design test)

conformity test made on one or more items representative of the production

[IEV 151-16-16]

3.47
routine test

conformity test made on each individual item during or after manufacture
[IEV 151-16-17]

3.48
acceptance test

contractual test to prove to the customer that the item meets certain conditions of its specification
[IEV 151-16-23]

3.49
prospective short circuit current

current which would flow in a circuit if it were short-circuited by a link of negligible impedance

NOTE Adapted from EN 60099-4:2004.
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4 Characteristics

4.1 Marking

Surge arresters shall be identified by the following minimum information which shall appear on the rating
plate (nameplate):

— rated voltage Ur = Uc;

— nominal discharge current In in kA;

— rated short circuit current Is in kA;

— manufacturer's name or trademark, type and identification;

— year of manufacture;

— serial number;

— arrester class

NOTE The rated voltage of a d.c. metal-oxide arresters coincides with continuous operating voltage as per the operating duty test.
Conditions in a.c. systems:

According to , 3.8, the rated voltage of a surge arrester is defined as the maximum permissible r.m.s. value of power-
frequency voltage between its terminals at which it is designed to operate correctly under long-term overvoltage conditions as
established in the operating duty test. The rated voltage is the 10 s power-frequency voltage used in the operating duty test after high-
current or long-duration impulses. U; is applied for 30 min immediately after the application of rated voltage in the operating duty test
where thermal stability has to be demonstrated. Typically the ratio between rated voltage and Uc is about 1,25 for surge arresters in a.c.
systems corresponding to a specific long-term overvoltage, which may occur during fault conditions in the a.c. system.

Conditions in d.c. systems:
According to EN 50163 the supply voltages of traction systems are defined. The highest non-permanent voltage Unax is defined for
durations from 1 s to 5 min. By selection of the surge arrester by U > Unaxe, the operating duty test as specified in 6.5 covers all effects

of long-term overvoltages longer than 1 s with significant margin. No higher long-term overvoltages, which could be assigned to a “rated
voltage” occur in d.c. systems.

4.2 Service conditions
4.2.1 Normal service conditions

Surge arresters which conform to this European Standard shall be suitable for operation under the following
normal service conditions:

1) ambient temperature within the range of -40 °C to +40 °C;
2) solar radiation (see 4.8 of EN 50125-2:2002);

3) altitude not exceeding 2 000 m (from EN 50124-1));

4)

pollution not exceeding PD 1 for indoor installations and PD 4 for outdoor installations as given in
EN 50124-1|;

5) installation in the vicinity of a rail track on foundations designed so as to damp the main effects of the
passage of the trains. Nevertheless a limited vibration or limited shocks may affect the equipment,
which shall be capable of operating satisfactorily when subjected to the following conventional
accelerations separately applied:

— g, vertical acceleration: 5 m/s?;
— gn: horizontal acceleration: 5 m/s2.
6) Surge arrester shall comply with condition for class W3 (wind speed 32m/s) as defined in 4.4.1 of

EN 50125-2:2002;

4.2.2 Abnormal service conditions

The following are typical abnormal service conditions which may require special consideration in the
manufacture or application of surge arresters and should be called to the attention of the manufacturer:
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