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Foreword

This European Standard was prepared by the Technical Committee CENELEC TC 82, Solar photovoltaic
energy systems. It was submitted to the Unique Acceptance Procedure and approved by CENELEC on
2010-04-01.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CEN and CENELEC shall not be held responsible for identifying any or all such patent
rights.

The following dates were fixed:

— latest date by which the EN has to be implemented
at national level by publication of an identical
national standard or by endorsement (dop) 2011-04-01

— latest date by which the national standards conflicting
with the EN have to be withdrawn (dow) 2013-04-01

Foreword to amendment A1
This document (EN 50530:2010/A1:2013) has been prepared by CLC/TC 82 "Solar photovoltaic
energy systems".

The following dates are fixed:

¢ latest date by which this document has to be implemented (dop) 2013-12-24
at national level by publication of an identical national
standard or by endorsement

e latest date by which the national standards conflicting with  (dow) 2015-12-24
this document have to be withdrawn

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such
patent rights.
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1 Scope

This European Standard provides a procedure for the measurement of the efficiency of the maximum
power point tracking (MPPT) of inverters, which are used in grid-connected photovoltaic systems. In that
case the inverter energizes a low voltage grid with rated AC voltage and rated frequency. Both the static
and dynamic MPPT efficiency is considered.

Based on the static MPPT efficiency and conversion efficiency the overall inverter efficiency is calculated.
The dynamic MPPT efficiency is indicated separately.

2 Normative references

The following referenced documents are indispensable for the application of this document. For dated
references, only the edition cited applies. For undated references, the latest edition of the referenced
document (including any amendments) applies.

Text deleted
N 50160, Voltage characteristics of electricity supplied by public distribution networks
N 50524, Data sheet and name plate for photovoltaic inverters

LC/TS 61836, Solar photovoltaic energy systems - Terms, definitions and symbols
(IEC/TS 61836:2007)

3 Terms and definitions
For the purposes of this document, the following terms and definitions apply.
3.1 Inverter input (PV generator)

3141
maximum input voltage (Upcmax)
allowed maximum voltage at the inverter input

NOTE Exceeding of Upcmax may destroy the equipment under test.
3.1.2

minimum input voltage (Upcmin)
minimum input voltage for the inverter to energize the utility grid, independent of mode of operation

3.1.3
rated input voltage (Upc,)
input voltage specified by the manufacturer, to which other data sheet information refers

NOTE |If this value is not specified by the manufacturer, Vyor = (Vmppmax + Vimppmin)/2 shall be used.

314
maximum MPP voltage (Uyppmax)
maximum voltage at which the inverter can convert its rated power under MPPT conditions

NOTE If the specified value of the manufacturer for Uyppmax is higher than 0,8 x Upcmax, the measurement must be performed with
Unppmax = 0,8 % Upcmax.
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3.1.5
minimum MPP voltage (Unppmin)
minimum voltage at which the inverter can convert its rated power under MPPT conditions

NOTE The actual minimum MPP voltage may depend on the grid voltage level.

3.1.6
rated input power (Ppc,)
rated input power of the inverter, which can be converted under continuous operating conditions

NOTE If this value is not specified by the manufacturer, it can be defined as Ppc = Pacr /1 conv,rs IN Which ) conyr is the
conversion efficiency at rated DC voltage. If the rated conversion efficiency is not specified, it shall be measured.

317
maximum input current (Ipc,max)
maximum input current of the inverter under continuous operating conditions

NOTE Atinverters with several independent inputs, this value may depend on the chosen input configuration.

3.2 Inverter output (grid)

3.21
rated grid voltage (Uac,)
utility grid voltage to which other data sheet information refers

3.2.2
rated power (Pac,)
active power the inverter can deliver in continuous operation

3.3 Measured quantities

3.31
PV simulator MPP-Power (Pyep, pvs)
MPP power provided by the PV simulator

3.3.2
input power (Pp¢)
measured input power of the device under test

3.33
PV simulator MPP voltage (UMPP, pvs)
MPP voltage provided by the PV simulator

3.34
input voltage (Upc)
measured input voltage of the device under test

3.35
PV simulator MPP current (lypp, pvs)
MPP current provided by the PV simulator

3.3.6
input current (Ipc)
measured input current of the device under test

3.3.7
output power (Pac)
measured AC output power of the device under test
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3.3.8
output voltage (Uac)
measured AC voltage

3.3.9
output current (Iac)
measured AC output current of the device under test

3.4 Calculated quantities

3.41

MPPT efficiency, energetic (Nwppr)

ratio of the energy drawn by the device under test within a defined measuring period Ty to the energy
provided theoretically by the PV simulator in the maximum power point (MPP):

Ty
[ Poc(t)-di
Nuprr = TS— (1)

j Ppp(1)-dt

where
Poc(t) instantaneous value of the power drawn by the device under test;
puep(t)  instantaneous value of the MPP power provided theoretically by the PV simulator

3.4.2

conversion efficiency, energetic (Nconv)

ratio of the energy delivered by the device under test at the AC terminal within a defined measuring
period Ty to the energy accepted by the device under test at the DC terminal:

Ty
[ Pactt)-ar
New =70 2)
| Poc(t)-d
0

where
Pac(t) instantaneous value of the delivered power at the AC terminal of the device under test;
Poc(t) instantaneous value of the accepted power at the DC terminal of the device under test

343

overall (total) efficiency, energetic (n,)

ratio of the energy delivered by the device under test at the AC terminals within a defined measuring
period Ty to the energy provided theoretically by the PV simulator:

Ty
J. Pac(0)-dt
n ZT;— respectively M =Ngonv - NMvPeT 3)
.[ Pupp(8)-dt
0
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3.5 Other definitions

3.5.1
photovoltaic array simulator

current source emulating the static and dynamic behaviour of a PV array, in particular the current-voltage
characteristic (cf. [EC/TS 61838). The requirements are outlined in Clause A.1
4 MPPT and conversion efficiencies

4.1 General description

The MPPT efficiency describes the accuracy of an inverter to set its operating conditions to match the

maximum power point on the characteristic curve of a PV generator. The MPPT efficiency is divided
into the static and dynamic conditions.

As with inverters with poor MPPT performance, the resulting DC input voltage is different from MPP
voltage and conversion efficiency depends on DC input voltage, measurements of static MPPT
efficiency and static power conversion efficiency according to 4.3 shall be performed simultaneously
(detailed explanation in the informative Annex F).

Both the static as well as the dynamic MPPT efficiencies are determined from the sampled instantaneous
values of voltage and current at the input of the inverter. It indicates which amount of the theoretically
usable PV generator power is actually used by the inverter.

a) Static MPPT efficiency

The static MPPT efficiency is determined by means of measurement as follows:

Nurprsiar = ﬁZUDC,i Ay, AT (4)
MPP,PVS M 1
where
Upc; sampled value of the inverter’s input voltage;
Ipc,i sampled value of the inverter’s input current;
Twm overall measuring period;
AT period between two subsequent sample values.

The static MPPT efficiency describes the accuracy of an inverter to regulate on the maximum power point
on a given static characteristic curve of a PV generator.

NOTE Upc,; and Ipc; must be sampled at the same time.

b) Dynamic MPPT efficiency

Variations of the irradiation intensity and the resulting transition of the inverter to the new operation point
are not considered with the static MPPT efficiency. For the evaluation of this transient characteristic the
dynamic MPPT efficiency is specified. The dynamic MPPT efficiency is defined as:

1

z UDC,i ’ IDC,i ’ AZ ()

Nurprapn = z P ' ATj i

MPP.PVS,

J
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where
AT, period in which the power Pypp pys; is provided,;
AT, period in which the power Upc; and Ipc; are sampled.

4.2 Test set-up

The generic test set-up for single phase grid connected inverters is depicted in Figure 1. The diagram can
also be considered as a single phase representation of a test-circuit for multi phase inverters.

EUT AC
@ Grid

PV-
Simulator

Lol

Uvpp pvs  Ivpp pvs 1]

Figure 1 — Exemplary test set-up for MPPT efficiency measurements
Key

EUT Equipment under test (inverter);

Ibc DC current meter;
Upc DC voltage meter;
Poc DC power meter;
Uac AC voltage meter;
Pac AC power meter.

The DC source connected to the PV input of the inverter shall be a PV simulator in accordance to the
specifications in Clause A.1.

The AC supply of the inverter must be in accordance to the specifications in Clause A.2.

NOTE For the conversion efficiency, the DC and AC voltages shall be measured as close as possible to the inverter terminals.
For MPPT efficiency, the DC voltage shall be measured as close as possible to the PV simulator. For combined conversion and
MPPT efficiency measurements, two voltage measurements will be required at the output of the PVS and the DC input of the EUT,
in order to avoid measurement errors resulting from the voltage drop between the PVS and the EUT.

4.3 Conversion and static MPPT efficiency

4.3.1 Test conditions

The measurement of the conversion and static MPPT efficiency shall be performed simultaneously
with test specifications as defined in Table 1.
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For test devices with several independent input terminals, the measurements must be performed for all
input configurations as intended by the manufacturer. Unless otherwise provided by the manufacturer, the
total power must be split equally on the individual input terminals.

Text deleted

Table 1 — Test specifications for the conversion and static MPPT efficiency

MPP voltage of the Simulated I/U MPP power of the simulated I/U characteristic normalised
simulated 1/U characteristic to rated DC power a4 Pwpp,pvs/Poc ¢
of &Za;v;e;;sj:tor (see AnnexC) 505 | 0,10 | 0,20 | 0,25 | 0,30 | 0,50 | 0,75 | 1,00
Unppmax (0,8 - Upcmax *) c-Si
Ubcr c-Si
UmppPmin c-Si
Uwppmax (0,7 - Upcmax ™) TF
Uncr TF®
UmpPmin TF®

The MPP voltages at the different test conditions (Uyppmaxs Ubc,» Uweemin) Shall be kept constant during the test for each power

level.

The value whichever is lower shall be used. The specified MPP voltages ensure that the correct MPPT operation is not affected
by reaching voltage limits.

a

For devices under test, that are not intended for the operation with thin-film technologies, these measuring points can be
omitted.

For other cell technologies the value Uyppmax = N*Upcmax Must be set accordingly.

In order to specify the static MPPT efficiency in terms of normalised rated AC power, the procedure in Annex E shall be used

The measurement shall be performed at nominal grid voltage Uac, in order to avoid any impact of the
grid voltage level on the measurement results. Deviations must be documented in the measurement
report.

The measurement should be performed at an ambient temperature of 25 °C £ 5 °C. Other ambient
temperatures can be mutually agreed. The actual ambient temperature shall be specified in the test
report.

4.3.2 Measurement procedure

For each of the above specified test conditions a corresponding I/U characteristic has to be defined which
must be emulated by means of the PV simulator.

NOTE 1 The requirements on the accuracy of the defined characteristic are outlined in Annex C.

After commissioning the device under test the stabilization of the MPP tracking must be awaited firstly.

The measuring time for each test condition as specified in Table 1 amounts to 10 min. For the first
power level of each MPP voltage setting, the stabilisation of the MPPT-tracker has to be awaited. If a
stabilisation cannot be observed a stabilisation time of at least 5 min is defined.

After a change of the power level a general stabilisation period of 2 min should be used. Data
recorded during the stabilisation periods are not to be considered for the calculation of the static
MPPT and conversion efficiency.

After the stabilisation of the MPP tracking the following parameters have to be logged:
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