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European foreword

This document (EN 50600-2-4:2023) has been prepared by CLC/TC 215 “Electrotechnical aspects of
telecommunication equipment”.

The following dates are fixed:

latest date by which this document has to be
implemented at national level by publication of
an identical national standard or by
endorsement

latest date by which the national standards
conflicting with this document have to be
withdrawn

This document supersedes EN 50600-2-4:2015.

The following major modifications have been made compared to EN 50600-2-4:2015;

a)
b)
c)
d)

e)

f)

g)

(dop)  2024-03-20

(dow)  2026-03-20

the document structure has been completely revised;

the availability classes have been revised;

a clause on physical security has been added (Clause 7);

Annex C summarizing the requirements and recommendations of the document has been added;

Annex D with examples for cabling infrastructures including the location of active equipment has been

added;

Annex E with an availability description has been added;

Annex F with specific requirements for colocation data centres has been added.

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent
rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

This document has been prepared under a Standardizaton Request given to CENELEC by the European
Commission and the European Free Trade Association.

Any feedback and questions on this document should be directed to the users’ national committee. A complete
listing of these bodies can be found on the CENELEC website.

Full document details: BS EN 50600-2-4:2023

Documents

Document Sharing Hub


https://doi.org/10.3403/BSEN50600?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30294964?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30294964?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
http://www.avadocuments.com/doc/bs-en-50600-2-4-2023
http://www.avadocuments.com/doc/bs-en-50600-2-4-2023

EN 50600-2-4:2023 (E)

Introduction

The unrestricted access to internet-based information demanded by the information society has led to an
exponential growth of both internet traffic and the volume of stored/retrieved data. Data centres are housing
and supporting the information technology and network telecommunications equipment for data processing,
data storage and data transport. They are required both by network operators (delivering those services to
customer premises) and by enterprises within those customer premises.

Data centres usually provide modular, scalable and flexible facilities and infrastructures to easily accommodate
the rapidly changing requirements of the market. In addition, energy consumption of data centres has become
critical both from an environmental point of view (reduction of carbon footprint) and with respect to economical
considerations (cost of energy) for the data centre operator.

The implementation of data centres varies in terms of:

a) purpose (enterprise, co-location, co-hosting or network operator facilities);
b) security level;

c) physical size;

d) accommodation (mobile, temporary and permanent constructions).

The needs of data centres also vary in terms of availability of service, the provision of security and the
objectives for energy efficiency. These needs and objectives influence the design of data centres in terms of
building construction, power distribution, environmental control telecommunications cabling and physical
security as well as the operation of the data centre. Effective management and operational information is
required to monitor achievement of the defined needs and objectives.

Recognizing the substantial resource consumption, particularly of energy, of larger data centres, it is also
important to provide tools for the assessment of that consumption both in terms of overall value and of source
mix and to provide Key Performance Indicators (KPls) to evaluate trends and drive performance
improvements.

At the time of publication of this document, the EN 50600 series is designed as a framework of standards,
technical specifications and technical reports covering the design, the operation and management, the key
performance indicators for energy efficient operation of the data centre as well as a data centre maturity model.

The EN 50600-2 series defines the requirements for the data centre design.

The EN 50600-3 series defines the requirements for the operation and the management of the data centre.
The EN 50600-4 series defines the key performance indicators for the data centre.

The CLC/TS 50600-5 series defines the data centre maturity model requirements and recommendations.

The CLC/TR 50600-99-X Technical Reports cover recommended practices and guidance for specific topics
around data centre operation and design.

This series of documents specifies requirements and recommendations to support the various parties involved
in the design, planning, procurement, integration, installation, operation and maintenance of facilities and
infrastructures within data centres. These parties include:

1) owners, operators, facility managers, ICT managers, project managers, main contractors;

2) consulting engineers, architects, building designers and builders, system and installation designers,
auditors, test and commissioning agents;

3) facility and infrastructure integrators, suppliers of equipment;
4) installers, maintainers.

At the time of publication of this document, the EN 50600-2 series comprises the following documents:
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— EN 50600-2-1|, Information technology - Data centre facilities and infrastructures - Part 2-1: Building
construction

— CLC/TS 50600-2-10, Information technology - Data centre facilities and infrastructures - Part 2-10:
Earthquake risk and impact analysis

— EN 50600-2-2, Information technology - Data centre facilities and infrastructures - Part 2-2: Power supply
and distribution

— EN 50600-2-3, Information technology - Data centre facilities and infrastructures - Part 2-3: Environmental
control

— EN 50600-2-4, Information technology - Data centre facilities and infrastructures - Part 2-4:
Telecommunications cabling infrastructure

— EN 50600-2-5, Information technology - Data centre facilities and infrastructures - Part 2-5: Security
systems

The inter-relationship of the documents within the EN 50600 series is shown in Figure 1.

EN 50600-1

General concepts

y y A 4 r
EN 50600-2-X EN 50600-3-X EN 50600-4-X CLC/TS 50600-5-X
Desi o i Resource management Maturi del
esign peration Key Performance Indicators aturity mode

Y A Y T

CLC/TR 50600-99-X

Supporting information and Technical Reports

Recommended practices for energy management
Recommended practices for environmental sustainability
Guidance for the application of EN 50600 series

Figure 1 — Schematic relationship between the EN 50600 series of documents

EN 50600-2-X documents specify requirements and recommendations for particular facilities and

infrastructures to support the relevant classification for “availability”, “physical security” and “energy efficiency

enablement” selected from EN 50600-1.

EN 50600-3-X documents specify requirements and recommendations for data centre operations, processes
and management.

EN 50600-4-X documents specify requirements and recommendations for key performance indicators (KPIs)
used to assess and improve the resource usage efficiency and effectiveness, respectively, of a data centre.

This document addresses the specific requirements for the telecommunications cabling infrastructure in data
centres used for the purpose of IT networking and building services (in accordance with the requirements of

EN 50600-1).
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This document is intended for use by and collaboration between architects, building designers and builders,
system and installation designers.

This series of documents does not address the selection of information technology and network
telecommunications equipment, software and associated configuration issues.

Figure 2 shows the schematic and contextual relationships of the EN 50600-2-4) with other cabling and cabling
installation related European standards.

—[ Generic cabling system design

— EN 50173-2

Information technology -
Generic cabling systems -
Office spaces

EN 501731 EN 50173-5
Information technology - Information technology -
Generic cabling systems - Generic cabling systems -
General requirements Data centre spaces
— EN 501736

Information technology -
Generic cabling systems -
Distributed building senices

S, S—

_[ Cabling installation specification, documentation and quality assurance

Availability Class
EN 50600-24
Information technology -
Data centre facilities and infrastructures -

Telecommunications cabling infrastructure

..........................................

i EN 501741
' Information technology -

Cabling installation -
Installation specification and
quality assurance

Infrastructure concepts
(cabling, spaces and pathways)
i .’

RO _————, S

Information technology -
Cabling installation -
Installation planning and practices
outside buildings

_[ Cabling installation planning and practices ]
EN 50174.2 EN 50310 3

Information technology - Telecommunications bonding H

Cabling installation - networks for buildings and other E

Installation planning and practices structures !

inside buildings H

EN 50174-3 :

Figure 2 — Schematic relationship between the EN 50600-2-4 and other European cabling design and
installation standards

The importance of the information technology and network telecommunications cabling infrastructure is similar
to that of other infrastructures such as environmental control, power distribution and security systems. As with
other utilities, interruptions to service can have a serious impact. Poor quality of service due to lack of planning,
use of inappropriate components, incorrect installation, poor administration or inadequate support can threaten
an organization's effectiveness.
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1 Scope

This document specifies design principles for information technology and network telecommunications cabling
(e.g- SAN and LAN) in accordance with EN 50173-5, based upon the criteria and classifications for “availability”
and “physical security” within EN 50600-1i.

This document addresses the telecommunications cabling infrastructures used in data centres. It describes:
a) for design, the application of generic cabling standards in the EN 50173 series;

b) forinstallation specification, planning and practices and quality assurance, the application of standards in
the EN 50174 series (and related standards).

In addition, this document specifies requirements and recommendations for the following:

1) general information technology cabling to support the IT operation of the data centre;

2) telecommunications cabling to monitor and control, as appropriate, power distribution, environmental
control and physical security of the data centre;

3) other building automation cabling;
4) pathways, pathway systems, spaces and enclosures for the telecommunications cabling infrastructures.
Safety and electromagnetic compatibility (EMC) requirements are outside the scope of this document and are

covered by other standards and regulations. However, information given in this document can be of assistance
in meeting these standards and regulations.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their content constitutes
requirements of this document. For dated references, only the edition cited applies. For undated references,
the latest edition of the referenced document (including any amendments) applies.

N 50173-2, Information technology - Generic cabling systems - Part 2: Office spaces
N 50173-5, Information technology - Generic cabling systems - Part 5: Data centre spaces
N 50173-6, Information technology - Generic cabling systems - Part 6: Distributed building services

EN 50174-1:2018,1 Information technology — Cabling installation — Part 1: Installation specification and
quality assurance

EN 50174-2:2018, Information technology - Cabling installation - Part 2: Installation planning and practices
inside buildings

N 50174-3, Information technology - Cabling installation - Part 3: Installation planning and practices outside
buildings

N 50310, Telecommunications bonding networks for buildings and other structures
EN 50600-1:2019, Information technology - Data centre facilities and infrastructures - Part 1: General concepts

N 50600-2-1, Information technology — Data centre facilities and infrastructures — Part 2-1: Building
construction

' As amended by EN 50174-1:2018/A1:2020.

Documents

Document Sharing Hub

Full document details: BS EN 50600-2-4:2023


https://doi.org/10.3403/BSEN50600?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30141480U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30242880U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/02233986U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30141466U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30141480U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30185218U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/03038656U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/02151485U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30247941U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
http://www.avadocuments.com/doc/bs-en-50600-2-4-2023
http://www.avadocuments.com/doc/bs-en-50600-2-4-2023

EN 50600-2-4:2023 (E)

N 50600-2-3, Information technology - Data centre facilities and infrastructures - Part 2-2: Power supply and
distribution

N 50600-2-3, Information technology - Data centre facilities and infrastructures - Part 2-3: Environmental
control

EN 50600-2-5, Information technology — Data centre facilities and infrastructures — Part 2-5: Security
systems

3 Terms, definitions and abbreviations

3.1 Terms and definitions

For the purposes of this document, the terms and definitions of EN 50600-1 and the following apply.
ISO and IEC maintain terminology databases for use in standardization at the following addresses:

— ISO Online browsing platform: available at https://www.iso.org/obp

— |EC Electropedia: available at https://www.electropedia.org/

3.141

application-specific cabling

structured cabling with a configuration and performance which is considered to provide a specific benefit for a
single, or limited number of applications, as compared to generic cabling

3.1.2

building entrance facility

facility that provides all necessary mechanical and electrical services for the entry of telecommunications
cables into a building and which can enable transition from outdoor to indoor cable

[SOURCE: EN 50173-1:2018, 3.1.18]

313
cabinet
enclosed construction for housing closures and other information technology equipment

314
central patching location
passive cross-connect to connect different functional elements of a data centre

Note 1 to entry: A central patching location can be located in the main distribution area and/or the intermediate distribution
area and is therefore a configuration of an MD and/or an ID in accordance with the cabling of EN 50173-§.

315
cross-connect
passive connection between cabling subsystems using a patch cord or jumper

[SOURCE: EN 50173-1:2018, 3.1.35]
3.1.6
customer space

part of a cabinet, a cabinet, a cage or a computer room in a colocation data centre that customers can rent to
host their IT
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31.7

entrance room

space that houses the external telecommunications provider equipment and that provides the demarcation
points for the external telecommunications services

3.1.8

equipment outlet

fixed connecting device where the zone distribution cabling terminates and providing the interface to the
equipment cabling

[SOURCE: EN 50173-5:2018, 3.1.3]

3.1.9

equipment distribution area

area served by LDP(s) and EO(s) of cabling and accommodating the LDP(s), EO(s), servers, storage device
and other networking equipment and their connections to the EO(s)

Note 1 to entry:  Cabling is in accordance with EN 50173-5.

3.1.10
external network interface
termination point providing demarcation of external telecommunications service provision

[SOURCE: EN 50173-1:2018, 3.1.42]

3.1.11

fixed cabling

cabling subsystem between closures which has either a peer-to-peer or hierarchical structure and which
enables the installation of cross-connects or interconnects at those closures

3.1.12
floor distributor
distributor used to connect between the horizontal cable and other cabling subsystems or equipment

3.1.13
floor distribution area
area accommodating the FD(s) of cabling and associated transmission equipment

Note 1 to entry:  Cabling in accordance with .

3.1.14

frame

open construction, typically wall-mounted, for housing closures and other information technology equipment
[SOURCE: EN 50174-1:2018,1 3.1.21]

3.1.15

generic cabling

structured telecommunications cabling system, that is capable of supporting a wide range of standardized
applications

Note 1 to entry:  Application-specific hardware is not a part of generic cabling.

Note 2 to entry:  Generic cabling can be installed without prior knowledge of the required applications.

[SOURCE: EN 50173-1:2018, 3.1.46]
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3.1.16
information technology equipment
equipment designed for the purpose of

a) receiving data from an external source (such as via network or via a keyboard);

b) performing processing and storage functions on the received data (such as computation, data
transformation or recording, filing, sorting, storage, transfer of data);

c) providing a data output (either to other equipment or by the reproduction of data or images)

3.1.17
interconnect
passive connection to a cabling subsystem without the use of a patch cord or jumper

[SOURCE: EN 50173-1:2018, 3.1.52]

3.1.18

intermediate distributor

distributor used to make connections between the main distribution cabling subsystem, intermediate
distribution cabling subsystem, network access cabling subsystem and active equipment

[SOURCE: EN 50173-5:2018, 3.1.5]

3.1.19
intermediate distribution area
area accommodating the ID(s) of cabling and associated transmission equipment

Note 1 to entry: Intermediate distributions areas (and IDs) are primarily used in larger data centres to enable data centre
growth or to provide segmentation for specific applications.

Note 2 to entry:  cabling in accordance with EN 50173-5.

3.1.20
IT load
any active equipment providing data transport services, data processing or data storage inside the data centre

3.1.21

local distribution point

connection point in the zone distribution cabling subsystem between a zone distributor and one or more
equipment outlets

[SOURCE: EN 50173-5:2018, 3.1.6]

3.1.22
network telecommunication equipment
equipment within the data centre that provides data transport services inside or outside the data centre

3.1.23

main distributor

distributor used to make connections between the main distribution cabling subsystem, network access cabling
subsystem and active equipment

Note 1 to entry: A central patching location located in a main distribution area is a specific configuration of a MD in

accordance with the cabling of EN 50173-5.

[SOURCE: EN 50173-5:2018, 3.1.10 — modified: Note 1 to entry added]
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3.1.24
main distribution area
area accommodating the main distributor(s) of cabling and associated transmission equipment

Note 1 to entry: A main distribution area can be in dedicated “main distributor space” or within the computer room of the
data centre.

Note 2 to entry:  Cabling in accordance with EN 50173-§.

3.1.25

meet-me-room

space in a colocation data centre which enables the interconnection between data centre customer spaces
and/or between data centre customer spaces and telecommunications providers

3.1.26
pathway
defined route for cables between termination points

[SOURCE: EN 50174-1:2018,1 3.1.31]

3.1.27
pathway system
cable management system, or other area or volume defined by markings

[SOURCE: EN 50174-1:2018,1 3.1.32]

3.1.28
point-to-point connection
direct connection of two pieces of IT equipment using a dedicated cable rather than a generic cabling system

3.1.29
premises entrance facility
space that provides all necessary mechanical and electrical services for the entry of cables into the premises

[SOURCE: EN 50600-1:2019, 3.1.28]

3.1.30

rack

open construction, typically self-supporting and floor-mounted, for housing closures and other information
technology equipment

[SOURCE: EN 50174-1:2018,1 3.1.34]

3.1.31

structured cabling

telecommunications cabling comprising fixed cables between points of distribution at which equipment or other
fixed cables can be connected

3.1.32

telecommunications provider

either an access provider or a service provider

Note 1to entry:  The term access provider is defined in EN 50174-1:2018,1 3.1.2.

Note 2 to entry:  The term service provider is defined in EN 50174-1:2018,1 3.1.39.
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3.1.33

zone distributor
distributor used to make connections between the main distribution cabling subsystem, zone distribution

cabling subsystem, network access cabling subsystem and active equipment

[SOURCE: EN 50173-5:2018, 3.1.13]

3.1.34

zone distribution area

area accommodating the ZD(s) of cabling and associated transmission equipment
Note 1 to entry:

3.1.35

zone patching location

passive cross-connect to connect different functional elements of a data centre zone

Cabling in accordance with EN 50173-5.

Note 1 to entry: A zone patching location can be located in a zone distribution area and is therefore a specific configuration

of a ZD in accordance with the cabling of EN 50173-5.

3.2 Abbreviations

For the purposes of this document, the abbreviations of EN 50600-1 and the following apply.

BEF
BD
CD
CFR
CP
CPL
ENI
ER
EDA
EO
EoR
EQP
FDA
FD
IDA
ID
ITE
LDP
MDA
MD
MMR
MoR
N/A

Building Entrance Facility
Building Distributor
Connection

Campus Distributor
Cabinet/Frame/Rack
Consolidation Point

Central Patching Location
External Network Interface
Entrance Room

Equipment Distribution Area
Equipment Outlet

End of Row

Transmission Equipment
Floor Distribution Area
Floor Distributor
Intermediate Distribution Area
Intermediate Distributor
Information Technology Equipment
Local Distribution Point
Main Distribution Area

Main Distributor
Meet-Me-Room

Middle of Row

Not Applicable

Full document details: BS EN 50600-2-4:2023
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NOC Network Operating Centre
SCP  Service Concentration Point
SD Service Distributor

SO Service Outlet

TE Terminal Equipment

TO Telecommunications Outlet
ToR  Top of Rack

ZDA  Zone Distribution Area

ZD Zone Distributor

ZPL  Zone Patching Location

4 Conformance

For a data centre to conform to this document:

a) telecommunications cabling to support the IT operation of the data centre shall be in accordance with
Clause 5, Clause 6 and EN 50173-2;

b) telecommunications cabling for monitoring and/or control of power distribution, environmental control and
physical security of the data centre shall be in accordance with Clause 5 and EN 50173-6;

c) telecommunications cabling for information technology and network telecommunications to and within the
computer room space of the data centre shall:

1) be in accordance with Clause 5;

2) be installed within an infrastructure, facilities and spaces meeting the requirements of Clause 6;
3) meet the physical security aspects of Clause 7 and EN 50600-2-5;

4) have a design solution that meets the required Availability Class of Clause 8.

In addition:

d) the installation specification, quality assurance (including documentation) of the cabling shall be in
accordance with EN 50174 series (subject to additional requirements of Clause 6);

e) installation planning and practices of the cabling shall be in accordance with EN 50174 series;

f) telecommunications bonding networks for buildings and other structures shall be according to EN 50310.

5 Telecommunications cabling within the data centre

5.1 General

This clause defines the requirements and recommendations for the performance, design criteria and
architectures for the different cabling types in a data centre.

The telecommunications cabling within the data centre serves to support the following:

a) data centre information technology and network telecommunications;
b) monitoring and controlling of other data centre infrastructures;
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¢) building management and automation.

The design and planning of cabling infrastructures should be undertaken at an early stage of the data centre
design or refurbishment and should be integrated with the design and planning of:

1) building construction;

2) electrical power;

3) environmental control systems;

4) security systems;

5) lighting systems.

5.2 Requirements for cabling supporting the IT operations in all data centre spaces
Information technology cabling to support the IT operations of the data centre in all data centre spaces shall
be in accordance with E\l 50173-2. The cabling infrastructure shall use a fixed cabling infrastructure (i.e.
according to EN 50173-2 or application-specific) in cabling subsystems in a single-path architecture. Any
required redundancy should be provided on backbone level.

Examples for spaces with IT operations are:

a) office space;
b) testing space;
c) NOC.

In cases where data centre owners agree to the use of application-specific cabling because of advantages
compared with generic cabling, those application-specific cabling systems shall have a fixed and structured
infrastructure approach in accordance with the cabling subsystem architecture of EN 50173-2.

5.3 Requirements for cabling providing distributed building services in all data centre
spaces

N 50173-4 specifies generic cabling that supports a wide range of communication services within premises.
It reflects the increasing use of generic cabling in support of non-user specific services, including the monitoring
and control of data centre infrastructures. Many of these services require the use of remote powered devices
and include:

a) power distribution as described in EN 50600-2-2: e.g. lighting, power distribution, incoming utility metering;
b) environmental control as described in EN 50600-2-3; e.g. temperature, humidity;

c) security management as described in EN 50600-2-5, e.g. access control, cameras, motion/proximity
detectors, time and attendance monitoring.

The telecommunications cabling infrastructure for these purposes shall be in accordance with EN50173-6 in
all data centre spaces and shall use a fixed cabling infrastructure (i.e. according to EN 50173-6 or application-
specific) in cabling subsystems. Any required redundancy should be provided by the number of SOs provided
throughout the data centre spaces.

In cases where data centre owners agree to the use of application-specific cabling because of advantages
compared with generic cabling, those application-specific cabling systems shall have a fixed and structured
infrastructure approach in accordance with the cabling subsystem architecture of EN 50173-§.
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5.4 Requirements for cabling for IT and network telecommunications to and within the
computer room space

5.41 General
The cabling infrastructures to or within the computer room space of a data centre shall be appropriate to
provide networking and telecommunications capabilities and can comprise:

a) point-to-point cabling;
b) fixed cabling in accordance with EN 50173-5;
c) fixed application-specific cabling.

The cabling infrastructure shall meet the design requirements for the chosen availability class according to
Clause 8.

5.4.2 Point-to-point cabling
5.4.21 General

The point-to-point connection method uses cable assemblies (cords; typically factory-produced) that directly
connects between active equipment. Each cord connects a single port or a group of ports of one device to a
single port of another device or a group of devices.

Although point-to-point cabling seems to be the simplest and most cost-effective method of providing
connections, for several reasons this cabling type should only be used for connections within the same or two
adjacent CFRs. Point-to-point cabling has a limited lifetime because it is often not reusable when equipment
is replaced and/or its location changes. Continuous changes to the required interconnections increase both
the planning and the operational resources required for each change (see Figure 3). Additionally, it increases
the risk of interfering with other infrastructures - including those for environmental control.
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Figure 3 — Impact of growth in an unstructured point-to-point cabling infrastructure
5.4.2.2 Requirements for point-to-point cabling

Where this document allows point-to-point cabling, it can be used subject to the following restrictions:

a) the mechanical performance of cords or cables used for point-to-point connections shall meet the
requirements of the installation environment (e.g. pathway systems);

b) connectors on cords shall be protected against damage during installation, disconnection or removal;

c) point-to-point connections shall only be used where the replacement of the cord following damage to either
connector can be performed without disruption to the data centre operation;

d) cords shall be managed so as to avoid mechanical damage and/or accidental disconnection to adjacent
connections during insertion or removal;

e) cords shall be labelled at both ends to show their origin and destination in accordance with the level 3

administration requirements of EN 50174-1};

f) the impact of point-to-point connections on the fire load of cabling shall be assessed and mitigation
provided if necessary;
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