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Foreword 

This European Standard (EN 54-18:2005) has been prepared by Technical Committee CEN/TC 72 “Fire 
detection and fire alarm systems”, the secretariat of which is held by BSI. 

This European Standard shall be given the status of a national standard, either by publication of an identical 
text or by endorsement, at the latest by June 2006, and conflicting national standards shall be withdrawn at 
the latest by December 2008. 

This European Standard has been prepared under a mandate given to CEN by the European Commission 
and the European Free Trade Association, and supports essential requirements of EU Directive(s). 

For relationship with EU Directive(s), see informative Annex ZA, which is an integral part of this European 
Standard. 

EN 54 “Fire detection and fire alarm systems” consists of the following parts: 

Part 1: Introduction 

Part 2: Control and indicating equipment 

Part 3: Fire alarm devices – Sounders 

Part 4: Power supply equipment 

Part 5: Heat detectors - Point detectors 

Part 7: Smoke detectors - Point detectors using scattered light, transmitted light or ionization 

Part 10: Flame detectors - Point detectors 

Part 11: Manual call points 

Part 12: Smoke detectors - Line detectors using an optical light beam 

Part 13: Compatibility assessment of system components 

Part 14: Guidelines for planning, design, installation, commissioning, use and maintenance 

Part 15: Point type multi-sensor fire detectors 

Part 16: Voice alarm control and indicating equipment 

Part 17: Short-circuit isolators 

Part 18: Input/output devices 

Part 20: Aspirating smoke detectors 

Part 21: Alarm transmission and fault warning routing equipment 

Part 22: Line-type heat detectors 

Part 23: Fire alarm devices - Visual alarms 
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Part 24: Components of voice alarm systems – Loudspeakers 

Part 25: Components using radio links and system requirements 

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Cyprus, Czech Republic, 
Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, 
Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Slovakia, Slovenia, Spain, Sweden, Switzerland 
and United Kingdom. 
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Introduction 

The term input/output devices, used in this European Standard, covers a wide range of different types of 
devices, which are intended for different applications, and may therefore have different functions. This 
European Standard does not therefore include detailed functional requirements for the input/output devices 
but requires that their function is sufficiently specified by the manufacturer and that they function correctly in 
accordance with the manufacturer’s specification. 
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1 Scope 

This European Standard specifies requirements, test methods and performance criteria for input/output 
devices connected to a transmission path of a fire detection and fire alarm system, used to receive and/or 
transmit electrical signals to or from the transmission path, necessary for the operation of the fire detection 
and fire alarm system and/or fire protection system. 

An input/output device may be a physically separate device or its function may be integrated into another 
device in which case this European Standard may be used to assess this function. 

Control and indicating equipment, and ancillary control and indicating equipment (e.g. repeater panels and fire 
brigade panels) are not covered by this European Standard. 

2 Normative references 

The following referenced documents are indispensable for the application of this European Standard. For 
dated references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies. 

EN 54-1:1996, Fire detection and fire alarm systems — Part 1: Introduction 

EN 50130-4:1995, Alarm systems — Part 4: Electromagnetic compatibility - Product family standard: Immunity 
requirements for components of fire, intruder and social alarm systems 

EN 60068-1, Environmental testing — Part 1: General and guidance (IEC 60068-1:1988 + Corrigendum 1988 
+ A1:1992) 

EN 60068-2-1, Environmental testing — Part 2: Tests — Tests A: Cold (IEC 60068-2-1:1990) 

EN 60068-2-2, Basic environmental testing procedures — Part 2: Tests — Tests B: Dry heat (IEC 60068-2-
2:1974 + IEC 60068-2-2A:1976) 

EN 60068-2-6, Environmental testing — Part 2: Tests — Test Fc: Vibration, (sinusoidal) (IEC 60068-2-6:1995 
+ Corrigendum 1995) 

EN 60068-2-27, Basic environmental testing procedures — Part 2: Tests — Test Ea and guidance: Shock 
(IEC 60068-2-27:1987) 

EN 60068-2-30, Environmental testing — Part 2: Tests — Test Db and guidance: Damp heat, cyclic (12 + 12 
hour cycle) (IEC 60068-2-30:1980 + A1:1985) 

EN 60068-2-42, Environmental testing — Part 2-42: Tests — Test Kc: Sulphur dioxide test for contacts and 
connections (IEC 60068-2-42:2003) 

EN 60068-2-75, Environmental testing — Part 2: Tests — Test Eh: Hammer tests (IEC 60068-2-75:1997) 

EN 60068-2-78, Environmental testing — Part 2-78: Tests — Test Cab: Damp heat, steady state (IEC 60068-
2-78:2001) 
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3 Terms, definitions and abbreviations 

3.1 Terms and definitions 

For the purposes of this European Standard, the terms and definitions given in EN 54-1:1996 and the following 
apply. 

3.1.1 
input/output device 
device connected to a transmission path of a fire detection and fire alarm system, used to receive and/or 
transmit electrical signals necessary for the operation of the fire detection and fire alarm system 

3.1.2 
conditioning 
exposure of a specimen to environmental conditions in order to determine the effect of such conditions on the 
specimen 

3.1.3 
recovery 
treatment of a specimen, after conditioning, so that the properties of the specimen may be stabilised before 
measurement 

3.2 Abbreviations 

For the purposes of this European Standard, the following abbreviations apply: 

CIE:  Control and indicating equipment. 

EMC: Electromagnetic compatibility. 

4 Requirements 

4.1 Compliance 

In order to comply with this European Standard, the input/output devices shall meet the requirements of this 
clause, which shall be verified by inspection and engineering assessment, shall be tested as described in 
Clause 5 and shall meet the requirements of the tests. For input/output devices integrated into another device, 
which is already covered by an existing European Standard, the environmental conditioning shall be 
performed in accordance with that European Standard, with the addition of the functional tests before, during 
and/or after conditioning, as required in this European Standard. 

In some detector standards/specifications, the dry heat (operational) test is conducted in special test 
equipment (e.g. in the heat tunnel for heat detectors). The required functional testing of the integrated 
input/output device before, during and after the dry heat conditioning may be done in this equipment, if this is 
possible without disrupting the detector measurements. Otherwise, a separate dry heat test, with the same 
conditioning, shall be conducted. For heat detectors, the test temperature is the maximum application 
temperature. 

4.2 Monitoring of detachable devices 

If an input/output device is detachable (i.e. it is attached to a detachable mounting base), then a means shall 
be provided for a remote monitoring system (e.g. the control and indicating equipment) to detect the removal 
of the device from the base, in order to give a fault signal. 
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4.3 Marking and data 

4.3.1 Marking 

Each input/output device shall be clearly marked with the following information: 

a) number and date of this European Standard (i.e. EN 54-18:2005);

b) name or trademark of the manufacturer or supplier;

c) model designation (type or number);

d) wiring terminal designations;

e) some mark(s) or code(s) (e.g. a serial number or batch code), by which the manufacturer can identify, at
least, the date or batch and place of manufacture, and the version number(s) of any software, contained
within the device.

For detachable devices, the head shall be marked with a), b), c) and e), and the base shall be marked with  
at least c) (i.e. its own model designation) and d).

Where any marking on the device uses symbols or abbreviations not in common use then these shall be 
explained in the data supplied with the device. 

The marking shall be visible during installation and shall be accessible during maintenance. 

The markings shall not be placed on screws or other easily removable parts. 

NOTE Where ZA.3 covers the same information as required by this subclause, the requirements of this subclause 
are met. 

4.3.2 Data 

Input/output devices shall be supplied with sufficient technical, installation and maintenance data to ensure 
their correct installation and operation. These data shall include the parameters necessary to define the input 
and/or output functions (e.g. output voltage and current ratings, alarm and fault trip levels, logic levels). If all of 
these data are not supplied with each device, then reference to the appropriate data sheet(s) shall be given on, 
or with, each device. To enable correct operation of the input/output device, these data shall describe the 
requirements for the correct processing of the signals from the device. This can be in the form of a full 
technical specification of these signals, a reference to the appropriate signalling protocol or a reference to 
suitable types of control and indicating equipment etc. 

4.4 Documentation 

The manufacturer shall prepare and provide design documentation (e.g. drawings, parts lists, block diagrams, 
circuit diagrams). Where appropriate, this shall include documentation of the signal processing principle. 

4.5 Requirements for software controlled devices 

4.5.1 General 

For input/output devices which rely on software control in order to fulfil the requirements of this European 
Standard, the requirements of 4.5.2, 4.5.3 and 4.5.4 shall be met. 
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4.5.2 Software documentation 

4.5.2.1 The manufacturer shall prepare documentation which gives an overview of the software design. 
This shall be submitted to the testing authority together with the input/output devices. This documentation 
shall be in sufficient detail for the design to be inspected for compliance with this European Standard and shall 
include at least the following: 

a) a functional description of the main program flow (e.g. as a flow diagram or structogram) including: 

1) a brief description of the modules and the functions that they perform; 

2) the way in which the modules interact; 

3) the overall hierarchy of the program; 

4) the way in which the software interacts with the hardware of the device; 

5) the way in which the modules are called, including any interrupt processing; 

b) a description of which areas of memory are used for the various purposes (e.g. the program, site specific 
data and running data); 

c) a designation, by which the software and its version can be uniquely identified. 

4.5.2.2 The manufacturer shall also prepare detailed design documentation, which only needs to be 
provided if required by the testing authority. It shall comprise at least the following: 

a) an overview of the whole system configuration, including all software and hardware components; 

b) a description of each module of the program, containing at least: 

1) the name of the module; 

2) a description of the tasks performed; 

3) a description of the interfaces, including the type of data transfer, the valid data range and the 
checking for valid data; 

c) full source code listings, as hard copy or in machine-readable form (e.g. ASCII-code), including all global 
and local variables, constants and labels used, and sufficient comment for the program flow to be 
recognized; 

d) details of any software tools used in the design and implementation phase (e.g. CASE-tools, compilers 
etc.). 

4.5.3 Software design 

In order to ensure the reliability of the device, the following requirements for software design shall apply: 

a) the software shall have a modular structure; 

b) the design of the interfaces for manually and automatically generated data shall not permit invalid data to 
cause error in the program operation; 

c) the software shall be designed to avoid the occurrence of deadlock of the program flow. 
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