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Foreword 
The text of document 31J/224/FDIS, future edition 5 of IEC 60079-17, prepared by SC 31J, Classification 
of hazardous areas and installation requirements, of IEC TC 31, Equipment for explosive atmospheres, 
was submitted to the IEC-CENELEC parallel vote and approved by CENELEC as EN 60079-17:2014. 
 
The following dates are fixed: 
 
• latest date by which the document has 

to be implemented at national level by 
publication of an identical national 
standard or by endorsement 

(dop) 2014-09-24 

• latest date by which the national 
standards conflicting with the 
document have to be withdrawn 

(dow) 2016-12-24 

 

This document supersedes EN 60079-17:2007. 

EN 60079-17:2014 includes the following significant technical changes with respect to  
EN 60079-17:2007: 

•  Equipment specific inspection tables for luminaires, heating systems and motors have been 
added into Annex A to supplement the general protection concept tables. 

• Document has been updated to complement the changes made to EN 60079-14 for initial 
inspection. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such patent 
rights. 

Endorsement notice 

The text of the International Standard IEC 60079-17:2013 was approved by CENELEC as a European 
Standard without any modification. 

In the official version, for Bibliography, the following notes have to be added for the standards indicated: 

IEC 60079-5 NOTE Harmonised as EN 60079-5. 

IEC 60079-6 NOTE Harmonised as EN 60079-6. 

IEC 60079-18 NOTE Harmonised as EN 60079-18. 

IEC 60079-26 NOTE Harmonised as EN 60079-26. 

IEC 60079-28 NOTE Harmonised as EN 60079-28. 

IEC 60204-1 NOTE Harmonised as EN 60204-1. 
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Annex ZA  
(normative) 

Normative references to international publications 
with their corresponding European publications 

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies.  

 NOTE   When an international publication has been modified by common modifications, indicated by 
(mod), the relevant EN/HD applies.  

Publication Year Title EN/HD Year 
  

IEC 60079-0  
 
 

- Explosive atmospheres -  
Part 0: Equipment - General requirements 

EN 60079-0  

 

  

IEC 60079-1 - Explosive atmospheres -  
Part 1: Equipment protection by flameproof 
enclosures "d" 

EN 60079-1 - 

 

  

IEC 60079-2 - Explosive atmospheres -  
Part 2: Equipment protection by pressurized 
enclosure "p" 

EN 60079-2 - 

 

  

IEC 60079-7  Explosive atmospheres -  
Part 7: Equipment protection by increased 
safety "e" 

EN 60079-7  

 

  

IEC 60079-10-1 - Explosive atmospheres -  
Part 10-1: Classification of areas - Explosive 
gas atmospheres 

EN 60079-10-1 - 

 

  

IEC 60079-10-2 - Explosive atmospheres -  
Part 10-2: Classification of areas - 
Combustible dust atmospheres 

EN 60079-10-2 - 

 

  

IEC 60079-11   Explosive atmospheres -  
Part 11: Equipment protection by intrinsic 
safety "i" 

EN 60079-11 - 

 

  

IEC 60079-14 - Explosive atmospheres -  
Part 14: Electrical installations design, 
selection and erection 

EN 60079-14 - 

 

  

IEC 60079-15 - Explosive atmospheres -  
Part 15: Equipment protection by type of 
protection "n" 

EN 60079-15 - 

 

  

IEC 60079-19 - Explosive atmospheres -  
Part 19: Equipment repair, overhaul and 
reclamation 

EN 60079-19 - 

 

  

IEC 60079-31 - Explosive atmospheres -  
Part 31: Equipment dust ignition protection by 
enclosure "t" 

EN 60079-31 - 

 

  

IEC 60364-6  - Low voltage electrical installations -  
Part 6: Verification 

HD 60364-6 - 
 

  

IEC 61241-4 - Electrical apparatus for use in the presence of 
combustible dust -  
Part 4: Type of protection 'pD' 

EN 61241-4 - 
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INTRODUCTION 

Electrical installations in hazardous areas possess features specially designed to render them 
suitable for operations in such atmospheres. It is essential for reasons of safety in those 
areas that, throughout the life of such installations, the integrity of those special features is 
preserved. This standard provides the details for initial inspection and on-going inspections as 
either; 

a) regular periodic inspections thereafter, or, 
b) continuous supervision by skilled personnel. 

When necessary, maintenance may also be needed. 

Correct functional operation of hazardous area installations does not mean, and should not be 
interpreted as meaning, that the integrity of the special features referred to above is 
preserved. 

Inspections are carried out in accordance with this standard, however for older installations 
the details for the equipment and installations requirements should be referenced to the 
standards applied at the date of the installation.  

NOTE Standards applied at the date of installation may not have been IEC standards.  
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EXPLOSIVE ATMOSPHERES –  
 

Part 17: Electrical installations inspection and maintenance 
 
 
 

1 Scope  

This part of the IEC 60079 series applies to users and covers factors directly related to the 
inspection and maintenance of electrical installations within hazardous areas only, where the 
hazard may be caused by flammable gases, vapours, mists, dusts, fibres or flyings.  

It does not include: 

• other fundamental installation and inspection requirements for electrical installations; 

• the verification of electrical equipment; 

• the repair and reclamation of explosion protected equipment (see IEC 60079-19). 

This standard supplements the requirements of IEC 60364-6. 

In the case of dusts, fibres or flyings the level of housekeeping may influence the inspection 
and maintenance requirements. 

This standard is intended to be applied where there can be a risk due to the presence of 
explosive gas or dust mixtures with air or combustible dust layers under normal atmospheric 
conditions. It does not apply to: 

• underground mining areas, 

• dusts of explosives that do not require atmospheric oxygen for combustion, 

• pyrophoric substances. 

2 Normative references 

The following documents, in whole or in part, are normatively referenced in this document and 
are indispensable for its application. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any 
amendments) applies. 

IEC 60079-0, Explosive atmospheres - Part 0: Equipment - General requirements 

IEC 60079-1, Explosive atmospheres – Part 1: Equipment protection by flameproof enclosures 
"d" 

IEC 60079-2, Explosive atmospheres – Part 2: Equipment protection by pressurized 
enclosures "p" 

IEC 60079-7, Explosive atmospheres – Part 7: Equipment protection by increased safety “e” 

IEC 60079-10-1, Explosive atmospheres – Part 10-1: Classification of areas – Explosive gas 
atmospheres 

IEC 60079-10-2, Explosive atmospheres – Part 10-2: Classification of areas – Combustible 
dust atmospheres 
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IEC 60079-11, Explosive atmospheres – Part 11: Equipment protection by intrinsic safety "i" 

IEC 60079-14, Explosive atmospheres – Part 14: Electrical installations design, selection and 
erection 

IEC 60079-15, Explosive atmospheres – Part 15: Equipment protection by type of protection 
"n" 

IEC 60079-19, Explosive atmospheres – Part 19: Equipment repair, overhaul and reclamation  

IEC 60079-31, Explosive atmospheres – Part 31: Equipment dust ignition protection by 
enclosure "t" 

IEC 60364-6, Low-voltage electrical installations – Part 6: Verification 

IEC 61241-4, Electrical apparatus for combustible dust atmospheres – Part 4: Type of 
protection "pD" 

3 Terms and definitions 

For the purposes of this document, the terms and definitions given in IEC 60079-0 and the 
following apply. 

NOTE Additional definitions applicable to explosive atmospheres can be found in IEC 60050-426. 

3.1  
close inspection 
inspection which encompasses those aspects covered by a visual inspection and, in addition, 
identifies those defects, such as loose bolts, which will be apparent only by the use of access 
equipment 

EXAMPLE Steps, (where necessary), and tools. 

Note 1 to entry: Close inspections do not normally require the enclosure to be opened, or the equipment to be de-
energized. 

3.2  
continuous supervision 
frequent attendance, inspection, service, care and maintenance of the electrical installation by 
skilled personnel who have experience in the specific installation and its environment in order 
to maintain the explosion protection features of the installation in satisfactory condition 

3.3  
detailed inspection 
inspection which encompasses those aspects covered by a close inspection and, in addition, 
identifies those defects, such as loose terminations, which will only be apparent by opening 
the enclosure, and/or using, where necessary, tools and test equipment 

3.4  
hazardous area 
area in which an explosive atmosphere is present, or may be expected to be present, in 
quantities such as to require special precautions for the construction, installation and use of 
equipment 

Note 1 to entry: For the purposes of this standard, an area is a three-dimensional region or space. 
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3.5  
initial inspection 
inspection of all electrical equipment, systems and installations before they are brought into 
service 

3.6  
inspection 
action comprising careful scrutiny of an item carried out either without dismantling, or with the 
addition of partial dismantling as required, supplemented by means such as measurement, in 
order to arrive at a reliable conclusion as to the condition of an item 

3.7  
maintenance 
combination of any actions carried out to retain an item in, or restore it to, conditions in which 
it is able to meet the requirements of the relevant specification and perform its required 
functions 

3.8  
live maintenance 
maintenance activities carried out while circuits are energized 

3.9  
non-hazardous area 
area in which an explosive atmosphere is not expected to be present in quantities such as to 
require special precautions for the construction, installation and use of equipment 

3.10  
periodic inspection 
inspection of all electrical equipment, systems and installations carried out on a routine basis 

3.11  
sample inspection 
inspection of a representative proportion of the electrical equipment, systems and installations 

3.12  
skilled personnel 
persons whose training has included instruction on the various types of protection and 
installation practices, the requirements of this standard, the relevant national 
regulations/company rules applicable to the installation and on the general principles of area 
classification 

3.13  
technical person with executive function 
person providing technical management of the skilled personnel, having adequate knowledge 
in the field of explosion protection, having familiarity with the local conditions, having 
familiarity with the installation and who has overall responsibility and control of the inspection 
systems for the electrical equipment within hazardous areas 

3.14  
visual inspection 
inspection which identifies, without the use of access equipment or tools, those defects, such 
as missing bolts, which will be apparent to the eye 
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4 General requirements 

4.1 Documentation 

For the purposes of inspection and maintenance, up-to-date documentation (verification 
dossier) including any modification records, of the following items shall be available: 

a) zone classification of areas and, if included, the equipment protection level (EPL) required 
for each location (see IEC 60079-10-1 and IEC 60079-10-2), 

b) for gases: equipment group (IIA, IIB or IIC) and temperature class requirements, 
c) for dusts: equipment group (IIIA, IIIB or IIIC) and maximum surface temperature 

requirements,  
d) equipment characteristics e.g. temperature ratings, type of protection, IP rating, corrosion 

resistance, 
e) records sufficient to enable the explosion protected equipment to be maintained in 

accordance with its type of protection (see IEC 60079-14), (for example list and location of 
equipment, spares, certificates, technical information), 

f) copies of previous inspection records, 
g) copy of the additional initial inspection records as detailed in IEC 60079-14. 

Requirements for other documentation that may be necessary are provided in IEC 60079-14 
and IEC 60079-19.  

4.2 Qualification of personnel 

The inspection and maintenance of installations covered by this standard shall be carried out 
only by experienced personnel, whose training has included instruction on the various types 
of protection and installation practices, the requirements of this standard, the relevant 
national regulations/company rules applicable to the installation and on the general principles 
of area classification (see Annex B). Appropriate continuing education or training shall be 
undertaken by personnel on a regular basis. Evidence of the relevant experience and training 
claimed shall be documented and available. 

4.3 Inspections 

4.3.1 General 

4.3.1.1 Basic Principles 

Before plant or equipment is brought into service, it shall be given an initial inspection. As 
part of the plant commissioning and start up procedures, initial inspection and other additional 
requirements are provided in IEC 60079-14. 

To ensure that the installations are maintained in a satisfactory condition for continued use 
within a hazardous area, either 

a) regular periodic inspections, or 
b) continuous supervision by skilled personnel, 

and, where necessary, maintenance shall be carried out. 

NOTE 1 In the case of dusts, fibres or flyings, housekeeping can influence the inspection and maintenance 
requirements. 

Following any adjustment, maintenance, repair, reclamation, modification or replacement, the 
equipment or relevant parts of equipment concerned shall be inspected in accordance with 
the relevant items of the detailed column of Tables 1, 2 and 3. 
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