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National foreword

This British Standard is the UK implementation of 
EN 60079‑18:2015+A1:2017, incorporating corrigendum July 2018. It 
is identical to IEC 60079‑18:2014, incorporating amendment 1:2017. It 
supersedes BS EN 60079‑18:2015, which is withdrawn.

The start and finish of text introduced or altered by amendment is 
indicated in the text by tags. Tags indicating changes to IEC text carry 
the number of the IEC amendment. For example, text altered by IEC 
amendment A1 is indicated by  .

The start and finish of text introduced or altered by corrigendum is 
indicated in the text by tags. Text altered by IEC corrigendum July 2018 
is indicated in the text by  .

BSI, as a member of CENELEC, is obliged to publish EN 60079‑18 as a 
British Standard. However, attention is drawn to the fact that the UK 
committee voted against its approval as a European Standard.

This was due to an internal inconsistency in clause 7.2.

Clause 7.2.1 states that faults are not taken into account for “mc”, 
whereas the last sentence of 7.2.4.2 specifies absolute requirements for 
“mc” to avoid faults, making the requirements for some “mc” circuits 
more arduous than the same circuit for “ma” or “mb”.

As this is not new text for this edition, it is assumed that in many cases 
this has been resolved by the manufacturer and certifier reading 7.2.1 
and then assuming, for “mc” equipment, that there is no need to read 
further into 7.2, therefore ignoring 7.2.4.2.

As it is not possible to satisfy both 7.2.1 and 7.2.4.2 at the same time, 
it is the opinion of the UK committee that 7.2.4.2 is not intended to be 
observed for “mc” equipment, and they have requested that IEC issue a 
formal corrigendum to that effect.

It is believed that the “mc” column of Table 1 was erroneously 
copied from 60079-15 and the purpose changed. In 60079-15, the 
table referred to segregation under 0.4 mm of compound in an IP54 
enclosure for Ex nA equipment. That is to say that a 0.4 mm layer of 
encapsulant was considered to be better than conformal coating in 
terms of environmental protection. It was not related to the ability 
of the encapsulation to withstand an internal fault. The table was 
not applied to Ex n encapsulation and therefore should not have been 
applied to Ex mc.

The UK participation in its preparation was entrusted to Technical 
Committee EXL/31, Equipment for explosive atmospheres.

A list of organizations represented on this committee can be obtained on 
request to its secretary.

This publication does not purport to include all the necessary provisions 
of a contract. Users are responsible for its correct application.

© The British Standards Institution 2018 
Published by BSI Standards Limited 2018
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Compliance with a British Standard cannot confer immunity from 
legal obligations.

This British Standard was published under the authority of the 
Standards Policy and Strategy Committee on 30 June 2015.

Amendments/corrigenda issued since publication

Date Text affected

31 January 2018 Implementation of IEC amendment 1:2017 with 
CENELEC endorsement A1:2017

31 August 2018 Implementation of IEC corrigendum July 2018
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EUROPEAN STANDARD

NORME EUROPÉENNE
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EN 60079‑18:2015 
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CEN-CENELEC Management Centre: Avenue Marnix 17, B-1000 Brussels

© 2017 CENELEC Ref. No. EN 60079‑18:2015+A1:2017: EAll rights of exploitation in any form and by any means reserved 
worldwide for CENELEC Members.

Explosive atmospheres – Part 18: Equipment protection 
by encapsulation “m” (IEC 60079-18:2014)

Atmosphères explosives – Partie 18: Protection du 
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EN 60079‑18:2015+A1:2017 (E)

European foreword

The text of document 31/1152/FDIS, future edition 4 of IEC  60079‑18, prepared by IEC/TC 31 
"Explosive atmospheres" was submitted to the IEC-CENELEC parallel vote and approved by CENELEC 
as EN 60079‑18:2015.

The following dates are fixed:

•
latest date by which the document has to be implemented at 
national level by publication of an identical national standard 
or by endorsement

(dop) 2015-10-24

• latest date by which the national standards conflicting with the 
document have to be withdrawn (dow) 2018-01-16

This document supersedes EN 60079‑18:2009.

Attention is drawn to the possibility that some of the elements of this document may be the subject 
of patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such 
patent rights.

This document has been prepared under a mandate given to CENELEC by the European Commission 
and the European Free Trade Association, and supports essential requirements of EU Directive.

For the relationship with EU Directive see informative Annex  ZZ, which is an integral part of 
this document.

Endorsement notice
The text of the International Standard IEC 60079‑18:2014 was approved by CENELEC as a European 
Standard without any modification.

IEC 60079‑1    NOTE  Harmonized as EN 60079‑1.

IEC 60079‑2    NOTE  Harmonized as EN 60079‑5.

IEC 60079‑5    NOTE  Harmonized as EN 60079‑5.

IEC 60079‑6    NOTE  Harmonized as EN 60079‑6.

IEC 60079‑10‑1    NOTE  Harmonized as EN 60079‑10‑1.

IEC 60079‑10‑2    NOTE  Harmonized as EN 60079‑10‑2.

IEC 60079‑14    NOTE  Harmonized as EN 60079‑14.

IEC 60079‑28    NOTE  Harmonized as EN 60079‑28.

IEC 60086‑1    NOTE  Harmonized as EN 60086‑1.

IEC 60622    NOTE  Harmonized as EN 60622.

IEC 60604‑1    NOTE  Harmonized as EN 60604‑1.

IEC 60747‑5‑5    NOTE  Harmonized as EN 60747‑5‑5.

IEC 61951‑1    NOTE  Harmonized as EN 61951‑1.

IEC 61951‑2    NOTE  Harmonized as EN 61951‑2.

ISO 13849‑1    NOTE  Harmonized as EN ISO 13849‑1.
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EN 60079‑18:2015+A1:2017 (E)

Foreword to amendment A1

The text of document 31/1323/FDIS, future IEC 60079‑18:2014/A1, prepared by IEC/TC 31 "Explosive 
atmospheres" was submitted to the IEC-CENELEC parallel vote and approved by CENELEC as 
EN 60079‑18:2015/A1:2017.

The following dates are fixed:

•
latest date by which the document has to be implemented at 
national level by publication of an identical national standard 
or by endorsement

(dop) 2018-06-28

• latest date by which the national standards conflicting with the 
document have to be withdrawn (dow) 2020-09-28

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

This document has been prepared under a mandate given to CENELEC by the European Commission 
and the European Free Trade Association, and supports essential requirements of EU Directive(s).

For the relationship with EU Directive(s) see informative Annex  ZZ, which is an integral part of 
this document.

Endorsement notice
The text of the International Standard IEC  60079‑18:2014/A1:2017 was approved by CENELEC as a 
European Standard without any modification.
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EN 60079‑18:2015+A1:2017 (E)

Annex ZA 
(normative) 

Normative references to international publications with their 
corresponding European publications

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies.

NOTE 1	 When an International Publication has been modified by common modifications, indicated by (mod), 
the relevant EN/HD applies.

NOTE 2	 Up-to-date information on the latest versions of the European Standards listed in this annex is 
available here: www.cenelec.eu.

Publication Year Title EN/HD Year

IEC 60079‑0 (mod) — Explosive atmospheres — Part 0: Equipment — 
General requirements EN 60079‑0 —

+A11 2013

IEC 60079‑7 — Explosive atmospheres — Part 7: Equipment pro-
tection by increased safety "e" EN 60079‑7 —

IEC 60079‑11 — Explosive atmospheres — Part 11: Equipment pro-
tection by intrinsic safety "i" EN 60079‑11 —

IEC 60079‑15 — Explosive atmospheres — Part 15: Equipment pro-
tection by type of protection "n" EN 60079‑15 —

IEC 60079‑26 — Explosive atmospheres — Part 26: Equipment with 
equipment protection level (EPL) Ga EN 60079‑26 —

IEC 60079‑31 — Explosive atmospheres — Part 31: Equipment dust 
ignition protection by enclosure "t" EN 60079‑31 —

IEC 60127 series
Miniature fuses — Part 1: Definitions for miniature 
fuses and general requirements for miniature fuse-
links

EN 60127 series

IEC 60243‑1 — Electric strength of insulating materials — Test 
methods — Part 1: Tests at power frequencies EN 60243‑1 —

IEC 60691 — Thermal-links — Requirements and application 
guide EN 60691 —

IEC 60730‑2‑9(mod) —
Automatic electrical controls for household and 
similar use — Part 2-9: Particular requirements for 
temperature sensing controls

EN 60730‑2‑9 +AA —

IEC 60738‑1 — Thermistors — Directly heated positive tempera-
ture coefficient — Part 1: Generic specification EN 60738‑1 —

IEC 61140 — Protection against electric shock — Common as-
pects for installation and equipment EN 61140 —
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EN 60079‑18:2015+A1:2017 (E)

Publication Year Title EN/HD Year

IEC 61558‑1 —
Safety of power transformers, power supplies, 
reactors and similar products — Part 1: General 
requirements and tests

EN 61558‑1 —

+EN 61558‑1:2005/
corrigendum Aug. 
2006

2006

IEC 61558‑2‑6 —

Safety of transformers, reactors, power supply 
units and similar products for supply voltages up 
to 1 100 V — Part 2-6: Particular requirements and 
tests for safety isolating transformers and power 
supply units incorporating safety isolating trans-
formers

EN 61558‑2‑6 —

IEC 62326‑4‑1 —
Printed boards — Part 4: Rigid multilayer printed 
boards with interlayer connections — Sectional 
specification — Section 1: Capability Detail Specifi-
cation - Performance levels A, B and C

EN 62326‑4‑1 —
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EN 60079‑18:2015+A1:2017 (E)

Annex ZZ 
(informative) 

Relationship between this European standard and the essential 
requirements of 2014/34/EU [2014 OJ L96] aimed to be covered

This European standard has been prepared under a Commission’s standardisation request M/BC/
CEN/92/46 to provide one voluntary means of conforming to essential requirements of 2014/34/EU of 
the European Parliament and of the Council of 26 February 2014 on the harmonisation of the laws of the 
Member States relating to equipment and protective systems intended for use in potentially explosive 
atmospheres (recast).

Once this standard is cited in the Official Journal of the European Union under that Directive, compliance 
with the normative clauses of this standard given in Table ZZ.1 confers, within the limits of the scope 
of this standard, a presumption of conformity with the corresponding essential requirements of that 
Directive, and associated EFTA regulations.

Table ZZ.1 — Correspondence between this European standard and Annex II of Directive 
2014/34/EU [2014 OJ L96]

Essential Requirements of 2014/34/
EU Clause(s) / sub-clause(s) of this EN Remarks / Notes

1.0.1. 1 / 3 / 4
1.0.2. 4 /6 / 7.1 / 7.2
1.0.3. —
1.0.4. 5 / 6 / 7.1 - 7.4
1.0.5. 10
1.0.6. —
1.1.1. 5
1.1.2. 5
1.1.3. 5
1.2.1. —
1.2.2. —
1.2.3. —
1.2.4. 6.2.1
1.2.5. —
1.2.6. —
1.2.7. —
1.2.8. 7.9
1.2.9. —

1.3.1. 4 Principle of the type of protection 
“m”

1.3.2. —

1.3.3. 4 Principle of the type of protection 
“m” as far as applicable

1.3.4. 4 Principle of the type of protection 
“m”

1.3.5. —
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EN 60079‑18:2015+A1:2017 (E)

Essential Requirements of 2014/34/
EU Clause(s) / sub-clause(s) of this EN Remarks / Notes

1.4.1. 4 Principle of the type of protection 
“m”

1.4.2. 4 Principle of the type of protection 
“m”

1.5.1 7.9
1.5.2. 7.9
1.5.3. —
1.5.4. —
1.5.5. —
1.5.6. —
1.5.7. —
1.5.8. —
1.6.1. —
1.6.2. —
1.6.3. —
1.6.4. 7.6
1.6.5. —
2.0.1.1. 6.2 / 6.3 / 7.2 / 7.3 / 8.2.6
2.0.1.2. 6.2 / 6.3 / 7.2 / 7.3 / 8.2.6
2.0.1.3. 6.2 / 6.3 / 7.2 / 7.3 / 8.2.6
2.0.1.4. —
2.0.2.1. 6.2 / 6.3 / 7.2 / 7.3 / 8.2.6
2.0.2.2. —
2.0.2.3 6.2 / 7.3.2
2.1.1.1. 7.2.1 / 7.3.2 / 8.2.6
2.1.1.2. 6.2 / 6.3
2.1.1.3. —
2.1.2.1. 7.2.1 / 7.3.1

2.1.2.2. 4 Principle of the type of protection 
“m”

2.1.2.3. 6.2.1 / 6.3
2.1.2.4. —
2.2.1.1. 7.2.1 / 7.3.2 / 7.4.1 / 8.2.6
2.2.1.2. 6.2 / 6.3
2.2.1.3. —
2.2.2.1 7.2.1 / 7.3.1
2.2.2.2. 6.2 / 6.3
2.2.2.3. —
2.2.2.4. —
2.3.1.1. 7.2
2.3.1.2. 6.2.1 / 7.2
2.3.2.1. 7.2
2.3.2.2. 6.2.1 / 7.2
2.3.2.3. —
3.0.1. —
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EN 60079‑18:2015+A1:2017 (E)

Essential Requirements of 2014/34/
EU Clause(s) / sub-clause(s) of this EN Remarks / Notes

3.0.2. —
3.0.3. —
3.0.4. —
3.1.1. —
3.1.2. —
3.1.3. —
3.1.4. —
3.1.5. —
3.1.6. —
3.1.7. —
3.1.8. —

WARNING 1 — Presumption of conformity stays valid only as long as a reference to this European 
standard is maintained in the list published in the Official Journal of the European Union. Users 
of this standard should consult frequently the latest list published in the Official Journal of the 
European Union.

WARNING  2 — Other Union legislation may be applicable to the product(s) falling within the 
scope of this standard.
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 FOREWORD 

 1) The International Electrotechnical Commission (IEC) is a worldwide organization for
standardization comprising all national electrotechnical committees (IEC National Committees). 
The object of IEC is to promote international co-operation on all questions concerning 
standardization in the electrical and electronic fields. To this end and in addition to other 
activities, IEC publishes International Standards, Technical Specifications, Technical Reports, 
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). 
Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental 
and non-governmental organizations liaising with the IEC also participate in this preparation. IEC 
collaborates closely with the International Organization for Standardization (ISO) in accordance 
with conditions determined by agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible,
an international consensus of opinion on the relevant subjects since each technical committee has 
representation from all interested IEC National Committees. 

3) IEC Publications have the form of recommendations for international use and are accepted by
IEC National Committees in that sense. While all reasonable efforts are made to ensure that the 
technical content of IEC Publications is accurate, IEC cannot be held responsible for the way in 
which they are used or for any misinterpretation by any end user. 

 4) In order to promote international uniformity, IEC National Committees undertake to apply
IEC Publications transparently to the maximum extent possible in their national and regional 
publications. Any divergence between any IEC Publication and the corresponding national or 
regional publication shall be clearly indicated in the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide
conformity assessment services and, in some areas, access to IEC marks of conformity. IEC is not
responsible for any services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual
experts and members of its technical committees and IEC National Committees for any personal
injury, property damage or other damage of any nature whatsoever, whether direct or indirect, or
for costs (including legal fees) and expenses arising out of the publication, use of, or reliance upon,
this IEC Publication or any other IEC Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced
publications is indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the
subject of patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

Standard IEC  60079‑18 has been prepared by IEC technical committee 31: Equipment for explosive 
atmospheres.

This fourth edition constitutes a technical revision.

This International Standard is to be used in conjunction with IEC  60079‑0, Explosive atmospheres  – 
Part 0: Equipment-General requirements.

This edition includes the following significant technical changes with respect to the previous edition:
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