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National foreword

This British Standard is the UK implementation of EN 60683:2012. It is 
identical to IEC 60683:2011. It supersedes BS 7686:1993, which is withdrawn.

The UK participation in its preparation was entrusted to Technical Committee 
PEL/27, Electroheating.

A list of organizations represented on this committee can be obtained on 
request to its secretary.

This publication does not purport to include all the necessary provisions of a 
contract. Users are responsible for its correct application.

© The British Standards Institution 2012
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Compliance with a British Standard cannot confer immunity 
from legal obligations.

This British Standard was published under the authority of the 
Standards Policy and Strategy Committee on 29 February 2012.
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EN 60683:2012 

Foreword 

The text of document 27/780/CDV, future edition 2 of IEC 60683, prepared by IEC/TC 27 "Industrial 
electroheating" was submitted to the IEC-CENELEC parallel vote and approved by CENELEC as 
EN 60683:2012. 

The following dates are fixed: 

 latest date by which the document has 
to be implemented at national level by 
publication of an identical national 
standard or by endorsement 

(dop) 2012-08-23 

 latest date by which the national 
standards conflicting with the 
document have to be withdrawn 

(dow) 2014-11-23 

This document supersedes HD 599 S1:1992. 

EN 60683:2011 includes the following significant technical changes with respect to HD 599 S1:1992: 

– Clause 1 (Scope and object) – the types of furnaces covered by this standard are more clearly defined. 

– Clause 2 (Normative references) and Clause 3 (Terms and definitions) have been updated and 
completed. 

– A new Clause 4 (Features of the SAF system) has been added; it mainly concentrates on the tests 
necessary for high voltage/high current electrical equipment in the installation. 

– Clause 5 (Tests and general conditions) and Clause 6 (Technical tests) have been modified according 
to today's requirements for safe operation of a SAF. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such patent 
rights. 

Endorsement notice 

The text of the International Standard IEC 60683:2011 was approved by CENELEC as a European 
Standard without any modification. 

In the official version, for Bibliography, the following note has to be added for the standard indicated: 

IEC 60146-1-1:2009 NOTE   Harmonized as EN 60146-1-1:2010 (not modified). 
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EN 60683:2012 

Annex ZA  
(normative) 

  
Normative references to international publications 
with their corresponding European publications 

  
The following referenced documents are indispensable for the application of this document. For dated 
references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies.  
  
NOTE   When an international publication has been modified by common modifications, indicated by (mod), the relevant EN/HD 
applies.  
  
Publication Year Title EN/HD Year 
  

IEC 60398 - Industrial electroheating installations -  
General test methods 

EN 60398 - 

  

IEC 60519-1 2010 Safety in electroheating installations -  
Part 1: General requirements 

EN 60519-1 2011 

  

IEC 60519-4 - Safety in electroheat installations -  
Part 4: Particular requirements for arc furnace 
installations 

EN 60519-4 - 
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