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National foreword

This British Standard is the UK implementation of EN 60695-1-10:2010. It is
identical to IEC 60695-1-10:2009. It supersedes BS EN 60695-1-1:2000, which
will be withdrawn on publication of BS EN 60695-1-11|. BS EN 60695-1-10:2010
is to be used in conjunction with BS EN 60695-1-11.

The UK participation in its preparation was entrusted to Technical Committee
GEL/89, Fire hazard testing.

A list of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions of a
contract. Users are responsible for its correct application.

© BSI 2010
ISBN 978 0 580 56422 2
ICS 13.220.40; 29.020

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the Standards
Policy and Strategy Committee on 31 July 2010.

Amendments issued since publication

Amd. No. Date Text affected
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This European Standard was approved by CENELEC on 2010-03-01. CENELEC members are bound to comply
with the CEN/CENELEC Internal Regulations which stipulate the conditions for giving this European Standard
the status of a national standard without any alteration.
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language made by translation under the responsibility of a CENELEC member into its own language and notified
to the Central Secretariat has the same status as the official versions.
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Foreword
The text of document 89/950/FDIS, future edition 1 of |JEC 60695-1-10, prepared by IEC TC 89, Fire
hazard testing, was submitted to the IEC-CENELEC parallel vote and was approved by CENELEC as
N 60695-1-10 on 2010-03-01.
This EN 60695-1-1d together with EN 60695-1-11") supersedes EN 60695-1-1:2000.
This standard is to be used in conjunction with EN 60695-1-11.
Attention is drawn to the possibility that some of the elements of this document may be the subject of

patent rights. CEN and CENELEC shall not be held responsible for identifying any or all such patent
rights.

The following dates were fixed:

— latest date by which the EN has to be implemented
at national level by publication of an identical
national standard or by endorsement (dop) 2010-12-01

— latest date by which the national standards conflicting
with the EN have to be withdrawn (dow) 2013-03-01

Annex ZA has been added by CENELEC.

Endorsement notice

The text of the International Standard IEC 60695-1-10:2009 was approved by CENELEC as a European
Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standards indicated:

[6] IEC 60695-1 NOTE Harmonized in EN 60695-1 series (not modified).
[71 IEC 60695-2 NOTE Harmonized in EN 60695-2 series (not modified).
[8] NOTE Harmonized as .

[9] IEC 60695-5 NOTE Harmonized in EN 60695-5 series (not modified).
[10] IEC 60695-6 NOTE Harmonized in EN 60695-6 series (not modified).
[11] IEC 60695-7 NOTE Harmonized in EN 60695-7 series (not modified).
[12] IEC 60695-8 NOTE Harmonized in EN 60695-8 series (not modified).
[13] IEC 60695-9 NOTE Harmonized in EN 60695-9 series (not modified).
[14] IEC 60695-10 NOTE Harmonized in EN 60695-10 series (not modified).
[15] IEC 60695-11 NOTE Harmonized in EN 60695-11 series (not modified).

" To be published
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Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following referenced documents are indispensable for the application of this document. For dated
references, only the edition cited applies. For undated references, the latest edition of the referenced
document (including any amendments) applies.

NOTE When an international publication has been modified by common modifications, indicated by (mod), the relevant EN/HD

applies.

Publication Year Title EN/HD Year
IEC 60695 Series Fire hazard testing EN 60695 Series
EC 60695-1-11 200X?  Fire hazard testing - N 60695-1-11 200X?

Part 1-11: Guidance for assessing the fire
hazard of electrotechnical products - Fire
hazard assessment

2008  Fire hazard testing - 2008
Part 1-30: Guidance for assessing the fire
hazard of electrotechnical products -
Preselection testing process - General
guidelines

EC/TS 62441 2006  Accidentally caused candle flame ignition for LC/TS 62441 2007
audio/video, communication and information
technology equipment

IEC Guide 104 1997  The preparation of safety publications and - -
the use of basic safety publications and group
safety publications

ISO/IEC Guide 51 1999  Safety aspects - Guidelines for their inclusion - -
in standards

SO 19706 2007  Guidelines for assessing the fire threat to - -
people

2 To be published.

Documents

Document Sharing Hub

Full document details: BS EN 60695-1-10:2010


http://dx.doi.org/10.3403/30097773U
http://dx.doi.org/10.3403/30097773U
http://dx.doi.org/10.3403/02683772U
http://dx.doi.org/10.3403/02683772U
http://dx.doi.org/10.3403/30279434U
http://dx.doi.org/10.3403/30279434U
http://dx.doi.org/10.3403/30150939U
http://www.avadocuments.com/doc/bs-en-60695-1-10-2010
http://www.avadocuments.com/doc/bs-en-60695-1-10-2010

BS EN 60695-1-10:2010
-4 - 60695-1-10 © IEC:2009

INTRODUCTION

In the design of any electrotechnical product the risk of fire and the potential hazards
associated with fire need to be considered. In this respect the objective of component, circuit
and product design as well as the choice of materials is to reduce to acceptable levels the
potential risks of fire even in the event of foreseeable abnormal use, malfunction or failure.
This standard, together with its companion, |JEC 60695-1-11), provides guidance on how this is
to be accomplished.

The primary aims are to prevent ignition caused by an electrically energised component part
and, in the event of ignition, to confine any resulting fire within the bounds of the enclosure of
the electrotechnical product.

Secondary aims include the minimisation of any flame spread beyond the product’s enclosure
and the minimisation of harmful effects of fire effluents including heat, smoke, and toxic or
corrosive combustion products.

Fires involving electrotechnical products can also be initiated from external non-electrical
sources. Considerations of this nature are dealt with in the overall risk assessment.

Assessing the fire hazard of electrotechnical products is accomplished by performing fire
hazard tests. These tests are divided into two fundamental groups: qualitative fire tests and
quantitative fire tests.

Fire testing of electrotechnical products should, whenever possible, be carried out using
quantitative fire tests having the following characteristics:

a) The test should take into account the circumstances of product use, i.e. contemplated
end-use conditions as well as foreseeable abnormal use. This is because fire conditions
that may be hazardous under one set of circumstances will not necessarily pose the same
threat under a different set.

b) It should be possible to correlate the test results with the harmful effects of fire effluents
referred to above, i.e. the thermal and airborne threats to people and/or property in the
relevant end-use situation. This avoids the creation of artificial, and sometimes distorted,
performance scales with no clear relationship to fire safety.

c) Recognizing that there are usually multiple contributions to the effects of real fires, the
test results should be expressed in well defined terms and using rational scientific units,
so that the product's contribution to the overall fire effects can be quantitatively assessed
and compared with that of other products’ contributions.

Although quantitative tests are preferred, the characteristics of qualitative fire tests are that
they provide pass/fail and classification results. Under certain circumstances it will be
appropriate to maintain such qualitative test methods or to develop new ones. This part of
IEC 60695-1 establishes the circumstances under which such maintenance or development is
appropriate.
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FIRE HAZARD TESTING -

Part 1-10: Guidance for assessing
the fire hazard of electrotechnical products —
General guidelines

1 Scope

This part of IEC 60695-1 provides general guidance on how to reduce to acceptable levels the
risk of fire and the potential effects of fires involving electrotechnical products. It also serves
as a signpost standard to the other guidance publications in the IEC 60695 series.

It describes the relationship between fire risk and the potential effects of fire, and provides
guidance to IEC product committees on the applicability of qualitative and quantitative fire
tests to the fire hazard assessment of electrotechnical products.

It emphasises the importance of the scenario approach to fire hazard and risk assessment
and discusses criteria intended to ensure the development of technically sound hazard-based
fire test methods.

It discusses the different types of fire tests, in particular, the nature of qualitative and
quantitative fire tests. It also describes the circumstances under which it is appropriate for
IEC product committees to maintain or develop qualitative fire tests.

This standard is intended as guidance to IEC committees, and should be used with respect to
their individual applications.

This basic safety publication is intended for use by technical committees in the preparation of
standards in accordance with the principles laid down in IEC Guide 104 and ISO/IEC
Guide 51.

One of the responsibilities of a technical committee is, wherever applicable, to make use of
basic safety publications in the preparation of its publications. The requirements, test
methods or test conditions of this basic safety publication will not apply unless specifically
referred to or included in the relevant publications.

2 Normative references

The following referenced documents are indispensable for the application of this document.
For dated references, only the edition cited applies. For undated references, the latest edition
of the referenced document (including any amendments) applies.

IEC 60695 (all parts), Fire hazard testing

IEC 60695-1-11: Fire hazard testing — Part 1-11: Guidance for assessing the fire hazard of
electrotechnical products — Fire hazard assessment2

IEC 60695-1-30:2008, Fire hazard testing — Part 1-30: Guidance for assessing the fire hazard
of electrotechnical products — Preselection testing process — General guidelines

2 To be published. Documents
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