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Foreword 

The text of the International Standard IEC 60987:2007, prepared by SC 45A, Instrumentation and
control of nuclear facilities, of IEC TC 45, Nuclear instrumentation, together with the common
modifications prepared by the Technical Committee CENELEC TC 45AX, Instrumentation and control 
of nuclear facilities, was submitted to the formal vote and was approved by CENELEC as EN 60987
on 2009-06-01.

The following dates were fixed:

– latest date by which the EN has to be implemented
at national level by publication of an identical
national standard or by endorsement (dop) 2010-06-01 

– latest date by which the national standards conflicting 
with the EN have to be withdrawn (dow) 2012-06-01 

Annex ZA has been added by CENELEC. 
________________ 
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Endorsement notice

The text of the International Standard IEC 60987:2007 was approved by CENELEC as a European 
Standard with agreed common modifications as given below.

COMMON MODIFICATIONS
1 Scope 

1.1 General

Replace NOTE 2 by the following text:

The more complex hardware components are out of the scope of EN 60987. IEC/SC 45 A
accepted new works items to cover the cases of those more complex hardware components 
(e.g. IEC 62566 under development when EN 60987 was published). 
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Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following referenced documents are indispensable for the application of this document.
For dated references, only the edition cited applies. For undated references, the latest edition
of the referenced document (including any amendments) applies.

NOTE When an international publication has been modified by common modifications, indicated by (mod), the relevant EN/HD
applies.

Publication Year Title EN/HD Year

IEC 60780 - 1) Nuclear power plants - Electrical
equipment of the safety system -
Qualification

- - 

IEC 60812 - 1) Analysis techniques for system
reliability - Procedure for failure
mode and effects analysis (FMEA)

EN 60812 2006 2)

IEC 60880 - 1) Nuclear power plants -
Instrumentation and control systems
important to safety - Software 
aspects for computer-based systems
performing category A functions

- - 

IEC 61000 Series Electromagnetic compatibility (EMC) EN 61000 Series
IEC 61025 - 1) Fault tree analysis (FTA) EN 61025 2007 2)

IEC 61513 2001 Nuclear power plants -
Instrumentation and control for
systems important for safety -
General requirements for systems 

- - 

IEC 62138 - 1) Nuclear power plants -
Instrumentation and control important
for safety - Software aspects for
computer-based systems performing
category B or C functions

- - 

ISO 9001 - 1) Quality management systems -
Requirements

EN ISO 9001 2008 2)

IAEA NS-G 1.3 - 1) Instrumentation and control systems
important to safety in nuclear power
plants

- - 

IAEA 50-C/SG-Q 1996 Quality assurance for safety in 
nuclear power plants and other
nuclear installations

- - 

——————— 
1) Undated reference.

2) Valid edition at date of issue.
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INTERNATIONAL ELECTROTECHNICAL COMMISSION
____________ 

NUCLEAR POWER PLANTS –
INSTRUMENTATION AND CONTROL

IMPORTANT TO SAFETY – 
HARDWARE DESIGN REQUIREMENTS

FOR COMPUTER-BASED SYSTEMS

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any
equipment declared to be in conformity with an IEC Publication.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

International Standard IEC 60987 has been prepared by subcommittee 45A: Instrumentation 
and control of nuclear facilities, of IEC technical committee 45: Nuclear instrumentation. 

This second edition cancels and replaces the first edition published in 1989. This edition
includes the following significant technical changes with respect to the previous edition:

• account has been taken of the fact that computer design engineering techniques have 
advanced significantly in the intervening years;

• update of the format to align with the current IEC/ISO directives on the style of standards; 

• alignment of the standard with the new revisions of IAEA documents NS-R-1 and NS-G-
1.3, which includes as far as possible an adaptation of the definitions;
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• replacement, as far as possible, of the requirements associated with standards published 
since the first edition, especially IEC 61513, IEC 60880, edition 2, and IEC 62138;

• review of the existing requirements and updating of the terminology and definitions.

The text of this standard is based on the following documents:

FDIS Report on voting

45A/662/FDIS 45A/666/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.

The committee has decided that the contents of this publication will remain unchanged until
the maintenance result date indicated on the IEC web site under "http://webstore.iec.ch" in
the data related to the specific publication. At this date, the publication will be 

• reconfirmed, 
• withdrawn,
• replaced by a revised edition, or
• amended. 
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INTRODUCTION 

a) Technical background, main issues and organization of the standard 

The basic principles for the design of nuclear instrumentation, as specifically applied to the
safety systems of nuclear power plants, were first interpreted in nuclear standards with 
reference to hardwired systems in IAEA Safety Guide 50-SG-D3 which has been superseded
by IAEA Guide NS-G-1.3. 

IEC 60987 was first issued in 1989 to cover the hardware aspects of digital systems design 
for systems important to safety, i.e. safety systems and safety-related systems.

Although many of the requirements within the original issue continue to be relevant, there
were significant factors which justified the development of this revised edition of IEC 60987, in
particular:

– a new standard has been produced which addresses in detail the general requirements for
nuclear systems important to safety (IEC 61513);

– the use of pre-developed system platforms, rather than bespoke developments, has
increased significantly.

b) Situation of the current standard in the structure of the IEC SC 45A standard series 

The first-level IEC SC 45A standard for computer-based systems important to safety in
nuclear power plants (NPPs) is IEC 61513. IEC 60987 is a second-level IEC SC 45A standard
which addresses the generic issue of hardware design of computerized systems.

IEC 60880 and IEC 62138 are second-level standards which together cover the software 
aspects of computer-based systems used to perform functions important to safety in NPPs.
IEC 60880 and IEC 62138 make direct reference to IEC 60987 for hardware design. 

The requirements of IEC 60780 for equipment qualification are referenced within IEC 60987. 
For modules to be used in the design of a specific system important to safety, relevant and
auditable operating experience from nuclear or other applications as described in IEC 60780,
in combination with the application of rigorous quality assurance programmes, may be an
acceptable method of qualification.

For more details on the structure of the SC 45A standard series, see item d) of this
introduction. 

c) Recommendations and limitations regarding the application of the standard

It is important to note that this standard establishes no additional functional requirements for
Class 1 or Class 2 systems (see IEC 61513 for system classification requirements).

Aspects for which special recommendations have been produced (so as to assure the
production of highly reliable systems), are:

– a general approach to computing hardware development; 
– a general approach to hardware verification and to the hardware aspects of computer

system validation.
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It is recognized that computer technology is continuing to develop and that it is not possible 
for a standard such as this to include references to all modern design technologies and 
techniques. To ensure that the standard will continue to be relevant in future years the 
emphasis has been placed on issues of principle, rather than specific hardware design
technologies. If new design techniques are developed then it should be possible to assess the
suitability of such techniques by adapting and applying the design principles contained within
this standard. 

The scope of this standard covers digital systems hardware for Class 1 and Class 2 systems.
This includes multiprocessor distributed systems and single processor systems; it covers the
assessment and use of pre-developed items, for example, commercial off-the-shelf items 
(COTS), and the development of new hardware.

d) Description of the structure of the SC 45A standard series and relationships with
other IEC, IAEA and ISO documents

The top-level document of the IEC SC 45A standard series is IEC 61513. It provides general 
requirements for I&C systems and equipment that are used to perform functions important to
safety in NPPs. IEC 61513 structures the IEC SC 45A standard series. 

IEC 61513 refers direct to other IEC SC 45A standards for general topics related to 
categorization of functions and classification of systems, qualification, separation of systems,
defence against common-cause failure, software aspects of computer-based systems,
hardware aspects of computer-based systems, and control room design. The standards
referenced direct at this second level should be considered together with IEC 61513 as a
consistent document set.

At a third level, IEC SC 45A standards not referenced direct by IEC 61513 are standards
related to specific equipment, technical methods, or specific activities. Usually these
documents, which make reference to second-level documents for general topics, can be used 
on their own.

A fourth level extending the IEC SC 45A standard series, corresponds to technical reports 
which are not normative documents. 

IEC 61513 has adopted a presentation format similar to the basic safety publication 
IEC 61508 with an overall safety life-cycle framework and a system life-cycle framework and 
provides an interpretation of the general requirements of IEC 61508-1, IEC 61508-2 and
IEC 61508-4, for the nuclear application sector. Compliance with IEC 61513 will facilitate 
consistency with the requirements of IEC 61508 as they have been interpreted for the nuclear
industry. In this framework, IEC 60880 and IEC 62138 correspond to IEC 61508-3 for the
nuclear application sector.

IEC 61513 refers to ISO 9001 as well as to IAEA 50-C-QA (now replaced by IAEA 50-C/SG-Q)
for topics related to quality assurance (QA).

The IEC SC 45A standards series consistently implements and details the principles and
basic safety aspects provided in the IAEA Code on the safety of NPPs and in the IAEA safety
series, in particular the requirements of NS-R-1, establishing safety requirements related to
the design of NPPs, and Safety Guide NS-G-1.3 dealing with instrumentation and control
systems important to safety in NPPs. The terminology and definitions used by SC 45A
standards are consistent with those used by the IAEA.
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