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European foreword 

The text of document 65A/791/FDIS, future edition 2 of IEC 61069-3, prepared by SC 65A “System 
aspects” of IEC/TC 65 “Industrial-process measurement, control and automation” was submitted to the 
IEC-CENELEC parallel vote and approved by CENELEC as EN 61069-3:2016. 
 
The following dates are fixed: 

• latest date by which the document has to be 
implemented at national level by 
publication of an identical national 
standard or by endorsement 

(dop) 2017-04-28 

• latest date by which the national 
standards conflicting with the 
document have to be withdrawn 

(dow) 2019-10-28 

 
This document supersedes EN 61069-3:1996. 
 
Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such 
patent rights. 
 

Endorsement notice 

The text of the International Standard IEC 61069-3:2016 was approved by CENELEC as a European 
Standard without any modification. 

In the official version, for Bibliography, the following notes have to be added for the standards indicated: 
 

IEC 61069-5:2016 NOTE Harmonized as EN 61069-5:2016 (not modified). 

IEC 61131-3 NOTE Harmonized as EN 61131-3. 

IEC 61158 Series NOTE Harmonized as EN 61158 Series. 

IEC 61297 NOTE Harmonized as EN 61297. 

IEC 61512 Series NOTE Harmonized as EN 61512 Series. 

IEC 61784 Series NOTE Harmonized as EN 61784 Series. 

IEC/TS 62603-1:2014 NOTE Harmonized as CLC/TS 62603-1:2014. 
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Annex ZA 
(normative) 

 
Normative references to international publications 

with their corresponding European publications 
 
The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies. 
 
NOTE 1 When an International Publication has been modified by common modifications, indicated by (mod), the relevant 
EN/HD applies. 
 
NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available here: 
www.cenelec.eu 
 
Publication Year Title EN/HD Year 
     

IEC 61069-1 2016  Industrial-process measurement, control 
and automation - Evaluation of system 
properties for the purpose of system 
assessment -  
Part 1: Terminology and basic concepts 

EN 61069-1 2016  

IEC 61069-2 2016  Industrial-process measurement, control 
and automation - Evaluation of system 
properties for the purpose of system 
assessment -  
Part 2: Assessment methodology 

EN 61069-2 2016  
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
INDUSTRIAL-PROCESS MEASUREMENT, CONTROL AND AUTOMATION –  

EVALUATION OF SYSTEM PROPERTIES FOR  
THE PURPOSE OF SYSTEM ASSESSMENT –  

 
Part 3: Assessment of system functionality  

 
FOREWORD 

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 61069-3 has been prepared by subcommittee 65A: System 
aspects, of IEC technical committee 65: Industrial-process measurement, control and 
automation. 

This second edition cancels and replaces the first edition published in 1996. This edition 
constitutes a technical revision. 

This edition includes the following significant technical changes with respect to the previous 
edition: 

a) Reorganization of the material of IEC 61069-3:1996 to make the overall set of standards 
more organized and consistent; 

b) IEC TS 62603-1:2014 has been incorporated into this edition. 
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The text of this standard is based on the following documents: 

FDIS Report on voting 

65A/791/FDIS 65A/800/RVD 

 
Full information on the voting for the approval of this standard can be found in the report on 
voting indicated in the above table. 

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2. 

A list of all parts in the IEC 61069 series, published under the general title Industrial-process 
measurement, control and automation – Evaluation of system properties for the purpose of 
system assessment, can be found on the IEC website. 

The committee has decided that the contents of this publication will remain unchanged until 
the stability date indicated on the IEC website under "http://webstore.iec.ch" in the data 
related to the specific publication. At this date, the publication will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 
 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates 
that it contains colours which are considered to be useful for the correct 
understanding of its contents. Users should therefore print this document using a 
colour printer. 
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INTRODUCTION 

IEC 61069 deals with the method which should be used to assess system properties of a 
basic control system (BCS). IEC 61069 consists of the following parts: 

Part 1: Terminology and basic concepts 
Part 2: Assessment methodology 
Part 3: Assessment of system functionality  
Part 4: Assessment of system performance 
Part 5: Assessment of system dependability 
Part 6: Assessment of system operability 
Part 7: Assessment of system safety 
Part 8: Assessment of other system properties 

Assessment of a system is the judgement, based on evidence, of the suitability of the system 
for a specific mission or class of missions. 

To obtain total evidence would require complete evaluation (for example under all influencing 
factors) of all system properties relevant to the specific mission or class of missions.  

Since this is rarely practical, the rationale on which an assessment of a system should be 
based is: 

– the identification of the importance of each of the relevant system properties, 
– the planning for evaluation of the relevant system properties with a cost-effective 

dedication of effort to the various system properties. 

In conducting an assessment of a system, it is crucial to bear in mind the need to gain a 
maximum increase in confidence in the suitability of a system within practical cost and time 
constraints. 

An assessment can only be carried out if a mission has been stated (or given), or if any 
mission can be hypothesized. In the absence of a mission, no assessment can be made; 
however, evaluations can still be specified and carried out for use in assessments performed 
by others. In such cases, IEC 61069 can be used as a guide for planning an evaluation and it 
provides methods for performing evaluations, since evaluations are an integral part of 
assessment. 

In preparing the assessment, it can be discovered that the definition of the system is too 
narrow. For example, a facility with two or more revisions of the control systems sharing 
resources, for example a network, should consider issues of co-existence and inter-operability. 
In this case, the system to be investigated should not be limited to the “new” BCS; it should 
include both. That is, it should change the boundaries of the system to include enough of the 
other system to address these concerns. 

The part structure and the relationship among the parts of IEC 61069 are shown in Figure 1. 
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Figure 1 – General layout of IEC 61069 

Some example assessment items are integrated in Annex C. 

 

IEC 

Part 1: Terminology and basic concepts 

Part 2: Assessment methodology

Parts 3 to 8: Assessment of each system property

• Terminology
‐ Common terms
‐ Terms for particular part

• Basic concept
‐ Objective
‐ Description of system
‐ System properties
‐ Influencing factors

• Generic requirements of procedure  of assessment
‐ Overview, approach and phases
‐ Requirements for each phase
‐ General description of  evaluation techniques

• Basics of assessment specific to each property
‐ Properties and influencing factors

• Assessment method for each property
• Evaluation techniques for each property

IEC 61069:  Industrial-process measurement, control and automation –
Evaluation of system properties for the purpose of system assessment
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INDUSTRIAL-PROCESS MEASUREMENT, CONTROL AND AUTOMATION –  
EVALUATION OF SYSTEM PROPERTIES FOR  
THE PURPOSE OF SYSTEM ASSESSMENT –  

 
Part 3: Assessment of system functionality  

 
 
 

1 Scope 

This part of IEC 61069: 

– specifies the detailed method of the assessment of functionality of a basic control system 
(BCS) based on the basic concepts of IEC 61069-1 and methodology of IEC 61069-2, 

– defines basic categorization of functionality properties, 
– describes the factors that influence functionality and which need to be taken into account 

when evaluating functionality, and 
– provides guidance in selecting techniques from a set of options (with references) for 

evaluating the functionality. 

2 Normative references 

The following documents, in whole or in part, are normatively referenced in this document and 
are indispensable for its application. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any 
amendments) applies. 

IEC 61069-1:— 1, Industrial-process measurement, control and automation – Evaluation of 
system properties for the purpose of system assessment – Part 1: Terminology and basic 
concepts 

IEC 61069-2:— 2, Industrial process measurement, control and automation – Evaluation of 
system properties for the purpose of system assessment – Part 2: Assessment methodology  

3 Terms, definitions, abbreviated terms, acronyms, conventions and symbols 

3.1 Terms and definitions 

For the purposes of this document, the terms and definitions given in IEC 61069- apply. 

3.2 Abbreviated terms, acronyms, conventions and symbols 

For the purposes of this document, the abbreviated terms, acronyms, conventions and 
symbols given in IEC 61069-1 apply. 

____________ 
1  Second edition to be published simultaneously with this part of IEC 61069. 

2  Second edition to be published simultaneously with this part of IEC 61069. 
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4 Basis of assessment specific to functionality 

4.1 Functionality properties 

4.1.1 General 

A system is able to perform the required mission if the functions provided by the system cover 
the mission. The extent to which this is the case can be expressed as the system property 
coverage. 

For a system designed for a set of rigid and fixed tasks, coverage can describe fully the 
functionality of a system.  

Tasks required, however, can differ for different applications of the system or the mission can 
change or be extended over time due to changes in the industrial process or arrangements in 
the control strategy. To cope with this, the system should provide means for configuring the 
selection and arrangement of modules, and should have a system configuration which 
provides flexibility for additions and modifications. 

To fully assess the functionality of a system, the system properties are categorised in a 
hierarchical way.  

Functionality properties are categorized as shown in Figure 2.  

 

Figure 2 – Functionality 

Functionality cannot be assessed directly and cannot be described by a single property. 
Functionality can only be determined by analysis and testing of each of the functionality 
properties individually. 

Some of the functionality properties can be expressed in quantitative terms as an absolute or 
relative value; others can only be described in a qualitative way with some quantitative 
elements.  

When assessing the functionality of a system, the availability of facilities necessary for the 
system to operate should be taken into account. 

4.1.2 Coverage 

Coverage is determined by: 

– the range of distinct functions provided, each differentiated by type, execution frequency, 
data volume, etc.; 

– the variety of ways in which the functions cooperate, as determined by the system 
configuration, to perform the task(s) required; 

– the number of replications available of each function, as determined by the way in which 
the system modules provide these functions and how these functions are allocated within 
the modules. 

IEC 

Functionality 

Coverage Configurability Flexibility 
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