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National foreword

This British Standard is the UK implementation of EN 61386-
1:2008+A1:2019. It is identical to ﬁEC 61386-1:200&, incorporating
amendment 1:2017. It supersedes BS EN 61386-1:2008, which

is withdrawn.

The start and finish of text introduced or altered by amendment is
indicated in the text by tags. Tags indicating changes to [EC text carry
the number of the IEC amendment. For example, text altered by IEC
amendment A1 is indicated by @}

The UK participation in its preparation was entrusted to Technical
Committee PEL/213, Cable management.

A list of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions
of a contract. Users are responsible for its correct application.

© The British Standards Institution 2019
Published by BSI Standards Limited 2019

ISBN 978 0 580 93973 0
ICS 29.120.10

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the
Standards Policy and Strategy Committee on 30 September 2008.

Amendments/corrigenda issued since publication

Date Text affected

31 August 2019 Implementation of IEC amendment 1:2017 with
CENELEC endorsement A1:2019
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EN 61386-1:2008/A1:2019 (E)

European foreword

The text of document 23A/831/FDIS, future edition 2 of IEC 61386-1:2008/A1, prepared by IEC/TC
23A "Cable management systems, of IEC technical committee 23: Electrical accessories" was
submitted to the IEC-CENELEC parallel vote and approved by CENELEC as
EN 61386-1:2008/A1:2019.

The following dates are fixed:

¢ latest date by which the document has to be (dop) 2020-01-26
implemented at national level by
publication of an identical national
standard or by endorsement

e latest date by which the national (dow) 2022-07-26

standards conflicting with the
document have to be withdrawn

This document supersedes EN 61386-1:2008.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

This document has been prepared under a mandate given to CENELEC by the European Commission
and the European Free Trade Association, and supports essential requirements of EU Directive(s).

For the relationship with EU Directive(s) see informative Annex ZZ, which is an integral part of this
document.

Endorsement notice

The text of the International Standard IEC 61386-1:2008/A1:2017 was approved by CENELEC as a
European Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standards indicated:

IEC 60364-4-42:2010 NOTE
IEC 60364-5-52:2009 NOTE

Harmonized as HD 60364-4-42:2011 (modified).
Harmonized as HD 60364-5-52:2011 (modified).

IEC 60670 (series) NOTE Harmonized as EN 60670 (series)
EC 60754-2 NOTE Harmonized as EN 60754-2.

Full document details: BS EN 61386-1:2008+A1:2019
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Foreword to amendment A1

The text of document 23A/553/FDIS, future edition 2 of JEC 61386-1, prepared by SC 23A, Cable
management systems, of IEC TC 23, Electrical accessories, was submitted to the IEC-CENELEC parallel
vote and was approved by CENELEC as EN 61386-1 on 2008-06-01.

This European Standard supersedes EN 61386-1:2004 + corrigendum April 2004.
The changes to EN 61386-1:2004 are as follows:

— change to the length of the test specimen between fittings for the tensile test,

— editorial and normative reference updates.

The following dates were fixed:

— latest date by which the EN has to be implemented
at national level by publication of an identical
national standard or by endorsement (dop) 2009-03-01

— latest date by which the national standards conflicting
with the EN have to be withdrawn (dow) 2011-06-01

This Part 1 is to be used in conjunction with the appropriate Part 2, which contains clauses to supplement
or modify the corresponding clauses in Part 1, to provide the relevant particular requirements for each
type of product. A conduit system which conforms to this standard is deemed safe for use.

In this publication, the following print types are used:

— Requirements proper: in roman type.
— Test specifications: in italic type.

— Explanatory matter: in smaller roman type.

For this European Standard the references to Austria and Australia in Subclauses 6.5.2 and 13.1.4 of
IEC 61386-1:2008 shall be disregarded and have been replaced by the normative Annex ZB, Special
national conditions.

Annexes ZA and ZB have been added by CENELEC.

Endorsement notice

The text of the International Standard JEC 61386-1:2008 was approved by CENELEC as a European
Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standards indicated:

IEC 60670 NOTE Harmonized in EN 60670 series (modified).
EC 60754-1 & NOTE See EN 50267 series, Common test methods for cables under fire conditions - Tests on
EC 60754- gases evolved during combustion of materials from cables .
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Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments)
applies.

NOTE 1 Where an International Publication has been modified by common modifications, indicated by (mod), the relevant
EN/HD applies.

NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available here:
www.cenelec.eu.

Publication Year Title EN/HD Year

IEC 60417 1973'Graphical symbols for use on equipment. Index, survey and - -
compilation of the single sheets.

IEC 60423 2007 Conduit systems for cable management - Outside diameters of EN 60423 2007
conduits for electrical installations and threads for conduits and
fittings

EC 60529 1989 Degrees of protection provided by enclosures (IP Code) N 60529 1991

- - + corrigendum 1993

May
+ A1 1999 + A1 2000
+ A2 2013 + A2 2013
IEC 60695- 2014 Fire hazard testing - Part 2-11: Glowing/hot-wire based test  EN 60695-2-112014
2-11 methods - Glow-wire flammability test method for end-products
(GWEPT)

IEC 60695- 2003 Fire hazard testing -- Part 11-2: Test flames - 1 kW nominal  EN 60695-11-22003
11-2 pre-mixed flame - Apparatus, confirmatory test arrangement

and guidance
IEC 61386- 2002 Conduit systems for cable management -- Part 21: Particular EN 61386-21 2004

21 requirements - Rigid conduit systems

- - + corrigendum 2004
Apr.

- - +A11 2010

IEC 61386- 2002 Conduit systems for cable management -- Part 22: Particular EN 61386-22 2004

22 requirements - Pliable conduit systems

- - + corrigendum 2004
Apr.

- - +A11 2010

" Dated as no equivalent European Standard exists.
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Publication Year Title EN/HD Year
IEC 61386- 2002 Conduit systems for cable management -- Part 23: Particular EN 61386-23 2004
23 requirements - Flexible conduit systems
- - + corrigendum 2004

Apr.
- - +A11 2010
IEC 61386- 2004 Conduit systems for cable management -- Part 24: Particular EN 61386-24 2010
24 requirements - Conduit systems buried underground
IEC 61386- 2011 Conduit systems for cable management -- Part 25: Particular EN 61386-25 2011
25 requirements - Conduit fixing devices
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Annex ZB
(normative)
Special national conditions

Special national condition: National characteristic or practice that cannot be changed even over a long
period, e.g. climatic conditions, electrical earthing conditions.

NOTE If it affects harmonization, it forms part of the European Standard / Harmonization Document.

For the countries in which the relevant special national conditions apply these provisions are normative,
for other countries they are informative.

Clause Special national condition

6.5.2 Austria

Conduits and conduit fittings may be classified with low acid gas emission.

13.1.4 Austria

Conduits and conduit fittings classified as low acid gas emission shall be tested in

accordance with EN 50267-1 and EN 50267-2-2.
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Annex Z2Z
(informative)

EN 61386-1:2008/A1:2019 (E)

Relationship between this European Standard and the safety
objectives of Directive 2014/35/EU [2014 OJ L96] aimed to be

covered

This European Standard has been prepared under a Commission’s standardization request relating to
harmonized standards in the field of the Low Voltage Directive, M/511, to provide one voluntary means
of conforming to safety objectives of Directive 2014/35/EU of the European Parliament and of the
Council of 26 February 2014 on the harmonization of the laws of the Member States relating to the
making available on the market of electrical equipment designed for use within certain voltage limits

[2014 OJ L96].

Once this standard is cited in the Official Journal of the European Union under that Directive,
compliance with the normative clauses of this standard given in Table ZZ.1 confers, within the limits of
the scope of this standard, a presumption of conformity with the corresponding safety objectives of
that Directive, and associated EFTA regulations.

Table ZZ.1 — Correspondence between this European Standard
and Annex | of Directive 2014/35/EU [2014 OJ L96]

Safety objectives of
Directive 2014/35/EU

Clause(s) / sub-clause(s)
of this EN

Remarks / Notes

(1)(@)

Clause 7 Marking and
documentation

(1)(b)

Clause 6 Classification

Clause 7 Marking and
documentation

Clause 8 Dimensions
Clause 9 Construction

(1)(c)

Clause 1 Scope

Clause 2 Normative references
Clause 3 Terms and definitions
Clause 4 General requirements
Refer to (2)(a) to (2)(d) and
(3)(a) to (3)(c) below

(2)(@)

Clause 4 General requirements

Clause 5 General conditions for
tests

Clause 6 Classification
Clause 9 Construction

Clause 10 Mechanical
properties

Clause 11 Electrical properties
Clause 12 Thermal properties
Clause 14 External influences

Full document details: BS EN 61386-1:2008+A1:2019

Documents
Document gharing Hub


http://www.avadocuments.com/doc/bs-en-61386-1-2008-a1-2019
http://www.avadocuments.com/doc/bs-en-61386-1-2008-a1-2019

EN 61386-1:2008/A1:2019 (E)

Safety objectives of Clause(s) / sub-clause(s) Remarks / Notes
Directive 2014/35/EU of this EN
(2)(b) Clause 5 General conditions for
tests

Clause 12 Thermal properties
Clause 13 Fire Hazard

(2)(c) Clause 5 General conditions for
tests

Clause 9 Construction

Clause 10 Mechanical
properties

Clause 12 Thermal properties
Clause 13 Fire Hazard
Clause 14 External influences

(2)(d) Clause 5 General conditions for
tests

Clause 6 Classification
Clause 11 Electrical properties

(3)(a) Clause 5 General conditions for
tests

Clause 6 Classification
Clause 9 Construction

Clause 10 Mechanical
properties
Clause 12 Thermal properties

(3)(b) Clause 5 General conditions for
tests

Clause 6 Classification
Clause 12 Thermal properties
Clause 13 Fire Hazard
Clause 14 External influences

Clause 15 Electromagnetic
compatibility

(3)(c) Risk assessment shows
foreseeable conditions of
overload are not of concern.

WARNING 1 — Presumption of conformity stays valid only as long as a reference to this European
Standard is maintained in the list published in the Official Journal of the European Union. Users of this
standard should consult frequently the latest list published in the Official Journal of the European
Union.

WARNING 2 — Other Union legislation may be applicable to the product(s) falling within the scope of
this standard.
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

CONDUIT SYSTEMS FOR CABLE MANAGEMENT -

Part 1: General requirements

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any
equipment declared to be in conformity with an IEC Publication.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

International Standard JEC 61386-1 has been prepared by subcommittee 23A: Cable
management systems, of IEC technical committee 23: Electrical accessories.

This second edition cancels and replaces the first edition published in 1996, and its
Amendment 1 (2000), and it constitutes a technical revision. The changes to the first edition
are as follows:

— change to the length of the test specimen between fittings for the tensile test,
— editorial and normative reference updates.
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The text of this standard is based on the following documents:

FDIS Report on voting
23A/553/FDIS 23A/558/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.

A list of all the parts in the IEC 61386 series, under the general title Conduit systems for cable
management, can be found on the IEC website.

This Part 1 is to be used in conjunction with the appropriate Part 2, which contains clauses to
supplement or modify the corresponding clauses in Part 1, to provide the relevant particular
requirements for each type of product. A conduit system which conforms to this standard is
deemed safe for use.

In this publication, the following print types are used:

— Requirements proper: in roman type.
— Test specifications: in italic type.

— Explanatory matter: in smaller roman type.

The following differences exist in some countries:

6.5.2: In Australia and Austria, conduits and conduit fittings may be classified with low acid
gas emission.

13.1.4: In Australia conduits_and conduit fittings classified as low acid gas emission shall be
tested in accordance with |[EC 60754-1, evolve not more than the equivalent of 5 mg of
hydrochloride-acid per gram of sample.

In Austria conduits and conduit fittings classified as low acid gas emission shall be tested in

accordance with [EC 60754-2.

The committee has decided that the contents of this publication will remain unchanged until
the maintenance result date indicated on the IEC web site under "http://webstore.iec.ch" in
the data related to the specific publication. At this date, the publication will be

* reconfirmed,

+ withdrawn,

* replaced by a revised edition, or
*+ amended.
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CONDUIT SYSTEMS FOR CABLE MANAGEMENT -

Part 1: General requirements

1 Scope

This part of IEC 61386 specifies requirements and tests for conduit systems, including
conduits and conduit fittings, for the protection and management of insulated conductors
and/or cables in electrical installations or in communication systems up to 1 000 V a.c. and/or
1 500 V d.c. This standard applies to metallic, non-metallic and composite conduit systems,
including threaded and non-threaded entries which terminate the system. This standard does
not apply to enclosures and connecting boxes which come within the scope of IEC 60670.

NOTE 1 Certain conduit systems may also be suitable for use in hazardous atmospheres. Regard should then be
taken of the extra requirements necessary for equipment to be installed in such conditions.

NOTE 2 Earthing conductors may or may not be insulated.
2 Normative references

The following referenced documents are indispensable for the application of this document.
For dated references, only the edition cited applies. For undated references, the latest edition
of the referenced document (including any amendments) applies.

IEC 60417, Graphical symbols for use on equipment

IEC 60423:2007, Conduit systems for cable management — Outside diameters of conduits for
electrical installations and threads for conduits and fittings

IEC 60529:1989 + AMD1:1999+AMD2:2013, Degrees of protection provided by enclo-
sures (IP Code)

IEC 60695-2-11:2014, Fire hazard testing — Part 2-11: Glowing/hot-wire based test meth-
ods — Glow-wire flammability test method for end-products (GWEPT)

IEC 60695-11-2:2003, Fire hazard testing — Part 11-2: Test flames - 1 kW nominal pre-mixed flame
- Apparatus, confirmatory test arrangement and guidance

IEC 61386-21:2002, Conduit systems for cable management — Part 21: Particular requirements
— Rigid conduit systems

IEC 61386-22:2002, Conduit Systems for cable management — Part 22: Particular requirements —
Pliable conduit systems

IEC 61386-23:2002, Conduit systems for cable management — Part 23: Particular requirements —
Flexible conduit systems

IEC 61386-24:2004, Conduit systems for cable management — Part 24: Particular requirements —
Conduit systems buried underground

IEC 61386-25:2011, Conduit systems for cable management — Part 25: Particular requirements —
Conduit fixing devices
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