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European foreword

The text of document 88/540/FDIS, future edition 2 of JEC 61400-25-3, prepared by IEC TC 88 "Wind
turbines" was submitted to the IEC-CENELEC parallel vote and approved by CENELEC as EN 61400-25-
3:2015.

The following dates are fixed:

¢ latest date by which the document has (dop) 2016-05-20
to be implemented at national level by
publication of an identical national
standard or by endorsement

e latest date by which the national (dow) 2018-08-04
standards conflicting with the
document have to be withdrawn

This document supersedes EN 61400-25-3:2007.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such patent
rights.

Endorsement notice

The text of the International Standard IEC 61400-25-3:2015 was approved by CENELEC as a European
Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standards indicated:

EC 61850-7- NOTE Harmonized as EN 61850-7-3.
EC 61850-7-4 NOTE Harmonized as EN 61850-7-4.
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Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following documents, in whole or in part, are normatively referenced in this document and are
indispensable for its application. For dated references, only the edition cited applies. For undated
references, the latest edition of the referenced document (including any amendments) applies.

NOTE 1 When an International Publication has been modified by common modifications, indicated by (mod), the relevant EN/HD
applies.

NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available here:
www.cenelec.eu.

Publication Year Title EN/HD Year
IEC 61400-25-1| - Wind turbines -- Part 25-1: Communications EN 61400-25-1 -
for monitoring and control of wind power
plants - Overall description of principles and
models
2015 Wind turbines -- Part 25-2: Communications 2015
for monitoring and control of wind power
plants - Information models
2008  Wind turbines -- Part 25-4: Communications 2008
for monitoring and control of wind power
plants - Mapping to communication profile
2010  Communication networks and systems for 2010
power utility automation -- Part 7-2: Basic
information and communication structure -
Abstract communication service interface
(ACSI)
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

WIND TURBINES -

Part 25-3: Communications for monitoring
and control of wind power plants —
Information exchange models

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

International Standard JEC 61400-25-3 has been prepared by IEC technical committee 88:
Wind turbines.

The text of this standard is based on the following documents:

FDIS Report on voting
88/540/FDIS 88/552/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.
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This second edition cancels and replaces the first edition published in 2006.

The scope of revision includes:

e Harmonization with service models in Edition 2 of [EC 61850-7-2.

e Reduction of overlap between standards and simplification by increased referencing.

This edition includes the following significant technical changes with respect to the previous
edition:
a) Add subscription and remove subscription services have been removed.

b) Tables in Clause 9 indicating expected services have been replaced by tables in a new
Annex D including ACSI conformance statements for clients and servers.

c) Technical issues (“Tissues”) for |EC 61850-7-2 edition 2 have been considered and

changes have been made accordingly.

Technical issues (“Tissues”), as collected by the IEC 61400-25 users group USE61400-25,
have been considered, but no technical issues were registered for edition 1.

A list of all parts of the IEC 61400 series, under the general title Wind turbines, can be found
on the IEC website.

The committee has decided that the contents of this publication will remain unchanged until
the stability date indicated on the IEC web site under "http://webstore.iec.ch” in the data
related to the specific publication. At this date, the publication will be

e reconfirmed,

e withdrawn,

e replaced by a revised edition, or

e amended.

IMPORTANT - The 'colour inside’' logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct
understanding of its contents. Users should therefore print this document using a
colour printer.
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INTRODUCTION

The IEC 61400-25 series defines communications for monitoring and control of wind power
plants. The modeling approach of the IEC 61400-25 series has been selected to provide
abstract definitions of classes and services such that the specifications are independent of
specific protocol stacks, implementations, and operating systems. The mapping of these
abstract classes and services to a specific communication profile is not inside the scope of
this part (IEC 61400-25-3) but inside the scope of |JEC 61400-25-4.

This part of IEC 61400-25 defines services of the model of the information exchange of
intelligent electronic devices in wind power plants. The services are referred to as the abstract
communication service interface (ACSI). The ACSI has been defined so as to be independent
of the underlying communication systems.

The information exchange model is defined in terms of

— a hierarchical class model of all information that can be accessed,
— information exchange services that operate on these classes,
— parameters associated with each information exchange service.

The ACSI description technique abstracts away from all the different approaches to implement
the cooperation of the various devices.

These abstract service definitions are mapped into concrete object definitions that are to be
used for a particular protocol. Mapping to specific protocol stacks is specified in
IEC 61400-25-4.

NOTE 1 Abstraction in ACSI has two meanings. Firstly, only those aspects of a real device (for example, a rotor)
or a real function that are visible and accessible over a communication network are modelled. This abstraction
leads to the hierarchical class models and their behaviour defined in JEC 61400-25-4. Secondly, the ACSI abstracts

from the aspect of concrete definitions on how the devices exchange information; only a conceptual cooperation is
defined. The concrete information exchange is defined in |JEC 61400-25-4.

NOTE 2 Performance of the IEC 61400-25 series implementations are application specific. The IEC 61400-25
series does not guarantee a certain level of performance. This is beyond the scope of the IEC 61400-25 series.

However, there is no underlying limitation in the communications technology to prevent high speed application
(millisecond level responses).
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WIND TURBINES -

Part 25-3: Communications for monitoring
and control of wind power plants —
Information exchange models

1 Scope

The focus of the IEC 61400-25 series is on the communications between wind power plant
components such as wind turbines and actors such as SCADA systems. Internal
communication within wind power plant components is outside the scope of the IEC 61400-25
series.

The IEC 61400-25 series is designed for a communication environment supported by a client-
server model. Three areas are defined, that are modelled separately to ensure the scalability
of implementations: (1) wind power plant information models, (2) information exchange model,
and (3) mapping of these two models to a standard communication profile.

The wind power plant information model and the information exchange model, viewed
together, constitute an interface between client and server. In this conjunction, the wind power
plant information model serves as an interpretation frame for accessible wind power plant
data. The wind power plant information model is used by the server to offer the client a
uniform, component-oriented view of the wind power plant data. The information exchange
model reflects the whole active functionality of the server. The IEC 61400-25 series enables
connectivity between a heterogeneous combination of client and servers from different
manufacturers and suppliers.

As depicted in Figure 1, the IEC 61400-25 series defines a server with the following aspects:

— information provided by a wind power plant component, e. g., “wind turbine rotor speed” or
“total power production of a certain time interval” is modelled and made available for
access. The information modelled in the IEC 61400-25 series is defined in

IEC 61400-25-2;
— services to exchange values of the modelled information defined in |JEC 61400-25-3;

— mapping to a communication profile, providing a protocol stack to carry the exchanged
values from the modelled information (JEC 61400-25-4).

The IEC 61400-25 series only defines how to model the information, information exchange
and mapping to specific communication protocols. The IEC 61400-25 series excludes a
definition of how and where to implement the communication interface, the application
program interface and implementation recommendations. However, the objective of the
IEC 61400-25 series is that the information associated with a single wind power plant
component (such as a wind turbine) is accessible through a corresponding logical device.

This part of IEC 61400-25 specifies an abstract communication service interface describing
the information exchange between a client and a server for:

— data access and retrieval,

— device control,

— event reporting and logging,

— self-description of devices (device data dictionary),

— data typing and discovery of data types.
Documents

Document Sharing Hub

Full document details: BS EN 61400-25-3:2015


http://dx.doi.org/10.3403/30164541U
http://dx.doi.org/10.3403/30164544U
http://dx.doi.org/10.3403/30137810U
http://www.avadocuments.com/doc/bs-en-61400-25-3-2015
http://www.avadocuments.com/doc/bs-en-61400-25-3-2015

BS EN 61400-25-3:2015
IEC 61400-25-3:2015 © IEC 2015

| Client

| Information exchange
: model (get, set, report,
| log, control, publish /

| subscribe, etc.)
1

1

1

1

1

1

............

defined in

[ e

) []
]
LoActer IEC 61400-25-3
1 eg ,
! scApa |
1 ]
) 1
1 \
1 1
) []
) 1
1 ] 1
1 [} 1
H A L__. information model
: g s defined in
s A LD

Application ! | IEC 61400-25-2

- [ -
—7\ B e
Trelrmaeszree
Qutside I
SCope :
e e mm

Messaging
through mapping
to communication

profile (Read,
write, ... message)
defined in

IEC 61400-25-4

Communication model of the IEC 61400-25 series

Server

Information exchange
model (get, set, report,
log, control, publish /
subscribe, etc.)
defined in

IEC 61400-25-3

Wind power piant
information model L
(rotor speed, break _ .=~ ¢ T

status, total power“'*-—— "
production, etc.)

defined in oo
IEC 61400-25-2 s

~

L Wind paier
: plant
1 component

: e.g. wind turbine

31
1]
[
]
a
PRy S ——
£
41
: ; T

- o

Qutside
scope

IEC

Figure 1 — Conceptual communication model of the IEC 61400-25 series

2 Normative references

The following documents, in whole or in part, are normatively referenced in this document and
are indispensable for its application. For dated references, only the edition cited applies. For

undated references, the

amendments) applies.

latest edition of the

referenced document (including any

IEC 61400-25-1, Wind turbines — Part 25-1: Communications for monitoring and control of
wind power plants — Overall description of principles and models

IEC 61400-25-2:2015, Wind turbines — Part 25-2: Communications for monitoring and control
of wind power plants — Information models

IEC 61400-25-4:2008, Wind turbines — Part 25-4: Communications for monitoring and control

of wind power plants — Mapping to communication profile

IEC 61850-7-2:2010, Communication networks and systems for power utility automation —
Part 7-2: Basic information and communication structure — Abstract communication service

interface (ACSI)

3 Terms and definitions

For the purposes of this document, the terms and definitions given in |EC 61400-25-1 as well

as the following apply.

3.1
control object

data object instance of a controllable data object class who'’s ctiIModel DataAttribute is not set

to “status-only”
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