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Foreword 

The text of document 85/446/FDIS, future edition 1 of IEC 61557-14, prepared by IEC/TC 85 "Measuring 
equipment for electrical and electromagnetic quantities" was submitted to the IEC-CENELEC parallel vote 
and approved by CENELEC as EN 61557-14:2013. 

The following dates are fixed: 

• latest date by which the document has 
to be implemented at national level by 
publication of an identical national 
standard or by endorsement 

(dop) 2014-02-16 

• latest date by which the national 
standards conflicting with the 
document have to be withdrawn 

(dow) 2016-05-16 
 

 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such patent 
rights. 

This standard covers the Principle Elements of the Safety Objectives for Electrical Equipment Designed 
for Use within Certain Voltage Limits (LVD - 2006/95/EC). 
 

Endorsement notice 

The text of the International Standard IEC 61557-14:2013 was approved by CENELEC as a European 
Standard without any modification. 

In the official version, for Bibliography, the following notes have to be added for the standards indicated: 
IEC 61557-5 NOTE   Harmonised as EN 61557-5. 

IEC 61557-7 NOTE   Harmonised as EN 61557-7. 

IEC 61557-8 NOTE   Harmonised as EN 61557-8. 

IEC 61557-9 NOTE   Harmonised as EN 61557-9. 

IEC 61557-11 NOTE   Harmonised as EN 61557-11. 

IEC 61557-12 NOTE   Harmonised as EN 61557-12. 
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Annex ZA  
(normative) 

  
Normative references to international publications 

with their corresponding European publications 
  
The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies.  
  
NOTE   When an international publication has been modified by common modifications, indicated by (mod), the relevant EN/HD 
applies.  
  
Publication Year Title EN/HD Year 
  

IEC 60204-1 - Safety of machinery - Electrical equipment of 
machines -  
Part 1: General requirements 

EN 60204-1  - 

 

  

IEC 60529 - Degrees of protection provided by enclosures 
(IP Code) 

- - 
 

  

IEC 61000-4-8 - Electromagnetic compatibility (EMC) -  
Part 4-8: Testing and measurement 
techniques - Power frequency magnetic field 
immunity test 

EN 61000-4-8 - 

 

  

IEC 61010-1 
+ corr. May  

2010 
2011 

Safety requirements for electrical equipment 
for measurement, control and laboratory use -  
Part 1: General requirements 

EN 61010-1 2010 

 

  

IEC 61010-2-030  - Safety requirements for electrical equipment 
for measurement, control and laboratory use -  
Part 2-030: Particular requirements for testing 
and measuring circuits 

EN 61010-2-030 - 

 

  

IEC 61010-2-032 - Safety requirements for electrical equipment 
for measurement, control, and laboratory use -  
Part 2-032: Particular requirements for hand-
held and hand-manipulated current sensors 
for electrical test and measurement 

EN 61010-2-032 - 

 

  

IEC 61010-031 - Safety requirements for electrical equipment 
for measurement, control and laboratory use -  
Part 031: Safety requirements for hand-held 
probe assemblies for electrical measurement 
and test 

EN 61010-031 - 

 

  

IEC 61557-1 2007 Electrical safety in low voltage distribution 
systems up to 1 000 V a.c. and 1 500 V d.c. - 
Equipment for testing, measuring or 
monitoring of protective measures -  
Part 1: General requirements 

EN 61557-1 2007 

 

  

IEC 61557-2 - Electrical safety in low voltage distribution 
systems up to 1 000 V a.c. and 1 500 V d.c. - 
Equipment for testing, measuring or 
monitoring of protective measures -  
Part 2: Insulation resistance 

EN 61557-2 - 

 

  

IEC 61557-3 2007 Electrical safety in low voltage distribution 
systems up to 1 000 V a.c. and 1 500 V d.c. - 
Equipment for testing, measuring or 
monitoring of protective measures -  
Part 3: Loop impedance 

EN 61557-3 2007 
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Publication Year Title EN/HD Year 
IEC 61557-4 - Electrical safety in low voltage distribution 

systems up to 1 000 V a.c. and 1 500 V d.c. - 
Equipment for testing, measuring or 
monitoring of protective measures -  
Part 4: Resistance of earth connection and 
equipotential bonding 

EN 61557-4 - 

 

  

IEC 61557-6 - Electrical safety in low voltage distribution 
systems up to 1 000 V a.c. and 1 500 V d.c. - 
Equipment for testing, measuring or 
monitoring of protective measures -  
Part 6: Effectiveness of residual current 
devices (RCD) in TT, TN and IT systems 

EN 61557-6 - 

 

  

IEC 61557-10 - Electrical safety in low voltage distribution 
systems up to 1 000 V a.c. and 1 500 V d.c. - 
Equipment for testing, measuring or 
monitoring of protective measures -  
Part 10: Combined measuring equipment for 
testing, measuring or monitoring of protective 
measures 

EN 61557-10 - 

 

  

IEC 61557-13 2011 Electrical safety in low voltage distribution 
systems up to 1 000 V a.c. and 1 500 V d.c. - 
Equipment for testing, measuring or 
monitoring of protective measures -  
Part 13: Hand-held and hand-manipulated 
current clamps and sensors for measurement 
of leakage currents in electrical distribution 
systems 

EN 61557-13 2011 
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