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National foreword

This British Standard is the UK implementation of EN 61558-2-4:20009. It is
identical to IEC 61558-2-4:20009. It supersedes BS EN 61558-2-4:1998 which
is withdrawn.

The UK participation in its preparation was entrusted to Technical Committee
PEL/96, Small transformers.

A list of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions of a
contract. Users are responsible for its correct application.

© BSI 2009
ISBN 978 0 580 57892 2
ICS 29.180

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the Standards
Policy and Strategy Committee on 30 September 2009

Amendments issued since publication

Amd. No. Date Text affected
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Safety of transformers, reactors, power supply units
and similar products for supply voltages up to1 100 V -
Part 2-4: Particular requirements and tests for isolating transformers
and power supply units incorporating isolating transformers
(IEC 61558-2-4:2009)

Sécurité des transformateurs, bobines Sicherheit von Transformatoren, Drosseln,
d'inductance, blocs d'alimentation Netzgeraten und dergleichen

et produits analogues pour des tensions fur Versorgungsspannungen bis 1 100 V -
d'alimentation jusqu'a 1 100 V - Teil 2-4: Besondere Anforderungen

Partie 2-4: Régles particuliéres et essais und Prifungen an Trenntransformatoren
pour les transformateurs de séparation und Netzgerate die Trenntransformatoren
des circuits et les blocs d'alimentation enthalten

incorporant des transformateurs (IEC 61558-2-4:2009)

de séparation des circuits
(CEI 61558-2-4:2009)

This European Standard was approved by CENELEC on 2009-03-01. CENELEC members are bound to comply
with the CEN/CENELEC Internal Regulations which stipulate the conditions for giving this European Standard
the status of a national standard without any alteration.
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Foreword

The text of document 96/316/FDIS, future edition 2 of JEC 61558-2-4, prepared by IEC TC 96,
Transformers, reactors, power supply units and similar products for low voltage up to 1100V, was
submitted to the IEC-CENELEC parallel vote and was approved by CENELEC as EN 61558-2-4 on
2009-03-01.

This European Standard supersedes EN 61558-2-4:1997.

The main changes consist of updating this part in accordance with EN 61558-1:2005, and increasing the
supply voltages up to 1 100 V to be in line with the standards of TC 14.

This part is intended to be used in conjunction with the latest edition of EN 61558-1| and its amendments.
It is based on EN 61558-1:2004.

This part supplements or modifies the corresponding clauses in EN 61558-1, so as to convert that
publication into the European Standard: Particular requirements and tests for isolating transformers and
power supply units incorporating isolating transformers.

Where a particular subclause of Part 1 is not mentioned in this part, that subclause applies as far as is
reasonable. Where this part states "addition", "modification" or "replacement”, the relevant text of Part 1 is
to be adapted accordingly.

The following dates were fixed:
— latest date by which the EN has to be implemented
at national level by publication of an identical
national standard or by endorsement (dop) 2009-12-01

— latest date by which the national standards conflicting
with the EN have to be withdrawn (dow) 2012-03-01

In this part, the following print types are used:

requirements proper: in roman type;

test specifications: in italic type;

explanatory matter: in smaller roman type.
In the text of this part, the words in bold are defined in Clause 3.

Subclauses, notes, figures and tables additional to those in Part 1 are numbered starting from 101;
supplementary annexes are entitled AA, BB, etc.

Annex ZA has been added by CENELEC.

Endorsement notice

The text of the International Standard IEC 61558-2-4:2009 was approved by CENELEC as a European
Standard without any modification.

In the official version, for Bibliography, the following note has to be added for the standard indicated:

EC 61558-2-14 NOTE Harmonized as EN 61558-2-16:200X (not modified).
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Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

Addition to Annex ZA of EN 61558-1:

Publication
IEC 61558-1

Year
2005

Full document details: BS EN 61558-2-4:2009

Title EN/HD
Safety of power transformers, N 61558-1

power supplies, reactors + corr. August
and similar products -

Part 1: General requirements and tests

EN 61558-2-4:2009

Year

2005
2006
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