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Foreword 

The text of document 48D/527/FDIS, future edition 2 of IEC 61587-3, prepared by SC 48D, "Mechanical 
structures for electronic equipment", of IEC TC 48, "Electromechanical components and mechanical 
structures for electronic equipment" was submitted to the IEC-CENELEC parallel vote and approved by 
CENELEC as EN 61587-3:2013. 

The following dates are fixed: 

• latest date by which the document has 
to be implemented at national level by 
publication of an identical national 
standard or by endorsement 

(dop) 2013-12-13 

• latest date by which the national 
standards conflicting with the 
document have to be withdrawn 

(dow) 2016-03-13 
 

 

This document supersedes EN 61587-3:2006. 

EN 61587-3:2013 includes the following significant technical changes with respect to EN 61587-3:2006: 

EN 61587-3:2013 corrects the errors of EM code descriptions and the frequency range for the shielding 
performance is extended up to 3 000 MHz. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such patent 
rights. 

 

Endorsement notice 

The text of the International Standard IEC 61587-3:2013 was approved by CENELEC as a European 
Standard without any modification. 
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Annex ZA  
(normative) 

  
Normative references to international publications 

with their corresponding European publications 
  
The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies.  
  
NOTE   When an international publication has been modified by common modifications, indicated by (mod), the relevant EN/HD 
applies.  
  
Publication Year Title EN/HD Year 
  

IEC 60297 Series Dimensions of mechanical structures  
of the 482,6 mm (19 in) series  

HD 493 Series 
 

  

IEC 60917 Series Modular order for the development of 
mechanical structures for electronic 
equipment practices  

EN 60917 Series 

 

  

IEC 61000-4-3 - Electromagnetic compatibility (EMC) -  
Part 4-3: Testing and measurement 
techniques - Radiated, radio-frequency, 
electromagnetic field immunity test 

EN 61000-4-3 - 

 

  

IEC 61000-5-7 - Electromagnetic compatibility (EMC) -  
Part 5-7: Installation and mitigation  
guidelines - Degrees of protection by 
enclosures against electromagnetic 
disturbances (EM code) 

EN 61000-5-7 - 

 

  

CISPR 16-1  Series Specification for radio disturbance and 
immunity measuring apparatus and methods 

EN 55016-1 Series 
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