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National foreword
This British Standard is the official English language version of 
EN 62021-1:2003. It is identical with IEC 62021-1:2003.

The UK participation in its preparation was entrusted to Technical Committee 
GEL/10, Fluids for electrotechnical applications, which has the responsibility 
to: 

A list of organizations represented on this committee can be obtained on 
request to its secretary.

Cross-references
The British Standards which implement international or European 
publications referred to in this document may be found in the BSI Catalogue 
under the section entitled “International Standards Correspondence Index”, or 
by using the “Search” facility of the BSI Electronic Catalogue or of 
British Standards Online.

This publication does not purport to include all the necessary provisions of a 
contract. Users are responsible for its correct application.

Compliance with a British Standard does not of itself confer immunity 
from legal obligations.

— aid enquirers to understand the text;

— present to the responsible international/European committee any 
enquiries on the interpretation, or proposals for change, and keep the 
UK interests informed;

— monitor related international and European developments and 
promulgate them in the UK.

Summary of pages

This document comprises a front cover, an inside front cover, the EN title page, 
pages 2 to 14, an inside back cover and a back cover.

The BSI copyright notice displayed in this document indicates when the 
document was last issued.
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This European Standard was approved by CENELEC on 2003-09-01. CENELEC members are bound to 
comply with the CEN/CENELEC Internal Regulations which stipulate the conditions for giving this European 
Standard the status of a national standard without any alteration. 
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Foreword 
 
The text of document 10/559/FDIS, future edition 1 of IEC 62021-1, prepared by IEC TC 10, Fluids for 
electrotechnical applications, was submitted to the IEC-CENELEC parallel vote and was approved by 
CENELEC as EN 62021-1 on 2003-09-01. 
 
The following dates were fixed: 
 
 – latest date by which the EN has to be implemented 
  at national level by publication of an identical 
  national standard or by endorsement  (dop) 2004-06-01 
 
 – latest date by which the national standards conflicting 
  with the EN have to be withdrawn  (dow) 2006-09-01 

 
Annexes designated "normative" are part of the body of the standard.  
In this standard, annex ZA is normative. 
Annex ZA has been added by CENELEC. 

__________ 
 

Endorsement notice 
 
The text of the International Standard IEC 62021-1:2003 was approved by CENELEC as a European 
Standard without any modification. 

__________ 
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INTRODUCTION 

General caution 

This International Standard does not purport to address all the safety problems associated 
with its use. It is the responsibility of the user of the standard to establish appropriate health 
and safety practices and determine the applicability of regulatory limitations prior to use. 

The insulating liquids which are the subject of this standard should be handled with due 
regard to personal hygiene. Direct contact with the eyes may cause slight irritation. In the 
case of eye contact, irrigation with copious quantities of clean running water should be carried 
out and medical advice sought. 

Some of the procedures referenced in this standard involve the use of processes that could 
lead to a hazardous situation. Attention is drawn to the relevant standard for guidance. 

Environment 

This standard gives rise to mineral insulating oils, chemicals, used sample containers and 
fluid-contaminated solids. The disposal of these items should be carried out according to local 
regulations with regard to their impact on the environment. Every precaution should be taken 
to prevent the release into the environment of these oils. 
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