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National foreword

This British Standard is the UK implementation of EN 62034:2012. It is
identical to IEC 62034:2012. It supersedes BS EN 62034:2008, which will be
withdrawn on 28 March 2015.

The UK participation in its preparation was entrusted by Technical Committee
CPL/34, Lamps and Related Equipment, to Subcommittee CPL/34/4,
Luminaires.

A list of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions of a
contract. Users are responsible for its correct application.

© The British Standards Institution 2012
Published by BSI Standards Limited 2012
ISBN 978 0 580 67363 4

ICS 29.140.50

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the Standards
Policy and Strategy Committee on 30 June 2012.

Amendments issued since publication
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This European Standard was approved by CENELEC on 2012-03-28. CENELEC members are bound to comply
with the CEN/CENELEC Internal Regulations which stipulate the conditions for giving this European Standard
the status of a national standard without any alteration.

Up-to-date lists and bibliographical references concerning such national standards may be obtained on
application to the CEN-CENELEC Management Centre or to any CENELEC member.

This European Standard exists in three official versions (English, French, German). A version in any other
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to the CEN-CENELEC Management Centre has the same status as the official versions.
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Foreword

The text of document 34D/1040/FDIS, future edition 2 of |JEC 62034, prepared by SC 34D, "Luminaires”,
of IEC TC 34, "Lamps and related equipment" was submitted to the IEC-CENELEC parallel vote and
approved by CENELEC as EN 62034:2012.

The following dates are fixed:

e latest date by which the document has (dop) 2012-12-28
to be implemented at national level by
publication of an identical national
standard or by endorsement

e latest date by which the national (dow) 2015-03-28
standards conflicting with the
document have to be withdrawn

This document supersedes EN 62034:20086.

The main changes with respect to EN _62034:2004 are the improvement of the understanding of the
requirements in the various clauses and the compliance requirements listed below and the updating of
the normative references.

4.2 Monitoring of the timing circuit
4.3 Functional requirements

4.3.1 The automatic test system (ATS)
4.4.2 Intercommunications failure
4.4.4 Component failures

4.4.7 Software failure

5.1 Functional test

5.2 Duration test

6.2.2 Timing accuracy

6.3.2.2 Testing alternate luminaires
6.3.3.4 Limited duration test

7.1 General

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such patent
rights.
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Endorsement notice

The text of the International Standard IEC 62034:2012 was approved by CENELEC as a European
Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standards indicated:
EC 61347-2- NOTE Harmonized as EN 61347-2-1.
EC 61347-2-11 NOTE Harmonized as EN 61347-2-11.
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Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following documents, in whole or in part, are normatively referenced in this document and are
indispensable for its application. For dated references, only the edition cited applies. For undated
references, the latest edition of the referenced document (including any amendments) applies.

NOTE When an international publication has been modified by common modifications, indicated by (mod), the relevant EN/HD

applies.
Publication Year Title EN/HD Year
EC 60073 - Basic and safety principles for man-machine [EN 60073
interface, marking and identification - Coding
principles for indicators and actuators
IEC 60598-1 - Luminaires - N 60598-1 -
Part 1: General requirements and tests
EC 60598-2-22 - Luminaires - N 60598-2-22 -
Part 2-22: Particular requirements -
Luminaires for emergency lighting
EC 61347-1 - Lamp controlgear - N 61347-1 -
Part 1: General and safety requirements
EC 6154 - Equipment for general lighting purposes - N 6154 -

EMC immunity requirements
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INTRODUCTION

Emergency lighting systems are a safety related product; their correct performance can only
be assured by systematic testing and maintenance. Conventional techniques for testing are
reliant upon manual testing procedures, and are highly susceptible to neglect. These
limitations of conventional techniques can be overcome by automating the testing process. It
is essential that automatic testing systems for emergency luminaires schedule tests reliably,
and provide timely notification of failures or degradation of performance.

Automatic test systems (ATS) will still require manual intervention to correct faults when they
are identified, and procedures should be put in place for such intervention. These systems
provide information to assist users to manage risk on their premises.

Automatic test systems for emergency escape lighting assist the operator of the building by
showing the results of tests that will have been made at prescribed intervals, without
disrupting any other electrical services. It is essential that the notification of failures or
reduction in performance be given at the earliest opportunity to enable the emergency escape
system to be restored to full operation.

The automatic test system will provide those responsible for an emergency lighting installation
with information to enable them to ensure that the installed luminaires operate correctly when
required.

The automatic test system may be part of a building management system (BMS) for making
the emergency lighting tests; this standard would only apply to the emergency lighting testing
part of a BMS.

A visual check of system components and indicators should be included in the routine of
safety staff. This check should be made regularly to ensure that the emergency luminaire is
present and intact, with lamps and indicators working and visible i.e. not obscured, covered or
painted.
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AUTOMATIC TEST SYSTEMS FOR BATTERY POWERED
EMERGENCY ESCAPE LIGHTING

1 Scope

This International Standard specifies the basic performance and safety requirements for
individual products and components that are incorporated into automatic test systems for use
with emergency lighting systems on supply voltages not exceeding 1 000 V.

This standard also specifies the required functionality of a complete automatic test system for
an emergency lighting system.

This standard is applicable to testing systems consisting of a number of emergency lighting
self-contained luminaires or a central battery with associated emergency lighting luminaires.

NOTE Manual test facilities that rely on manual initiation and/or visual inspection of the lamp condition are
outside the scope of this standard.

2 Normative references

The following referenced documents are indispensable for the application of this document.
For dated references, only the edition cited applies. For undated references, the latest edition
of the referenced document (including any amendments) applies.

EC 60073, Basic and safety principles for man-machine interface, marking and identification
— Coding principles for indicators and actuators

IEC 60598-1, Luminaires — Part 1: General requirements and tests

IEC 60598-2-22, Luminaires — Part 2-22: Particular requirements — Luminaires for emergency
lighting

EC 61347-1, Lamp control gear — Part 1: General and safety requirements

EC 61547, Equipment for general lighting purposes — EMC immunity requirements

3 Terms and definitions

For the purposes of this document, the terms and definitions given in [EC 60598-2-29 as well
as the following apply.

3.1

automatic test system

ATS

automated test system that may be manually initiated, consisting of parts (such as timers,
current detectors, light detectors, changeover switches) which, when connected together,
make a system that can carry out the routine testing requirements of emergency lighting
luminaires, and indicate the test results
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