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It is identical to IEC 62340:2007. It supersedes BS IEC 62340:2007 
which is withdrawn.

The UK participation in its preparation was entrusted to Technical 
Committee NCE/8, Reactor instrumentation.

A list of organizations represented on this committee can be obtained 
on request to its secretary.

This publication does not purport to include all the necessary 
provisions of a contract. Users are responsible for its correct 
application.
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from legal obligations.
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Foreword 

The text of the International Standard IEC 62340:2007, prepared by SC 45A, Instrumentation and control 
of nuclear facilities, of IEC TC 45, Nuclear instrumentation, was submitted to the CENELEC formal vote 
for acceptance as a European Standard and was approved by CENELEC as EN 62340 on 2010-05-01. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CEN and CENELEC shall not be held responsible for identifying any or all such patent 
rights. 

The following dates were fixed: 

– latest date by which the EN has to be implemented 
at national level by publication of an identical 
national standard or by endorsement 
 

 
 
(dop) 

 
 
2011-05-01 

– latest date by which the national standards conflicting 
with the EN have to be withdrawn  

(dow) 
 
2013-05-01 

Annex ZA has been added by CENELEC. 

As stated in the nuclear safety Directive 2009/71/EURATOM, Chapter 1, Article 2, item 2, Member States 
are not prevented from taking more stringent safety measures in the subject-matter covered by the 
Directive, in compliance with Community law. In a similar manner, this European Standard does not 
prevent Member States from taking more stringent nuclear safety measures in the subject-matter covered 
by this European Standard.” 

__________ 

Endorsement notice 

The text of the International Standard IEC 62340:2007 was approved by CENELEC as a European 
Standard without any modification. 
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INTRODUCTION 

a) Background, main issues and organisation of this Standard 

In order to achieve a high safety level, redundancy is applied as one of the key features for 
designing instrumentation and control systems (I&C systems) important to safety. Since a 
Common Cause Failure (CCF) could compromise the effectiveness of redundancy, it is 
essential to take adequate measures against it. The nuclear industry has pioneered systems 
design and engineering to address CCF. Over the last thirty years it has implemented and 
reached consensus on a number of practices to handle and overcome CCF. 

The intention of this standard is to address the whole scope of aspects to overcome Common 
Cause Failures (CCFs) and to provide an overview of the relevant requirements for I&C 
systems that are used to perform functions important to safety (according to IEC 61226) in 
nuclear power plants. 

b) Situation of the current Standard in the structure of the IEC SC 45A standard series 

IEC 62340 is a second level IEC SC 45A document tackling the issue of CCF. 

This international standard supplements IEC 61513 and related standards with requirements 
to reduce and overcome the possibility of CCF of I&C functions of category A. The 
requirements given by this standard are applicable to category A (IEC 61226) functions if their 
failure would be unacceptable with respect to the plant safety design. 

For more details on the structure of the IEC SC 45A standard series, see item d) of this 
introduction. 

c) Recommendations and limitations regarding the application of this Standard 

This standard applies to I&C systems important to safety of new NPPs as well as to the 
replacement of I&C systems of existing plants. The I&C functions may need to be kept or 
upgraded if an I&C system is replaced. The requirements of this standard also consider the 
replacement of I&C which entails changes in the structure of I&C systems.  

For existing plants, only a subset of the requirements from this standard may be applicable 
and this subset should be identified at the beginning of any project. The requirements and 
recommendations which are not to be implemented in an I&C upgrading or replacement 
project should be justified on a case by case basis by an overall safety assessment. The 
potential consequences of not following this standard in some aspects due to plant constrains 
should be considered in comparison to the added safety gained through the upgrade as a 
whole. 

To avoid overlapping requirements, this standard takes advantage of other existing standards 
by referring to the relevant (sub)clauses, especially to the nuclear sector standards 
IEC 61513, IEC 60709, IEC 60780 and IEC 60880. New requirements are given where not 
covered by these standards. 

d) Description of the structure of the IEC SC 45A standard series and relationships 
with other IEC documents and other bodies documents (IAEA, ISO) 

The top-level document of the IEC SC 45A standard series is IEC 61513. It provides general 
requirements for I&C systems and equipment that are used to perform functions important to 
safety in NPPs. IEC 61513 structures the IEC SC 45A standard series.  

IEC 61513 refers directly to other IEC SC 45A standards for general topics related to 
categorization of functions and classification of systems, qualification, separation of systems, 

BS EN 62340:2010
EN 62340:2010 (E) – 4 –

Full document details: BS EN 62340:2010

http://www.avadocuments.com/doc/bs-en-62340-2010
http://www.avadocuments.com/doc/bs-en-62340-2010


defence against common cause failure, software aspects of computer-based systems, 
hardware aspects of computer-based systems, and control room design. The standards 
referenced directly at this second level should be considered together with IEC 61513 as a 
consistent document set. 

At a third level, IEC SC 45A standards not directly referenced by IEC 61513 are standards 
related to specific equipment, technical methods, or specific activities. Usually these 
documents, which make reference to second-level documents for general topics, can be used 
on their own. 

A fourth level extending the IEC SC 45A standard series, corresponds to the Technical 
Reports which are not normative. 

IEC 61513 has adopted a presentation format similar to the basic safety publication 
IEC 61508 with an overall safety life-cycle framework and a system life-cycle framework and 
provides an interpretation of the general requirements of IEC 61508-1, IEC 61508-2 and 
IEC 61508-4, for the nuclear application sector. Compliance with IEC 61513 will facilitate 
consistency with the requirements of IEC 61508 as they have been interpreted for the nuclear 
industry. In this framework IEC 60880 and IEC 62138 correspond to IEC 61508-3 for the 
nuclear application sector. 

IEC 61513 refers to ISO as well as to IAEA 50-C-QA (now replaced by IAEA GS-R-3) for 
topics related to quality assurance (QA). 

The IEC SC 45A standards series consistently implements and details the principles and 
basic safety aspects provided in the IAEA code on the safety of NPPs and in the IAEA safety 
series, in particular the Requirements NS-R-1, establishing safety requirements related to the 
design of Nuclear Power Plants, and the Safety Guide NS-G-1.3 dealing with instrumentation 
and control systems important to safety in Nuclear Power Plants. The terminology and 
definitions used by SC 45A standards are consistent with those used by the IAEA. 
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