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European foreword

The text of document 82/1036/FDIS, future edition 1 of IEC 62446-1, prepared by IEC/TC 82 “Solar
photovoltaic energy systems” was submitted to the IEC-CENELEC parallel vote and approved by
CENELEC as EN 62446-1:2016.

The following dates are fixed:

¢ latest date by which the document has to be implemented at (dop) 2016-11-23
national level by publication of an identical national standard or
by endorsement

e latest date by which the national standards conflicting with the (dow) 2019-02-23
document have to be withdrawn

This document supersedes EN 62446:2009.

Attention is drawn to the possibility that some of the elements of this document may be the subject
of patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such
patent rights.

Endorsement notice

The text of the International Standard IEC 62446-1:2016 was approved by CENELEC as a European
Standard without any modification.

Foreword to amendment A1

The text of document 82/1415/FDIS, future IEC 62446-1:2016/A1, prepared by IEC/TC 82 "Solar
photovoltaic energy systems" was submitted to the [EC-CENELEC parallel vote and approved by
CENELEC as EN 62446-1:2016/A1:2018.

The following dates are fixed:

e latest date by which the document has to be implemented at (dop) 2019-06-14
national level by publication of an identical national standard or
by endorsement

e latest date by which the national standards conflicting with the (dow) 2021-09-14
document have to be withdrawn

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

Endorsement notice

The text of the International Standard IEC 62446-1:2016/A1:2018 was approved by CENELEC as a
European Standard without any modification.
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Annex ZA
(normative)

Normative references to international publications with their
corresponding European publications

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments) applies.

NOTE1  Where an International Publication has been modified by common modifications, indicated by (mod),
the relevant EN/HD applies.

NOTE 2  Up-to-date information on the latest versions of the European Standards listed in this annex is
available here: www.cenelec.eu.

Publication  Year Title EN/HD Year
IEC60364-6 — Low voltage electrical installations — Part 6:Verifica- HD 60364-6 —
tion

IEC 60891 2009 Photovoltaic devices — Procedures for temperature andEN 60891 2010
irradiance corrections to measured I-V characteristics

IEC 61010 series Safety requirements for electrical equipment for meas- EN 61010 series
urement, control, and laboratory use

IEC 61557 series Electrical safety in low voltage distribution systems up EN 61557 series
to 1000 Va.c.and 1500 V d.c. — Equipment for testing,
measuring or monitoring of protective measures

IEC 61730 series Photovoltaic (PV) module safety qualification ENIEC 61730 series

IEC 62548 2016 Photovoltaic (PV) arrays — Design-requirements —
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FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for
standardization comprising all national electrotechnical committees (IEC National Committees).
The object of IEC is to promote international co-operation on all questions concerning
standardization in the electrical and electronic fields. To this end and in addition to other
activities, IEC publishes International Standards, Technical Specifications, Technical Reports,
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”).
Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental
and non-governmental organizations liaising with the [EC also participate in this preparation. IEC
collaborates closely with the International Organization for Standardization (ISO) in accordance
with conditions determined by agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible,
an international consensus of opinion on the relevant subjects since each technical committee has
representation from all interested IEC National Committees.

3) 1EC Publications have the form of recommendations for international use and are accepted by
IEC National Committees in that sense. While all reasonable efforts are made to ensure that the
technical content of IEC Publications is accurate, IEC cannot be held responsible for the way in
which they are used or for any misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply
IEC Publications transparently to the maximum extent possible in their national and regional
publications. Any divergence between any IEC Publication and the corresponding national or
regional publication shall be clearly indicated in the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide
conformity assessment services and, in some areas, access to I[EC marks of conformity. IEC is not
responsible for any services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual
experts and members of its technical committees and [EC National Committees for any personal
injury, property damage or other damage of any nature whatsoever, whether direct or indirect, or
for costs (including legal fees) and expenses arising out of the publication, use of, or reliance upon,
this [EC Publication or any other IEC Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced
publications is indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the
subject of patent rights. IEC shall not be held responsible for identifying any or all such patentrights.

International Standard IEC 62446-1 has been prepared by IEC technical committee 82: Solar
photovoltaic energy systems.

This first edition cancels and replaces [EC 62446 published in 2009. This edition constitutes a
technical revision.

This edition includes the following significant technical change with respect to IEC 62446:2009 :

— the scope has been expanded to include a wider range of system test and inspection regimes to
encompass larger and more complex PV systems.

The text of this standard is based on the following documents:
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FDIS Report on voting
82/1036/FDIS 82/1056A/RVD

Full information on the voting for the approval of this standard can be found in the report on voting
indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.

A list of all parts in the [EC 62446 series, published under the general title Photovoltaic (PV) systems -
Requirements for testing, documentation and maintenance, can be found on the IEC website.

The committee has decided that the contents of this publication will remain unchanged until the
stability date indicated on the IEC website under "http://webstore.iec.ch” in the data related to the
specific publication. At this date, the publication will be

e reconfirmed,
e withdrawn,
e replaced by a revised edition, or

e amended.
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INTRODUCTION

Grid connected PV systems are expected to have a lifetime of decades, with maintenance or modifications
likely at some point over this period. Building or electrical works in the vicinity of the PV array are very
likely, for example roof works adjacent to the array or modifications (structural or electrical) to a home
that has a PV system. The ownership of a system may also change over time, particularly for systems
mounted on buildings. Only by the provision of adequate documentation at the outset can the long term
performance and safety of the PV system and works, on or adjacent to the PV system, be ensured.

This part of IEC 62446 is split into two sections:

e System documentation requirements - This section details the information that shall be
provided within the documentation provided to the customer following installation of a grid
connected PV system.

e Verification - This section provides the information expected to be provided following initial (or
periodic) verification of an installed system. It includes requirements for inspection and testing.

This part of IEC 62446 references [EC TS 62548:2013, which is in the process of being converted into an
International Standard. It is envisaged that work on the second edition of IEC 62446-1 will start when
IEC 62548 is completed.
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Photovoltaic (PV) systems - Requirements for testing,
documentation and maintenance —

Part 1:
Grid connected systems - Documentation, commissioning
tests and inspection

1 Scope

This part of IEC 62446 defines the information and documentation required to be handed over to a
customer following the installation of a grid connected PV system. It also describes the commissioning
tests, inspection criteria and documentation expected to verify the safe installation and correct
operation of the system. It can also be used for periodic retesting.

This part of IEC 62446 is written for grid connected PV systems that do not utilize energy storage (e.g.
batteries) or hybrid systems.

This part of IEC 62446 is for use by system designers and installers of grid connected solar PV
systems as a template to provide effective documentation to a customer. By detailing the expected
commissioning tests and inspection criteria, it is also intended to assist in the verification/inspection
of a grid connected PV system after installation and for subsequent re-inspection, maintenance or
modifications.

This part of IEC 62446 defines the different test regimes expected for different solar PV system types
to ensure that the test regime applied is appropriate to the scale, type and complexity of the system
in question.

NOTE This part of IEC 62446 does not address CPV (concentrating PV) systems, however many of the
parts may apply.
2 Normative references

The following documents, in whole or in part, are normatively referenced in this document and are
indispensable for its application. For dated references, only the edition cited applies. For undated
references, the latest edition of the referenced document (including any amendments) applies.

IEC 60364-6, Low-voltage electrical installations — Part 6: Verification
IEC 62548:2016 (41, Photovoltaic (PV) arrays — Design requirements

[F) NOTE In some countries IEC 60364-7-712 is preferred over IEC 62548. Both standards are expected to
provide similar results. A1)

IEC 61730 (all parts), Photovoltaic (PV) module safety qualification

IEC 61557 (all parts), Electrical safety in low voltage distribution systems up to 1 000 V a.c. and 1 500 V
d.c. — Equipment for testing, measuring or monitoring of protective measures

IEC 61010 (all parts), Safety requirements for electrical equipment for measurement, control, and
laboratory use

IA) IEC 60891:2009, Photovoltaic devices — Procedures for temperature and irradiance corrections to
measured I-V characteristics
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3 Terms and definitions

For the purposes of this document, the following terms and definitions apply.

31
AC module
PV module with an integrated inverter in which the electrical terminals are AC only

3.2

cable type

description of a cable to enable its rating and suitability for a particular use or environment to
be determined

Note 1 to entry: In many countries this is done via a code number (eg “HO7RNF”).

3.3
data sheet
basic product description and specification

Note 1 to entry: Typically one or two pages. Not a full product manual.

3.4

inspection

examination of an electrical installation using all the senses in order to ascertain correct selection and
proper erection of electrical equipment

3.5

inverter

electric energy converter that changes direct electric current to single-phase or polyphase
alternating current

3.6
micro inverter
small inverter designed to be connected directly to one or two PV modules.

Note 1 to entry: A micro inverter will normally connect directly to the factory fitted module leads and be fixed to
the module frame or mounted immediately adjacent to the module.

3.7

module integrated electronics

any electronic device fitted to a PV module intended to provide control, monitoring or power
conversion functions

Note 1 to entry: Module integrated electronics may be factory fitted or assembled on site.

3.8
PV array
assembly of electrically interconnected PV modules, PV strings or PV sub-arrays.

3.9

PV cell

most elementary device that exhibits the photovoltaic effect, i.e the direct non-thermal conversion of
radiant energy into electrical energy

3.10
PV module
smallest complete environmentally protected assembly of interconnected PV cells

3.11
PV string
circuit of one or more series-connected PV modules
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3.12

PV string combiner box

junction box where PV strings are connected which may also contain overcurrent protection devices,
electronics and/or switch-disconnectors

3.13

IMoD_MAX_OCPR
PV module maximum overcurrent protection rating determined by IEC 61730-2

Note 1 to entry: This is often specified by module manufacturers as the maximum series fuse rating.

3.14
reporting
recording of the results of inspection and testing

3.15
testing
implementation of measures in an electrical installation by means of which its effectiveness is proved

Note 1 to entry: It includes ascertaining values by means of appropriate measuring instruments, said values not
being detectable by inspection.

3.16

verification

all measures by means of which compliance of the electrical installation to the relevant
standards is checked

Note 1 to entry: It comprises inspection, testing and reporting.

%) 3.17

string wiring harness

prefabricated cable assembly that aggregates the output of multiple PV string conductors along a
single main cable

Note 1 to entry: The harness may or may not include fusing on the individual string conductors. The wiring
harness typically does not include a disconnect device in line.

Note 2 to entry: An IEC standard for string wiring harnesses is under development.

3.18

Harness Sub Array

HSA

group of PV strings connected in parallel using a string wiring harness

Note 1 to entry: For the purposes of this document, the HSA shall have a combined Isc-st¢c of no greater than 30 A
and combine no more than 10 PV strings.

Note 2 to entry: In some subclauses of this document, HSA tests are presented as an alternative to individual
string tests. The 30 A and 10 string limits defined herein set the limit where a HSA test is considered a safe and
valid alternative to individual string tests.

Note 3 to entry: This note applies to the French language only. 1]

4 System documentation requirements

4.1 General

The purpose of Clause 4 is to list the minimum documentation that should be provided following the
installation of a grid connected PV system. This information will ensure key system data is readily
available to a customer, inspector or maintenance engineer. The documentation includes basic system
data and the information expected to be provided in the operation and maintenance
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4.2 System data

4.2.1 Basicsystem information

As a minimum, the following basic system information shall be provided. This “name plate” information
would typically be presented on the cover page of the system documentation pack.

a) Projectidentification reference (where applicable).

b) Rated (nameplate) system power (kW DC or kVA AC).

c¢) PV modules and inverters — manufacturer, model and quantity.
d) Installation date.

e) Commissioning date.

f) Customer name.

g) Site address.

4.2.2 System designer information

As a minimum, the following information shall be provided for all bodies responsible for the design of
the system. Where more than one company has responsibility for the design of the system, the following
information should be provided for all companies together with a description of their role in the project.

a) System designer, company.
b) System designer, contact person.

c) System designer, postal address, telephone number and e-mail address.

4.2.3 System installer information

As aminimum, the following information shall be provided for all bodies responsible for the installation
of the system. Where more than one company has responsibility for the installation of the system, the
following information should be provided for all companies together with a description of their role in
the project.

a) System installer, company.
b) System installer, contact person.

c) System installer, postal address, telephone number and e-mail address.
4.3 Wiring diagram

4.3.1 General

As a minimum, a single line wiring diagram shall be provided. This diagram shall be annotated to
include the information detailed in 4.3.2 to 4.3.6.

In general, it is expected that this information will be presented as annotations to the single line wiring
diagram. In some circumstances, typically for larger systems where space on the diagram may be
limited, this information may be presented in table form.
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