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National foreword
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is withdrawn.

The start and finish of text introduced or altered by amendment is 
indicated in the text by tags. Tags indicating changes to IEC text carry 
the number of the IEC amendment. For example, text altered by IEC 
amendment A1 is indicated by  .

The UK participation in its preparation was entrusted to Technical 
Committee NCE/8, Instrumentation, Control & Electrical Systems of 
Nuclear Facilities.

A list of organizations represented on this committee can be obtained on 
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This publication does not purport to include all the necessary provisions 
of a contract. Users are responsible for its correct application.
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European foreword

This document (EN  62808:2016) consists of the text of IEC  62808:2015 prepared by SC  45A 
“Instrumentation, control and electrical systems of nuclear facilities” of IEC/TC 45 “Nuclear 
instrumentation".

The following dates are fixed:

• latest date by which the document has to be implemented at 
national level by publication of an identical national standard 
or by endorsement

(dop) 2017-07-18

• latest date by which the national standards conflicting with 
the document have to be withdrawn

(dow) 2019-07-18

Attention is drawn to the possibility that some of the elements of this document may be the subject 
of patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such 
patent rights.

As stated in the nuclear safety directive 2009/71/EURATOM, Chapter 1, Article  2, item 2, Member 
States are not prevented from taking more stringent safety measures in the subject-matter covered by 
the Directive, in compliance with Community law. In a similar manner, this European standard does 
not prevent Member States from taking more stringent nuclear safety measures in the subject-matter 
covered by this standard.

Endorsement notice
The text of the International Standard IEC  62808:2015 was approved by CENELEC as a European 
Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standards indicated:

IEC 60880 NOTE	 Harmonized as EN 60880.

IEC 61226:2009 NOTE	 Harmonized as EN 61226:2010 (not modified).

IEC 61508‑1 NOTE	 Harmonized as EN 61508‑1.

IEC 61508‑2 NOTE	 Harmonized as EN 61508‑2.

IEC 61508‑3 NOTE	 Harmonized as EN 61508‑3.

IEC 61508‑4 NOTE	 Harmonized as EN 61508‑4.

IEC 62138 NOTE	 Harmonized as EN 62138.

Foreword to amendment A1

This document (EN 62808:2016/A1:2019) consists of the text of IEC 62808:2015/A1:2018 prepared by 
SC 45A: "Instrumentation, control and electrical systems of nuclear facilities", of IEC/TC 45: "Nuclear 
instrumentation".

The following dates are fixed:

ii

BS EN 62808:2016+A1:2019

Full document details: BS EN 62808:2016+A1:2019

https://doi.org/10.3403/02288608U
https://doi.org/10.3403/30186290U
https://doi.org/10.3403/30183212
https://doi.org/10.3403/02526684U
https://doi.org/10.3403/02527782U
https://doi.org/10.3403/02529963U
https://doi.org/10.3403/02530708U
https://doi.org/10.3403/03146820U
http://www.avadocuments.com/doc/bs-en-62808-2016-a1-2019
http://www.avadocuments.com/doc/bs-en-62808-2016-a1-2019


EN 62808:2016+A1:2019 (E)

• latest date by which this document has to be implemented at 
national level by publication of an identical national standard 
or by endorsement

(dop) 2020-06-17

• latest date by which the national standards conflicting with 
this document have to be withdrawn

(dow) 2022-06-17

As stated in the nuclear safety directive 2009/71/EURATOM, Chapter 1, Article  2, item 2, Member 
States are not prevented from taking more stringent safety measures in the subject-matter covered by 
the Directive, in compliance with Community law. In a similar manner, this European standard does 
not prevent Member States from taking more stringent nuclear safety measures in the subject-matter 
covered by this standard.

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

Endorsement notice
The text of the International Standard IEC  62808:2015/A1:2018 was approved by CENELEC as a 
European Standard without any modification.
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Annex ZA 
(normative) 

 
Normative references to international publications with their 

corresponding European publications

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies.

NOTE 1	 When an International Publication has been modified by common modifications, indicated by (mod), 
the relevant EN/HD applies.

NOTE 2	 Up-to-date information on the latest versions of the European Standards listed in this annex is 
available here: www.cenelec.eu

Publication Year Title EN/HD Year

IEC 60709 — Nuclear power plants — Instrumentation and control systems 
important to safety — Separation

EN 60709 —

IEC/TS 61000‑6‑5 — Electromagnetic compatibilty (EMC) — Part 6-5: Generic stand-
ards — Immunity for power station and substation environments

— —

IEC 61513 — Nuclear power plants — Instrumentation and control important to 
safety — General requirement for systems

EN 61513 —

IEC 62003 — Nuclear power plants — Instrumentation and control important to 
safety — Requirements for electromagnetic compatibility testing

— —

iv

BS EN 62808:2016+A1:2019

Full document details: BS EN 62808:2016+A1:2019

http://www.cenelec.eu
https://doi.org/10.3403/03149120U
https://doi.org/10.3403/30253192U
https://doi.org/10.3403/30119044U
http://www.avadocuments.com/doc/bs-en-62808-2016-a1-2019
http://www.avadocuments.com/doc/bs-en-62808-2016-a1-2019


﻿

FOREWORD...................................................................................................................................................................................................................................vi
INTRODUCTION....................................................................................................................................................................................................................viii
1	 Scope.................................................................................................................................................................................................................................. 1
2	 Normative references....................................................................................................................................................................................... 1
3	 Terms and definitions...................................................................................................................................................................................... 1
4	 Symbols and abbreviations........................................................................................................................................................................ 2
5	 General principles for isolation devices....................................................................................................................................... 2

5.1	 General............................................................................................................................................................................................................ 2
5.2	 Isolation characteristics................................................................................................................................................................... 3
5.3	 Actuation priority.................................................................................................................................................................................. 4

6	 Isolation device design requirements............................................................................................................................................. 4
6.1	 Requirements on isolation device application............................................................................................................. 4

6.1.1	 Isolation device power................................................................................................................................................ 4
6.1.2	 Maximum credible fault.............................................................................................................................................. 4
6.1.3	 Energy limiting devices............................................................................................................................................... 5

6.2	 Requirements on isolation device design......................................................................................................................... 5
6.2.1	 Basic design requirements....................................................................................................................................... 5
6.2.2	 Postulated faults................................................................................................................................................................ 6
6.2.3	 Physical component arrangement..................................................................................................................... 6

6.3	 Power isolation devices.................................................................................................................................................................... 7
6.3.1	 General...................................................................................................................................................................................... 7
6.3.2	 Circuit breaker tripped by fault currents.................................................................................................... 7
6.3.3	 Circuit breaker tripped by fault signals........................................................................................................ 7
6.3.4	 Input current limiters................................................................................................................................................... 7
6.3.5	 Fuses............................................................................................................................................................................................ 7

7	 Qualification test requirements............................................................................................................................................................ 8
7.1	 General............................................................................................................................................................................................................ 8
7.2	 Requirements on the test method........................................................................................................................................... 8

7.2.1	 Test specification.............................................................................................................................................................. 8
7.2.2	 Testing energy limiting devices........................................................................................................................... 8
7.2.3	 Qualification test environment............................................................................................................................. 8

7.3	 Application specific testing........................................................................................................................................................... 9
7.3.1	 General...................................................................................................................................................................................... 9
7.3.2	 Isolation of safety circuits from lower class circuits.......................................................................... 9
7.3.3	 Isolation between redundant safety circuits............................................................................................ 9

7.4	 Documentation of test requirements and results...................................................................................................... 9
Bibliography..............................................................................................................................................................................................................................10

IEC 62808:2016+A1:2018

© ISO 2019 – All rights reserved� v

Contents� Page

BS EN 62808:2016+A1:2019

Full document details: BS EN 62808:2016+A1:2019

http://www.avadocuments.com/doc/bs-en-62808-2016-a1-2019
http://www.avadocuments.com/doc/bs-en-62808-2016-a1-2019


IEC 62808:2016+A1:2018

FOREWORD

 1) 	  The International Electrotechnical Commission (IEC) is a worldwide organization for 
standardization comprising all national electrotechnical committees (IEC National Committees). 
The object of IEC is to promote international co-operation on all questions concerning 
standardization in the electrical and electronic fields. To this end and in addition to other 
activities, IEC publishes International Standards, Technical Specifications, Technical Reports, 
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). 
Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental 
and nongovernmental organizations liaising with the IEC also participate in this preparation. IEC 
collaborates closely with the International Organization for Standardization (ISO) in accordance 
with conditions determined by agreement between the two organizations. 

 2) 	  The formal decisions or agreements of IEC on technical matters express, as nearly as possible, 
an international consensus of opinion on the relevant subjects since each technical committee has 
representation from all interested IEC National Committees. 

 3) 	  IEC Publications have the form of recommendations for international use and are accepted by 
IEC National Committees in that sense. While all reasonable efforts are made to ensure that the 
technical content of IEC Publications is accurate, IEC cannot be held responsible for the way in 
which they are used or for any misinterpretation by any end user. 

 4) 	  In order to promote international uniformity, IEC National Committees undertake to apply 
IEC Publications transparently to the maximum extent possible in their national and regional 
publications. Any divergence between any IEC Publication and the corresponding national or 
regional publication shall be clearly indicated in the latter. 

 5) 	  IEC itself does not provide any attestation of conformity. Independent certification bodies provide 
conformity assessment services and, in some areas, access to IEC marks of conformity. IEC is not 
responsible for any services carried out by independent certification bodies. 

 6) 	  All users should ensure that they have the latest edition of this publication. 

 7) 	  No liability shall attach to IEC or its directors, employees, servants or agents including individual 
experts and members of its technical committees and IEC National Committees for any personal 
injury, property damage or other damage of any nature whatsoever, whether direct or indirect, or 
for costs (including legal fees) and expenses arising out of the publication, use of, or reliance upon, 
this IEC Publication or any other IEC Publications. 

 8) 	  Attention is drawn to the Normative references cited in this publication. Use of the referenced 
publications is indispensable for the correct application of this publication. 

 9) 	  Attention is drawn to the possibility that some of the elements of this IEC Publication may be the 
subject of patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 62808 has been prepared by subcommittee 45A: Instrumentation, control 
and electrical systems of nuclear facilities, of IEC technical committee 45: Nuclear instrumentation.

The text of this standard is based on the following documents:

FDIS Report on voting
45A/1004/FDIS 45A/1019/RVD

Full information on the voting for the approval of this standard can be found in the report on voting 
indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.
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