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European foreword

The text of document 99/374/FDIS, future edition 1 of IEC 60071-11, prepared by IEC/TC 99
"Insulation co-ordination and system engineering of high voltage electrical power installations above
1,0 kV AC and 1,5 kV DC" was submitted to the IEC-CENELEC parallel vote and approved by
CENELEC as EN IEC 60071-11:2022.

The following dates are fixed:

» latest date by which the document has to be implemented at national (dop) 2023-09-13
level by publication of an identical national standard or by endorsement

+ latest date by which the national standards conflicting with the (dow) 2025-12-13
document have to be withdrawn

This document, in conjunction with EN IEC 60071-12:2022, supersedes (partially) EN 60071-5:2015
and all of its amendments and corrigenda (if any).

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

Any feedback and questions on this document should be directed to the users’ national committee. A
complete listing of these bodies can be found on the CENELEC website.

Endorsement notice

The text of the International Standard IEC 60071-11:2022 was approved by CENELEC as a European

Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standard indicated:

IEC 60071-5:2014 NOTE
IEC 60700-1:2015 NOTE
NOTE
IEC 60099-5:2018 NOTE
IEC 60505:2011 NOTE

IEC 60721-3-0:2020 NOTE

IEC/TR 60919-2:2008 NOTE

Full document details: BS EN IEC 60071-11:2022

Harmonized as EN 60071-5:2015 (not modified)
Harmonized as EN 60700-1:2015 (not modified)
Harmonized as EN IEC 60633

Harmonized as EN IEC 60099-5:2018 (not modified)
Harmonized as EN 60505:2011 (not modified)
Harmonized as EN IEC 60721-3-0:2020 (not modified)

Harmonized as CLC/TR 60919-2:2010 (not modified)
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Annex ZA
(normative)
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EN IEC 60071-11:2022 (E)

Normative references to international publications
with their corresponding European publications

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments)

applies.

NOTE 1 Where an International Publication has been modified by common maodifications, indicated by (mod),

the relevant EN/HD applies.

NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available

here: www.cenelec.eu.
Publication Year
EC 60060-1 -
EC 60071-1 2019
EC 60071-2 2018
EC 60099-4 2014
EC/TS 60815-1 2008
EC/TS 60815-2 2008
EC/TS 60815-3 2008
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

INSULATION CO-ORDINATION -
Part 11: Definitions, principles and rules for HVDC system

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports,
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). Their
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with
may participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence between
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent
rights. IEC shall not be held responsible for identifying any or all such patent rights.

IEC 60071-11 has been prepared by IEC technical committee 99: Insulation co-ordination and
system engineering of high voltage electrical power installations above 1,0 kV AC and
1,5 kV DC. It is an International Standard.

This international standard replaces, in conjunction with IEC 60071-12, [EC 60071-§ published
in 2014.

This _edition _includes the following significant technical changes with respect to
IEC 60071-5:2014:

a) This standard applies to both LCC and VSC HVDC systems whereas |[EC 60071-5 only dealt
with LCC HVDC system;

b) Annex C (normative) gives the recommended specified withstand voltage (LI and Sl);
¢) Annex C (normative) gives the minimum air clearances;
d) Annex E shows the correlation of clauses between this standard and JEC 60071-5:2014.

Documents

Document Sharing Hub

Full document details: BS EN IEC 60071-11:2022


https://doi.org/10.3403/BSENIEC60071?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30252174U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30252174?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30252174U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30252174?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
http://www.avadocuments.com/doc/bs-en-iec-60071-11-2022
http://www.avadocuments.com/doc/bs-en-iec-60071-11-2022

IEC 60071-11:2022 © |IEC 2022 -5-

The text of this International Standard is based on the following documents:

Draft Report on voting

99/374/FDIS 99/394/RVD

Full information on the voting for its approval can be found in the report on voting indicated in
the above table.

The language used for the development of this International Standard is English.

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in
accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available
at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are
described in greater detail at www.iec.ch/standardsdev/publications.

A list of all parts in the IEC 60071 series, published under the general title Insulation
co-ordination, can be found on the IEC website.

The committee has decided that the contents of this document will remain unchanged until the
stability date indicated on the IEC website under webstore.iec.ch in the data related to the
specific document. At this date, the document will be

e reconfirmed,
e withdrawn,
e replaced by a revised edition, or

e amended.
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INTRODUCTION

As the demand for electrical energy is growing, more and more HVDC projects have appeared,
and the voltage up to +1 100 kV so far. However, the nominal voltage, nominal current and
insulation levels for HYDC system are not yet as standardized as the AC system.

In October 2016, IEC Technical Committee 28 (Insulation co-ordination) established AHG 8
(Ad hoc group 8) to make the roadmap for HVYDC system insulation co-ordination standards.

After IEC TC 28 was merged into IEC TC 99 in 2017, JWG 13 (Joint working group 13) was
built by IEC TC 99 and TC 115 and was responsible for making the series standards for HVYDC
system according to the approved roadmap, as follows:

a) Part 11: Definitions, principles and rules for HVDC system;

b) Part 12: Application guidelines for LCC HVDC converter stations;

c) Part 13: Application guidelines for VSC HVDC converter stations;

d) Part 14: Insulation co-ordination for AC/DC filters;

e) Part 15: Insulation co-ordination for DC transmission lines.
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INSULATION CO-ORDINATION -

Part 11: Definitions, principles and rules for HVDC system

1 Scope

This part of IEC 60071 applies to high-voltage direct current (HVDC) systems. It specifies the
principles on the procedures for the determination of the specified withstand voltages, creepage
distance and air clearances for the equipment and the installations of these systems.

This document gives the insulation co-ordination principles related to line commutated
converter (LCC) and voltage sourced converters (VSC) HVDC systems. The main principles of
this document also apply to other special converter configurations of LCC, such as the capacitor
commutated converter (CCC) as well as the controlled series compensated converter (CSCC),
etc.

This document applies to insulation co-ordination of equipment connected between the
converter AC bus (including the AC harmonic filters, the converter transformer, the circuit
breakers) and the DC line side. The line and cable terminations in so far as they influence the
insulation co-ordination of converter station equipment are also covered.

This document applies only for HVDC applications in power systems and not for industrial
conversion equipment. Principles and guidance given are for insulation co-ordination purposes
only. The requirements for human safety are not covered by this document.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies.
For undated references, the latest edition of the referenced document (including any
amendments) applies.

EC 60060-1|, High-voltage test techniques — Part 1: General definitions and test requirements
IEC 60071-1:2019, Insulation co-ordination — Part 1: Definitions, principles and rules

IEC 60071-2:2018, Insulation co-ordination — Part 2: Application guidelines

IEC 60099-4:2014, Surge arresters — Part 4: Metal-oxide surge arresters without gaps for a.c.
systems

IEC TS 60815-1:2008, Selection and dimensioning of high-voltage insulators intended for use
in polluted conditions — Part 1: Definitions, information and general principles

IEC TS 60815-2:2008, Selection and dimensioning of high-voltage insulators intended for use
in polluted conditions — Part 2: Ceramic and glass insulators for a.c. systems

IEC TS 60815-3:2008, Selection and dimensioning of high-voltage insulators intended for use

in polluted conditions — Part 3: Polymer insulators for a.c. systems
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3 Terms and definitions
For the purposes of this document, the following terms and definitions apply.

ISO and IEC maintain terminological databases for use in standardization at the following
addresses:

e |EC Electropedia: available at http://www.electropedia.org/

e |SO Online browsing platform: available at http://www.iso.org/obp

NOTE Many of the following definitions refer to insulation co-ordination concepts (JEC 60071-1)), or to arrester
EC 60099-4

parameters ( ).

3.1

insulation co-ordination

selection of the dielectric strength of equipment in relation to the operating voltages and
overvoltages which can appear on the system for which the equipment is intended and taking
into account the service environment and the characteristics of the available preventing and
protective devices

[SOURCE: IEC 60071-1:2019, 3.1, modified — The note to entry has been removed.]

3.2
nominal DC voltage
mean value of the DC voltage required to transmit nominal power at nominal current

3.3

highest DC voltage

highest value of DC voltage for which the equipment and system is designed to operate
continuously, in respect of its insulation as well as other characteristics

3.4
symmetrical monopole
HVDC converter with symmetrical DC voltage outputs on the two pole terminals

Note 1 to entry: A symmetrical monopole is generally applicable only to the VSC HVDC systems.

Note 2 to entry: “Symmetrical monopole” is used even though there are two polarities with DC voltages, because
only one converter is unable to provide the redundancy which is generally provided by “bipole”.

Note 3 to entry: In the symmetrical monopole operation, persistent overvoltage appears at the sound (healthy) pole
when a fault occurs at the opposite pole.

3.5

asymmetrical monopole

for the HVDC converter with asymmetrical DC voltage outputs on the two terminals, one terminal
is generally earthed

3.6
bipole
in general, two asymmetrical monopoles form a bipolar DC circuit

3.7
overvoltage
voltage having a value exceeding the corresponding highest steady state voltage of the system

Note 1 to entry: Table 1 presents (as per |EC 60071-1)) the classification of these voltages which are defined in
3.7.1t03.7.2.3.
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Table 1 — Classes and shapes of overvoltages, standard voltage shapes
and standard withstand voltage tests

Low frequency Transient
Class
Continuous Temporary Slow-front Fast-front Very-fast-front
1/t
Tt
Voltage or 1/f2 I m
over- A ;\ /\ N s X
voltage "RY V To \j m V\II\/
shapes Tt Tt T T 1/f1
-t -« 2> <« 2
T. <100 ns
T, 2 3 600s . f
Range of t _ 10 Hz < f<
voltage or | 1/p -/ _ f‘ggHHz or 500 Hz 20ps < T, < 0,1ps<T7,s 0,3MHz < f, <
over- Ot Hz1 z 5000 ps 20 us 100 MHz
voltage 7,2 3 600s 002s=<T = T, <20 ms T, < 300 ps
shapes |, <2500 Hz 3600s 30kHz <f, <
’ 300 kHz

1/t
1/t
|
Standard |, ..fcrone /
u,+Au [ ! P\ p\
voltage | u [ VY /\ I\ \ a
shapes U

Tt Tt i ’JJH
Tt T2
2
AU =50 H 48 Hz < f<
2Y <39 f z zsfs< = =
u, P or 60 Hz 62 Hz T, =250 ps Iy=12ps
a Ta T.=60s T2=2500ps T2=50|JS
Ty t t
S
withstand | DC voltage a ower Switching Lightning impulse a
voltage test @ fr: uenc impulse test test
test c:est y

28 To be specified by the relevant apparatus committees.

b Unless otherwise specified by the relevant Technical Committees, standard voltage shapes should be in
accordance with JEC 60060-1

3.71
temporary overvoltage
overvoltages of relatively long duration (ranging from 0,02 to 3 600 s as per |[EC 60071-1)

Note 1 to entry: The overvoltage can be undamped or weakly damped.

3.7.2

transient overvoltage

short-duration overvoltage of a few millisecond or less, oscillatory or non-oscillatory, usually
highly damped

[SOURCE: IEC 60071-1: 2019, 3.17.2, modified — The note to entry has been removed.]

3.7.21
slow-front overvoltage
transient overvoltage, usually unidirectional, with time to peak 20 ys < T, =5 000 ys, and tail

duration T, < 20 ms
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Note 1 to entry: For the purpose of insulation co-ordination, slow-front overvoltages are classified according to their
shape, regardless of their origin. Although considerable deviations from the standard shapes occur on actual
systems, in this standard it is considered sufficient in most cases to describe such overvoltages by their classification
and peak value.

3.7.2.2

fast-front overvoltage

overvoltage at a given location on a system, due to a lightning discharge or other cause, the
shape of which can be regarded, for insulation co-ordination purposes, as similar to that of the
standard impulse (JEC 60060-1) used for lightning impulse tests

Note 1 to entry: Fast-front overvoltage is defined as transient overvoltage, usually unidirectional, with time to peak
0,1 ps < T, < 20 ps, and tail duration T, < 300 ps in IEC 60071-1:2019, 3.17.2.2.

Note 2 to entry: For the purpose of insulation co-ordination, fast-front overvoltages are classified according to their
shape, regardless of their origin. Although considerable deviations from the standard shapes occur on actual
systems, in this standard it is considered sufficient in most cases to describe such overvoltages by their classification
and peak value.

3.7.2.3
very-fast-front overvoltage
transient overvoltage, usually unidirectional, with time to peak 7y < 0,1 ys, and with or without

superimposed oscillations at frequency 30 kHz < /< 100 MHz

[SOURCE: IEC 60071-1:2019, 3.17.2.3, modified — The abbreviated term VFFO has been
removed.]

3.7.2.4

steep-front overvoltage

transient overvoltage classified as a kind of fast-front overvoltage with time to peak 3 ns
<Ty<12us

Note 1 to entry: A steep-front impulse voltage for test purposes is defined in |JEC 60700-1.

Note 2 to entry: The front time is decided by means of system studies.

3.7.2.5

combined overvoltage

overvoltage consisting of two voltage components simultaneously applied between each of the
two-phase terminals of a phase-to-phase (or longitudinal) insulation and earth

Note 1 to entry: Combined overvoltage can include temporary, slow-front, fast-front or very-fast front overvoltages.

Note 2 to entry: It is classified by the component of higher peak value.

3.8
representative overvoltage

Urp

overvoltage assumed to produce the same dielectric effect on the insulation as overvoltage of
a given class occurring in service due to various origins

Note 1 to entry: In this document, it is generally assumed that the representative overvoltages are characterized by
their assumed or obtained maximum values.

[SOURCE: IEC 60071-1:2019, 3.19, modified — The notes to entry have been removed and
replaced by a new Note 1.]

3.8.1

representative slow-front overvoltage

RSFO

voltage value between terminals of an equipment having the shape of a standard switching
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