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National foreword
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EN IEC 60599:2022 (E)

European foreword

The text of document 10/1164/FDIS, future edition 4 of IEC 60599, prepared by IEC/TC 10 "Fluids for
electrotechnical applications" was submitted to the IEC-CENELEC parallel vote and approved by
CENELEC as EN IEC 60599:2022.

The following dates are fixed:

+ latest date by which the document has to be implemented at national (dop) 2023-03-29
level by publication of an identical national standard or by endorsement

+ latest date by which the national standards conflicting with the (dow) 2025-06-29
document have to be withdrawn

This document supersedes EN 60599:2016 and all of its amendments and corrigenda (if any).

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

Any feedback and questions on this document should be directed to the users’ national committee. A
complete listing of these bodies can be found on the CENELEC website.

Endorsement notice

The text of the International Standard IEC 60599:2022 was approved by CENELEC as a European
Standard without any modification.
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Normative references to international publications
with their corresponding European publications

EN IEC 60599:2022 (E)

Annex ZA
(normative)

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments)

applies.

NOTE 1 Where an International Publication has been modified by common modifications, indicated by (mod), the

relevant EN/HD applies.

NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available

here: www.cenelec.eu.

Publication Year
IEC 60475 -
IEC 60567 2011
IEC 61198 -

Full document details: BS EN IEC 60599:2022

Title EN/HD

Method of sampling insulating liquids -

Oil-filled electrical equipment - Sampling of EN 60567
gases and analysis of free and dissolved
gases - Guidance

Mineral insulating oils - Methods for the EN 61198
determination of 2-furfural and related
compounds
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

MINERAL OIL-FILLED ELECTRICAL EQUIPMENT
IN SERVICE - GUIDANCE ON THE INTERPRETATION
OF DISSOLVED AND FREE GASES ANALYSIS

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports,
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). Their
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with
may participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence between
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent
rights. IEC shall not be held responsible for identifying any or all such patent rights.

IEC 60599 has been prepared by IEC technical committee 10: Fluids for electrotechnical
applications. It is an International Standard.

This fourth edition cancels and replaces the third edition published in 2015. This edition
constitutes a technical revision.

This edition includes the following significant technical changes with respect to the previous
edition:

a) revision of Clause A.5 on bushings, at the request of IEC subcommittee 36A, in order to
transfer to IEC 60599 the corresponding contents of IEC TR 61464 [1]! relating to DGA in
bushings and include the new information on DGA in bushings available in CIGRE Technical
Brochure 771 (2019) [2];

T Numbers in square brackets refer to the Bibliography. Documents
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b) revision of Clause A.3 on wind turbine transformers, in order to include in IEC 60599 the
new information on DGA in wind turbine transformers available in CIGRE Technical
Brochure 771 (2019) [2].

The text of this International Standard is based on the following documents:

Draft Report on voting

10/1164/FDIS 10/1174/RVD

Full information on the voting for its approval can be found in the report on voting indicated in
the above table.

The language used for the development of this International Standard is English.

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in
accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available
at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are
described in greater detail at www.iec.ch/publications.

The committee has decided that the contents of this document will remain unchanged until the
stability date indicated on the IEC website under webstore.iec.ch in the data related to the
specific document. At this date, the document will be

e reconfirmed,
e withdrawn,
e replaced by a revised edition, or

e amended.
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INTRODUCTION

Dissolved and free gas analysis (DGA) is one of the most widely used diagnostic tools for
detecting and evaluating faults in electrical equipment filled with insulating liquid. However,
interpretation of DGA results is often complex and should always be done with care, involving
experienced insulation maintenance personnel.

This document gives information for facilitating this interpretation. The first edition, published
in 1978, has served the industry well, but had its limitations, such as the absence of a diagnosis
in some cases, the absence of concentration levels and the fact that it was based mainly on
experience gained from power transformers. The second edition (2015) attempted to address
some of these shortcomings. Interpretation schemes were based on observations made after
inspection of a large number of faulty oil-filled equipment in service and concentrations levels
deduced from analyses collected worldwide.
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MINERAL OIL-FILLED ELECTRICAL EQUIPMENT
IN SERVICE - GUIDANCE ON THE INTERPRETATION
OF DISSOLVED AND FREE GASES ANALYSIS

1 Scope

This document describes how the concentrations of dissolved gases or free gases can be
interpreted to diagnose the condition of oil-filled electrical equipment in service and suggest
future action.

This document is applicable to electrical equipment filled with mineral insulating oil and
insulated with cellulosic paper or pressboard-based solid insulation. Information about specific
types of equipment such as transformers (power, instrument, industrial, railways, distribution),
reactors, bushings, switchgear and oil-filled cables is given only as an indication in the
application notes.

This document can be applied, but only with caution, to other liquid-solid insulating systems.

In any case, the indications obtained are given only as guidance with resulting action
undertaken only with proper engineering judgment.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies.
For undated references, the latest edition of the referenced document (including any
amendments) applies.

IEC 60475, Method of sampling insulating liquids

IEC 60567:2011, Oil-filled electrical equipment — Sampling of gases and analysis of free and
dissolved gases — Guidance

IEC 61198, Mineral insulating oils — Methods for the determination of 2-furfural and related
compounds

3 Terms, definitions and abbreviated terms

3.1 Terms and definitions

For the purposes of this document, the following terms and definitions apply.

ISO and IEC maintain terminology databases for use in standardization at the following
addresses:

e |EC Electropedia: available at https://www.electropedia.org/

e |SO Online browsing platform: available at https://www.iso.org/obp

3.11

fault

unplanned occurrence or defect in an item which may result in one or more failures of the item

itself or of other associated equipment Documents
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3.1.2
non-damage fault
fault which does not involve repair or replacement action at the point of the fault

Note 1 to entry: Typical examples are self-extinguishing arcs in switching equipment or general overheating without
paper carbonization or stray gassing of oil.

3.1.3
damage fault
fault that involves repair or replacement action at the point of the fault

3.1.4

incident

event of external or internal origin, affecting equipment or the supply system and which disturbs
its normal operation

Note 1 to entry: For the purposes of this document "incidents" are related to internal faults.

Note 2 to entry: For the purposes of this document typical examples of "incidents" are gas alarms, equipment
tripping or equipment leakage.

3.1.5
failure
loss of ability to perform as required

Note 1 to entry: In electrical equipment, failure will result from a damage fault or incident necessitating outage,
repair or replacement of the equipment, such as internal breakdown, rupture of tank, fire or explosion.

3.1.6
electrical fault
partial or disruptive discharge through the insulation

3.1.7
partial discharge
electric discharge that only partially bridges the insulation between conductors

Note 1 to entry: A partial discharge may occur inside the insulation or adjacent to a conductor.

Note 2 to entry: Scintillations of low energy on the surface of insulating materials are often described as partial
discharges but should rather be considered as disruptive discharges of low energy, since they are the result of local
dielectric breakdowns of high ionization density, or small arcs, according to the conventions of physics.

Note 3 to entry: For the purposes of this document the following consideration can also be added:

— Corona is a form of partial discharge that occurs in gaseous media around conductors that are remote from solid
or liquid insulation. This term shall not be used as a general term for all forms of partial discharges.

— As a result of corona discharges, X-wax, a solid material consisting of polymerized fragments of the molecules
of the original liquid, can be formed.

3.1.8
disruptive discharge
passage of an arc following the breakdown

Note 1 to entry: The term "sparkover" (in French: "amorgage") is used when a disruptive discharge occurs in a
gaseous or liquid dielectric.

The term "flashover" (in French: "contournement") is used when a disruptive discharge occurs over the surface of a
solid dielectric surrounded by a gaseous or liquid medium.

The term "puncture" (in French: "perforation") is used when a disruptive discharge occurs through a solid dielectric.

Note 2 to entry: Discharges are often described as arcing, breakdown or short circuits. The following other specific
terms are also used in some countries:

— tracking (the progressive degradation of the surface of solid insulation by local discharges to form conducting or

partially conducting paths); Documents
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