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European foreword 

The text of document 89/1399/FDIS, future edition 2 of IEC 60695-6-2, prepared by IEC/TC 89 "Fire 
hazard testing" was submitted to the IEC-CENELEC parallel vote and approved by CENELEC as 
EN IEC 60695-6-2:2018. 
 
The following dates are fixed: 

• latest date by which the document has to be 
implemented at national level by 
publication of an identical national 
standard or by endorsement 

(dop) 2019-04-10 

• latest date by which the national 
standards conflicting with the 
document have to be withdrawn 

(dow) 2021-07-10 

 
This document supersedes EN 60695-6-2:2011. 
 
Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights. 
 

Endorsement notice 

The text of the International Standard IEC 60695-6-2:2018 was approved by CENELEC as a 
European Standard without any modification. 

In the official version, for Bibliography, the following notes have to be added for the standards indicated: 
 

IEC 60695-1-10 NOTE Harmonized as EN 60695-1-10. 

IEC 60695-1-11 NOTE Harmonized as EN 60695-1-11. 

ISO 5659-2 NOTE Harmonized as EN ISO 5659-2. 

IEC 61034-1 NOTE Harmonized as EN 61034-1. 

IEC 61034-2 NOTE Harmonized as EN 61034-2. 

IEC 60332-3-10 NOTE Harmonized as EN 60332-3-10. 
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Annex ZA  
(normative)  

 
Normative references to international publications  

with their corresponding European publications  
 
The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any amendments) 
applies.  
 
NOTE 1   Where an International Publication has been modified by common modifications, indicated by (mod), the relevant 
EN/HD applies.  
 
NOTE 2   Up-to-date information on the latest versions of the European Standards listed in this annex is available here: 
www.cenelec.eu.  
 
Publication Year Title EN/HD Year 
     

IEC 60695-6-1 -   Fire hazard testing - Part 6-1: Smoke 
obscuration - General guidance 

EN 60695-6-1 -   

ISO/IEC Guide 51 -   Safety aspects - Guidelines for their 
inclusion in standards 

- -   

IEC Guide 104 -   The preparation of safety publications and 
the use of basic safety publications and 
group safety publications 

- -   

ISO 5660-1 2015  Reaction-to-fire tests - Heat release, 
smoke production and mass loss rate - 
Part-1: Heat release rate (cone calorimeter 
method) and smoke production rate 
(dynamic measurement) 

- -  

ISO 13943 2008  Fire safety - Vocabulary EN ISO 13943 2010  

ISO 19706 2011  Guidelines for assessing the fire threat to 
people 

- -  
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
FIRE HAZARD TESTING –  

 
Part 6-2: Smoke obscuration –  

Summary and relevance of test methods 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 60695-6-2 has been prepared by IEC technical committee 89: Fire 
hazard testing. 

This standard cancels and replaces IEC 60695-6-2 published in 2011. This second edition 
constitutes a technical revision. 

This edition includes the following significant technical changes with respect to the previous 
edition: 

a) updated introduction; 
b) updated normative references; 
c) new text in 4.1; 
d) deletion of references to IEC 60695-6-30 and -31 (withdrawn) 
e) updates with respect to ISO 5659-2; 
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f) deletion of references to BS 6853 and CEI 20-37-3 (superseded); 
g) deletion of references to ISO/TR 5924 (withdrawn); 
h) updated text with respect to EN 50399; 
i) updated text with respect to ISO 5660-1; 
j) addition of new Subclause 7.5 
k) deletion of Annex B; 
l) deletion of Annex E; 
m) additional bibliographic references. 

This standard is to be used in conjunction with IEC 60695-6-1. 

It has the status of a basic safety publication in accordance with IEC Guide 104 and 
ISO/IEC Guide 51. 

The text of this standard is based on the following documents: 

FDIS Report on voting 

89/1399/FDIS 89/1405/RVD 

 
Full information on the voting for the approval of this International Standard can be found in 
the report on voting indicated in the above table. 

This document has been drafted in accordance with the ISO/IEC Directives, Part 2. 

A list of all parts of the IEC 60695 series, under the general title Fire hazard testing, can be 
found on the IEC website. 

Part 6 consists of the following parts: 

Part 6-1:  Smoke obscuration – General guidance 
Part 6-2:  Smoke obscuration – Summary and relevance of test methods 

The committee has decided that the contents of this publication will remain unchanged until 
the stability date indicated on the IEC web site under "http://webstore.iec.ch" in the data 
related to the specific publication. At this date, the publication will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 
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INTRODUCTION 

In the design of an electrotechnical product the risk of fire and the potential hazards 
associated with fire need to be considered. In this respect the objective of component, circuit 
and equipment design, as well as the choice of materials, is to reduce the risk of fire to a 
tolerable level even in the event of reasonably foreseeable (mis)use, malfunction or failure. 
IEC 60695-1-10 [1]1, IEC 60695-1-11 [2], and IEC 60695-1-12 [3] provide guidance on how 
this is to be accomplished. 

Fires involving electrotechnical products can also be initiated from external non-electrical 
sources. Considerations of this nature are dealt with in an overall fire hazard assessment. 

The aim of the IEC 60695 series is to save lives and property by reducing the number of fires 
or reducing the consequences of the fire. This can be accomplished by: 

• trying to prevent ignition caused by an electrically energised component part and, in the 
event of ignition, to confine any resulting fire within the bounds of the enclosure of the 
electrotechnical product. 

• trying to minimise flame spread beyond the product’s enclosure and to minimise the 
harmful effects of fire effluents including heat, smoke, and toxic or corrosive combustion 
products. 

One of the contributing hazards is the release of smoke, which may cause loss of vision 
and/or disorientation which could impede escape from the building, or fire fighting. 

This part of IEC 60695 describes smoke test methods in common use to assess the smoke 
release from electrotechnical products, or from materials used in electrotechnical products. It 
gives guidance to product committees wishing to incorporate test methods for smoke 
obscuration in product standards. 

 

  

___________ 
1  Numbers in square brackets refer to the bibliography. 
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FIRE HAZARD TESTING –  
 

Part 6-2: Smoke obscuration –  
Summary and relevance of test methods 

 
 
 

1 Scope 

This part of IEC 60695 provides a summary of commonly used test methods for the 
assessment of smoke obscuration. It presents a brief summary of static and dynamic test 
methods in common use, either as international standards or national or industry standards. It 
includes special observations on their relevance to electrotechnical products and their 
materials and to fire scenarios, and gives recommendations on their use. 

This basic safety publication shall be used by technical committees in the preparation of 
standards in accordance with the principles laid down in IEC Guide 104 and 
ISO/IEC Guide 51. 

One of the responsibilities of a technical committee is, wherever applicable, to make use of 
basic safety publications in the preparation of its publications. The requirements, test methods 
or test conditions of this basic safety publication will not apply unless specifically referred to 
or included in the relevant publications. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their 
content constitutes requirements of this document. For dated references, only the edition 
cited applies. For undated references, the latest edition of the referenced document (including 
any amendments) applies. 

IEC 60695-6-1, Fire hazard testing – Part 6-1: Smoke obscuration – General guidance 

ISO/IEC Guide 51, Safety aspects – Guidelines for their inclusion in standards 

IEC GUIDE 104, The preparation of safety publications and the use of basic safety 
publications and group safety publications 

ISO 5660-1:2015, Reaction-to-fire tests – Heat release, smoke production and mass loss rate 
– Part 1: Heat release rate (cone calorimeter method) and smoke production rate (dynamic 
measurement) 

ISO 13943:2008, Fire safety – Vocabulary 

ISO 19706:2011, Guidelines for assessing the fire threat to people 

3 Terms and definitions 

For the purposes of this document, the terms and definitions given in ISO 13943:2008, some 
of which are reproduced below for users’ convenience, and the following apply. 

ISO and IEC maintain terminological databases for use in standardization at the following 
addresses: 
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• IEC Electropedia: available at http://www.electropedia.org/ 

• ISO Online browsing platform: available at http://www.iso.org/obp 

3.1  
combustion 
exothermic reaction of a substance with an oxidising agent 

Note 1 to entry: Combustion generally emits fire effluent accompanied by flames and/or glowing. 

[SOURCE: ISO 13943:2008, 4.46] 

3.2  
extinction area of smoke 
product of the volume occupied by smoke and the extinction coefficient of the smoke 

Note 1 to entry: It is a measure of the amount of smoke, and the typical units are square metres (m2). 

[SOURCE: ISO 13943:2008, 4.92] 

3.3  
extinction coefficient 
natural logarithm of the ratio of incident light intensity to transmitted light intensity, per unit 
light path length 

Note 1 to entry: Typical units are reciprocal metres (m-1). 

[SOURCE: ISO 13943:2008, 4.93] 

3.4  
fire 
(general) process of combustion characterized by the emission of heat and fire effluent and 
usually accompanied by smoke, flame, glowing or a combination thereof 

Note 1 to entry: In the English language the term "fire" is used to designate three concepts, two of which, fire 
(3.5) and fire (3.6), relate to specific types of self-supporting combustion with different meanings and two of them 
are designated using two different terms in both French and German. 

[SOURCE: ISO 13943:2008, 4.96] 

3.5  
fire 
(controlled) self-supporting combustion that has been deliberately arranged to provide useful 
effects and is limited in its extent in time and space 

[SOURCE: ISO 13943:2008, 4.97] 

3.6  
fire 
(uncontrolled) self-supporting combustion that has not been deliberately arranged to provide 
useful effects and is not limited in its extent in time and space 

[SOURCE: ISO 13943:2008, 4.98] 

3.7  
fire effluent 
totality of gases and aerosols, including suspended particles, created by combustion or 
pyrolysis in a fire 
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