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European foreword 
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voltage and high-current test techniques" was submitted to the IEC-CENELEC parallel vote and 
approved by CENELEC as EN IEC 61083-3:2021. 

The following dates are fixed: 

• latest date by which the document has to be implemented at national
level by publication of an identical national standard or by endorsement

(dop) 2021-09-30 

• latest date by which the national standards conflicting with the
document have to be withdrawn

(dow) 2023-12-30 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.  

Endorsement notice 

The text of the International Standard IEC 61083-3:2020 was approved by CENELEC as a European 
Standard without any modification. 

In the official version, for Bibliography, the following notes have to be added for the standards 
indicated: 

IEC 60060-1 NOTE Harmonized as EN 60060-1 

IEC 60060-3 NOTE Harmonized as EN 60060-3 

IEC 60243-1 NOTE Harmonized as EN 60243-1 

IEC 61000-4-2 NOTE Harmonized as EN 61000-4-2 

IEC 61000-4-3 NOTE Harmonized as EN IEC 61000-4-3 

IEC 61000-4-4 NOTE Harmonized as EN 61000-4-4 

IEC 61000-4-5 NOTE Harmonized as EN 61000-4-5 

IEC 61000-4-6 NOTE Harmonized as EN 61000-4-6 

IEC 61000-4-8 NOTE Harmonized as EN 61000-4-8 

IEC 61000-4-11 NOTE Harmonized as EN IEC 61000-4-11 

IEC 61000-6-2 NOTE Harmonized as EN IEC 61000-6-2 

IEC 61000-6-4 NOTE Harmonized as EN IEC 61000-6-4 

IEC 61000-6-4:2006/A1:2010 NOTE Harmonized as EN 61000-6-4:2007/A1:2011 (not modified) 

IEC 61083-1 NOTE Harmonized as EN 61083-1 

IEC 61326-1 NOTE Harmonized as EN 61326-1 
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Annex ZA 
(normative) 

Normative references to international publications 
with their corresponding European publications 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any amendments) 
applies.  

NOTE 1   Where an International Publication has been modified by common modifications, indicated by (mod), 
the relevant EN/HD applies.  

NOTE 2   Up-to-date information on the latest versions of the European Standards listed in this annex is available 
here: www.cenelec.eu.  

Publication Year Title EN/HD Year 

IEC 60060-2 - High-voltage test techniques - Part 2:
Measuring systems

EN 60060-2 - 

IEC 61180 - High-voltage test techniques for low-
voltage equipment - Definitions, test and
procedure requirements, test equipment

EN 61180 - 

IEC 62475 - High-current test techniques - Definitions
and requirements for test currents and
measuring systems

EN 62475 - 

ISO/IEC Guide 98-3 2008 Uncertainty of measurement - Part 3: 
Guide to the expression of uncertainty in 
measurement (GUM:1995) 

- - 
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
INSTRUMENTS AND SOFTWARE USED FOR MEASUREMENT  

IN HIGH-VOLTAGE AND HIGH-CURRENT TESTS –  
 

Part 3: Requirements for hardware for tests with alternating  
and direct voltages and currents 

 
FOREWORD 

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international 
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and 
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports, 
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). Their 
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with 
may participate in this preparatory work. International, governmental and non-governmental organizations liaising 
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for 
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence between 
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent 
rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 61083-3 has been prepared by IEC technical committee 42: High-
voltage and high-current test techniques. 

The text of this International Standard is based on the following documents: 

FDIS Report on voting 

42/380/FDIS 42/387/RVD 

 
Full information on the voting for the approval of this International Standard can be found in the 
report on voting indicated in the above table. 

This document has been drafted in accordance with the ISO/IEC Directives, Part 2. 
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A list of all parts in the IEC 61083 series, published under the general title Instruments and 
software used for measurement in high-voltage and high-current tests, can be found on the IEC 
website. 

Future standards in this series will carry the new general title as cited above. Titles of existing 
standards in this series will be updated at the time of the next edition. 

The committee has decided that the contents of this document will remain unchanged until the 
stability date indicated on the IEC website under "http://webstore.iec.ch" in the data related to 
the specific document. At this date, the document will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 

 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates 
that it contains colours which are considered to be useful for the correct understanding 
of its contents. Users should therefore print this document using a colour printer. 
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INTRODUCTION 

The electric power industry requires standardized tools to provide confidence in testing results, 
and to prove equivalence between tests performed in different laboratories and test fields. 

This part of IEC 61083 specifies requirements for the performance of digital recording 
instruments used for tests with alternating and direct voltages and currents.  

The intention of this document is to provide recommendations on the digital recording 
instruments to be used in tests with alternating and direct voltages and currents. 

Digital recording instruments are considered as black boxes (including hardware, firmware, and 
software). They are characterized for their intended application by physical calibration with the 
waveforms needed for that application.  

This document does not apply to simple analogue or digital meters that do not have recording 
capability. 
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INSTRUMENTS AND SOFTWARE USED FOR MEASUREMENT  
IN HIGH-VOLTAGE AND HIGH-CURRENT TESTS –  

 
Part 3: Requirements for hardware for tests with alternating  

and direct voltages and currents 
 
 
 

1 Scope 

This part of IEC 61083 is applicable to digital recording instruments used for measurements 
during tests with high alternating and direct voltages and currents. It specifies the measuring 
characteristics and calibrations required to meet the measuring uncertainties and procedures 
specified in the relevant IEC standards (e.g. IEC 60060-1, IEC 60060-2, IEC 60060-3, 
IEC 62475, IEC 61180). 

This document is applicable to those digital recording instruments that will be designed and 
type tested according to this document. 

This document 

• defines performance requirements for digital recording instruments used during tests with 
alternating voltages and currents (AC) or direct voltages and currents (DC); 

• specifies the necessary requirements for such instruments to ensure their suitability for use 
under the relevant standards; 

• establishes the tests and procedures necessary to demonstrate their compliance; 

• defines the terms related to digital recording instruments with recording function and access 
to raw data. 

NOTE Examples of relevant alternating and direct voltages and currents to be measured are listed in Annex D. 

This International Standard has the status of a horizontal standard in accordance with 
IEC Guide 108. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. 
For undated references, the latest edition of the referenced document (including any 
amendments) applies. 

IEC 60060-2, High-voltage test techniques – Part 2: Measuring systems 

IEC 61180, High-voltage test techniques for low-voltage equipment – Definitions, test and 
procedure requirements, test equipment 

IEC 62475, High-current test techniques – Definitions and requirements for test currents and 
measuring systems 

ISO/IEC Guide 98-3:2008, Uncertainty of measurement – Part 3: Guide to the expression of 
uncertainty in measurement (GUM:1995)  
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3 Terms and definitions 

For the purposes of this document, the following terms and definitions apply. 

ISO and IEC maintain terminological databases for use in standardization at the following 
addresses:  

• IEC Electropedia: available at http://www.electropedia.org/ 

• ISO Online browsing platform: available at http://www.iso.org/obp 

3.1 Digital recording instruments 

3.1.1  
approved instrument 
measuring device that is shown to comply with the requirements set out in IEC 61083-3 

3.1.2  
digital recording instrument 
device with digital output capability of the recorded input 

Note 1 to entry: This definition includes digital recorders, digital oscilloscopes, digital peak voltmeters and other 
digital recording instruments if applicable. 

Note 2 to entry: The waveform of the digital record is usually displayed on a screen, plotted or printed. This process 
may change the appearance of the waveform due to the processing involved. 

3.1.3  
assigned measurement range 
range of input voltage for which the digital recording instrument can be used within the 
uncertainty limits given in IEC 61083-3 

3.1.4  
output 
displayed (in any way) value of a digital recording instrument at a specific instant or the 
numerical value of a digital recording instrument recorded at a specific instant 

3.1.5  
full-scale deflection 
minimum input value, which produces the nominal maximum output of the digital recording 
instrument in the specified range 

3.1.6  
offset 
output of a digital recording instrument for zero input 

3.1.7  
raw data 
original record of sampled and quantized information obtained when a digital recording 
instrument converts an analogue signal into a digital form, with the correction of the output for 
offset and multiplying the record by a constant factor being permitted 

3.1.8  
test duration 
range of a time interval in which the measurement is done 

3.1.9  
reading rate 
rate with which the instrument displays or stores the readings of the measured AC or DC voltage 
or current 
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