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BRITISH STANDARD

National foreword

This British Standard is the UK implementation of

EN IEC 61347-1:2024. It is identical to IEC 61347-1:2024. It supersedes
BS EN 61347-1:2015+A1:2021, which remains current (see European
foreword for details).

The UK participation in its preparation was entrusted to Technical
Committee CPL/34/3, Auxiliaries for lamps.

A list of organizations represented on this committee can be obtained on
request to its committee manager.

Contractual and legal considerations

This publication has been prepared in good faith, however no
representation, warranty, assurance or undertaking (express or
implied) is or will be made, and no responsibility or liability is or will be
accepted by BSI in relation to the adequacy, accuracy, completeness or
reasonableness of this publication. All and any such responsibility and
liability is expressly disclaimed to the full extent permitted by the law.

This publication is provided as is, and is to be used at the
recipient’s own risk.

The recipient is advised to consider seeking professional guidance with
respect to its use of this publication.

This publication is not intended to constitute a contract. Users are
responsible for its correct application.

© The British Standards Institution 2025
Published by BSI Standards Limited 2025

ISBN 978 0 539 04067 8
ICS 29.140.99

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the
Standards Policy and Strategy Committee on 31 January 2025.

Amendments/corrigenda issued since publication

Date Text affected
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EUROPEAN STANDARD EN IEC 613471

NORME EUROPEENNE
EUROPAISCHE NORM December 2024

ICS 29.140.99 Supersedes EN 61347-1:2015; EN 61347-1:2015/A1:2021

English Version

Controlgear for electric light sources - Safety - Part 1: General
requirements
(IEC 61347-1:2024)

Appareillages de commande pour les sources de lumiére Gerate fir elektrische Lichtquellen - Sicherheit - Teil 1:
électriques - Sécurité - Partie 1: Exigences générales Allgemeine Anforderungen
(IEC 61347-1:2024) (IEC 61347-1:2024)

This European Standard was approved by CENELEC on 2024-10-16. CENELEC members are bound to comply with the CEN/CENELEC
Internal Regulations which stipulate the conditions for giving this European Standard the status of a national standard without any alteration.

Up-to-date lists and bibliographical references concerning such national standards may be obtained on application to the CEN-CENELEC
Management Centre or to any CENELEC member.

This European Standard exists in three official versions (English, French, German). A version in any other language made by translation
under the responsibility of a CENELEC member into its own language and notified to the CEN-CENELEC Management Centre has the
same status as the official versions.

CENELEC members are the national electrotechnical committees of Austria, Belgium, Bulgaria, Croatia, Cyprus, the Czech Republic,
Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, the
Netherlands, Norway, Poland, Portugal, Republic of North Macedonia, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland,
Turkiye and the United Kingdom.

CENELEC

European Committee for Electrotechnical Standardization
Comité Européen de Normalisation Electrotechnique
Européisches Komitee fiir Elektrotechnische Normung

CEN-CENELEC Management Centre: Rue de la Science 23, B-1040 Brussels

© 2024 CENELEC All rights of exploitation in any form and by any means reserved worldwide for CENELEC Members.

rer. D QGHINENES

Document Sharing Hub

Full document details: BS EN IEC 61347-1:2024


https://doi.org/10.3403/BSENIEC61347?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
http://www.avadocuments.com/doc/bs-en-iec-61347-1-2024
http://www.avadocuments.com/doc/bs-en-iec-61347-1-2024

I |
EN IEC 61347-1:2024 (E)

European foreword

The text of document 34C/1596/FDIS, future edition 4 of |EC 61347-1, prepared by SC 34C
"Auxiliaries for lamps" of IEC/TC 34 "Lighting" was submitted to the IEC-CENELEC parallel vote and
approved by CENELEC as EN IEC 61347-1:2024.

The following dates are fixed:

» latest date by which the document has to be implemented at national (dop) 2025-12-31
level by publication of an identical national standard or by endorsement

+ latest date by which the national
document have to be withdrawn

standards conflicting with the (dow) -

This document supersedes EN 61347-1:2015 and all of its amendments and corrigenda (if any).
However, EN 61347-1:2015 and all of its amendments and corrigenda (if any) remains valid until all
the Parts 2 which are used in conjunction with it have been withdrawn. No date of withdrawal (dow)

has been given for this reason.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

Any feedback and questions on this document should be directed to the users’ national committee. A
complete listing of these bodies can be found on the CENELEC website.

Endorsement notice

The text of the International Standard IEC 61347-1:2024 was approved by CENELEC as a European

Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standard indicated:

IEC 60068-1:2013 NOTE
IEC 60068-2-2:2007 NOTE
IEC 60112:2020 NOTE
IEC 60269-1:2006 NOTE

IEC 60269-1:2006/A1:2009 NOTE
IEC 60269-1:2006/A2:2014 NOTE

NOTE
NOTE
IEC 60364 (series) NOTE
IEC 60364-4-41:2005 NOTE
IEC 60664-1:2020 NOTE
IEC 60664-4:2005 NOTE

Full document details: BS EN IEC 61347-1:2024

Approved as EN 60068-1:2014 (not modified)
Approved as EN 60068-2-2:2007 (not modified)
Approved as EN IEC 60112:2020 (not modified)
Approved as EN 60269-1:2007 (not modified)
Approved as EN 60269-1:2007/A1:2009 (not modified)
Approved as EN 60269-1:2007/A2:2014 (not modified)
Approved as HD 60269-2

Approved as HD 60269-3

Approved as HD 60364 (series)

Approved as HD 60364-4-41:2017 + A11:2017
Approved as EN IEC 60664-1:2020 (not modified)
Approved as EN 60664-4:2006 (not modified)
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IEC 60747-5-5:2020 NOTE Approved as EN IEC 60747-5-5:2020 (not modified)
NOTE Approved as EN 60838-2-2

IEC 60929:2011 NOTE Approved as EN 60929:2011 (not modified)

IEC 60929:2011/A1:2015 NOTE Approved as EN 60929:2011/A1:2016 (not modified)
NOTE Approved as EN IEC 60947-7-4

IEC 60998 (series) NOTE Approved as EN 60998 (series)

NOTE Approved as EN 61000-4-5

NOTE Approved as EN 61047

IEC 61048 NOTE Approved as

IEC 61140:2016 NOTE Approved as EN 61140:2016 (not modified)

NOTE Approved as EN IEC 61347-2-1

NOTE Approved as EN 61347-2-2

NOTE Approved as EN 61347-2-3

NOTE Approved as EN 61347-2-7

NOTE Approved as EN 61347-2-8

NOTE Approved as EN 61347-2-9

EC 61347-2-10 NOTE Approved as EN 61347-2-10

EC 61347-2-11 NOTE Approved as EN 61347-2-11

EC 61347-2-12 NOTE Approved as EN 61347-2-12
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NOTE Approved as EN 61347-2-13

IEC 61347-2-14 NOTE Approved as EN IEC 61347-2-14
IEC 61558 (series) NOTE Approved as EN 61558 (series)
NOTE Approved as EN IEC 62384
NOTE Approved as EN IEC 62386-101
IEC 62386-250 NOTE Approved as EN IEC 62386-250
IEC 62733 NOTE Approved as EN 62733

IEC 63128 NOTE Approved as EN IEC 63128
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Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments)

applies.

NOTE 1 Where an International Publication has been modified by common maodifications, indicated by (mod),

the relevant EN/HD applies.

NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available

here: www.cencenelec.eu.

Publication Year

EC 60068-2-14 2009

EC 6012 series
EC 60317-0-1 2013

+ A1 2019
IEC 60384-14 2023

IEC 60598 series
IEC 60598-1 2020

EC 60695-2-10 2021
EC 60695-2-11 2021
EC 60695-11-§ 2016

EC 60691 2023

Title

Environmental testing - Part 2-14:. Tests -
Test N: Change of temperature

Miniature fuses

Specifications for particular types of winding
wires - Part 0-1: General requirements -
Enamelled round copper wire

Fixed capacitors for use in electronic
equipment - Part 14: Sectional specification -
Fixed capacitors for electromagnetic
interference suppression and connection to
the supply mains

Luminaires

Luminaires - Part 1. General requirements
and tests

Fire hazard testing - Part 2-10: Glowing/hot-
wire based test methods - Glow-wire
apparatus and common test procedure

Fire hazard testing - Part 2-11: Glowing/hot-
wire based test methods - Glow-wire
flammability test method for end products
(GWEPT)

Fire hazard testing - Part 11-5: Test flames -
Needle-flame test method - Apparatus,
confirmatory test arrangement and guidance

Thermal-links - Requirements and application
guide

T Withdrawn.

Full document details: BS EN IEC 61347-1:2024

EN/HD Year
EN 60068-2-14 2009

EN IEC 60127 series
EN 60317-0-1 2014

+ A1 2019

EN IEC 60384-14 2023

EN IEC 60598 series
EN IEC 60598-1 2021

+A11 2022
EN IEC 60695-2-10 2021

EN IEC 60695-2-11 2021

EN 60695-11-5 2017

EN IEC 60691 2023
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Publication Year
EC 60990 2016

EC 61032 1997
IEC 61180 2016

EC 61189-2 2006

IEC 61249-2 series
IEC 61558-1 2017

-
-
-
-
2021

EC 61643-11 2011
(mod)
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Title

Methods of measurement of touch current
and protective conductor current

Protection of persons and equipment by
enclosures - Probes for verification

High-voltage test techniques for low-voltage
equipment - Definitions, test and procedure
requirements, test equipment

Test methods for electrical materials, printed
boards and other interconnection structures
and assemblies - Part 2: Test methods for
materials for interconnection structures

Materials for printed boards and other
interconnecting  structures - Part 2:
Reinforced base materials, clad and unclad

Safety of transformers, reactors, power
supply units and combinations thereof - Part
1: General requirements and tests

Safety of transformers, reactors, power
supply units and combinations thereof - Part
2-1: Particular requirements and tests for
separating transformers and power supplies
incorporating separating transformers for
general applications

Safety of transformers, reactors, power
supply units and combinations thereof - Part
2-4: Particular requirements and tests for
isolating transformers and power supply units
incorporating isolating transformers for
general applications

Safety of transformers, reactors, power
supply units and combinations thereof - Part
2-6: Particular requirements and tests for
safety isolating transformers and power
supply units incorporating safety isolating
transformers for general applications

Safety of transformers, reactors, power EN IEC 61558-2-13

supply units and combinations thereof - Part
2-13: Particular requirements and tests for
auto-transformers and power supply units
incorporating auto-transformers for general
applications

Safety of transformers, reactors, power
supply units and combinations thereof - Part
2-16: Particular requirements and tests for
switch mode power supply units and
transformers for switch mode power supply
units for general applications

Low-voltage surge protective devices - Part
11: Surge protective devices connected to
low-voltage power systems - Requirements
and test methods

EN IEC 61347-1:2024 (E)

EN/HD
EN 60990

EN 61032

EN 61180

EN 61189-2

EN 61249-2

Year
2016

1998

2016

2006

series

EN IEC 61558-1 2019

EN IEC 61558-2-1 -

EN 61558-2-4 -

EN 61558-2-6 -

EN 61643-11

+A11

2012

2018
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Publication Year Title EN/HD Year

IEC 62368-1 2023 Audio/video, information and communication EN IEC 62368-1 2024
technology equipment - Part 1: Safety
requirements

+ A11 2024
ISO 8820 series Road vehicles - Fuse-links - -
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

CONTROLGEAR FOR ELECTRIC LIGHT SOURCES -
SAFETY -

Part 1: General requirements

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports,
Publicly Available Specifications (PAS) and Guides (hereafter referred to as "IEC Publication(s)"). Their
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with
may participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence between
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) IEC draws attention to the possibility that the implementation of this document may involve the use of (a)
patent(s). IEC takes no position concerning the evidence, validity or applicability of any claimed patent rights in
respect thereof. As of the date of publication of this document, IEC had not received notice of (a) patent(s), which
may be required to implement this document. However, implementers are cautioned that this may not represent
the latest information, which may be obtained from the patent database available at https://patents.iec. IEC shall
not be held responsible for identifying any or all such patent rights.

EC 61347-1 has been prepared by subcommittee 34C: Auxiliaries for lamps, of IEC technical
committee 34: Lighting. It is an International Standard.

This fourth edition cancels and replaces the third edition published in 2015 and
Amendment 1:2017. This edition constitutes a technical revision.

This edition includes the following significant technical changes with respect to the previous
edition:

a) complete review of document structure, including but not limited to what is individually
described under items b) to s);

b) removal of requirements for electromagnetic controlgear;
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c) addition of more specific requirements for control circuit insulation and corresponding
marking;

d) merging of thermal test requirements for transformers into a new Clause 16;

e) clarification of specifications for the moisture resistance test;

f) update of the normative reference to standards of the transformer series IEC 61558;
g) correction of the normative reference for PCB testing with respect to flames and fire;
h) update of further normative references where appropriate;

i) allowance of an alternative DC electric strength test;

j) addition of specific provisions for the use of bridging capacitors;

k) update of fire hazard testing requirements;

I) introduction of requirements for PELV applications;

m) clearance distances now generally based on peak instead of RMS voltage values;
n) introduction of a new type of protected emergency lighting controlgear;

0) review and clarification of touch current and voltage requirements;

p) clarification of the test sequence for independent controlgear with respect to the application
of the IEC 60598 series versus the IEC 61347 series;

g) introduction of reduced touch voltages and currents for interrupted DC voltage applications
or pulse width modulation (PWM);

r) changes concerning the recommendations for electric strength routine testing;

s) merging of requirements for safety isolating controlgear from former Annex L into the main
body of the document;

t) introduction of Annex N intended to address touch current measurement;

u) introduction of Annex O intended to provide information on document reorganization.

The text of this International Standard is based on the following documents:

Draft Report on voting

34C/1596/FDIS 34C/1604/RVD

Full information on the voting for its approval can be found in the report on voting indicated in
the above table.

The language used for the development of this International Standard is English.

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in
accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available
at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are
described in greater detail at www.iec.ch/publications.

This document is to be used in conjunction with the appropriate part of the IEC 61347-2 series.

NOTE In this document, the following print type is used:

— compliance statements: in italic type.

A list of all parts in the IEC 61347 series, published under the general title Controlgear for
electric light sources — Safety, can be found on the IEC website.

Future documents in this series will carry the new general title as cited above. Titles of existing
documents in this series will be updated at the time of the next edition.
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The committee has decided that the contents of this document will remain unchanged until the
stability date indicated on the IEC website under webstore.iec.ch in the data related to the
specific document. At this date, the document will be

e reconfirmed,

e withdrawn, or

e revised.

IMPORTANT - The "colour inside™” logo on the cover page of this document indicates
that it contains colours which are considered to be useful for the correct understanding
of its contents. Users should therefore print this document using a colour printer.
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INTRODUCTION

This part of IEC 61347 provides a set of general and safety requirements and tests which are
considered to be generally applicable to most types of controlgear for light sources and which
can be called up as required by the different parts that make up the IEC 61347-2 series. This
document is not a specification in itself for any type of controlgear, and its provisions apply only
to particular types of controlgear, to the extent determined by the appropriate part of the
IEC 61347-2 series. The various parts of the IEC 61347-2 series refer to the clauses of this
document to the extent to which such a clause is applicable and the order in which the tests
are performed; they also include additional requirements as necessary. The order in which the
clauses of this document are numbered has no particular significance, as the order in which
their provisions apply is determined for each type of controlgear by the appropriate part of the
IEC 61347-2 series. All such parts of the IEC 61347-2 series do not contain references to each
other.

Where the requirements of any of the clauses of this part of IEC 61347 are referred to in the
various parts that make up the IEC 61347-2 series by the phrase ", Clause N
applies", this phrase will be interpreted as meaning that all the requirements of the clause in
question of this document apply, except any which are clearly inapplicable to the particular type
of controlgear for light sources covered by the part of the IEC 61347-2 series concerned.

Performance requirements for controlgear for electric light sources are the subject of the
appropriate performance standard, for example |EC 61047 and |JEC 62384 as appropriate for
the type of controlgear.

Safety requirements ensure that electrical equipment constructed in accordance with these
requirements does not endanger the safety of persons, domestic animals or property when
properly installed and maintained and used in applications for which it was intended.
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CONTROLGEAR FOR ELECTRIC LIGHT SOURCES -
SAFETY -

Part 1: General requirements

1 Scope

This part of IEC 61347 specifies general safety requirements for controlgear for electric light
sources for use on DC supplies up to 1 500 V or AC supplies up to 1 000 V at 50 Hz or 60 Hz.

NOTE 1 In the remainder of this document "light source" is used instead of "electric light source".

This document is only applicable in conjunction with the relevant part(s) of the IEC 61347-2
series.

NOTE 2 As far as covered in the scope of the relevant part of the IEC 61347-2 series, this document is also
applicable to controlgear used for electric sources producing optical radiation with the same technology used for
purposes different than illumination and producing radiation other than visible spectrum.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies.
For undated references, the latest edition of the referenced document (including any
amendments) applies.

IEC 60068-2-14:2009", Environmental testing — Part 2-14: Tests — Test N: Change of
temperature

EC 60127 (all parts), Miniature fuses

IEC 60317-0-1:2013, Specifications for particular types of winding wires — Part 0-1: General
requirements — Enamelled round copper wire
IEC 60317-0-1:2013/AMD1:2019

IEC 60384-14:2023, Fixed capacitors for use in electronic equipment — Part 14: Sectional
specification — Fixed capacitors for electromagnetic interference suppression and connection
to the supply mains

IEC 60598 (all parts), Luminaires
IEC 60598-1:2020, Luminaires — Part 1: General requirements and tests

IEC 60695-2-10:2021, Fire hazard testing — Part 2-10: Glowing/hot-wire based test methods —
Glow-wire apparatus and common test procedure

IEC 60695-2-11:2021, Fire hazard testing — Part 2-11: Glowing/hot-wire based test methods —
Glow-wire flammability test method for end-products (GWEPT)

1 Withdrawn, Documents
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IEC 60695-11-5:2016, Fire hazard testing — Part 11-5: Test flames — Needle-flame test method
— Apparatus, confirmatory test arrangement and guidance

IEC 60691:2023, Thermal-links — Requirements and application guide

IEC 60990:2016, Methods of measurement of touch current and protective conductor current

IEC 61032:1997, Protection of persons and equipment by enclosures — Probes for verification

IEC 61180:2016, High-voltage test techniques for low-voltage equipment — Definitions, test and
procedure requirements, test equipment

IEC 61189-2:2006, Test methods for electrical materials, printed boards and other
interconnection structures and assemblies — Part2: Test methods for materials for
interconnection structures

IEC 61249-2 (all parts), Materials for printed boards and other interconnecting structures —
Part 2: Reinforced base materials, clad and unclad

IEC 61558-1:2017, Safety of transformers, reactors, power supply units and combinations
thereof — Part 1: General requirements and tests

EC 61558-2-1|, Safety of transformers, reactors, power supply units and combinations thereof
— Part 2-1: Particular requirements and tests for separating transformers and power supply units
incorporating separating transformers for general applications

EC 61558-2-4, Safety of transformers, reactors, power supply units and combinations thereof
— Part 2-4: Particular requirements and tests for isolating transformers and power supply units
incorporating isolating transformers for general applications

EC 61558-2-G, Safety of transformers, reactors, power supply units and combinations thereof
— Part 2-6: Particular requirements and tests for safety isolating transformers and power supply
units incorporating safety isolating transformers for general applications

|IEC 61558-2-13, Safety of transformers, reactors, power supply units and combinations thereof
— Part 2-13: Particular requirements and tests for auto-transformers and power supply units
incorporating auto-transformers for general applications

IEC 61558-2-16:2021, Safety of transformers, reactors, power supply units and combinations
thereof — Part 2-16: Particular requirements and tests for switch mode power supply units and
transformers for switch mode power supply units for general applications

IEC 61643-11:2011, Low-voltage surge protective devices — Part 11: Surge protective devices
connected to low-voltage power systems — Requirements and test methods

IEC 62368-1:2023, Audio/video, information and communication technology equipment —
Part 1: Safety requirements

ISO 8820 (all parts), Road vehicles — Fuse-links
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3 Terms and definitions
For the purposes of this document, the following terms and definitions apply.

ISO and IEC maintain terminology databases for use in standardization at the following
addresses:

e |EC Electropedia: available at https://www.electropedia.org/

e |SO Online browsing platform: available at https://www.iso.org/obp

3.1

controlgear

control gear

<for an electric light source> unit inserted between the power supply and at least one light
source, which serves to supply the light source(s) with its (their) rated voltage, rated current or
rated power, and which can consist of one or more separate components

Note 1 to entry: A controlgear can include means for igniting, dimming, correcting the power factor and suppressing
radio interference, and further control functions.

Note 2 to entry: A controlgear can be partly or totally integrated in the light source.

Note 3 to entry: The terms "control gear" and "controlgear" are interchangeable. In IEC standards, the term
"controlgear" is commonly used.

Note 4 to entry: In this document, whenever this is unambiguous, the shortened term "controlgear" is used instead
of "controlgear for an electric light source".

[SOURCE: IEC 60050-845:2020, 845-28-048, modified — The first preferred term has become
an admitted term; "or rated current" has been replaced by ", rated current or rated power"; the
existing Note 2 to entry has been deleted and current Note 4 to entry has been added.]

3.2

built-in controlgear

controlgear designed to be built into a luminaire, a box, an enclosure or the like and not intended
to be mounted outside a luminaire

[SOURCE: IEC 60050-845:2020, 845-28-053, modified — "lamp control gear" has been replaced
by "controlgear" and Note 1 to entry has been deleted.]

3.3

built-in controlgear with basic insulation

built-in electronic controlgear providing basic insulation between live parts and all parts of the
enclosure (complete or partial) that can come in contact with the luminaire body when
incorporated

3.4

built-in controlgear with double insulation

built-in electronic controlgear providing double or reinforced insulation between hazardous live
parts and all parts of the enclosure (complete or partial) that can come in contact with the
luminaire body when incorporated

Note 1 to entry: A possible application for such controlgear is a metal encased Class Il luminaire.
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3.5

independent controlgear

controlgear consisting of one or more separate elements so designed that it can be mounted
separately outside a luminaire, with protection according to the marking of the controlgear and
without any additional enclosure

Note 1 to entry: An independent controlgear can consist of a built-in controlgear housed in a suitable enclosure
which provides all the necessary protection according to its markings.

[SOURCE: IEC 60050-845:2020, 845-28-055, modified — "lamp controlgear" has been replaced
by "controlgear".]

3.6

integral controlgear

controlgear that forms a non-replaceable part of a luminaire and which cannot be tested
separately from the luminaire

[SOURCE: IEC 60050-845:2020, 845-28-054, modified — "lamp controlgear" has been replaced
by "controlgear".]

3.7

electromagnetic controlgear

DEPRECATED: (electromagnetic) ballast

controlgear which by means of inductance, or a combination of inductance and capacitance
serves mainly to limit the current of the light source(s)

[SOURCE: IEC 60050-845:2020, 845-28-052, modified — "DEPRECATED: (electromagnetic)
ballast" has been added; "electric lamp(s)" has been replaced by "light source(s)".]

3.8
electronic controlgear
controlgear comprising of semiconductors and other electronic components

3.9
non-isolating controlgear
controlgear providing no insulation between input and output circuits

Note 1 to entry: Sometimes the term "auto-wound" is used in the sense of non-isolating controlgear.

3.10
separating controlgear
controlgear providing basic insulation between input and output circuits

3.11
isolating controlgear
controlgear providing double or reinforced insulation between input and output circuits

3.12
safety isolating controlgear

isolating controlgear providing either safety extra-low voltage (SELV) or protective extra-low
voltage (PELV)
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3.13

class | controlgear

independent controlgear in which protection against electric shock does not rely on basic
insulation only, but which includes an additional safety precaution in such a way that means
are provided for the connection of accessible conductive parts to the protective (earthing)
conductor in the fixed wiring of the installation in such a way that accessible conductive parts
cannot become hazardous live in the event of a failure of the basic insulation

Note 1 to entry: Class | controlgear can have parts with double or reinforced insulation.

Note 2 to entry: Class | controlgear can have parts in which protection against shock relies on operation at safety
extra-low voltage (SELV) or protective extra-low voltage (PELV).

3.14

class Il controlgear

independent controlgear in which protection against electric shock does not rely on basic
insulation only, but in which additional safety precautions such as double insulation or
reinforced insulation are provided, there being no provision for protective earthing or reliance
upon installation conditions

3.15

class Ill controlgear

independent controlgear in which protection against electric shock relies on supply at safety
extra-low voltage (SELV) or protective extra-low voltage (PELV) and in which voltages higher
than those of SELV or PELV are not generated

3.16

controllable controlgear

controlgear whose light sources operating characteristics can be changed by means of a signal
via the mains supply or control input(s)

Note 1 to entry: Signal control is either wired or wireless.

3.17

enclosure

<of a controlgear> housing affording the type and degree of protection suitable for the intended
application

[SOURCE: IEC 60050-151:2001, 151-13-08, modified — The domain "<of a controlgear>" has
been added.]

3.18
protective earthing
earthing for purposes of electrical safety

[SOURCE: IEC 60050-195:2021, 195-01-11, modified — "protective grounding, US" has been
removed.]

3.19
functional earthing
earthing for purposes other than electrical safety

[SOURCE: IEC 60050-195:2021, 195-01-13, modified — "functional grounding, US" has been
removed.]

3.20

frame terminal

core terminal

terminal connected to the frame or core whose potential is taken as reference
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3.21

control signal

wired or wireless signal, which can be an AC or DC voltage or current, and which by analogue,
digital or other means can be modulated to exchange information with the controlgear

3.22

control terminals

terminals, other than power supply terminals, to the electronic controlgear, which are used to
exchange information with the controlgear

Note 1 to entry: The power supply terminals can also be used to exchange information with the controlgear.

Note 2 to entry: Control terminals can additionally provide supply current or voltage to enable the exchange of
information, e.g. as specified in IEC 62386-250.

3.23

surge protective device

SPD

device that is intended to protect the controlgear from transient overvoltages and to divert surge
currents

Note 1 to entry: A surge protective device contains at least one non-linear component.

[SOURCE: IEC 60050-614:2016, 614-03-48, modified — "SPD" has been added; "electrical
apparatus" has been replaced by "controlgear".]

3.24

mains supply

AC or DC power distribution system (external to the controlgear) that supplies operating power
to the controlgear

[SOURCE: IEC 60664-1:2020, 3.1.2, modified — "equipment" has been replaced by
"controlgear" and the Note 1 to entry has been deleted.]

3.25

rated supply voltage

<of controlgear> value of the supply voltage under which the controlgear is intended to be
operated and declared by the manufacturer or responsible vendor

3.26

rated supply current

<of controlgear> value of the supply current under which the controlgear is intended to be
operated and declared by the manufacturer or responsible vendor

3.27
rated supply voltage range
<of controlgear> value range of the rated supply voltage

3.28

rated supply frequency

<of controlgear> value of the supply frequency under which the controlgear is intended to be
operated and declared by the manufacturer or responsible vendor

3.29

working voltage

highest RMS voltage which can occur across any insulation at any rated supply voltage or rated
supply voltage range, transient overvoltages being neglected, under normal and under
abnormal conditions, including no-load
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3.30

working frequency

frequency of the voltage which can occur across any insulation at any rated supply voltage or
rated supply voltage range, under normal and under abnormal conditions, including no-load

Note 1 to entry: Transient overvoltages and ignition voltages are neglected.

3.31

working peak voltage

highest peak voltage which can occur across any insulation at any rated supply voltage or rated
supply voltage range, under normal and under abnormal conditions, including no-load

Note 1 to entry: Working peak voltage can include transient overvoltages from the mains supply, ignition voltages,
repetitive peak voltages. Inclusion or exclusion of these phenomena is specified in the corresponding clauses of this
document.

3.32

output working voltage

DEPRECATED: maximum working voltage
Uout

working voltage between the output terminals or between the output terminals and earth

Note 1 to entry: Transient overvoltages and ignition voltages are neglected.

Note 2 to entry: U, is intended for the design of insulation of parts connected to the output terminals.

3.33

output working peak voltage

DEPRECATED: maximum working peak output voltage
U,

out
repetitive working peak voltage between the output terminals or between the output terminals
and earth

Note 1 to entry: Transient overvoltages and ignition voltages are neglected.

Note 2 to entry: U

out 1S intended for the design of insulation of parts connected to the output terminals.

Note 3 to entry: Uout is intended for the design of creepage distances.

3.34

equivalent transformed peak voltage

UP

transformed working peak voltage, which is a conversion of a repetitive high voltage peak,
equivalent to an ignition pulse voltage

Note 1 to entry: The value of the declared equivalent transformed peak voltage is the essential parameter for
selecting the associated components.

Note 2 to entry: To determine the equivalent transformed peak voltage for basic insulation ("Up basic") the worst-

case combination of the working peak voltage and working frequency shall be considered, which corresponds to the
maximum clearance according to Table 15 for basic insulation.

Note 3 to entry: To determine the equivalent transformed peak voltage for reinforced insulation ("Up reinforced")

the worst-case combination of the working peak voltage and working frequency shall be considered, which
corresponds to the maximum clearance according to Table 16 for reinforced insulation.

Note 4 to entry: Transient overvoltages are neglected.

3.35
rated output voltage
declared output voltage at rated supply voltage, rated supply frequency and rated output power

Note 1 to entry: No-load conditions are not included. Documents
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3.36
rated output current
declared output current at rated supply voltage, rated supply frequency and rated output power

Note 1 to entry: Short-circuit conditions are not included.

3.37
ignition voltage
peak voltage applied to ignite a discharge lamp

3.38

ignition pulse voltage

peak ignition voltage with a total duration of < 750 ys (summation of all pulses durations) within
10 ms, with the duration time (width) of each pulse being measured at the level of 50 % of the
maximum absolute peak value

Note 1 to entry: Ignition pulse waveforms, which are considered as ignition pulse voltage, should not contain any

dominant frequency above 30 kHz or should be usually highly damped (after 20 pys the peak voltage level should be
less than one half of the maximum peak voltage). For the assessment of the dominant frequency |EC 60664-4:2005,

Annex E should be consulted.

3.39

interrupted DC

DC signal changing between zero and a certain level with a certain frequency, where the time
of the signal being at the certain level can vary within one period

Note 1 to entry: The abbreviated form of direct current "DC" is used to avoid confusion when used in combination
with "voltage" and "current" signal (e.g. interrupted DC voltage).

3.40

extra-low voltage

ELV

voltage which does not exceed 50 V AC or 120 V ripple-free DC between conductors or between
any conductor and earth

Note 1 to entry: Ripple-free is conventionally defined as an RMS ripple voltage of not more than 10 % of the DC
component.

3.41

SELV system

safety extra-low-voltage system

electric system in which the voltage cannot exceed the value of extra-low voltage:
— under normal conditions,

— under abnormal operating conditions and

— under single fault conditions, including earth faults in other electric circuits
Note 1 to entry: In this document "SELV" and "SELV circuit" are used when a SELV system is meant.

Note 2 to entry: Maximum voltages lower than 50 V AC RMS or 120 V ripple-free DC are specified in particular
requirements, especially when direct contact with live parts is allowed.

[SOURCE: IEC 60050-195:2021, 195-06-28, modified — "safety extra-low-voltage system" has
been added as an admitted term; "— under abnormal operating conditions" has been added; the
existing Note 1 to entry has been replaced with two new Notes to entry.]
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3.42

FELV system

functional extra-low-voltage system

electric system with ELV voltage for functional reason and not fulfilling the requirements for
SELV or PELV

Note 1 to entry: In this document "FELV" and "FELV circuit" are used when a FELV system is meant.
Note 2 to entry: FELV systems have simple separation from the mains supply.

Note 3 to entry: A FELV circuit is not safe to touch and can be connected to protective earth.

[SOURCE: IEC 61558-1:2017, 3.7.19, modified — In the term and admitted term, "circuit" has
been replaced by "system"; in the definition, "ELV circuit having the" has been replaced by
"electric system with" and the Notes to entry have been added.]

3.43

PELV system

protective extra-low-voltage system

electric system in which the voltage cannot exceed the value of extra-low voltage:

— under normal conditions,
— under abnormal conditions and

— under single fault conditions, except earth faults in other electric circuits
Note 1 to entry: In this document "PELV" and "PELV circuit" are used when a PELV system is meant.

[SOURCE: IEC 60050-195:2021, 195-06-29, modified — "protective extra-low-voltage system"
has been added as an admitted term; "— under abnormal conditions" has been added and the
existing Note 1 to entry has been replaced with a new Note 1 to entry.]

3.44
basic insulation
insulation that provides basic protection

Note 1 to entry: This concept does not apply to insulation used exclusively for functional purposes.

[SOURCE: IEC 60050-195:2021, 195-06-06]

3.45
basic protection
protection against electric shock under normal conditions

[SOURCE: IEC 60050-195:2021, 195-06-01]

3.46
supplementary insulation
independent insulation applied in addition to basic insulation that provides fault protection

[SOURCE: IEC 60050-195:2021, 195-06-07]

3.47
fault protection
protection against electric shock under single fault conditions

[SOURCE: IEC 60050-195:2021, 195-06-02]
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3.48
double insulation
insulation comprising both basic insulation and supplementary insulation

[SOURCE: IEC 60050-195:2021, 195-06-08]

3.49

reinforced insulation

insulation that provides a degree of protection against electric shock equivalent to double
insulation

Note 1 to entry: Reinforced insulation can comprise several layers that cannot be tested singly as basic insulation
or supplementary insulation.

[SOURCE: IEC 60050-195:2021, 195-06-09]

3.50
functional insulation
insulation between conductive parts, necessary for the proper functioning of the equipment

[SOURCE: IEC 60050-195:2021, 195-02-41]

3.51
solid insulation
insulation made from solid non-conducting material interposed between two conductive parts

3.52

thin sheet insulation

insulation constructed of thin sheets (two or more) of insulating materials, interposed between
two conductive parts

3.53
clearance
shortest distance in air between two conductive parts

[SOURCE: IEC 60050-581:2008, 581-27-76]

3.54
creepage distance
shortest distance along the surface of a solid insulating material between two conductive parts

[SOURCE: IEC 60050-151:2001, 151-15-50]

3.55

distance through insulation

DTI

shortest distance through solid insulation between two conductive parts
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3.56

live part

conductive part intended to be energized under normal operating conditions, including the
neutral conductor and mid-point conductor, but excluding the PEN conductor, PEM conductor
and PEL conductor

Note 1 to entry: This concept does not necessarily imply a risk of electric shock.

Note 2 to entry: In previous documents, "live parts" were referred to as "active parts".

[SOURCE: IEC 60050-195:2021, 195-02-19, modified — The domain has been deleted and the
Notes to entry have been added.]

3.57
hazardous live part
live part that, under certain conditions, can give a harmful electric shock

Note 1 to entry: The neutral conductor is always regarded as a hazardous live part.

Note 2 to entry: In previous documents, "hazardous live parts" were referred to as "live parts".

[SOURCE: IEC 60050-195:2021, 195-06-05, modified — The existing Note 1 to entry has been
replaced with a new Note 1 to entry and the Note 2 to entry has been added.]

3.58
critical frequency

fcrit

frequency at which the reduction of the breakdown voltage of a clearance occurs

[SOURCE: |[EC 60664-4:2005, 3.4, modified — The term "critical frequency" has been added.]

3.59
homogeneous field
electric field which has an essentially constant voltage gradient between electrodes

[SOURCE: IEC 60664-1:2020, 3.1.26, modified — The Note 1 to entry has been deleted.]

3.60
inhomogeneous field
electric field which does not have an essentially constant voltage gradient between electrodes

[SOURCE: IEC 60664-1:2020, 3.1.27, modified — The admitted term "non-uniform field" and the
Note 1 to entry have been deleted.]

3.61

transient overvoltage

overvoltage with a duration of a few milliseconds or less, oscillatory or non-oscillatory, usually
highly damped

Note 1 to entry: The duration of a transient overvoltage on the sine wave voltage is the time interval in which the
superimposed transient voltage exceeds 10 % of its maximum value.

[SOURCE: IEC 60050-614:2016, 614-03-14, modified — The Notes to entry have been replaced
with a new Note 1 to entry.]
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3.62

overvoltage category

DEPRECATED: impulse withstand category
numeral defining a transient overvoltage condition

Note 1 to entry: The rated impulse withstand voltage, as indicated in Table 1, is used to classify equipment
energized directly from the mains supply according to impulse withstand voltage capabilities.

Rated impulse withstand voltages for equipment selected according to the nominal voltage are provided to distinguish
different levels of availability of equipment with regard to continuity of service and an acceptable risk of failure.
Insulation coordination can be achieved in the whole installation by transient overvoltage protection of the equipment
corresponding to the classified rated impulse voltage, reducing the risk of failure to an acceptable level.

Transient overvoltages transmitted by the supply distribution system are not significantly attenuated downstream in
most installations.

Table 1 — Required rated impulse withstand voltage of equipment

Voltage line-to- Nominal voltage of the Rated impulse withstand voltage
neutral derived installation
from nominal AC kv
or DC voltages up v
to and including Three-phase | Single-phase Overvoltage category
v I I m v
50 0,33 0,5 0,8 1,5
100 60 0,5 0,8 1,5 2,5
150 1002 0,8 1,5 2,5 4
100 to 2002
120 to 240
300 2002 1,5 2,5 4 6
230/400
277/480
600 400/690 2,5 4 6 8
1 000 1 000 4 6 8 12
1 250P > 1000 and 4 6 8 12
<1 250°
1 500P > 1250 and 6 8 10 15
<1 500P
NOTE This table is based on IEC 60664-1:2020, Table F.1. For further information, see IEC 60664-1:2020,
Annex B and Annex F.
2  Practice in Japan.
b Direct current only.

3.63
type test
conformity test made on one or more items representative of the production

[SOURCE: IEC 60050-151:2001, 151-16-16]

3.64
routine test
conformity test made on each individual item during or after manufacture

[SOURCE: IEC 60050-151:2001, 151-16-17]
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3.65

sample

one or more sampling items intended to provide information on the population or on the material
provided by the manufacturer or responsible vendor

[SOURCE: IEC 60050-151:2001, 151-16-19, modified — "provided by the manufacturer or
responsible vendor" has been added.]

3.66

sample item

one of the individual items in a population of similar items, or a portion of material forming a
cohesive entity and taken from one place and at one time

[SOURCE: IEC 60050-151:2001, 151-16-18]

3.67

rated case temperature

tC

highest permissible temperature under normal operating conditions and at (the most onerous
value of the) rated supply voltage (range) related to an indicated place on the controlgear and
declared by the manufacturer or responsible vendor

Note 1 to entry: For controlgear with an enclosure, the rated case temperature typically relates to a dedicated place
on the controlgear enclosure.

3.68

temperature declared thermally protected controlgear

electronic controlgear incorporating thermal protection means against overheating to prevent
the controlgear enclosure temperature exceeding the indicated value

3.69

normal operating condition

operating condition that represents as closely as possible the range of normal use that can
reasonably be expected

[SOURCE: IEC 60050-903:2014, 903-01-21]

3.70
normal condition
condition in which all means of protection are intact

[SOURCE: IEC 60050-903:2013, 903-02-07]

3.71

single fault condition

condition in which there is a fault of a single protection (but not a reinforced protection) or of a
single component or a device

Note 1 to entry: If a single fault condition results in one or more other fault conditions, all are considered as one
single fault condition.

Note 2 to entry: Single fault conditions are covered by the requirements of this document.

[SOURCE: IEC 60050-903:2013, 903-01-15, modified — Note 2 to entry has been added.]
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3.72

abnormal operating condition

operating condition that is not a normal operating condition and is not a single fault condition
of the equipment itself

EXAMPLE Load-side short circuits, load-side end-of-life effects.

[SOURCE: IEC 60050-903:2014, 903-01-22, modified — The examples have been added.]

4 General requirements

4.1 General

Controlgear shall be so designed and constructed that with intended use they cause no danger
to the user or surroundings. Accordingly, requirements, tests and compliances are provided in
this document to reduce the risk of harm to a tolerable level under normal operating conditions,
abnormal operating conditions and single fault conditions.

NOTE 1 This document has been drafted using the risk assessment principles given in ISO/IEC Guide 51.

The requirements in this document are based on overvoltage category Il which is considered
appropriate for controlgear for electric light sources.

Annex L provides recommendations which would allow controlgear to have a higher overvoltage
capability according to overvoltage category IIl.

Independent controlgear shall additionally comply with the applicable clauses of the relevant
parts of the IEC 60598-2 series most closely related to its construction and use as declared by
the manufacturer.

NOTE 2 Compliance with both a document from the IEC 60598 series and a document from the IEC 61347 series
implies compliance to the more severe requirement.

NOTE 3 The safety of integral (and some types of built-in) controlgear partly relies on the luminaire design.
Therefore, the complete safety assessment can only be performed together with the final product, e.g. a luminaire
according to the applicable part of the IEC 60598 series.

NOTE 4 Independent controlgear can be classified as class | controlgear, class Il controlgear or class Il
controlgear.

Thermally protected controlgear shall additionally comply with Annex B.
Annex M provides information for luminaire design.

Where the terms "voltage" and "current" are used, these imply the RMS values, unless
otherwise stated.

4.2 Transformers

The requirements given in this document related to transformers are deemed to be complied
with when the transformer already complies with the following:

— the applicable requirements of [EC 61558-2-14 for associated transformers, depending on
the type of insulation between primary and secondary circuits if the internal operational
frequency exceeds 500 Hz;

— the applicable requirements of |EC 61558-2-1, |EC 61558-2-4, |EC 61558-2-6 or
IEC 61558-2-13, depending on the type of insulation between primary and secondary

circuits if the internal operational frequency does not exceed 500 Hz.

NOTE Information on "internal operational frequency" can be found in IEC 61558-1:2017, 3.5.3.2.
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4.3 Information for controlgear design in light sources standards

4.31 In accordance with IEC guidelines, IEC standards are divided into those covering either
safety or performance.

4.3.2 In light sources safety standards, "information for controlgear design" is given for the
safe operation of light sources; this shall be regarded as normative when testing controlgear to
this document.

Compliance is achieved by fulfilling the requirements specified in the relevant light source safety
standards.

4.3.3 In light sources performance standards, "information for controlgear design" is given
for the correct performance of light sources; this shall be regarded as informative when testing
controlgear to this document.

5 General notes on tests

5.1 General

Tests shall be carried out according to Annex E, unless otherwise specified.

The tests specified in this document are type tests.

NOTE 1 The requirements and tolerances are related to testing of a type sample.

NOTE 2 Conformity of production is the responsibility of the manufacturer and can include routine tests and quality
assurance in addition to type testing.

Recommendations for routine testing of individual controlgear during manufacture are given in
Annex G.

For schedule of more onerous requirements introduced in this document with respect to the
previous editions, refer to Annex F.

5.2 Sample size

One sample item is used for all tests, unless otherwise specified in the corresponding clause.

To allow for parallel testing and reduced test times, different sample items of the same type
from a single sample may be used for test concerned, unless specified otherwise.

Specially prepared sample items may be used, where required. In general, all tests are carried
out on each type of controlgear or, where a range of similar controlgear is involved, for each
power in the range or on a representative selection from the range.

5.3 Test sequence
Where the outcome of the test can depend on the sequence of the testing, independent

controlgear testing according to the IEC 60598 series shall be conducted after the testing
according to the IEC 61347 series.

NOTE The tests in this document are carried out in the clause order specified in the relevant parts of the
IEC 61347-2 series.
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5.4 DC supplied controlgear

For controlgear intended to be supplied by a battery it is permissible to use a DC power source
other than a battery, provided that the source impedance is equivalent to that of a battery.

NOTE 1 Impedance values can be typically found in the relevant battery data sheets.
NOTE 2 A non-inductive capacitor of appropriate rated voltage and with a capacitance of at least 50 yF, connected
across the supply terminals of the controlgear, normally provides a source impedance simulating that of a battery.

6 Information and marking

6.1 General

This document provides a list of information and marking items that can be referred to from
relevant parts of the IEC 61347-2 series.

6.2 Information and marking items

al) Mark of origin (trademark, manufacturer's name or name of the responsible vendor or
supplier).

az2) Model number or type reference of the manufacturer.
b1) Installation type, according to Table 2.

Table 2 — Marking according to installation type

Controlgear type Marking

Independent @

[SOURCE: IEC 60417-5138 (2002-10)]

Built-in @

(with double insulation)?

[SOURCE: IEC 60417-6295 (2014-09)]

NOTE 1 Marking of integral controlgear is not required, see 6.4.

NOTE 2 For double or reinforced insulated controlgear fulfilling the requirements
for both built-in and independent controlgear, the symbol IEC 60417-6295 can be
used in conjunction with the symbol IEC 60417-5172.

2  See 3.4.

b2) Explanation of the meaning of the marking according to b1), if marked.

b3) Indication that the controlgear relies upon the luminaire enclosure for protection against
accidental contact with hazardous live parts, if applicable.

c1) Isolation type between the input and output power circuits in the controlgear:
— non-isolating controlgear;
— separating controlgear;
— isolating controlgear;
— safety isolating controlgear.

c2) Symbols to identify the isolation type between the input and output power circuits in the
controlgear according to Table 3.
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c3)
c4)
c5)

c6)

c7)

d1)
d2)

d3)

el)
e2)

e3d)
1)
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Table 3 — Symbols according to output isolation type

Controlgear type Symbol

Non-isolating controlgear No symbol required

Separating controlgear

[SOURCE: IEC 60417-5156 (2003-08)]

S

[SOURCE: IEC 60417-5221 (2002-10)]

I: |

[SOURCE: IEC 60417-
5222 (2002-10)]

Isolating controlgear

Safety isolating controlgear:

— SELV output SELV

— PELV output PELV

a8 Marking is optional.

Explanation of the meaning of symbols according to c2).
Information if SELV outputs may be used for PELV applications.

Information for built-in controlgear if conductive enclosure is not insulated from SELV
circuits.

Information for built-in controlgear, if conductive enclosure is not insulated from FELV
circuits by supplementary insulation.

Information for built-in controlgear, if conductive enclosure is not insulated from other
circuits (see 12.2.4) by basic insulation.

EL

Emergency lighting controlgear (EL-type):

For centrally supplied EL-type controlgear that fulfil the test of Clause 11 with the test
circuit of Figure 2: statement that the controlgear is provided with internal protection that
supports selectivity in the case of installation with fuse gG 16 A.

For centrally supplied EL-type controlgear: statement that additional protective
measures are required to ensure the availability of central emergency lighting supply,
under controlgear fault conditions.

Rated supply voltage (or voltages, if there are several), rated supply voltage range.
Rated supply frequency (frequencies) or "DC", or both, as appropriate.

NOTE 1 DC operation can be indicated either by "DC" or "0 Hz".
Rated supply current(s).

Marking for earthing terminal(s):

— for protective earthing: : [SOURCE: IEC 60417-5019 (2006-08)];

for functional earthing:
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