BS EN IEC 61869-10:2018

BSI Standards Publication

Instrument transformers

Part 10: Additional requirements for low-power passive
current transformers (IEC 61869-10:2017)

°
bSl. Documents

Document Sharing Hub

Full document details: BS EN IEC 61869-10:2018


http://www.avadocuments.com/doc/bs-en-iec-61869-10-2018
http://www.avadocuments.com/doc/bs-en-iec-61869-10-2018

BRITISH STANDARD

National foreword
This British Standard is the UK implementation of EN IEC 61869-10:2018.
It is identical to IEC 61869-10:2017.

The UK participation in its preparation was entrusted to Technical
Committee PEL/38, Instrument transformers.

A list of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions
of a contract. Users are responsible for its correct application.

© The British Standards Institution 2018
Published by BSI Standards Limited 2018

ISBN 978 0 580 82667 2
ICS 29.180; 17.220.20

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the
Standards Policy and Strategy Committee on 31 March 2018.

Amendments/corrigenda issued since publication

Date Text affected

Documents

Document Sharing Hub

Full document details: BS EN IEC 61869-10:2018


http://www.avadocuments.com/doc/bs-en-iec-61869-10-2018
http://www.avadocuments.com/doc/bs-en-iec-61869-10-2018

EUROPEAN STANDARD EN IEC 61869-10
NORME EUROPEENNE
EUROPAISCHE NORM March 2018

ICS 17.220.20

English Version

Instrument transformers - Part 10: Additional requirements for
low-power passive current transformers
(IEC 61869-10:2017)

Transformateurs de mesure - Partie 10: Exigences Messwandler - Teil 10: Zusatzliche Anforderungen fiir
supplémentaires concernant les transformateurs de courant Kleinsignal-Stromwandler
passifs de faible puissance (IEC 61869-10:2017)

(IEC 61869-10:2017)

This European Standard was approved by CENELEC on 2018-01-17. CENELEC members are bound to comply with the CEN/CENELEC
Internal Regulations which stipulate the conditions for giving this European Standard the status of a national standard without any alteration.

Up-to-date lists and bibliographical references concerning such national standards may be obtained on application to the CEN-CENELEC
Management Centre or to any CENELEC member.

This European Standard exists in three official versions (English, French, German). A version in any other language made by translation
under the responsibility of a CENELEC member into its own language and notified to the CEN-CENELEC Management Centre has the
same status as the official versions.

CENELEC members are the national electrotechnical committees of Austria, Belgium, Bulgaria, Croatia, Cyprus, the Czech Republic,
Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia,
Lithuania, Luxembourg, Malta, the Netherlands, Norway, Poland, Portugal, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden,
Switzerland, Turkey and the United Kingdom.

CENELEC

European Committee for Electrotechnical Standardization
Comité Européen de Normalisation Electrotechnique
Europiisches Komitee fiir Elektrotechnische Normung

CEN-CENELEC Management Centre: Rue de la Science 23, B-1040 Brussels

© 2018 CENELEC All rights of exploitation in any form and by any means reserved worldwide for CENELEC Members.

o NEREUMENES

Document Sharing Hub

Full document details: BS EN IEC 61869-10:2018


http://www.avadocuments.com/doc/bs-en-iec-61869-10-2018
http://www.avadocuments.com/doc/bs-en-iec-61869-10-2018

EN IEC 61869-10:2018 (E)

European foreword

The text of document 38/550/FDIS, future edition 1 of IEC 61869-10, prepared by IEC/TC 38
"Instrument transformers" was submitted to the IEC-CENELEC parallel vote and approved by
CENELEC as EN IEC 61869-10:2018.

The following dates are fixed:

¢ latest date by which the document has to be (dop) 2018-10-17
implemented at national level by
publication of an identical national
standard or by endorsement

e latest date by which the national (dow) 2021-01-17
standards conflicting with the
document have to be withdrawn

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

Endorsement notice

The text of the International Standard IEC 61869-10:2017 was approved by CENELEC as a European
Standard without any modification.
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EN IEC 61869-10:2018 (E)

Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments)
applies.

NOTE 1 Where an International Publication has been modified by common modifications, indicated by (mod), the relevant
EN/HD applies.

NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available here:
www.cenelec.eu.

Publication Year Title EN/HD Year
EC 60059 - IEC standard current ratings EN 60059 -
IEC 61869-6 2016 Instruments transformers -- Part 6: EN 61869-6 2016

Additional general requirements for Low
Power Instrument Transformers
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

INSTRUMENT TRANSFORMERS -

Part 10: Additional requirements
for low-power passive current transformers

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

International Standard IEC 61869-10 has been prepared IEC technical committee 38:
Instrument transformers.

This first edition of IEC 61869-10, together with IEC 61869-1, IEC 61869-6, IEC 61869-8 and
IEC 61869-9, cancels and replaces the first edition of |JEC 60044-8, published in 20021. This
edition constitutes a technical revision.

The technical changes concern IEC TC 38's decision to restructure the whole set of stand-
alone standards in the IEC 60044 series and transform it into a new set of standards
composed of general requirements documents and specific requirements documents.

1 [EC 60044-9 will eventually be replaced by the IEC 61869 series, but until all the relevant parts of the
IEC 61869 series will be published, this standard is still in force.
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The text of this International Standard is based on the following documents:

FDIS Report on voting
38/550/FDIS 38/551/RVD

Full information on the voting for the approval of this part of IEC 61869 can be found in the
report on voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.

This standard is Part 10 of IEC 61869, published under the general title Instrument
transformers.

This Part 10 is to be read in conjunction with, and is based on, IEC 61869-1:2007, General
requirements and |EC 61869-6:2016, Additional general requirements for Ilow-power
instrument transformers — however, the reader is encouraged to use the most recent edition of
these documents.

This Part 10 follows the structure of IEC 61869-1:2007 and IEC 61869-6:2016 and
supplements or modifies the corresponding clauses.

When a particular subclause of Part 1or part 6 is not mentioned in this Part 10, that subclause
applies. When this part of IEC 61869 states “addition”, “modification” or “replacement”, the
relevant text in part 1 or part 6 is to be adapted accordingly.

For additional clauses, subclauses, figures, tables, annexes or note, the following numbering
system is used:

— clauses, subclauses, tables, figures and notes that are numbered starting from 1001 are
additional to those in Part 1 and Part 6;

— additional annexes are lettered 10A, 10B, etc.

An overview of the planned set of standards at the date of publication of this document is
given below. The updated list of standards issued by IEC TC 38 is available on the IEC
website.
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The committee has decided that the contents of this publication will remain unchanged until
the stability date indicated on the IEC web site under "http://webstore.iec.ch" in the data
related to the specific publication. At this date, the publication will be

e reconfirmed,

e withdrawn,

e replaced by a revised edition, or

e amended.

IMPORTANT - The 'colour inside' logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct
understanding of its contents. Users should therefore print this document using a
colour printer.
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INTRODUCTION

Low-power passive current transformers (LPCT) are based on passive technologies without
any active electronic components. They can have an output signal proportional to the primary
current, for example iron core coils with integrated shunt as a current to voltage converter
(primary converter) or they can have an output signal proportional to the derivative of the
primary current, for example air-core coils (Rogowski coils). This part of IEC 61869 does not
cover the air-core coils with active integrator.

According to a general block diagram given in Figure 601 of IEC 61869-6:2016, the low-power
passive current transformers do not use an active primary converter (i.e. without any active
electronic component); therefore, there is no need for primary power supply. Additionally,
neither the secondary converter nor the secondary power supply is used.

The general block diagram of a low-power passive current transformer is given in
Figure 1001.

The applied technology decides which part is necessary for the realization of a low-power
passive current transformer, i.e. it is not absolutely necessary that the transmitting cable or
primary converter described in Figure 1001 be included in the low-power passive current
transformer. The derivative LPCT solution considers only the air-core coil as the primary
sensor and the transmission cable as the transmitting system. In this technology, the primary
converter is not considered. In case of a proportional LPCT solution, the ferromagnetic-core
coil is considered as the primary sensor, a burden resistance connected directly to the coil
outputs works as a primary converter and the transmission cable is a transmitting system.

Pl @ ! —g S1
Primary Passive Transmitting
current sensor primary converter cable
Sh R —— — S2
IEC

Figure 1001 — General block diagram of a single-phase low-power
passive current transformer
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INSTRUMENT TRANSFORMERS -

Part 10: Additional requirements
for low-power passive current transformers

1 Scope

This part of IEC 61869 is a product standard and covers only additional requirements for low-
power passive current transformers. The product standard for low-power passive current
transformers comprises IEC 61869-1, together with IEC 61869-6 and this document with
specific requirements.

This document is applicable to newly manufactured low-power passive current transformers
with analogue output for use with electrical measuring instruments or electrical protective
devices having a rated frequency from 15 Hz to 100 Hz.

This document covers low-power passive current transformers used for measurement or
protection and multi-purpose low-power passive current transformers used for both
measurement and protection.

Subclause 5.6.1001 covers the accuracy requirements that are necessary for low-power
passive current transformers for use with electrical measuring instruments.

Subclause 5.6.1002 covers the accuracy requirements that are necessary for low-power
passive current transformers for use with electrical protective relays, and particularly for forms
of protection in which the prime requirement is to maintain the accuracy up to several times
the rated current. If required, the transient accuracy of low-power passive current
transformers during fault is also given in 5.6.1002.

Low-power passive current transformers have analogue voltage output only (for digital output
or for technology using any kind of active electronic components refer to IEC 61869-82). Such
low-power passive current transformers can include the secondary signal cable (transmitting
cable). The principle of operation of derivative low-power passive current transformers using
air-core coils (Rogowski coils) is given in Annex 10B and the principle of operation of
proportional low-power passive current transformers using iron-core coils with integrated
shunt is given in Annex 10C.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their
content constitutes requirements of this document. For dated references, only the edition
cited applies. For undated references, the latest edition of the referenced document (including
any amendments) applies.

Clause 2 of IEC 61869-6:2016 is applicable with the following additions:
EC 60059, IEC standard current ratings

IEC 61869-6:2016, Instrument transformers — Part 6: Additional general requirements for low-
power instrument transformers

2 Under preparation.
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3 Terms and definitions

For the purposes of this document, the terms and definitions given in IEC 61869-1 and
IEC 61869-6 apply with the following additions and modifications.

3.1 General definitions

3.1.613
transmitting system
Definition 3.1.613 of IEC 61869-6:2016 is applicable with the following addition:

Note 1001 to entry: For low-power passive current transformers the transmitting system is just a transmitting
cable.

3.1.621
output signal
Definition of 3.1.621 of IEC 61869-6:2016 is applicable with the following modification:

Note 1 to entry: In an electrical steady-state condition, the output signal is defined by the following formula:

ug(t) = Us\/ESin(27ﬁ + (Ds)"' Usres (1)

where

ug(t) is the output signal;

Ug is theRMS value of the secondary voltage, when ug,  (?) = 0;

f is the fundamental frequency;

N is the secondary phase angle;

Ugres(?) is the secondary residual voltage including harmonic, interharmonic and sub-harmonic components;
t is the instantaneous value of the time;

f Ugs o being constant for steady-state condition.

3.1.1001

derivative LPCT
low-power passive current transformer providing an output signal proportional to the derivate
of the input signal

Note 1 to entry: LPCT based on non-magnetic-core coil technology without a built-in integrator (e.g. Rogowski
coils) are derivate LPCT.

3.1.1002

proportional LPCT

low-power passive current transformer providing an output signal proportional to the input
signal

Note 1 to entry: LPCT based on iron-core technology with a built-in primary converter providing output voltage are
proportional LPTC.

3.4 Definitions related to accuracy

3.4.3
ratio error
&

Definition 3.4.3 of IEC 61869-1:2007 and IEC 61869-6:2016 is applicable with the following
addition:

Note 1001 to entry: The ratio error, expressed in percent, is given by the formula:

K. -Ug—-1
8(%)=¥x100
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