BS EN IEC 62793:2018

BSI Standards Publication

Protection against lightning -
Thunderstorm warning systems

°
bSl o Documents

Document Sharing Hub

Full document details: BS EN IEC 62793:2018


http://www.avadocuments.com/doc/bs-en-iec-62793-2018
http://www.avadocuments.com/doc/bs-en-iec-62793-2018

BRITISH STANDARD

National foreword

This British Standard is the UK implementation of EN IEC 62793:2018. It
is identical to IEC 62793:2016. It supersedes BS IEC 62793:2016, which
is withdrawn.

The UK participation in its preparation was entrusted to Technical
Committee GEL/81, Protection against lightning.

Alist of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions
of a contract. Users are responsible for its correct application.

© The British Standards Institution 2018
Published by BSI Standards Limited 2018

ISBN 978 0 580 51486 9
ICS 29.020; 91.120.40

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the
Standards Policy and Strategy Committee on 31 May 2015.

Amendments/corrigenda issued since publication

Date Text affected

30 June 2018 This corrigendum renumbers BS IEC 62793:2016
as BSEN IEC 62793:2018

Documents

Document Sharing Hub

Full document details: BS EN IEC 62793:2018


http://www.avadocuments.com/doc/bs-en-iec-62793-2018
http://www.avadocuments.com/doc/bs-en-iec-62793-2018

EUROPEAN STANDARD EN IEC 62793
NORME EUROPEENNE
EUROPAISCHE NORM June 2018

ICS 29.020; 91.120.40

English Version

Protection against lightning - Thunderstorm warning systems
(IEC 62793:2016)

Protection contre la foudre - Dispositifs de détection d'orage Blitzschutz - Gewitterwarnsysteme
(IEC 62793:2016) (IEC 62793:2016)

This European Standard was approved by CENELEC on 2018-01-08. CENELEC members are bound to comply with the CEN/CENELEC
Internal Regulations which stipulate the conditions for giving this European Standard the status of a national standard without any alteration.

Up-to-date lists and bibliographical references concerning such national standards may be obtained on application to the CEN-CENELEC
Management Centre or to any CENELEC member.

This European Standard exists in three official versions (English, French, German). A version in any other language made by translation
under the responsibility of a CENELEC member into its own language and notified to the CEN-CENELEC Management Centre has the
same status as the official versions.

CENELEC members are the national electrotechnical committees of Austria, Belgium, Bulgaria, Croatia, Cyprus, the Czech Republic,
Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia,
Lithuania, Luxembourg, Malta, the Netherlands, Norway, Poland, Portugal, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden,
Switzerland, Turkey and the United Kingdom.

CENELEC

European Committee for Electrotechnical Standardization
Comité Européen de Normalisation Electrotechnique
Europiisches Komitee fiir Elektrotechnische Normung

CEN-CENELEC Management Centre: Rue de la Science 23, B-1040 Brussels

© 2018 CENELEC All rights of exploitation in any form and by any means reserved worldwide for CENELEC Members.

reROGHORGINS

Document Sharing Hub

Full document details: BS EN IEC 62793:2018


http://www.avadocuments.com/doc/bs-en-iec-62793-2018
http://www.avadocuments.com/doc/bs-en-iec-62793-2018

EN IEC 62793:2018 (E)

European foreword

This document (EN IEC 62793:2018) consists of the text of IEC 62793:2016 prepared by IEC/TC 81
"Lightning protection".

The following dates are fixed:

e latest date by which this document has to be (dop) 2018-12-15
implemented
at national level by publication of an identical
national standard or by endorsement

e latest date by which the national standards conflicting (dow) 2021-06-15
with this document have to be withdrawn

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.

Endorsement notice

The text of the International Standard IEC 62793:2016 was approved by CENELEC as a European
Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standards

indicated:
JEC 61400-24:2010 NOTE Harmonized as EN 61400-24:2010.
IEC 62561-1:2012 NOTE Harmonized as (modified).
IEC 62561-4:2010 NOTE Harmonized as (modified).
|EC 60068-2-75:2014 NOTE Harmonized as EN 60068-2-75:2014.
NOTE Harmonized as .
JEC 61180-1:1994 NOTE Harmonized as EN 61180-1:1994.
JEC 61000-6-4:2006 NOTE Harmonized as EN 61000-6-4:2007.
JEC 62305-1:2010 NOTE Harmonized as EN 62305-1:2011 (modified).
IEC 62305-2 NOTE Harmonized as EN 62305-3.
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EN IEC 62793:2018 (E)

Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments)
applies.

NOTE 1 Where an International Publication has been modified by common modifications, indicated by (mod), the relevant
EN/HD applies.

NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available here:
www.cenelec.eu.

Publication Year Title EN/HD Year
IEC 62305 Series  Protection against lightning EN 62305 Series
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

PROTECTION AGAINST LIGHTNING -
THUNDERSTORM WARNING SYSTEMS

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

International Standard IEC 62793 has been prepared by IEC technical committee 81:
Lightning protection.

The text of this standard is based on the following documents:

FDIS Report on voting
81/508/FDIS 81/519/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.
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The committee has decided that the contents of this publication will remain unchanged until
the stability date indicated on the IEC website under "http://webstore.iec.ch"” in the data
related to the specific publication. At this date, the publication will be

e reconfirmed,

e withdrawn,

e replaced by a revised edition, or

e amended.

A bilingual version of this publication may be issued at a later date.

IMPORTANT - The 'colour inside’ logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct
understanding of its contents. Users should therefore print this document using a
colour printer.
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INTRODUCTION

Natural atmospheric electric activity and, in particular, cloud-to-ground lightning poses a
serious threat to living beings and property. Every year severe injuries and even deaths of
humans are caused as a result of direct or indirect lightning strikes.

Lightning:

e may affect sport, cultural and political events attracting large concentrations of people;
events may have to be suspended and people evacuated in the case of a risk of
thunderstorm;

o may affect industrial activities by creating power outages and unplanned interruptions of
production processes;

e may interrupt all kinds of traffic (people, energy, information, etc.);

o has led to a steady increase in the number of accidents per year due to the wider use of
electric components that are sensitive to the effects of lightning (in industry, transportation
and communication);

e may be a hazard for activities with an environmental risk, for example handling of sensitive,
inflammable, explosive or chemical products;

e may be a cause of fire.

During the last decades, technical systems including systems devoted to real-time monitoring
of natural atmospheric electric activity and lightning, have experienced an extraordinary
development. These systems can provide high quality and valuable information in real-time of
the thunderstorm occurrence, making it possible to achieve information which can be
extremely valuable if coordinated with a detailed plan of action.

Although this information allows the user to adopt anticipated temporary preventive measures,
it should be noted that all the measures to be taken based on monitoring information are the
responsibility of the system user according to the relevant regulations. The effectiveness will
depend largely on the risk involved and the planned decisions to be taken. This International
Standard gives an informative list of possible actions.

Lightning and thunderstorms, as with many natural phenomena, are subject to statistical
uncertainty. It is not possible therefore to achieve precise information on when and where
lightning will strike.

Other lightning protection standards do not cover the use of thunderstorm warning systems.
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PROTECTION AGAINST LIGHTNING -
THUNDERSTORM WARNING SYSTEMS

1 Scope

This International Standard describes the characteristics of thunderstorm warning systems
and evaluation of the usefulness of lightning real time data and/or storm electrification data in
order to implement lightning hazard preventive measures.

This standard provides the basic requirements for sensors and networks collecting accurate
data of the relevant parameters, giving real-time information of lightning tracks and range. It
describes the application of the data collected by these sensors and networks in the form of
warnings and historical data.

This standard applies to the use of information from thunderstorm warning systems (systems
or equipment providing real-time information) on atmospheric electric activity in order to
monitor preventive measures.

This standard includes:

e a general description of available lightning and storm electrification hazard warning
systems;

e a classification of thunderstorm detection devices and properties;

e guidelines for alarming methods;

e a procedure to determine the usefulness of thunderstorm information;

e some informative examples of possible preventive actions.
The following aspects are outside the scope of this standard:

a) lightning protection systems; such systems are covered by the IEC 62305 series;
b) other thunderstorm related phenomena such as rain, hail, wind;
c) satellite and radar thunderstorm detection techniques.

A non-exhaustive list of situations to which this standard could be applicable is given below:

e people in open areas involved in activities such as maintenance, labour, sports,
competitions, agriculture and fisheries or situations where large crowds gather;

e wind farms, large solar power systems, power lines;

e occupational health and safety prevention;

e sensitive equipment such as computer systems, emergency systems, alarms and safety
equipment;

e operational and industrial processes;

o storage, processing and transportation of hazardous substances (e.g. flammable,
radioactive, toxic and explosive substances);

e determined environments or activities with special danger of electrostatic discharges (e.qg.
space and flight vehicle operations);

e operations in which the continuity of the basic services is very important (e.g.
telecommunications, the generation, transport and distribution of energy, sanitary services
and emergency services);

e infrastructures: ports, airports, railroads, motorways and cableways; Documents
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e civil defense of the environment: forest fires, land slide and floods;

e wide networks (e.g. power lines, telecommunication lines) may also benefit from having
early detection of thunderstorms.

2 Normative references

The following documents, in whole or in part, are normatively referenced in this document and
are indispensable for its application. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any
amendments) applies.

IEC 62305 (all parts), Protection against lightning

3 Terms, definitions and abbreviations

3.1 Terms and definitions

For the purposes of this document, the following terms and definitions apply.

3.1.1

alarm

information indicating that the target or the surrounding area is likely to be affected by
thunderstorms and the accompanying lightning related events

3.1.2

cloud-to-ground lightning

CG

electric discharge of atmospheric origin that is comprised of one or more cloud-to-ground
lightning strokes that propagate from cloud to ground or vice versa and lead to a net transfer
of charge between cloud and ground

3.1.3

coverage area

CA

area where a given warning equipment has a sufficient detection efficiency and/or accuracy to
give a warning

3.1.4

detection efficiency

DE

percentage of cloud-to-ground discharges (flashes or strokes) that are detected and located
by a sensor or a network

Note 1 to entry: As cloud-to-ground flashes are often composed of several strokes, there is a difference between
flash detection efficiency and stroke detection efficiency. A flash is reported (detected) if at least one stroke (first
or subsequent) is detected and therefore flash detection efficiency is always equal or higher than stroke detection
efficiency.

3.1.5

dwell time

DT

time that an alarm is sustained after all warning criteria are no longer met

3.1.6

effective alarm

EA

alarm where a lightning related event occurs in the surrounding area during the total alarm
duration Documents
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3.1.7

time to clear

TTC

time between the occurrence of the last lightning related event in the monitoring area and the
time when the alarm is released

3.1.8

failure to warn

FTW

occurrence of a lightning related event in the surrounding area for which no alarm occurred

3.1.9

failure to warn ratio

FTWR

ratio of failure to warn with respect to the total number of situations with lightning related
events affecting the surrounding area

3.1.10

false alarm

FA

alarm not followed by lightning-related events within the surrounding area

3.1.11

false alarm ratio

false alarm rate

FAR

ratio of false alarms to the total number of alarms

3.1.12

field strength meter

FSM

device for continuous monitoring of the atmospheric electrostatic field associated with
thunderstorms

EXAMPLE: Field mill.

3.1.13

cloud lightning

IC

discharge occurring within or among thunderclouds or between thunderclouds and air and
which does not have a ground termination

3.1.14

lead time

LT

time between the start of an alarm and the effective occurrence of the first lightning related
event in the target area

3.1.15
lightning flash
electric discharge of atmospheric origin consisting of one or more strokes

Note 1 to entry: This discharge may occur within or between clouds, between the clouds and air and between a
cloud and the ground.

3.1.16

lightning related event

LRE

CG lightning flash to or near the structure to be protected, or to or near a line c

the structure to be protected %&ﬁjrﬁents
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3.1.17
lightning stroke
single electric discharge in a lightning flash to earth

3.1.18

median location accuracy

LA

median value of the distances between real stroke locations and the stroke locations given by
the lightning location system

3.1.19

monitoring area

MA

geographic area where the lightning activity is monitored in order to provide a valid warning
for the target area

3.1.20

physical damage

damage to a structure (or to its contents) due to mechanical, thermal, chemical or explosive
effects of lightning

3.1.21

preventive actions

actions of a temporary nature, taken on the basis of the preventive information and framed
within the emergency plans of each organization which covers all that is required

3.1.22

point of strike

point where a lightning flash strikes the earth or protruding objects (e.g. structure, lightning
protection system, line, tree)

Note 1 to entry: A lightning flash may have more than one point of strike.

3.1.23

surrounding area

SA

geographic area in which a lightning related event (LRE) causes a potential danger and which
surrounds and includes the target area (TA)

Note 1 to entry: Any lightning related event occurring in the surrounding area is potentially dangerous. This area
is used when evaluating a thunderstorm warning system to determine the false alarm ratio and other performance
parameters.

3.1.24

target area

TA

geographic area where a warning is needed in order to facilitate decision-making and to
activate preventive actions before a lightning related event occurs in that area

3.1.25
thunderstorm
local storm produced by atmospheric activity and accompanied by lightning and thunder

3.1.26

thunderstorm detector

equipment capable of evaluating one or more parameters associated with the electrical
characteristics of the thunderstorm

Note 1 to entry: Thunderstorm detectors may consist of a single detector or of a network of connectebd‘e)t%:tors.
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3.1.27

thunderstorm warning system

TWS

system composed of thunderstorm detectors able to monitor the thunderstorm activity in the
monitoring area and means of processing the acquired data to provide a valid alarm (warning)
related to the lightning related events for a defined target area

Note 1 to entry: Some countries refer to TWS as ‘lightning warning systems’.

3.1.28

total alarm duration

TAD

time between triggering and the end of an alarm

3.1.29

percentage of alarms delivered

POD,

percentage of alarms delivered with a lead time of more than or equal to x minutes

EXAMPLE: POD,,is the percentage of alarms delivered with a lead time of more than or equal to 10 min.

3.2 Abbreviations

CA Coverage area

CG Cloud to ground
DC Direct current

DE Detection efficiency
DT Dwell time

EA Effective alarm

EMC Electromagnetic compatibility
EMI Electromagnetic interference
FA False alarm

FAR False alarm ratio

FSM Field strength meter

FTW Failure to warn

FTWR Failure to warn ratio

HV High voltage

IC Intercloud, intracloud or cloud to air discharges
IP Index of protection

LA Location accuracy

LF Low frequencies

LLS Lightning location system

LPS Lightning protective system

LT Lead time

LRE Lightning related event

MA Monitoring area

MCS Mesoscale convective systems
MDF Magnetic duration finder

Ol Optical imaging

POD Percentage of alarms delivered

X
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