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European foreword

The text of document 120/173/FDIS, future edition 1 of IEC 62933-5-2, prepared by IEC/TC 120
"Electrical Energy Storage (EES) Systems" was submitted to the IEC-CENELEC parallel vote and
approved by CENELEC as EN IEC 62933-5-2:2020.

The following dates are fixed:

+ latest date by which the document has to be implemented at national (dop) 2021-02-21
level by publication of an identical national standard or by endorsement

+ latest date by which the national standards conflicting with the (dow) 2023-05-21
document have to be withdrawn

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights.
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Endorsement notice

The text of the International Standard IEC 62933-5-2:2020 was approved by CENELEC as a
European Standard without any modification.

In the official version, for Bibliography, the following notes have to be added for the standards

indicated:
IEC 60364-4-41 NOTE Harmonized as HD 60364-4-41
IEC 60364-4-42 NOTE Harmonized as HD 60364-4-42
IEC 60364-4-43 NOTE Harmonized as HD 60364-4-43
IEC 60721 (series) NOTE Harmonized as EN 60721 (series)
NOTE Harmonized as EN 60896-21
NOTE Harmonized as EN 60896-22
NOTE Harmonized as EN 61140
NOTE Harmonized as EN 61427-1
IEC 61427-2 NOTE Harmonized as EN 61427-2
IEC 61508 (series) NOTE Harmonized as EN 61508 (series)
IEC 61511-1:2016 NOTE Harmonized as EN 61511-1:2017 (not modified)
NOTE Harmonized as EN IEC 62040-1
NOTE Harmonized as EN IEC 62040-2
IEC 62116:2014 NOTE Harmonized as EN 62116:2014 (not modified)
IEC 62351 (series) NOTE Harmonized as EN 62351 (series)
IEC 62381:2012 NOTE Harmonized as EN 62381:2012 (not modified)
IEC 62443-2-4 NOTE Harmonized as EN IEC 62443-2-4
IEC 62485-1 NOTE Harmonized as EN IEC 62485-1
IEC 62909-1 NOTE Harmonized as EN IEC 62909-1
IEC 62932-1:2020 NOTE Harmonized as EN IEC 62932-1:2020 (not modified)
ISO 1182 NOTE Harmonized as EN ISO 1182
(series) NOTE Harmonized as EN I1SO 9241 (series)
ISO 13732-1:2004 NOTE Harmonized as EN I1SO 13732-1:2008 (not modified)
ISO 13850:2015 NOTE Harmonized as EN I1SO 13850:2015 (not modified)
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Annex ZA
(normative)

Normative references to international publications
with their corresponding European publications

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments)
applies.

NOTE 1 Where an International Publication has been modified by common modifications, indicated by (mod), the relevant
EN/HD applies.

NOTE 2 Up-to-date information on the latest versions of the European Standards listed in this annex is available here:
www.cenelec.eu.

Publication Year Title EN/HD Year

EC 60068-2-52 - Environmental testing - Part 2-52: Tests - EN IEC 60068-2-52 -
Test Kb: Salt mist, cyclic (sodium chloride
solution)

EC 60079- 2015 Explosive atmospheres - Part 7: Equipment EN 60079-7 2015
protection by increased safety "e"

+ A1 2017 + A1 2018
EC 60079-13 - Explosive  atmospheres - Part 13: EN 60079-13 -

Equipment protection by pressurized room
"p" and artificially ventilated room "v"

IEC 60079-29 series Explosive atmospheres - Gas detectors EN 60079-29 series
IEC 60364 series Low-voltage electrical installations - -
IEC 60364-4-44 - Low-voltage electrical installations - Part 4- HD 60364-4-442 -

44: Protection for safety - Protection
against voltage disturbances and
electromagnetic disturbances

IEC 60364-6 2016 Low voltage electrical installations - Part 6: HD 60364-6 2016
Verification
+A11 2017
+A12 2017
EC 60529 - Degrees of protection provided by - -

enclosures (IP Code)

EC 60664-1 2007 Insulation coordination for equipment within EN 60664-1 2007
low-voltage systems - Part 1. Principles,
requirements and tests

EC 60812 - Failure modes and effects analysis (FMEA EN IEC 60812 -
and FMECA)
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EC 61000-1-2

EC 61000-6-

EC 61882

EC 61936-1 (mod) 2010

+ A1
IEC 62305-2
IEC 62368-1
EC 62477-1
+ A1

IEC 62485-2

2014

2012

2016

2017

Electromagnetic compatibility (EMC) - Part
1-2: General - Methodology for the
achievement of functional safety of
electrical and electronic systems including
equipment with regard to electromagnetic
phenomena

Electromagnetic compatibility (EMC) - Part
6-7: Generic standards - Immunity
requirements for equipment intended to
perform functions in a safety-related
system (functional safety) in industrial
locations

Fault tree analysis (FTA)

Short-circuit currents in  d.c. auxiliary
installations in  power plants and
substations - Part 1: Calculation of short-
circuit currents

Short-circuit currents in d.c. auxiliary
installations in  power plants and
substations - Part 2: Calculation of effects

Hazard and operability studies (HAZOP
studies) - Application guide

Power installations exceeding 1 kV a.c. -
Part 1: Common rules

Protection against lightning - Part 2. Risk
management

Audio/video, information and
communication technology equipment -
Part 1: Safety requirements

Safety requirements for power electronic
converter systems and equipment - Part 1:
General

Safety  requirements for  secondary
batteries and battery installations - Part 2:
Stationary batteries

Secondary cells and batteries containing
alkaline or other non-acid electrolytes -
Safety requirements for secondary lithium
cells and batteries, for use in industrial
applications
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Publication Year Title EN/HD Year

IEC 62933-1 - Electrical energy storage (EES) systems - EN IEC 62933-1 -
Part 1: Vocabulary

IEC/TS 62933-5-1 2017 Electrical energy storage (EES) systems - - -
Part 5-1: Safety considerations for grid
integrated EES systems - General
specification

ISO/IEC Guide 51 2014 Safety aspects - Guidelines for their - -
inclusion in standards
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

ELECTRICAL ENERGY STORAGE (EES) SYSTEMS -

Part 5-2: Safety requirements for grid-integrated EES systems —
Electrochemical-based systems

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports,
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). Their
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with
may participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence between
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent
rights. IEC shall not be held responsible for identifying any or all such patent rights.

International Standard IEC 62933-5-2 has been prepared by IEC technical committee 120:
Electrical Energy Storage (EES) Systems.

This International Standard is to be used in conjunction with IEC TS 62933-5-1:2017.

The text of this International Standard is based on the following documents:

FDIS Report on voting
120/173/FDIS 120/182/RVD

Full information on the voting for the approval of this International Standard can be found in the
report on voting indicated in the above table.

This document has been drafted in accordance with the ISO/IEC Directives, Part 2.
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A list of all parts in the IEC 62933 series, published under the general title Electrical energy
storage (EES) systems, can be found on the IEC website.

The committee has decided that the contents of this document will remain unchanged until the
stability date indicated on the IEC website under "http://webstore.iec.ch" in the data related to
the specific document. At this date, the document will be

e reconfirmed,
e withdrawn,
e replaced by a revised edition, or

e amended.

IMPORTANT - The 'colour inside’' logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct understanding
of its contents. Users should therefore print this document using a colour printer.
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INTRODUCTION

All the electrical energy storage systems (EESS) follow the general safety requirements as
described in IEC TS 62933-5-1, which is based on a systems approach. IEC 62933-5-2 follows
the same structure as IEC TS 62933-5-1 and provides additional requirements for battery
energy storage systems (BESS). The additional requirements are provided for the following
reasons:

a) BESS can be integrated into a significant range of electrical grids.

b) The level of safety requirements awareness can vary between utilities, system integrators,
operators and end-users.

c) Although the safety of individual subsystems is generally covered by international standards
at ISO and IEC levels, the safety matters that arise due to the combination of
electrochemical accumulation subsystems and any electrical subsystems are not always
considered. BESS are complex at the systems level due to the variety of potential battery
options and configurations, including the combination of subsystems (e.g. control systems
for electrochemical accumulation subsystems, electrochemical accumulation subsystems,
power conversion subsystems and auxiliary subsystems). Compliance with standards and
related material produced specifically for the safety of subsystems cannot be sufficient to
reach an acceptable level of safety for the overall system.

d) BESS can have additional safety hazards, due, for example, to the presence of chemicals,
the emission of toxic gases, chemicals spilt around the electrochemical accumulation
subsystems and to events critical for safety from electrochemical accumulation subsystems
that cause safety issues for the entire BESS. They can cause loss of power at any part of
the systems and buildings that can result in additional threats to safety. From a systems
perspective, these individual hazards can have a system wide impact.
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ELECTRICAL ENERGY STORAGE (EES) SYSTEMS -

Part 5-2: Safety requirements for grid-integrated EES systems —
Electrochemical-based systems

1 Scope

This part of IEC 62933 primarily describes safety aspects for people and, where appropriate,
safety matters related to the surroundings and living beings for grid-connected energy storage
systems where an electrochemical storage subsystem is used.

This safety standard is applicable to the entire life cycle of BESS (from design to end of service
life management).

This document provides further safety provisions that arise due to the use of an electrochemical
storage subsystem (e.g. battery system) in energy storage systems that are beyond the general
safety considerations described in IEC TS 62933-5-1.

This document specifies the safety requirements of an “electrochemical” energy storage system
as a "system" to reduce the risk of harm or damage caused by the hazards of an electrochemical
energy storage system due to interactions between the subsystems as presently understood.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their content
constitute requirements of this document. For dated references, only the edition cited applies.
For undated references, the latest edition of the referenced document (including any
amendments) applies.

IEC 60068-2-52, Environmental testing — Part 2-52: Tests — Test Kb: Salt mist, cyclic (sodium
chloride solution)

IEC 60079-7:2015, Explosive atmospheres — Part 7: Equipment protection by increased safety
"e"
IEC 60079-7:2015/AMD1:2017

EC 60079-13, Explosive atmospheres — Part 13: Equipment protection by pressurized room "p"
and artificially ventilated room "v"

IEC 60079-29 (all parts), Explosive atmospheres — Gas detectors
IEC 60364 (all parts), Low-voltage electrical installations

IEC 60364-4-44, Low-voltage electrical installations — Part 4-44: Protection for safety —
Protection against voltage disturbances and electromagnetic disturbances

IEC 60364-6:2016, Low voltage electrical installations — Part 6: Verification

EC 60529, Degrees of protection provided by enclosures (IP Code)

IEC 60664-1:2007, /nsulation coordination for equipment within low-voltage systems — Part 1:
Principles, requirements and tests Documents
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EC 60812, Failure modes and effects analysis (FMEA and FMECA)

EC 61000-1-2, Electromagnetic compatibility (EMC) — Part 1-2: General — Methodology for the
achievement of functional safety of electrical and electronic systems including equipment with
regard to electromagnetic phenomena

EC 61000-6-7, Electromagnetic compatibility (EMC) — Part 6-7: Generic standards — Immunity
requirements for equipment intended to perform functions in a safety-related system (functional
safety) in industrial locations

EC 610285, Fault tree analysis (FTA)

EC 61660-1|, Short-circuit currents in d.c. auxiliary installations in power plants and substations
— Part 1: Calculation of short-circuit currents

EC 61660-4, Short-circuit currents in d.c. auxiliary installations in power plants and substations
— Part 2: Calculation of effects

EC 61882, Hazard and operability studies (HAZOP studies) — Application guide

IEC 61936-1:2010, Power installations exceeding 1 kV a.c. — Part 1: Common rules
IEC 61936-1:2010/AMD1:2014

IEC 62305-2, Protection against lightning — Part 2: Risk management

IEC 62368-1, Audio/video, information and communication technology equipment — Part 1:
Safety requirements

IEC 62477-1:2012, Safety requirements for power electronic converter systems and equipment
— Part 1: General
IEC 62477-1:2012/AMD1:2016

IEC 62485-2, Safety requirements for secondary batteries and battery installations — Part 2:
Stationary batteries

IEC 62619:2017, Secondary cells and batteries containing alkaline or other non-acid
electrolytes — Safety requirements for secondary lithium cells and batteries, for use in industrial
applications

IEC 62933-1, Electrical energy storage (EES) systems — Part 1: Vocabulary

IEC TS 62933-5-1:2017, Electrical energy storage (EES) systems — Part 5-1: Safety
considerations for grid integrated EES systems — General specification

ISO/IEC Guide 51:2014, Safety aspects — Guidelines for their inclusion in standards

3 Terms and definitions

For the purposes of this document, the terms and definitions given in IEC 62933-1,
IEC TS 62933-5-1 and the following apply.

Documents

Document Sharing Hub

Full document details: BS EN IEC 62933-5-2:2020


https://doi.org/10.3403/BSENIEC62933?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30101028U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30302090U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30238944U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30101041U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/01168863U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/01168851U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/02337615U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30191892?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30176299?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
http://www.avadocuments.com/doc/bs-en-iec-62933-5-2-2020
http://www.avadocuments.com/doc/bs-en-iec-62933-5-2-2020

-10 - IEC 62933-5-2:2020 © |IEC 2020

ISO and IEC maintain terminological databases for use in standardization at the following
addresses:

e |EC Electropedia: available at http://www.electropedia.org/

e |ISO Online browsing platform: available at http://www.iso.org/obp

NOTE Where differences in definitions appearing in IEC 62933-1 and IEC TS 62933-5-1 exist, the definition given
in IEC 62933-1 prevails, unless otherwise specified here.

3.1

battery energy storage system

BESS

electrical energy storage system with accumulation subsystem based on batteries with
secondary cells

Note 1 to entry: The battery energy storage system includes a flow battery energy system (IEC 62932-1:2020,
3.1.15).

Note 2 to entry: Batteries are defined in IEC 60050-482:2004, 482-01-04, and secondary cells are defined in
IEC 60050-482:2004, 482-01-03.

3.2

occupied site

location that is within or adjacent to a building or structure with an overhead cover, where
people live or work

Note 1 to entry: A location that is not an occupied site is called “unoccupied site”.

3.3
type test
conformity test made on one or more items representative of the production

[SOURCE: IEC 60050-151:2001, 151-16-16]

3.4
routine test
conformity test made on each individual item during or after manufacture

[SOURCE: IEC 60050-151:2001, 151-16-17]

3.5

factory acceptance test

FAT

factory activity to demonstrate that the EES system, subsystems, components and additionally
supplied systems/devices are in accordance with the specifications

[SOURCE: |EC 62381:2014, 3.1.3, modified — Original definition has been particularized for the
ESS system.]

3.6

site acceptance test

SAT

on site activity to demonstrate that the EES system can operate in accordance with the
applicable system specifications and installation instructions

[SOURCE: |JEC 62381:2012, 3.1.4, modified — Original definition has been particularized for the
ESS system .]
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4 Basic guidelines for safety of BESS

4.1 General

An assessment and reduction of the risk associated with the BESS as manufactured and as
intended to be installed shall be conducted according to the sequence shown in Figure 1.

[ START ]
Y

Definition of storage model

%

=>4.2 and 6.1 Experiments,
S simulations,
v surveys,
incident reviews,
Hazard identification etc.

=>6.3.1 and 6.3.2

!

Estimation of risk
=>6.3.3and 6.3.4

'

Evaluation of risk
=>6.3.3 and 6.3.4

Risk analysis

Risk assessment

<

A

<

Is the risk tolerable?

=> 6.4 Yes —

No

'

Risk reduction
=> requirements within Clauses 7 and 8

1

Estimation of risk
=>6.3.3and 6.3.4

!

Y

Evaluation of risk
=>6.3.3 and 6.3.4

Is the residual risk tolerable? => 6.4

Validation and documentation => requirements within Clauses 7 and 8

!

[ Complete ]
IEC

Figure 1 — General description for risk assessment and reduction of BESS
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Risks can depend on many factors including location, chemistry and the size/scale (e.g. power)
of the BESS and will need to be assessed accordingly. The location of BESS can range from
single domestic situations, commercial and industrial applications, to utility scale systems; risks
need to be assessed accordingly. Selection of chemistry for the electrochemical accumulation
subsystem of the BESS can depend on their environment, performance characteristics and any
associated costs and benéefits.

As described in ISO/IEC Guide 51, risk reduction measures taken during design are "inherently
safe design", "guards and protective devices", and "information for end users". Additional
measures at the use phase (life cycle safety management) are also described in ISO/IEC Guide
51.

4.2 Approach to BESS safety

The design of the BESS and its intended installation and integration with the built environment
shall accommodate the specific risks that arise during each phase of the BESS life cycle. These
life cycle phases typically include, but are not limited to:

¢ manufacturing/final assembly and factory acceptance testing (see 7.10, 7.11, and 8.2);

e transport (see 7.10, 7.11, and 8.2);

e installation, commissioning and site acceptance testing (see 7.10, 7.11, 7.12 and 8.2);

e operation (see 7.13);

¢ maintenance and repair (see 7.13);

e repurposing or decommissioning (see 7.13).

During the installation process, soundness of communication among subsystems which are
critical to minimizing risk and facilitating incident response shall be ensured to avoid any
malfunctions of the protection subsystems. After the installation of the BESS, these subsystems

shall be verified by inspection or other suitable means so that their proper functions are assured
before the BESS is placed into service.

All health, safety and environment (HSE) requirements applicable to the BESS as installed shall
be satisfied during system maintenance and repair.

The safety design considerations and risk analyses for each identified life cycle phase shall be
documented and supplied in accordance with Clause 6 and 7.13.

A BESS that is designed and constructed to provide a specified level of reliability and durability
shall include not only the levels of safety as a design feature of the overall system but also the
subsystem safety level which is necessary to achieve the specified level. At the subsystem level,
all integrated electrochemical energy storage subsystems shall comply with appropriate safety

standards (e.g. |[EC 62477-1, IEC 62619).

Safety measures for interactions between subsystems shall be consistent with the result of the
system level safety risk assessment.

Commonly used electrochemical-based BESS POC (point of connection) voltages, energy
capacity, site occupancy and chemistry of electrochemical accumulation subsystems are
distinguished as listed in Table 1.

Detailed implementation of safety measures required in Clauses 7 and 8 can be optimized in
accordance with the result of the system risk assessment of BESS (see Clause 6) using the
basic conditions in Table 1.

NOTE 1 Chemistries that are not in common widespread use for stationary applications are not considered in this

document but can be considered in future editions
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NOTE 2 "Energy capacity" of BESS" means the total energy capacity of electrochemical accumulation subsystems
which are equipped behind one POC.

Table 1 — BESS categories

Features for Category Explanation
categorization denominations
“POC voltage” V-L Low: V< 1kV AC or 1,5 kV DC
where BESS is -
connected V-H High: V> 1 kV AC or 1,5 kV DC
“Energy capacity” | E-S Small: E £ 20kWh
of BESS
E-L Not small: E > 20kWh
“Site occupancy” S-0 Occupied site (see 3.2)
in relation to - -
electrochemical S-U Unoccupied site (see 3.2)
accumulation
subsystem
“Chemistry” of C-A BESS using non-aqueous electrolyte battery (e.g. Li-based)
electrochemical - - -
accumulation C-B BESS using aqueous electrolyte battery (e.g. Lead acid, Ni-based)
subsystem C-C BESS using high temperature battery (e.g. NaS, NaNiCl)
C-D BESS using flow battery
C-Z Others
NOTE 1 Denominations of BESS categorization are described as "V-X / E-X / S-X / C-X" in any requirements of
this document (e.g. V-H / /E-L / S-U / C-C). Some characteristics can be omitted if any limitation of category does
not apply.
NOTE 2 To apply this document to both BESS and other electrochemical-based EESS including chemical based
supercapacitors, the latter EESS are included in category "C-Z".
NOTE 3 Combinations of two or more electrochemical accumulation chemistries are included in category "C-Z".

Examples of BESS use can be described as shown in Table 2.
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Table 2 - Examples of BESS use

Use scene

Site

Access restrictions/conditions during operation and maintenance

Residential

Installed in individual
homes or shared by a
small number of
homes and a large
number of apartments
buildings or villas.

Can be placed in a location that is not accessible for regular
maintenance without cooperation of the inhabitants of the home and is
not part of a professional operating and maintenance regime.

An example of using Table 1 in this BESS use scene can be as follows: "V-L/E-S or L/S-0

or U/C-A or B".

Commercial

Installed in small
businesses, shared by
a large number of
homes, or a mixture of
the above uses such
as a street or an
apartment building.

Placed in a location that is accessible for regular maintenance during
business hours and is usually part of a professional operating and
maintenance regime.

An example of using Table 1 in this BESS use scene can be as follows: "V-H or L/E-L/S-O

or U/C-A, B, Cor D".

Industrial Installed in large Placed in a location that is accessible for regular maintenance during
businesses such as business hours and is part of a professional operating and maintenance
factories, data regime.
centers, warehouses
etc., or shared by a
large number of
homes, such as a city
quarter.

An example of using Table 1 in this BESS use scene can be as follows: "V-H/E-L/S-0 or
U/C-A, B, C or D".
Utility Connected directly to Placed in a location that is continuously accessible for regular
the utility grid. maintenance and is part of a professional operating and maintenance
regime. The system is typically placed inside a restricted access area,
or access to the system itself is restricted to authorized people.
An example of using Table 1 in this BESS use scene can be as follows: "V-H/E-L/S-0 or
U/C-A, B, C or D".
4.3 BESS changes in ownership, control or use

In all cases where a transfer of ownership or operational responsibility occurs, the monitoring
log information should be transferred to the new owner as part of the system documentation,
including measures for complying with the requirements in 7.13.2 and 7.13.3. When it is
necessary to control identified BESS risks, there should be clarification on the roles and
responsibilities for managing and controlling any existing or new safety risks arising out of the
changes that are planned or have taken place.

Annex A provides further information regarding ownership of BESS.

5 Hazard considerations

The general hazard considerations for EESS in IEC TS 62933-5-1:2017, Clause 5, are
applicable.
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6 BESS system risk assessment

6.1 BESS structure
6.1.1 General characteristics

A storage model of the BESS shall be created for appropriate safety risk assessment with
clarifying features as shown below.

An example of a BESS including a primary POC, auxiliary POC and control subsystem is shown
in Figure 2 and Table 2. In some cases, it is possible that one or more subsystems or
components are not present. The communication arrangements between management,
communication, protection and the other subsystems are shown as dotted arrow lines.
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Figure 2 — An example of BESS architecture

NOTE Figure 2 is an example and shows a typical BESS architecture. There can be cases which do not fit
in Figure 2.
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Table 3 — Examples of components within subsystems of a BESS

"Subsystems"

"Components"

Management subsystem

System controller and/or energy management system

Communication subsystem

Operation panel (human interface), system communication and/or monitoring,
meter communication

Protection subsystem

Relays (earth, overcurrent, over-voltage, under-voltage, over-frequency,
under-frequency, etc.)

Auxiliary subsystem

Fire, heat, and/or smoke detection system(s), fire suppression system, fire
extinguisher, HVAC (heating, ventilation and air conditioning), system
anchors, auxiliary transformers, auxiliary power distribution switchgear,
auxiliary power uninterruptible power supply (UPS)

Auxiliary connection terminal

Connection terminals, cable (type, fire rating, thermal rating, chemical rating,
size and flexibility)

Electrochemical accumulation
subsystem

Battery (incl. battery management system), communication devices,
protective devices, mechanical fixing, cables

NOTE There are many cases where BESS include multiple numbers or types
of electrochemical accumulation subsystems

Power conversion subsystem

Transformer, AC/DC converter, inverter, PCS controller, switches

Primary connection terminal

Connection terminal, cable (type, thermal rating, chemical rating, size and
flexibility)

Others Room and/or building/enclosure, foundation, water supply, HVAC system of
the building, fuses, safety markings
6.1.2 Specific characteristics

The main types of BESS that have been previously categorized according to 4.2 can differ not
only in the chemistry of the electrochemical accumulation subsystem but also according to the
type of auxiliary subsystems as given below:
e specific auxiliary subsystem of category "C-C" (BESS using high temperature battery)

— electrochemical accumulation subsystem heating circuit
e specific auxiliary subsystem of category "C-D" (BESS using flow battery)

— heat exchanger

— fluid management system (pump, tank, piping, valve. etc)

6.2 Description of BESS conditions

The basic description of BESS conditions shall be categorized in accordance with Table 1
(see 4.2). The more detailed description in accordance with IEC TS 62933-5-1:2017, 6.2, is
applicable to BESS.

6.3 Risk analysis
6.3.1 General

A risk analysis (hazard identification and risk estimation) of the BESS shall be carried out in
accordance with 4.1, 4.2, 6.3.2, 6.3.3 and 6.3.4.

The general considerations for analysing any risk of EESS are described in IEC TS 62933-5-1.

An iterative approach shall be applied (because several successive applications can reduce the
risk and make the best use with available technology). In carrying out this process, it is
necessary to consider the safety of the BESS during all the phases of its life cycle.
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6.3.2 Hazard identification specific to BESS

The scenario, as a result of BESS risk assessment, shall include specific subsystem failure
modes (identified hazards specific to BESS) as starting points for the analysis.

6.3.3 Risk consideration

BESS risk scenarios shall include all interactions between subsystems. Examples of scenarios
include but are not limited to:

e propagation from electrochemical accumulation subsystem(s) to others;
e propagation from non-accumulation subsystems;
e simultaneous failures/faults of multiple subsystems;

e loss of subsystem function related to safety.
6.3.4 System level risk analysis

The system level BESS risk shall be assessed at a component, module and final system level.
A suitable analysis shall be performed to demonstrate that suitable risk analysis has been
carried out at a component, module and final system level.

The general conditions of "system level risk analysis" are described in IEC TS 62933-5-1:2017,
6.3.3.

The system level BESS risk analysis shall be performed based on the risk (BESS size/severity)
and complexity of the system using one of the following techniques or an equivalent one:

e bottom-up first principles risk analysis (e.g. failure mode and effect analysis (FMEA): see
EC 60812);

e top-down analysis (e.g. fault tree analysis (FTA): see |[EC 610285);

e combined and/or integrated analysis (e.g. hazard and operability study (HAZOP): see
EC 61882, STAMP (systems theoretic accident model and processes)).

6.4 System level risk assessment

All risks shall be assessed for their impact on operators, users and neighbours who may occupy
the site of BESS, and graded as tolerable or not.

NOTE If the systems are reliant upon electronics and software, an evaluation of the functionality of these controls
wouldbe conducted. A suitable functional safety standard for example, can be utilized for this purpose.

If some risks are not tolerable, appropriate measures shall be taken, according to the
requirements in Clauses 7 and 8.

Documentation attached to the assessment and reduction of risk of the BESS shall be available
and shall comprise all requirements specified in Clause 6.

7 Requirements necessary to reduce risks

71 General measures to reduce risks

The general safety considerations for an EESS are described in IEC TS 62933-5-1:2017, 7.1.

The priority of risk reduction approaches (from ISO/IEC Guide 51:2014, 6.3.5) shall be:

a) inherently safe design;

b) guards and protective devices; Documents
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