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European foreword

This document (EN ISO 9972:2015) has been prepared by Technical Committee ISO/TC 163 "Thermal
performance and energy use in the built environment” in collaboration with Technical Committee
CEN/TC 89 “Thermal performance of buildings and building components” the secretariat of which is
held by SIS.

This European Standard shall be given the status of a national standard, either by publication of an
identical text or by endorsement, at the latest by March 2016, and conflicting national standards shall
be withdrawn at the latest by March 2016.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CEN [and/or CENELEC] shall not be held responsible for identifying any or all such patent
rights.

This document supersedes EN 13829:2000.

According to the CEN-CENELEC Internal Regulations, the national standards organizations of the
following countries are bound to implement this European Standard: Austria, Belgium, Bulgaria,
Croatia, Cyprus, Czech Republic, Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia,
France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta,
Netherlands, Norway, Poland, Portugal, Romania, Slovakia, Slovenia, Spain, Sweden, Switzerland,
Turkey and the United Kingdom.

Endorsement notice

The text of ISO 9972:2015 has been approved by CEN as EN IS0 9972:2015 without any modification.
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Foreword

ISO (the International Organization for Standardization) is a worldwide federation of national standards
bodies (ISO member bodies). The work of preparing International Standards is normally carried out
through ISO technical committees. Each member body interested in a subject for which a technical
committee has been established has the right to be represented on that committee. International
organizations, governmental and non-governmental, in liaison with ISO, also take part in the work.
ISO collaborates closely with the International Electrotechnical Commission (IEC) on all matters of
electrotechnical standardization.

The procedures used to develop this document and those intended for its further maintenance are
described in the ISO/IEC Directives, Part 1. In particular the different approval criteria needed for the
different types of ISO documents should be noted. This document was drafted in accordance with the
editorial rules of the ISO/IEC Directives, Part 2 (see www.iso.org/directives).

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. ISO shall not be held responsible for identifying any or all such patent rights. Details of
any patent rights identified during the development of the document will be in the Introduction and/or
on the ISO list of patent declarations received (see www.iso.org/patents).

Any trade name used in this document is information given for the convenience of users and does not
constitute an endorsement.

For an explanation on the meaning of ISO specific terms and expressions related to conformity
assessment, as well as information about ISO’s adherence to the WTO principles in the Technical
Barriers to Trade (TBT) see the following URL: Foreword - Supplementary information

The committee responsible for this document is [SO/TC 163, Thermal performance and energy use in the
built environment, Subcommittee SC 1, Test and measurement methods.

This third edition cancels and replaces the second edition (ISO 9972:2006), which has been technically
revised.
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Introduction

The fan-pressurization method is intended to characterize the air permeability of the building envelope
or parts thereof. It can be used, for example,

a) to measure the air permeability of a building or part thereof for compliance with a design air-
tightness specification,

b) to compare the relative air permeability of several similar buildings or parts of buildings, and

c) to determine the air-leakage reduction resulting from individual retrofit measures applied
incrementally to an existing building or part of building.

The fan pressurization method does not measure the air infiltration rate of a building. The results of this
method can be used to estimate the air infiltration rate and resulted heat load by means of calculation.

Other methods, like tracer gas, are applicable when it is desired to obtain a direct measurement of
the air infiltration rate. A single tracer gas measurement, however, gives limited information on the
performance of ventilation and infiltration of buildings.

The fan-pressurization method applies to measurements of air flow through the construction from
outside to inside or vice versa. It does not apply to air flow measurements from outside through the
construction and back to outside.

The proper use of this International Standard requires knowledge of the principles of air flow and
pressure measurements. Ideal conditions for the test described in this International Standard are
small temperature differences and low wind speeds. For tests conducted in the field, it needs to be
recognized that field conditions can be less than ideal. Nevertheless, strong winds and large indoor-
outdoor temperature differences are to be avoided.
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Thermal performance of buildings — Determination of air
permeability of buildings — Fan pressurization method

1 Scope

This International Standard is intended for the measurement of the air permeability of buildings or
parts of buildings in the field. It specifies the use of mechanical pressurization or depressurization of a
building or part of a building. It describes the measurement of the resulting air flow rates over a range
of indoor-outdoor static pressure differences.

This International Standard is intended for the measurement of the air leakage of building envelopes of
single-zone buildings. For the purpose of this International Standard, many multi-zone buildings can be
treated as single-zone buildings by opening interior doors or by inducing equal pressures in adjacent
zones.

International Standard does not address evaluation of air permeability of individual components.

2 Normative references

The following documents, in whole or in part, are normatively referenced in this document and are
indispensable for its application. For dated references, only the edition cited applies. For undated
references, the latest edition of the referenced document (including any amendments) applies.

[SO 7345, Thermal insulation — Physical quantities and definitions

3 Terms, definitions, and symbols

3.1 Terms and definitions
For the purposes of this document, the terms and definitions given in [SO 7345 and the following apply.

3.1.1
air leakage rate
air flow rate across the building envelope

Note 1 to entry: This movement includes flow through joints, cracks, and porous surfaces, or a combination
thereof, induced by the air-moving equipment used in this International Standard (see Clause 4).

3.1.2

building envelope

boundary or barrier separating the inside of the building or part of the building subject to the test from
the outside environment or another building or another part of the building

3.1.3
air change rate
air leakage rate per internal volume across the building envelope

3.14
air permeability
air leakage rate per the envelope area across the building envelope
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3.1.5

specific leakage rate

<envelope> air leakage rate per the envelope area across the building envelope at the reference pressure
difference

3.1.6

specific leakage rate

<floor> air leakage rate per net floor area across the building envelope at the reference pressure
difference

3.1.7
effective leakage area
leakage area calculated at the test reference pressure differences across the building envelope

3.1.8

specific effective leakage area

<envelope> leakage area per the envelope area across the building envelope at the reference pressure
difference

3.1.9
specific effective leakage area
<floor>leakage area per net floor area across the building envelope at the reference pressure difference

3.1.10

to close an opening

to set an opening in close position using the closing device present on the opening without additionally
increasing the airtightness of the opening

Note 1 to entry: If there is no way to close the opening (i.e. without closing device), it remains open.

3.1.11
to seal an opening
to make an opening hermetic by any appropriate means (adhesive, inflatable balloon, stopper, etc.)
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3.2 Symbols
Symbol Quantity Unit

Ag envelope area m?2

Af floor area m2

ELApr effective leakage area at the reference pressure difference m?2

ELAgpr specific effective lea1_<age area per the building envelope area at the m2/ m2
reference pressure difference

ELAfpr specific effgctive leakage area per the floor area at the reference m2/ m2
pressure difference

Cenv air flow coefficient m3/(h-Pan)

CL air leakage coefficient m3/(h-Pan)

Npr air change rate at the reference pressure difference h-1

p pressure Pa

Pbar uncorrected barometric pressure Pa

Pv partial water vapour pressure of water Pa

Dvs saturation vapour pressure of water Pa

qs0 air leakage rate at 50 Pa m3/h

qEpr specific leqkage rate per the building envelope area at the reference m3/(h'm2)
pressure difference across the envelope

qFpr ?pecific leakage rate per the floor area at the reference pressure dif- m3/(h-m2)
erence across the envelope

qm measured air flow rate m3/h

qpr air leakage rate at the reference pressure difference m3/h

qr readings of air flow rate m3/h

|4 internal volume m3

Ap induced pressure difference Pa

Apo zero-flow pressure difference (average) Pa

Apo,1; Apo,2 Zerq-flow pressure difference before and after the test (air moving Pa
equipment closed)

Apo+; Apo- average of the positive and negative values of zero-flow pressure dif-
ference (+ and - mean positive pressure and negative pressure across |Pa
the envelope respectively)

Apm measured pressure difference Pa

Apr reference pressure difference Pa

10) relative humidity —

To absolute temperature at standard conditions K

Te external air absolute temperature K

Tint internal air absolute temperature K

6 Celsius temperature °C

p air density kg/m3

Po air density at standard conditions kg/m3

De external air density kg/m3

Pint internal air density kg/m3

Documents

© IS0 2015 - All rights reserved

Full document details: BS EN ISO 9972:2015

Document Sharin%Hub


http://www.avadocuments.com/doc/bs-en-iso-9972-2015
http://www.avadocuments.com/doc/bs-en-iso-9972-2015

BS EN ISO 9972:2015
IS0 9972:2015(E)

4 Apparatus

4.1 General

The following description of apparatus is general in nature. Any arrangement of equipment using
the same principles and capable of performing the test procedure within the allowable tolerances is
permitted. Examples of equipment configurations commonly used are indicated in Annex A.

Periodic calibration of the measurement system, used in this test method, according to manufacturer
specifications or to standardized quality insurance systems is required.

4.2 Equipment

4.2.1 Air-moving equipment

Device that is capable of inducing a specific range of positive and negative pressure differences across
the building envelope or part thereof. The system shall provide a constant air flow at each pressure
difference for the period required to obtain readings of air flow rate.

4.2.2 Pressure-measuring device

Instrument capable of measuring pressure differences with an accuracy of +1 Pa in the range of 0 Pa to
100 Pa.

4.2.3 Air flow rate measuring system
Device capable of measuring air flow rate within +7 % of the reading.

Care shall be taken if the principle underlying the measurement of volumetric flow rate is an orifice.
The reading of the air flow rate shall be corrected according to air density [see Formula (2)].

4.2.4 Temperature-measuring device

Instrument capable of measuring temperature to an accuracy of 0,5 K.

5 Measurement procedure
5.1 Measurement conditions

5.1.1 General

There are two modes for this measurement procedure: depressurization or pressurization of a building
or part of a building. Regardless of which mode is used, the air leakage of building envelope can be
measured. The accuracy of this measurement procedure is largely dependent on the instrumentation
and apparatus used and on the ambient conditions under which the data are taken.

NOTE1 Pressurization means that the pressure inside the building is higher than outside. Depressurization
means that the pressure inside the building is lower than outside.

NOTE 2  Ifthe product of the indoor/outdoor air temperature difference, expressed in Kelvin, multiplied by the
height, expressed in metres, of the building or measured part of the building gives a result greater than 250 mK,
it is unlikely that a satisfactory zero-flow pressure difference can be obtained (see 5.3.3).

NOTE 3  If the wind speed near the ground exceeds 3 m/s or the meteorological wind speed exceeds 6 m/s or
reaches 3 on the Beaufort scale, it is unlikely that a satisfactory zero-flow pressure difference can be obtained
(see 5.3.3).
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