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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
NUCLEAR POWER PLANTS – INSTRUMENTATION  

AND CONTROL IMPORTANT TO SAFETY –  
RADIATION MONITORING SYSTEMS (RMS):  

CHARACTERISTICS AND LIFECYCLE 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 62705 has been prepared by subcommittee 45A: Instrumentation, 
control and electrical systems of nuclear facilities, of IEC technical committee 45: Nuclear 
instrumentation. 

The text of this standard is based on the following documents: 

FDIS Report on voting 

45A/960/FDIS 45A/973/RVD 

 
Full information on the voting for the approval of this standard can be found in the report on 
voting indicated in the above table. 

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2. 
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The committee has decided that the contents of this publication will remain unchanged until 
the stability date indicated on the IEC web site under "http://webstore.iec.ch" in the data 
related to the specific publication. At this date, the publication will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 
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INTRODUCTION 

a) Technical background, main issues and organisation of the Standard 
This IEC standard sets out the requirements for the lifecycle management of radiation 
monitoring system (RMS) installed in the nuclear power plants (NPPs). This standard is 
applicable to the equipment of RMS and intended to be used during normal operations and 
anticipated operational occurrences, as well as, for certain monitors, in accident 
conditions. This standard may be applicable to other nuclear facilities (e.g. nuclear fuel 
storage and processing sites) by evaluating the differences from NPPs. 
It is intended that the Standard be used by operators of NPPs (utilities), systems 
evaluators and by licensors. 

b) Situation of the current Standard in the structure of the IEC SC 45A standard series 
IEC 62705 is the third level in the hierarchy of SC 45A standards. This standard provides 
guidance on the application of existing IEC/ISO standards covering design and 
qualification of system and equipment for RMS. This standard is an application 
supplement of IEC 61513 as shown in Annex B, and it is not intended that this standard 
limits the application of other IEC 61513 requirements to RMS lifecycle. 
For general requirements and guidance, the following standards provide requirements and 
guidance for RMS. IEC 61513 is the first level standard of SC 45A standards, and 
provides general requirements for I&C systems and equipment that are used to perform 
functions important to safety in NPPs. IEC 61226 provides the criteria for classification of 
instrumentation and control functions. Most modern RMSs contain computer-based 
equipment. Hence RMS should often be treated as computer-based system. So following 
standards required for computer-based system are generally applicable to RMS. 
IEC 60880 provides the software requirements for category A functions and IEC 62138 
provides the software requirements for Category B or C functions. IEC 60987 provides 
hardware design requirements for computer-based systems. IEC 62566 provides the 
requirements for HDL-Programmed Device (HPD) for systems performing category A 
functions. IEC 62645 provides security requirements for computer based I&C systems. For 
qualification testing, the following SC 45A standards are applicable. IEC 60780 provides 
guidance for the environmental qualification and IEC 60980 provides guidance for seismic 
qualification for equipment performing category A or B functions. IEC 62003 provides the 
requirements for electromagnetic compatibility testing. In addition, IEC 61250 specifies the 
leak detection requirements by using RMS. 
For radiation monitoring specific requirements, the following standards provide 
requirements and guidance for RMS. The IEC 60951 series provides guidance on the 
design and testing of radiation monitoring equipment used for accident and post-accident 
conditions. The IEC 60761 series provide requirements for equipment for continuous off-
line monitoring of radioactivity in gaseous effluent in normal conditions. Some of the 
SC 45B standards (e.g. Gas offline: IEC 62302, Tritium: IEC 62303) are now replacing the 
IEC 60761 series. IEC 60861 provides requirements for equipment continuous off-line 
monitoring of radioactivity in liquid effluent in normal conditions. IEC 60768 provides 
requirements for equipment for continuous in-line and on-line monitoring of radioactivity in 
process stream in normal and incident conditions. IEC 61031 provides requirements for 
equipment for area radiation monitor in normal conditions in conjunction with IEC 60532. 
IEC 61504 provides requirements for centralized system for plant-wide radiation 
monitoring in conjunction with the IEC 61559 series which specifies the requirements for 
centralized system. If the centralized system is a part of the safety parameter display 
system, IEC 60960 provides the functional design criteria. ISO 2889 gives guidance on 
gas and particulate sampling. The ISO 4037 series provides calibration methodology for 
radiation monitors. 
The relationship between these various standards is given in Table 1. 
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