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Foreword

ISO (the International Organization for Standardization) is a worldwide federation of national standards 
bodies (ISO member bodies). The work of preparing International Standards is normally carried out through 
ISO technical committees. Each member body interested in a subject for which a technical committee 
has been established has the right to be represented on that committee. International organizations, 
governmental and non-governmental, in liaison with ISO, also take part in the work. ISO collaborates closely 
with the International Electrotechnical Commission (IEC) on all matters of electrotechnical standardization.

The procedures used to develop this document and those intended for its further maintenance are described 
in the ISO/IEC Directives, Part 1. In particular, the different approval criteria needed for the different types 
of ISO document should be noted. This document was drafted in accordance with the editorial rules of the 
ISO/IEC Directives, Part 2 (see www.iso.org/directives).

ISO draws attention to the possibility that the implementation of this document may involve the use of (a) 
patent(s). ISO takes no position concerning the evidence, validity or applicability of any claimed patent 
rights in respect thereof. As of the date of publication of this document, ISO had not received notice of (a) 
patent(s) which may be required to implement this document. However, implementers are cautioned that 
this may not represent the latest information, which may be obtained from the patent database available at 
www.iso.org/patents. ISO shall not be held responsible for identifying any or all such patent rights.

Any trade name used in this document is information given for the convenience of users and does not 
constitute an endorsement.

For an explanation of the voluntary nature of standards, the meaning of ISO specific terms and expressions 
related to conformity assessment, as well as information about ISO's adherence to the World Trade 
Organization (WTO) principles in the Technical Barriers to Trade (TBT), see www.iso.org/iso/foreword.html.

This document was prepared by Technical Committee ISO/TC 117, Fans.

This second edition cancels and replaces the first edition (ISO 13347-4:2004), which has been technically 
revised. It also incorporates the Technical Corrigendum ISO 13347-4:2004/Cor 1:2006.

The main changes are as follows:

—	 inclusion of acoustic methods for installation category E fans;

—	 symbols harmonized with those used in ISO 5801 and other ISO standards listed as normative references [2];

—	 closer alignment with the superordinate ISO 9614 series relating to sound intensity measurement;

—	 editorial revisions.

A list of all parts in the ISO 13347 series can be found on the ISO website.

Any feedback or questions on this document should be directed to the user’s national standards body. A 
complete listing of these bodies can be found at www.iso.org/members.html.
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Introduction

This document establishes a method for determining the sound power level of a fan. The method is 
reproducible in all laboratories which are qualified according to the requirements of this document.

The method specified in this document employs standard sound measurement instrumentation. The test 
set-ups are generally designed to represent the physical orientation of a fan as installed, in accordance with 
ISO 5801 or ISO 13350.

Since sound power levels are considered independent of the acoustic environment around the fan, a 
good comparison can be made between two or more fans proposed for any specific air performance 
condition. Moreover, these values establish an accurate base for estimating the acoustical outcome of the 
fan installation in terms of sound pressure levels. A successful estimate of sound pressure levels requires 
extensive information on the fan and the environment in which it is to be located.

It is often advantageous for the equipment user to employ acoustical consultation to ensure that all factors 
which affect the final sound pressure levels are considered. More detailed information on the complexity of 
this situation may be found in acoustic textbooks.

This document has been developed in response to the need for a reliable and accurate enveloping surface 
method for determining the sound power levels of fan equipment. Where possible, it has been based on 
existing National standards and combines state-of-the-art with practical considerations.

NOTE	 The bibliography contains further references for those wishing to explore this subject in greater detail (see 
References [1] to [7]).
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International Standard ISO 13347-4:2025(en)

Fans — Determination of fan sound power levels under 
standardized laboratory conditions —

Part 4: 
Sound intensity method

1	 Scope

This document specifies a method to measure sound power by using sound intensity measurements on a 
measurement surface which encloses the sound source. This document provides guidelines on the acoustical 
environment, ambient noise, measurement surface, and number of measurements. The installation 
categories are generally designed to represent the physical orientation of a fan installed in accordance with 
ISO 5801, ISO 13350 and also defined in ISO 13349-1.

This document is applicable to fans defined in ISO  5801 and ISO  13349-1. This document is limited to 
the determination of airborne sound emission for the specified installation categories. Vibration is not 
measured, nor is the sensitivity of airborne sound emission to vibration effects determined.

The sizes of the fan, which can be tested in accordance with this document are limited only by the practical 
aspects of the test installations.

2	 Normative references

The following documents are referred to in the text in such a way that some or all of their content constitutes 
requirements of this document. For dated references, only the edition cited applies. For undated references, 
the latest edition of the referenced document (including any amendments) applies.

ISO 5136, Acoustics — Determination of sound power radiated into a duct by fans and other air-moving devices 
— In-duct method

ISO 5801, Fans — Performance testing using standardized airways

ISO 9614-1, Acoustics — Determination of sound power levels of noise sources using sound intensity — Part 1: 
Measurement at discrete points

ISO 9614-2, Acoustics — Determination of sound power levels of noise sources using sound intensity — Part 2: 
Measurement by scanning

ISO  13347-1, Fans — Determination of fan sound power levels under standardized laboratory conditions — 
Part 1: General overview

ISO 13349-1, Fans — Vocabulary and definitions of categories — Part 1: Vocabulary

ISO 13350, Fans — Performance testing of jet fans

IEC  1043, Electroacoustics; Instruments for the measurement of sound intensity; measurement with pairs of 
pressure sensing microphones

1
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3	 Terms, definitions and symbols 

3.1	 Terms and definitions

For the purposes of this document, the terms and definitions given in ISO  5801, ISO  13349-1 and the 
following apply.

ISO and IEC maintain terminology databases for use in standardization at the following addresses:

—	 ISO Online browsing platform: available at https://​www​.iso​.org/​obp

—	 IEC Electropedia: available at https://​www​.electropedia​.org/​

NOTE	 Some definitions have been expanded to fit the specific needs of this document. Further acoustic definitions 
can be found in ISO 13347-1.

3.1.1
fan inlet
opening, usually circular or rectangular, through which the air first enters the fan casing

Note 1 to entry: If the fan is provided with an inlet-connecting flange or spigot, the fan inlet dimensions are measured 
inside this connection. The inlet area is the gross area measured inside this flange, i.e. no deductions are made for 
blockages, such as motors and bearing supports.

Note  2  to entry:  When the inlet area is not clearly defined, agreement can be reached between the parties to the 
contract.

Note 3 to entry: The fan inlet is defined by the airflow, when you reverse the airflow, what was previously the outlet, 
now becomes the inlet

[SOURCE: ISO 13349-1:2022, 3.7.1]

3.1.2
fan outlet
opening, usually circular or rectangular, through which the air finally leaves the fan casing

Note  1  to entry:  If the fan is provided with an outlet connecting flange or spigot, the fan outlet dimensions are 
measured inside this connection. When the fan is delivered with a diffuser and the performance is quoted with this 
fitted, the area of the fan outlet may be taken as equal to the outlet area of the diffuser.

Note 2 to entry: Fan outlet area is, by convention, taken as the gross area in the outlet plane inside the casing, without 
deduction for motor, fairings or other obstructions. When the outlet area is not clearly defined, agreement can be 
reached between the parties to the contract.

Note 3 to entry: The fan outlet is defined by the airflow, when you reverse the airflow, what was previously the inlet, 
now becomes the outlet

[SOURCE: ISO 13349-1:2022, 3.7.2]

3.1.3
inlet sound power level
sound power level of a fan determined at the fan inlet (3.1.1) in a specified installation category A, B, C, D or E

3.1.4
outlet sound power level
sound power level of a fan determined at the fan outlet (3.1.2) in a specified installation category A, B, C, D or E

3.1.5
casing sound power level
sound power level radiated from a fan casing

Note 1 to entry: If the fan drive is external to the fan casing, the casing sound power shall include the sound power 
generated by and radiated from the fan drive

2
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Note 2 to entry: When cataloguing a range of fans, it is not always possible to include the motor noise, as this will vary 
according to the power and type of motor selected. Motor noise may then be omitted, provided this fact is clearly stated.

3.2	 Symbols — fan sound power levels

Considering all possible combinations for installation conditions specified in ISO  13347-1, seventeen 
different sound power level (LW) descriptions are defined in Table 1, for example LW (A,in).

Table 1 — Sound power levels

Number Subscript Description
1 (A,in) free-inlet sound power level, installation category A.
2 (A,in + cas) free-inlet sound power level plus radiated noise; installation category A.
3 (A,out) free-outlet sound power level; installation category A.
4 (A,out + cas) free-outlet sound power level plus radiated noise; installation category A.
5 (B,in) free-inlet sound power level; installation category B.
6 (B,in+cas) free-inlet sound power level plus casing-radiated noise; installation category B.
7 (B,out) ducted outlet sound power level; installation category B.
8 (C,in) ducted inlet sound power level; installation category C.
9 (C,out) free-outlet sound power level; installation category C.

10 (C,out+cas) free-outlet sound power level plus casing-radiated noise; installation category C.
11 (D,in) ducted inlet sound power level; installation category D.
12 (D,out) ducted outlet sound power level; installation category D.
13 (D,cas) casing-radiated sound power level; installation category D.
14 (E,in) non-ducted inlet sound power level; installation category E.
15 (E,out) non-ducted outlet sound power level; installation category E.
16 (E,cas) casing-radiated sound power level; installation category E.
17 (E,tot) total sound power level of a fan, installation category E (includes the contributions from 

the inlet, outlet, fan casing and drive).
All of the symbols in this table may be used to indicate levels in one-third octave or octave frequency bands as well as 
overall sound power levels and A-weighted sound power levels, provided that the sound power to which the symbols 
relate is clearly defined.
Where noise from the drive may contribute to the noise radiated from a casing then this should be clearly stated by 
the addition of + dr, e.g. LW D cas dr, +( )
NOTE 1	Not all of the above levels need to be measured for a particular fan.
NOTE 2	For installation category E, the inlet, outlet and casing-radiated sound power level can be established using 
sound intensity methods (this document) or in some circumstances, methods using ISO 13347-3.

3.3	 Other symbols

For consistency and mutual understanding, it is recommended that the symbols and units shown in Table 2 
be used in reporting and calculation.

Table 2 — Symbols and units

Symbol Term SI unit
a, b, c Measurement surface dimensions m

c speed of sound m/s
D21 quality indicator for sound field directivity dB
D23 quality indicator for reverberation or reflection dB
EW adjustment to sound power level for duct end correction(s) dB
EW,i duct inlet end correction dB

3
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Symbol Term SI unit
EW,o duct outlet end correction dB

d duct diameter m
de equivalent duct diameter (of rectangular duct) m
I sound intensity W/m2

I surface average sound intensity W/m2

In sound intensity I at measurement location n W/m2

Iref reference intensity, re 1 pW/m2 (1 × 10−12 W/m2) W/m2

Li surface average sound intensity level dB

Li surface average level of the unsigned sound intensity dB

Lif fan sound intensity level dB

Lif surface average fan sound intensity level dB

Liq RSS sound intensity level dB

Liq surface average RSS sound intensity level dB

Lp sound pressure level, re 20 µPa (2 x 10-5 Pa) dB

Lp surface average sound pressure level dB

Lpb recorded sound pressure level of background (noise) as measured over the normal mi-
crophone path/position

dB

Lpb surface average of background sound pressure level dB

LW sound power level, re 1 pW (1 x 10-12 W) dB
LW,m sound power level determined without end correction adjustment dB
LW,i inlet sound power level determined with end correction adjustment dB

LW,m,i inlet sound power level determined without end correction adjustment dB
LW,o outlet sound power level determined with end correction adjustment dB

LW,m,o outlet sound power level determined without end correction adjustment dB
LW,q Sound power level of the reference sound source (RSS) obtained from the RSS calibration dB

l duct length m
RW sound power level reference source adjustment dB

r radius m
ρ density kg/m3

S measurement surface area m2

Si cross-sectional area of inlet at measurement area m2

So cross-sectional area of outlet at measurement area m2

Sref reference area, 1 m2 m2

z elevation m

4	 Instruments and methods of test

4.1	 General

Full details of the instrumentation and its requirements are given in ISO 13347-1. Particular requirements 
for this document are given in the following subclauses. A sound intensity measurement instrument and 
probe that meet the requirements of IEC 1043 shall be used. For sound intensity measurements, the use of 
two or more different configurations of the intensity probe, or different probes, may be required to cover 
the entire frequency range in conformance with Table 3.

Table 2 (continued)Table 2 (continued)
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