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Foreword

ISO (the International Organization for Standardization) is a worldwide federation of national standards bodies (ISO
member bodies). The work of preparing International Standards is normally carried out through ISO technical
committees. Each member body interested in a subject for which a technical committee has been established has
the right to be represented on that committee. International organizations, governmental and non-governmental, in
liaison with ISO, also take part in the work. ISO collaborates closely with the International Electrotechnical
Commission (IEC) on all matters of electrotechnical standardization.

The main task of ISO technical committees is to prepare International Standards, but in exceptional circumstances a
technical committee may propose the publication of a Technical Report of one of the following types:

¾ type 1, when the required support cannot be obtained for the publication of an International Standard, despite
repeated efforts;

¾ type 2, when the subject is still under technical development or where for any other reason there is the future
but not immediate possibility of an agreement on an International Standard;

¾ type 3, when a technical committee has collected data of a different kind from that which is normally published
as an International Standard (“state of the art“, for example).

Technical Reports of types 1 and 2 are subject to review within three years of publication, to decide whether they
can be transformed into International Standards. Technical Reports of type 3 do not necessarily have to be
reviewed until the data they provide are considered to be no longer valid or useful.

ISO/TR 13387-6, which is a Technical Report of type 2, was prepared by Technical Committee ISO/TC 92, Fire
safety, Subcommittee SC 4, Fire safety engineering.

It is one of eight parts which outlines important aspects which need to be considered in making a fundamental
approach to the provision of fire safety in buildings. The approach ignores any constraints which might apply as a
consequence of regulations or codes; following the approach will not, therefore, necessarily mean compliance with
national regulations.

ISO/TR 13387 consists of the following parts, under the general title Fire safety engineering:

¾ Part 1: Application of fire performance concepts to design objectives

¾ Part 2: Design fire scenarios and design fires

¾ Part 3: Assessment and verification of mathematical fire models

¾ Part 4: Initiation and development of fire and generation of fire effluents

¾ Part 5: Movement of fire effluents

¾ Part 6: Structural response and fire spread beyond the enclosure of origin

¾ Part 7: Detection, activation and suppression

¾ Part 8: Life safety — Occupant behaviour, location and condition
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Introduction

An important feature of design for fire safety, whether it is undertaken employing prescriptive regulations or fire
safety engineering principles, is to ensure that building elements prevent (or delay) the spread of fire and prevent
(or delay) structural failure. Measures must be taken to ensure the spread of fire and structural failure do not
threaten the lives of occupants and firefighters, or compromise other fire safety objectives.

In prescriptive fire safety design, extensive use is made of the fire resistance of building elements as determined by
the standard fire resistance test ISO 834-1. Inherent in this test are criteria concerned with load-bearing capacity,
integrity and thermal insulation. Fire resistance requirements may be prescribed in national regulations and codes
according to the use of the building, the size of fire compartments and the height of the building.

Design may also be undertaken employing fire safety engineering principles in which neither the temperature-time
curve nor the duration of the exposing fire are prescribed. Instead, pertinent characteristics of the exposing fire are
calculated to be representative of one (or several) fire scenarios envisioned for the building. The thermal and
mechanical response of building elements subjected to such exposing fires are then calculated. Finally, the
performance of building elements (specifically their ability to inhibit fire spread and structural failure) are assessed
using criteria which, depending on the conditions at hand, may differ from the fire resistance criteria within
ISO 834-1.

This part of ISO/TR 13387 is intended for use together with the other Technical Reports as described in clause 5.
For some applications however this document alone may be sufficient.

Clause 6 describes and provides guidance on the approaches available to characterize the physical and chemical
processes which govern the thermal and mechanical responses of building elements exposed to fire.

Clause 7 is a discussion of engineering methods to predict the thermal and mechanical response of building
elements exposed to fire and thereby to evaluate the potential for fire spread and structural failure. It should be
noted that whatever method is selected, it should be assessed and verified using the principles documented in
ISO/TR 13387-3. Furthermore, special care should be taken when using input data published in the literature. The
quantitative information may be related to specific test conditions and/or specific commercial products, and the
application of the data under different conditions may result in significant errors.

Finally, in clause 8, guidance on interpreting the results of an analysis of the potential of structural failure and fire
spread is provided. This includes guidance on the selection of criteria for assessing the effectiveness of fire safety
measures meant to reduce the potential of structural failure or fire spread. The latter is only possible if the objectives
of fire safety design have been clearly specified.
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Fire safety engineering —

Part 6:
Structural response and fire spread beyond the enclosure of origin

1 Scope

This part of ISO/TR 13387 is intended to provide general guidance on the use of engineering methods for the
prediction of fire spread within and between buildings, and for the prediction of the response of a structure exposed
to fire. The report is not intended as a detailed technical design guide, but could be used as the basis for
development of such a guide.

This part of ISO/TR 13387 provides a framework for critically reviewing the suitability of an engineering method for
assessing the potential for fire spread and for fire damage to a building's structure. It also provides guidance for
assessing the effectiveness of fire safety measures meant to reduce these potentials.

2 Normative references

The following normative documents contain provisions which, through reference in this text, constitute provisions of
this part of ISO/TR 13387. For dated references, subsequent amendments to, or revisions of, any of these
publications do not apply. However, parties to agreements based on this part of ISO/TR 13387 are encouraged to
investigate the possibility of applying the most recent editions of the normative documents indicated below. For
undated references, the latest edition of the normative document referred to applies. Members of ISO and IEC
maintain registers of currently valid International Standards.

ISO 834-1:1999, Fire-resistance tests — Elements of building construction — Part 1: General requirements.

ISO 7345:1987, Thermal insulation — Physical quantities and definitions.

ISO/TR 10158:1991, Principles and rationale underlying calculation methods in relation to fire resistance of
structural elements.

ISO/TR 12470:1998, Fire resistance tests — Guidance on the application and extension of results.

ISO/TR 13387-1, Fire safety engineering — Part 1: Application of fire performance concepts to design objectives.

ISO/TR 13387-2, Fire safety engineering — Part 2: Design fire scenarios and design fires.

ISO/TR 13387-3, Fire safety engineering — Part 3: Assessment and verification of mathematical fire models.

ISO/TR 13387-4, Fire safety engineering — Part 4: Initiation and development of fire and generation of fire effluents.

ISO/TR 13387-5, Fire safety engineering — Part 5: Movement of fire effluents.
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ISO/TR 13387-7, Fire safety engineering — Part 7: Detection, activation and suppression.

ISO/TR 13387-8, Fire safety engineering — Part 8: Life safety — Occupant behaviour, location and condition.

ISO 13943, Fire safety — Vocabulary.

3 Terms and definitions

For the purposes of this part of ISO/TR 13387, the definitions given in ISO 13943, ISO/TR 13387-1 and the
following apply.

3.1
building element
integral component of the structure or fabric of a building, including floors, walls, beams, columns, doors, etc.
complete with penetrations, but does not include building contents

3.2
enclosure
space defined by boundary elements

3.3
integrity
ability of a separating element, when exposed to fire on one side, to prevent the passage of flames and hot gases or
the occurrence of flames on the unexposed side

3.4
load-bearing capacity
ability of a building element (or structure) to sustain applied actions (loads) when exposed to fire

3.5
mechanical response
measure of fire induced changes to the deflection, stiffness and load-bearing capacity of building elements and the
development of openings (cracks) in building elements during fire exposure as a result of the shrinkage (expansion)
of materials, spalling, delamination, etc.

3.6
thermal diffusivity
thermal conductivity divided by the density and specific heat, expressed in m2·s-1, given by k = k/(r·c)

3.7
thermal inertia
product of thermal conductivity, density and specific heat (square of thermal effusivity according to ISO 7345), given
by k·r·c,

It is expressed in J2·m-4·K-2·s-1.

3.8
thermal insulation
the ability of a separating element, when exposed to fire on one side, to prevent the transmission of excessive heat

3.9
thermal response
a measure of:

a) fire induced changes to the temperature profile within building elements; and

b) the development of openings in building elements during fire exposure as a result of the melting of materials
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