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DEDICATION

This publication is dedicated in the memory of Kevin Paradis, who served as an active participant of the Com-
mittee that developed this publication.

PLEASE NOTE:

The information contained in this document was obtained from sources believed to be reliable and is based on
technical information and experience currently available from members of the Compressed Gas Association, Inc.
and others. However, the Association or its members, jointly or severally, make no guarantee of the results and
assume no liability or responsibility in connection with the information or suggestions herein contained. Moreover,
it should not be assumed that every acceptable commodity grade, test or safety procedure or method, precaution,
equipment or device is contained within, or that abnormal or unusual circumstances may not warrant or suggest
further requirements or additional procedure.

This document is subject to periodic review, and users are cautioned to obtain the latest edition. The Association
invites comments and suggestions for consideration. In connection with such review, any such comments or
suggestions will be fully reviewed by the Association after giving the party, upon request, a reasonable oppor-
tunity to be heard. Proposed changes may be submitted via the Internet at our website, www.cganet.com.

This document should not be confused with Federal, state, provincial, or municipal specifications or regulations;
insurance requirements; or national safety codes. While the Association recommends reference to or use of this
document by government agencies and others, this document is purely voluntary and not binding unless adopted
by reference in regulations.

A listing of all publications, audiovisual programs, safety and technical bulletins, and safety posters is available
via the Internet at our website at www.cganet.com. For more information contact CGA at Phone: 703-788-2700,
ext. 799. E-mail: customerservice@cganet.com.
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1 Introduction

The compressed gas industry has developed precautionary labels and markings for use on containers of com-
pressed gases, cryogenic liquids, and other hazardous materials for the purpose of identifying the contents,
warning of principal physical, health, and environmental hazards, and providing appropriate precautionary infor-
mation following the Globally Harmonized System of Classification and Labelling of Chemicals (GHS) as allowed
by the U.S. Occupational Safety and Health Administration (OSHA) [1].!

GHS was established by the United Nations (UN) to develop a means of hazard classification and communication
via labels, pictograms, and consistent hazard language on a global basis. Internationally, competent authorities
may adopt the GHS in whole or in part and may also require additional information on labels.

2 Scope

The Compressed Gas Association (CGA) has prepared this publication to state the general principles for labels
and markings and give recommended minimum requirements for many hazardous gases and selected liquids.
Additional information may be shown by gas suppliers if desired.

The methods of preparing label information established by GHS as required by Title 29 of the U.S. Code of
Federal Regulations (29 CFR) Part 1910.1200 (OSHA's Hazard Communication Standard) have been followed
to meet the specific labeling and marking needs of the compressed gas industry [1, 2]. OSHA's Hazard Commu-
nication Standard and the currently referenced edition of GHS shall be used in conjunction with this publication
when classifying products and creating labels [2, 1].

This publication is not intended to address state, provincial, territorial, or local regulatory label and marking re-
quirements such as the "Proposition 65" warnings required by the state of California. This publication does not
fully address the requirements of the Canadian Hazardous Product Regulations-Workplace Hazardous Materials
Information System 2015 (WHMIS 2015), which has adopted the Fifth Revised Edition of GHS [3]. The example
labels in this guideline for Canadian transport comply with WHMIS 2015 [3].

Labels shall be applied to compressed gas and cryogenic liquid containers to identify the container contents and
to warn of principal physical and health hazards associated with the container and its contents. Containers in
transportation not exceeding 454 kg (1000 Ib) water capacity require the U.S. Department of Transportation
(DOT) and Transport Canada (TC) hazard label.

Labels as given herein with regard to cylinder handling and storage information may be modified with respect to
format so they can be applied as required to fixed storage vessels, portable tanks, tube trailers, cargo tanks, or
other packaging.

Labels shown in this publication are examples of labels and markings that warn of principal physical and health
hazards involved in the handling and use of these specific products. The words label or labeling as used in this
publication include labels, markings, decals, tags, stenciling, and similar methods of presenting precautionary
information.

Appendix A illustrates the basic marking consisting of DOT or TC proper shipping name; identification number;
and 30-mm (1.25-in) diamond, which is permitted under conditions authorized by DOT and TC regulations as an
alternative to the DOT/TC 100-mm (3.9-in) diamond label and marking [4, 5].

Appendices B, C, and portions of F provide additional labeling and marking information to aid in complying with
applicable regulations of the U.S. Food and Drug Administration (FDA) for the labeling of medical gases, including
mixtures, that are classified as drugs and medical devices.

Appendix D includes the GHS classifications and codes for corresponding hazard and precautionary statements,
signal word, and GHS pictograms for the pure gases listed in this publication. This Appendix also contains DOT's
transportation classifications and CGA-developed hazard and precautionary statements.

' References are shown by bracketed numbers and are listed in the order of appearance in the reference section.
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Appendix E provides a decision tree to determine the classification of gaseous mixtures in accordance with
OSHA's Hazard Communication Standard [2].

Appendix G lists the codes and the preferred wording for the corresponding GHS/OSHA/CGA hazard and pre-
cautionary statements. This information can be used in conjunction with Appendix E to determine the precau-
tionary statements that shall be included on mixtures of the pure gases listed in this publication.

Appendix H provides additional hazard and precautionary statements to convey further information specific to
hazards in the compressed gas industry. Rules for their use on labels also appear in this Appendix.

3 Responsibility

It is the responsibility of the gas supplier to ensure that the labels adequately warn of physical, health, and envi-
ronmental hazards, provide appropriate precautionary measures, and comply with applicable governmental reg-
ulations. These regulations include the requirements of DOT, U.S. Environmental Protection Agency (EPA), FDA,
OSHA, and, in Canada, TC and Health Products and Food Branch Inspectorate (HPFBI).

It is also the responsibility of the gas supplier to monitor all applicable state, provincial, territorial, and local reg-
ulations.

Those handling and using compressed gas containers have a responsibility to read and follow the recommenda-
tions from the precautionary information on labels, markings, and the safety data sheets (SDSs). It is also im-
portant that users obtain the knowledge and expertise to safely use the gas, container, and related apparatus.

The most important information on any gas container label or marking is the name of the product in the container.
Every user shall check the name of the product on the container label or marking before use to be sure that the
product is suitable for the particular application. This product identification should bring to the user's mind the
product’s physical and health hazards and safety precautions. These precautions should be followed to handle
and use the product safely.

The handler or user of compressed gas containers shall not rely on the color of the container to identify the
product. The availability of more than one hundred gases and innumerable mixtures makes it impossible to de-
velop a practical color marking system for industrial containers.

Compressed gas container labels and markings are not an instruction manual for operating equipment in con-
junction with the container. Operating instructions for gas-use apparatus should be obtained by the user from the
manufacturer or supplier of the equipment. These instructions should be read and understood before using the
apparatus with a particular gas.

4 Definitions

The following terms are used in this publication. The definitions apply specifically to the use of these terms on
labels for compressed gas containers.

4.1 Publication terminology

411 Shall
Indicates that the procedure is mandatory. It is used wherever the criterion for confirmation to specific recom-
mendations allows no deviation.

4.1.2 Should
Indicates that a procedure is recommended.

41.3 May
Indicates that the procedure is optional.

NOTE—GHS uses the term "may" in its hazard and precautionary statements to indicate a possibility or ability.

414 Will
Is used only to indicate the future, not a degree of requirement.
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41.5 Can
Indicates a possibility or ability.

4.2 Technical definitions

421 Acute toxicity estimate (ATE)
Numerical value that is used to evaluate acute toxicity.

NOTE—For an ingredient, the ATE is derived from the lethal concentration (LCs), if available, or a converted acute toxicity
point estimate that is based on an experimentally obtained range or the classification category. For a gas mixture, the ATE is

calculated for inhalation toxicity based on the ATE values for all relevant ingredients and the percentage concentration in the
product.

422 Adequate ventilation
Condition falling within any or all of the following categories:

e Ventilation to reduce levels of the air contaminant below that which may cause personal injury or iliness;

NOTE—Values have been established by many sources for specific chemicals such as permissible exposure limits,
threshold limit values, and short-term exposure limits.

¢ Ventilation sufficient to prevent accumulation to a concentration of contaminant vapor in air at a level in
excess of 25% of the level set for the lower flammable limit [6]; or

« Ventilation sufficient to prevent oxygen-deficient (less than 19.5%) or oxygen-enriched (greater than 23.5%)
atmospheres [2].

423 Corrosive liquid or gas
Liquid or gas when in contact with living tissue causes full thickness destruction of the human skin within a
specified period of time [4].

NOTE—In this publication, this term shall not refer to action on metal surfaces.

424 Critical temperature
Temperature above which a pure gas cannot be liquefied, regardless of the degree of compression.

425 Cryogenic liquid
Refrigerated liquefied gas having a boiling point colder than —90 °C (-130 °F) at 101.3 kPa, abs (14.7 psia)
[4].2

4.2.6 Flammable gas
Gas having a flammable range with air at 20 °C and a standard pressure of 101.3 kPa and is classified in one of
the two categories:

e Category 1—Gases, which at 20 °C and a standard pressure of 101.3 kPa:
e areignitable when in a mixture of 13% or less by volume in air; or

e have a flammable range with air of at least 12 percentage points regardless of the lower flammable limit;
or

e Category 2—Gases, other than those of Category 1, which, at 20 °C and a standard pressure of
101.3 kPa, have a flammable range while mixed in air [2].

NOTE—Ammonia and methyl bromide may be regarded as special cases for some regulatory purposes.

2 kPa shall indicate gauge pressure unless otherwise noted as (kPa, abs) for absolute pressure or (kPa, differential) for differ-

ential pressure. All kPa values are rounded off per CGA P-11, Guideline for Metric Practice in the Compressed Gas Industry [7].
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4.2.7 Flammable liquid
A liquid having a flash point of not more than 93 °C and is classified in one of four categories:

e Category 1—Flash point < 23 °C and initial boiling point < 35 °C;
e Category 2—Flash point < 23 °C and initial boiling point > 35 °C;
e Category 3—Flash point = 23 °C and <60 °C; or
e Category 4—Flash point > 60 °C and < 93 °C [2].

428 Flash point

Minimum temperature at which a substance gives off flammable vapors that when in contact with sparks or flame
ignites when tested in accordance with Title 49 of the U.S. Code of Federal Regulations (49 CFR) Part 173.120I
[4].

429 Gas
Normally formless fluid that occupies the space of enclosure and can be changed to the liquid or solid state by
the effect of increased pressure, decreased temperature, or both. A gas diffuses.

4291 Gases under pressure
Gases are classified, according to their physical state when packaged, in one of four groups.

4.29.2 Compressed gas (non-liquefied compressed gas)
Gas which when packaged under pressure is entirely gaseous at —50 °C (-58 °F); including all gases with a
critical temperature less than or equal to —50 °C (-58 °F) [4].

4293 Liquefied gas (liquefied compressed gas)
Gas when packaged under pressure, is partially liquid at temperatures above —50 °C (-58 °F). A distinction is
made between:

o High pressure liquefied gas: a gas with a critical temperature between —50 °C(-58 °F) and 65 °C (149 °F);
and

e Low pressure liquefied gas: a gas with a critical temperature above 65 °C (149 °F) [4].

4294 Refrigerated liquefied gas
Gas when packaged is made partially liquid because of its low temperature.

4.29.5 Dissolved gas
Non-liquefied compressed gas which, when packaged under pressure, is dissolved in a liquid phase solvent.

4.2.10 Health hazard

Chemical which is classified as posing one of the following hazardous effects: acute toxicity (any route of expo-
sure); skin corrosion or irritation; serious eye damage or eye irritation; respiratory or skin sensitization; germ cell
mutagenicity; carcinogenicity; reproductive toxicity; specific target organ toxicity (single or repeated exposure);
or aspiration hazard [2].

NOTE—The criteria for determining whether a chemical is classified as a health hazard are detailed in Appendix A to
§1910.1200—Health Hazard Criteria [2].

4.2.101 Carcinogen (cancer hazard or cancer suspect agent)
Chemical substance or mixture of chemical substances which induces cancer or increases its incidence.

4.210.2 Irritation
Result of a chemical, either liquid or gas (not a corrosive chemical), that causes a reversible inflammatory effect
on living tissue at the site of contact (such as eyes, skin, or respiratory tract).

4.2.10.3 Toxic
Gas or liquid that creates an immediate hazard to health by inhalation, ingestion, or skin absorption and can be
fatal in low concentrations.
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4.2.11 High pressure gas
Liquefied or compressed gas in a container that has a pressure of 3450 kPa (500 psi) or higher at 21.1 °C
(70 °F).

4.212 Label
Printed and graphic material that contains hazard and precautionary statements, pictograms, and other
regulatory requirements applied to a compressed gas or liquid container.

4213 LCso
Concentration of a substance in air, exposure to which for a specified length of time is expected to cause the
death of 50% of the entire defined experimental animal population.

NOTE—LCs is usually measured as ppm (mol/mol).

4214 Liquid

Substance or mixture which at 50 °C (122 °F) has a vapor pressure of not more than 300 kPa (44 psi), which is
not completely gaseous at 20 °C (68 °F) and at a standard pressure of 101.3 kPa (14.7 psi), and which has a
melting point or initial melting point of 20 °C (68 °F) or less at a standard pressure of 101.3 kPa (14.7 psi) [2].

4215 Mixture
Mixture or a solution composed of two or more substances in which they do not react.

4.2.16 Oxidizing gas
Any gas that can, generally by providing oxygen, cause or contribute to the combustion of other material more
than air does.

NOTE—Pure gases or mixtures with an oxidizing potential greater than 23.5% oxygen in nitrogen by volume as defined in
ISO 10156:2010 or an equivalent testing method are regarded as oxidizing for DOT, TC, and OSHA regulatory purposes [8].

4.217 Pyrophoric gas
Gas that ignites spontaneously in air at or below a temperature of 54 °C (130 °F).

5 Label and marking description
5.1 U.S. Department of Transportation/Transport Canada

DOT and TC labels and markings are color-coded, 100 mm (3.9 in), diamond-shaped labels and markings for
labeling hazardous materials specified in DOT’s Hazardous Materials Regulations found in 49 CFR and the
Transportation of Dangerous Goods Regulations of TC [4, 5]. A reduction in the size of the diamond-shaped
labels is permitted under conditions authorized by DOT and TC regulations, as detailed in Appendix A.

The appropriate hazard symbol shall be shown in the upper corner of the diamond(s). The appropriate hazard
class number or division number shall be displayed in the lower corner of the diamond label for both primary and
subsidiary hazard labels and markings. In the United States, text indicating the hazard such as flammable gas is
not required on the diamond, except when the text “oxygen” is required as detailed in Appendix A, Figure A-6 [4].
In Canada, such text is not permitted on labels except for shipments originating from the United States under the
reciprocity provisions of the TC regulations [5]. Wherever practical, the marking shall be located at the valve end
of the container and off the cylindrical part of the body.

Compressed gas containers shall be legibly marked with the DOT or TC proper shipping name and the product
identification number preceded by UN or NA. Marking shall be by means of stenciling, stamping, or labeling, and
shall not be easily removable [4, 5].

Containers containing a hazardous substance that meet or exceed the reportable quantity as listed in Appendix A
of the Hazardous Materials Table in 49 CFR 172.101 shall be marked with the letters RQ [4].

In the United States, containers of 2.3 toxic gases or ammonia shall be marked with the words INHALATION
HAZARD. These markings shall appear in association with the proper shipping name [4]. The required label for
materials classified as 2.3 toxic gases is shown in Figure 1. If the label or marking does not include the words
INHALATION HAZARD, it shall be marked elsewhere on the package [4].
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For air shipments of packages and overpacks containing cryogenic liquids, the cryogenic liquid handling labels
and markings shall be used in addition to the nonflammable gas (Division 2.2) hazard label as shown in Figure 2
[9].

Vessel transportation of cylinders containing gases listed as marine pollutants in Appendix B of the Hazardous
Materials Table in 49 CFR 172.101 shall be marked with the marine pollutant mark in association with the hazard
warning label as in Figure 3 [4].

5.2 U.S. Occupational Safety and Health Administration

Applicable GHS pictograms, as illustrated in Figure 4, shall be affixed to indicate hazards in the workplace. The
GHS pictogram shall be no less than 10 mm (0.39 in) on each side inclusive of the red border and oriented as a
square-on-point (diamond) [10]. If a label has a DOT transport pictogram, Appendix C.2.3.3 of the OSHA Hazard
Communication Standard states that the corresponding Hazard Communication Standard pictogram shall not
appear. However, OSHA's Brief 3636 states: "...DOT does not view the Hazard Communication Standard picto-
gram as a conflict and for international trade both pictograms may need to be present on the label. Therefore,
OSHA intends to revise C.2.3.3. In the meantime, the agency will allow both DOT and HC pictograms for the
same hazard on a label." [4, 2, 11]. TC and Health Canada do not require but allow the use of the TC label and
GHS pictogram on the same label [5, 3].

INHALATION
HAZARD

Figure 1—Inhalation hazard label

CONTAINS

CRYOGENIC
LIQUID

Figure 2—Cryogenic liquid label
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&

Figure 3—Marine pollutant mark

Flame Flame over circle Exploding bomb
Corrosion Gas cylinder Skull and crossbones
ch;ﬁﬂ‘
Exclamation mark Environment Health hazard

A 4

NOTE—Use of the Environment pictogram is allowed in the United States but may be required by some countries when
shipping internationally.

Figure 4—GHS pictograms
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6 General principles

The following is a guide to the general principles in preparing labels for compressed gas containers. For effec-
tiveness, all statements on labels should be brief, accurate, and expressed in simple, easily understood terms.

Precautionary information should be used only as appropriate. Excessive information should not be used. Un-
necessary wording on labels could develop a disregard for the labels and markings. It is desirable to use uniform
precautionary wording when indicating the same hazards for different gases.

Precautionary statements should be in legible type that is in contrast by typography or layout with other printed
matter on the labels and markings. The label should be displayed in a conspicuous place on the container so it
can easily be read by the handler or user.

Any additional information regarding hazards, precautionary information, response, and storage and disposal
should appear in the appropriate section of a product's SDS. The information on the label shall be consistent with
the SDS, and the label shall reference the product's SDS.

6.1 Gas mixtures

Gas mixtures can have properties that are similar to or that vary in kind or degree from those of the individual
components. Labels for mixtures shall be based on the physical and health hazards of the finished mixture prod-
uct if that product has been tested as a whole or, in the United States, based on the physical and health hazards
of its ingredients in accordance with the criteria given in OSHA’s Hazard Communication Standard [2].

For additional information, see Appendix E.
6.2 DOT-4L/TC-4LM liquid cylinders

All DOT-4L/TC-4LM liquid cylinders shall have additional product identification visible from all directions. Refer
to Appendix F for additional instructions.

7 Specific requirements

71 Label content for hazard communication

Information required on labels as specified by OSHA's Hazard Communication Standard is as follows:

e product identifier;

e signal word;

e symbol(s)/pictogram(s);

e hazard statement(s);

e precautionary statements (prevention, response, storage, and disposal); and

e name, telephone number, and address of the manufacturer, importer, or other responsible party [2].
711 Product identifier

Product identifier can be the name used for a gas and/or the proper shipping name. It provides a unique means
by which the user can identify the gas. The product identifier used shall permit cross references to be made
among the list of gases required in the written hazard communication program, the label, and the SDS.

71.2 Signal word

The signal word shall indicate the relative degree of severity of a hazard in the diminishing order of DANGER or
WARNING. When a product has more than one hazard, only the signal word corresponding to the class of the
greatest immediate hazard shall be used. The assignment of signal words is based upon the hazard classifica-
tion.
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DANGER is mostly used for the more severe hazard categories, while WARNING is mostly used for the less
severe.

The use of the word "WARNING" for medical gases, as shown in Appendices B and C, should not be confused
with the signal word required by OSHA's Hazard Communication Standard [2].

71.3 Hazard statement

A hazard statement (such as FLAMMABLE GAS) gives notice of the hazards present in connection with the
customary or reasonably anticipated handling or use of the product and shall follow the signal word. If a product
has several hazardous properties, a statement of each significant hazard shall be included. Examples of hazard
statements and associated signal words are shown in Table 1.

Table 1—Examples of hazard statements and their associated signal words

Hazard statement Associated signal word

EXTREMELY FLAMMABLE GAS (H220)

MAY FORM EXPLOSIVE MIXTURES WITH AIR (CGA-HG04)
TOXIC IF INHALED (H331)

CAUSES SEVERE SKIN BURNS AND EYE DAMAGE (H314) DANGER
MAY CAUSE OR INTENSIFY FIRE; OXIDIZER (H270)

MAY CAUSE CANCER (H350)

CATCHES FIRE SPONTANEOUSLY IF EXPOSED TO AIR (H250)

CORROSIVE TO THE RESPIRATORY TRACT (CGA-HG22)

CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED (H280)
HARMFUL IF INHALED (H332) WARNING
MAY CAUSE DAMAGE TO CENTRAL NERVOUS SYSTEM (H371)

MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION (OSHA-HGO01)

714 Precautionary statement

Precautionary statements (such as “Do not breathe gas”) are intended to supplement the hazard statement(s)
by briefly describing measures to be taken to avoid injury or damage from stated hazards. Normally, one or more
precautionary measures accompany each hazard statement.

7141 Response (first aid, emergency response, accidental spillage or exposure)

Instructions in case of contact and exposure shall be included where the results of contact or exposure are severe
and immediate treatment is desirable, and where simple remedial measures can be taken safely before medical
assistance is available. These instructions shall be limited to recognized procedures based on simple methods
and commonly available materials. Simple remedial measures (such as washing or removing clothing) shall be
included where they lessen injury following contact or exposure.

Additional instructions in case of fire or leak may be included on the labels or in safety literature referenced on
the label. Such references on the label to safety literature could include SDSs, supplier’s safety booklets, or CGA
publications.

71.4.2 Storage (handling and storage)

Important instructions for handling and storage (such as “Use and store only outdoors or in a well-ventilated
place” and “Close valve after each use and when empty”) should be included on the label.

Additional instructions for container handling and storage may be included on the labels or in safety literature

referenced on the label. Such references on the label to safety literature could include SDSs, supplier's safety
booklets, or CGA publications.
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7.2 Label content for transport

See Appendix A for information on DOT/TC requirements.
7.3 Label content for medical applications

See Appendices B and C for additional FDA requirements.
7.4 Mixture classification

See Appendix E for information regarding the classification of mixtures.

8 Label diagrams and examples

Label elements and label element codes for pure gases are provided in Appendix D and include the required
signal word, pictogram(s), and hazard and precautionary statements. The label diagrams as illustrated in Figures
5 and 6 provide examples of how label elements may be arranged on a shoulder and sidewall label for com-
pressed gas cylinders or cryogenic liquid containers.

Examples of gas-specific labels prepared per the label diagrams and in accordance with the general principles
given in this publication and showing the minimum requirements are illustrated in Figures 7-31.

The example labels might not contain all language necessary to comply with government regulations such as
those of DOT, EPA, FDA, HPFBI, OSHA, TC, and other applicable state, provincial, territorial, and local agencies.
It is the responsibility of the gas supplier to ensure that the label contains any additional information necessary
to comply with applicable government regulations.

The example labels show minimum warnings based upon sources, technical information, and experience at the
time this edition was published. They are subject to periodic review and might change as new information be-
comes available.

CGA has developed additional hazard and precautionary statements to convey further information specific to the
industrial and medical compressed gas industry. These additional CGA hazard and precautionary statements
are included on the label examples as applicable and can be found in Appendices G and H. The rules for the use
of CGA hazard and precautionary statements on labels also appear in Appendix H.

If a label has a DOT transport pictogram, Appendix C.2.3.3 of the OSHA Hazard Communication Standard states
that the corresponding Hazard Communication Standard pictogram shall not appear. However, OSHA's Brief
3636 states: "...DOT does not view the Hazard Communication Standard pictogram as a conflict and for interna-
tional trade both pictograms may need to be present on the label. Therefore, OSHA intends to revise C.2.3.3. In
the meantime, the agency will allow both DOT and HC pictograms for the same hazard on a label." [4, 2, 11]. TC
and Health Canada do not require but allow the use of the TC label and GHS pictogram on the same label [5, 3].
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Key for Figures 5 and 6

Color block | Figure area

Proper shipping name (PSN). Minimum type size 5 mm (0.1875 in).

USP/NF designation, if permitted.

Components for N.O.S. mixtures. At least two components listed within parentheses, percentages
may be included.

UN number. Minimum type size 6 mm (0.2 in) for cylinders with a water capacity of 60 L or less,
12 mm (0.47 in) for cylinders with a water capacity greater than 60 L.

RQ or INHALATION HAZARD, if required. Minimum type size 2 mm (0.0625 in).

Transportation diamond, square-on-point. Minimum size 30 mm (1.25 in).

FDA-required signal word, if necessary.

FDA-required phrases, if necessary.

OSHA-required signal word.

OSHA-required hazard statement.

OSHA-required precautionary statements, additional language if necessary.

BEREEEEE B BEE

Name, address, and phone number of responsible party.

gy
(78]

OSHA-required pictogram, if necessary. Minimum size 10 mm (0.39in).

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 5—Example of a cylinder shoulder label layout
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_
This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 6—Example of a cylinder sidewall label layout
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This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,

transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 7—Example of an Air, Compressed cylinder shoulder label
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ACETYLENE, DISSOLVED

UN1001

DANGER:  EXTREMELY FLAMMABLE GAS
MAY REACT EXPLOSIVELY EVEN IN THE ABSENCE OF AIR AT ELEVATED PRESSURE
AND/OR TEMPERATURE
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
MAY FORM EXPLOSIVE MIXTURES WITH AIR

Do not handle until all safety precautions have been read and understood.

Keep away from heat, open flames, sparks, hot surfaces. - No smoking.

Use and store only outdoors or in a well-ventilated place.

Leaking gas fire: Do not extinguish, unless leak can be stopped safely.

Eliminate all ignition sources.if safe to do so.

Dispose of contents/container in accordance with container supplier/owner instructions.

Use a back flow preventive device in the piping.

Fusible plugs in top, bottom, or valve melt at 98 °C to 107 °C (208 °F to 224 °F). Do not discharge
at pressures above 15 psi(103 kPa).

Use only with equipment of compatible materials of construction and rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Never put cylinders into unventilated areas of passenger vehicles.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Get medical
advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 8—Example of an Acetylene, Dissolved cylinder sidewall label
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This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,

transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 9—Example of an Acetylene, Dissolved cylinder shoulder label
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Figure 10—Example of an Acetylene, Dissolved cylinder shoulder label for transport and
use within Canada

This example label is provided for illustrative purposes only. The flammable diamond shows the optional white symbol, num-
ber, and line as allowed by TC [5]. See Appendix A for specifics regarding the height of the PSN, transportation diamond, UN

number, and RQ/INHALATION HAZARD warnings as well as WHMIS 2015 [3].
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AMMONIA, ANHYDROUS

UN1005

INHALATION HAZARD

DANGER:  FLAMMABLE GAS
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY CAUSE FROSTBITE
CAUSES SEVERE SKIN BURNS AND EYE DAMAGE
HARMFUL IF INHALED
CORROSIVE TO THE RESPIRATORY TRACT

Do not handle until all safety precautions have been read and understood.

Keep away from heat, open flames, sparks, hot surfaces. - No smoking.

Do not breathe gas.

Do not get in eyes, on skin, or on clothing.

Use and store only outdoors or in a well-ventilated place.

Wear protective gloves, protective clothing, and either eye or face protection.

Leaking gas fire: Do not extinguish, unless leak can be stopped safely.

Eliminate all ignition sources if safe to do so.

Dispose of contents/container in accordance with container supplier/owner instructions.
Use a back flow preventive device in the piping.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.
Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh airand keep comfartable for breathing. Call a POISON
CENTER or a doctor/physician if you feel unwell.

IF IN EYES: Rinse cautiously with water for several minutes. Remove contact lenses, if
present and easy to do. Continue rinsing. Immediately calla POISON CENTER or
doctor/physician.

IF ON SKIN (OR HAIR): Take off immediately all contaminated clothing. Rinse skin with
water/shower. Wash contaminated clothing before reuse. Thaw frosted parts with lukewarm
water. Do not rub affected area. Immediately call a POISON CENTER or doctor/physician.

IF SKIN IRRITATION OCCURS: Get medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 11—Example of an Ammonia, Anhydrous cylinder sidewall label for domestic transport and use
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UN1005

INHALATION HAZARD

DANGER:  FLAMMABLE GAS
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY CAUSE FROSTBITE
CAUSES SEVERE SKIN BURNS AND EYE DAMAGE
HARMFUL IF INHALED
VERY TOXIC TO AQUATIC LIFE
CORROSIVE TO THE RESPIRATORY TRACT

Do not handle until all safety precautions have been read and understood.

Keep away from heat, open flames, sparks, hot surfaces. - No smoking.

Do not breathe gas.

Do noté]et in eyes, on skin, or on clothing.

Use and store only outdoors or in a well-ventilated place.

Avoid release to the environment.

Collect spillage.

Wear protective gloves, protective clothing, and either eye or face protection.

Leaking gas fire:; Do not extinguish, unless leak can be stopped safely.

Eliminate all ignition sources if safe to do so.

Dispose of contents/container in accordance with container supplier/owner instructions.
Use a back flow preventive device inthe piping.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.
Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Protect from sunlight when ambient temperature exceeds 62 °C (125 °F).

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Call a POISON
CENTER or a doctor/physician if you feel unwell.

IF IN EYES: Rinse cautiously with water for several minutes. Remove contact lenses, if
present and easy to do. Continue rinsing. Immediately call a POISON CENTER or
doctor/physician.

IF ON SKIN (OR HAIR): Take off immediately all contaminated clothing. Rinse skin with

water/shower. Wash contaminated clothing before reuse. Thaw frosted parts with lukewarm
water. Do not rub affected area. Immediately call a POISON CENTER or
doctor/physician.

IF SKIN IRRITATION OCCURS: Get medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS

\ COMPANY PHONE NUMBER
.’/

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings

Figure 12—Example of an Ammonia, Anhydrous cylinder sidewall label for international transport
and use
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/ ARGON, COMPRESSED

UN1006

WARNING: CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION

Do not handle until all safety precautions have been read and understood.
Use and store only outdoors or in a well-ventilated place.

Use a back flow preventive device in the piping.

Use only with equipment rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Get medical
advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER /

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 13—Example of an Argon, Compressed cylinder sidewall label
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ARGON, REFRIGERATED LIQUID

UN1951

WARNING: COII\IT‘!?INS REFRIGERATED GAS; MAY CAUSE CRYOGENIC BURNS OR

NJURY
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION

Do not handle until all safety precautions have been read and understood.

Use and store only outdoors or in a well-ventilated place.

Wear cold insulating gloves, face shield, and eye protection.

Use a back flow preventive device in the piping.

DO NOT change or force fit connections.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.
Do not open valve until connected to equipment prepared for use.

Close valve after each use-and when empty.

Always keep container in upright position.

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remave person to fresh air and keep comfortable for breathing. Get medical
advice/attention.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Get
immediate medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 14—Example of an Argon, Refrigerated Liquid cylinder sidewall label
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CARBON DIOXIDE

UN1013

WARNING: CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
MAY CAUSE FROSTBITE
MAY INCREASE RESPIRATION AND HEART RATE

Do not handle until all safety precautions have been read and understood.
Avoid breathing gas.

Do not get in eyes, on skin, or on clothing.

Use and stare only outdoors or in a well-ventilated place.

Wear protective gloves, protective clothing, and either eye or face protection.
Use a back flow preventive device in the piping.

Use only with equipment rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Never put cylinders into unventilated areas of passenger vehicles.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: [IF INHALED: Remove person to fresh-air and keep comfortable for breathing. Get medical
advice/attention.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Get
immediate medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 15—Example of a Carbon Dioxide cylinder sidewall label
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CARBON DIOXIDE,
REFRIGERATED LIQUID

UN2187

WARNING: CO[I“I;II-\?[[J[EISYREFRIGERMED GAS; MAY CAUSE CRYOGENIC BURNS OR

MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
MAY INCREASE RESPIRATION AND HEART RATE

Do not handle until all safety precautions have been read and understood.
Use and store only outdoors or in a well-ventilated place.

Wear cold insulating gloves, face shield, and eye protection.

Use a back flow preventive device in the piping.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.
DO NOT change or force fit connections.

Do not open valve until connected to equipment prepared for use.

Close valveafter each use and when empty.

Never put cylinders in unventilated areas of passenger vehicles.

Always keep container in upright position.

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh airand keep comfortable for breathing. Get medical
advice/attention.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Get
immediate medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 16—Example of a Carbon Dioxide, Refrigerated Liquid cylinder sidewall label
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CARBON MONOXIDE,
COMPRESSED

UN1016

DANGER:  EXTREMELY FLAMMABLE GAS
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
TOXIC IF INHALED
MAY DAMAGE FERTILITY OR THE UNBORN CHILD
CAUSES DAMAGE TO CENTRAL NERVOUS SYSTEM THROUGH PROLONGED OR
REPEATED EXPOSURE
MAY FORM EXPLOSIVE MIXTURES WITH AIR
ASPHYXIATING EVEN WITH ADEQUATE OXYGEN

Obtain special instructions before use.

Do not handle until all safety precautions have been read and understood.
Keep away from heat, open flames, sparks, hot surfaces. - No smoking.

Do not breathe gas.

Do not eat, drink, or smoke when using this product.

Use and store onli; outdoors or in a well-ventilated place.

Wear protective gloves, protective clothing, and either eye or face protection.
Wash exposed skin theroughly after handling.

Leaking gas fire: Do not extinguish, unless leak can be stopped safely.
Eliminate all ignition sources if safe to do so.

Store locked up.

Dispose of contents/container in‘accordance with container supplier/owner instructions.
Use a back flow preventive device in the piping.

Use only with equipment rated for cylinder pressure:

Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Call a POISON
CENTER or doctor/physician.

INHALATION
HAZARD

IF exposed or concerned: Get medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 177—Example of a Carbon Monoxide cylinder sidewall label
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CHLORINE

UN1017

DANGER:  MAY CAUSE OR INTENSIFY FIRE;
OXIDIZER. CONTAINS GAS UNDER
PRESSURE; MAY EXPLODE IF HEATED.
CAUSES SEVERE SKIN BURNS AND EYE
DAMAGE. FATAL IF INHALED. CORROSIVE
TO THE RESPIRATORY TRACT. MAY CAUSE
FROSTBITE.

Do not-handle until all safety precautions have been
read and understood.
Keep and store away from clothing and other combustible materials.
Keep valves and fittings free from grease and oil.
Do not breathe gas.
Do not get in eyes, on skin, or on clothing.
Wash exposed skin thoroughly after handling.
Use and store only outdoors or in-a well-ventilated place.
Wear protective gloves, protective clothing, respiratory protection, and either eye or face
rotection.
In cgse of fire: Stop leak if safe to do so.
Store locked up.
Dispose of contents/container in accordance with container supplier/owner instructions.
Use a back flow preventive device inithe piping.
Use only with equipment of compatible materials of construction and rated for cylinder pressure.
Use only with equipment cleaned for oxygen service.
Do not open valve until connected to equipment prepared for use.
When returning cylinder, install leak tight valve outlet eap or plug.
Close valve after each use and when empty.
Open valve slowly.
Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Immediately call
a POISON CENTER or doctor/physician.

IF IN EYES: Rinse cautiously with water for several minutes. Remave contact lenses, if
present and easy to do. Continue rinsing. Immediately call a POISON CENTER or
doctor/physician.

IF ON SKIN (OR HAIR): Take off immediately all contaminated clothing.
Rinse skin with water/shower. Wash contaminated clothing before reuse.
Thaw frosted parts with lukewarm water. Do not rub affected area.
Immediately call a POISON CENTER or doctor/physician.

DO NOT REMOVE THIS PRODUCT LABEL.

INHALATION
HAZARD

CORROSIVE

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings

Figure 18—Example of a Chlorine cylinder sidewall label for domestic transport and use
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ETHYLENE

UN1962

DANGER:  EXTREMELY FLAMMABLE GAS
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY CAUSE DROWSINESS OR DIZZINESS
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
MAY FORM-EXPLOSIVE MIXTURES WITH AIR
MAY CAUSE FROSTBITE

Do not handle until-all safety precautions have been read and understood.
Keep away from heat, open flames, sparks, hot surfaces. - No smoking.
Avoid breathing gas.

Do not[?et in eyes, on skin, or on clothing.

Use and store only outdoors or in a well-ventilated place.

Wear protective gloves, protective clothing, and either eye or face protection.
Leaking gas fire: Do not extinguish, unless leak can be stopped safely.
Eliminate all ignition sources if safe to do so.

Use a back flow preventive device in the piping.

Use only with equipment rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Dispose of contents/container in accordance with container supplier/owner instructions.
Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Call a POISON
CENTER or doctor/physician if you feel unwell.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Get
immediate medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 19—Example of an Ethylene cylinder sidewall label
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HELIUM, COMPRESSED

UN1046

WARNING: CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION

Do not handle until all safety precautions have been read and understood.
Use and store only outdoors or in a well-ventilated place.

Use a back flow preventive device in the piping.

Use only with equipment rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Protect from sunlight when ambient temperature exceeds 52 °C (125 F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Get medical
advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 20—Example of a Helium cylinder sidewall label
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HYDROGEN, COMPRESSED

UN1049

DANGER:  EXTREMELY FLAMMABLE GAS
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE |F HEATED
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
MAY FORM EXPLOSIVE MIXTURES WITH AIR
BURNS WITH INVISIBLE FLAME

Do not handle until all safety precautions have been read and understood.
Keep-away from heat, open flames, sparks, hot surfaces. - No smoking.
Use and stare only outdoors or in a well-ventilated place.

Leaking gas fire: Do not extinguish, unless leak can be stopped safely.
Eliminate all ignition sources if safe to do so.

Use a back flow preventive device in the piping.

Use only with equipment rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use and-when empty.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh-air and keep comfortable for breathing. Get medical
advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 21—Example of a Hydrogen cylinder sidewall label
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HYDROGEN SULFIDE

UN1053

DANGER:  EXTREMELY FLAMMABLE GAS
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
FATAL IF INHALED
MAY CAUSE RESPIRATORY IRRITATION
MAY FORM EXPLOSIVE MIXTURES WITH AIR
SYMPTOMS MAY BE DELAYED
EXTENDED EXPOSURE TO GAS REDUCES THE ABILITY TO SMELL SULFIDES
MAY CAUSE FROSTBITE

Do not handle until all safety precautions have been read and understood.

Keep away from heat, open flames, sparks, hot surfaces. - No smoking.

Do not breathe gas.

Do not get in eyes, onskin, or on clothing.

Use and store only outdoors or in a well-ventilated place.

Wear protective gloves, protective ¢lothing, respiratory protection, and either eye or face
protection

Leaking gas fire: Do not extinguish, unless leak can be stopped safely.

Eliminate all ignition sources if safe to do so.

Store locked up.

Dispose of contents/container in accordance with container supplier/owner instructions.

Use a back flow preventive device in the piping.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

When returning cylinder, install leak tight valve outlet cap or plug.

Close valve after each use and when empty.

Do not depend on odor to detect presence of gas.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: [IF INHALED: Remove person to fresh air and keep comfortable for breathing. Immediately call
a POISON CENTER or doctor/physician.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected
area. Get immediate medical advice/attention.

INHALATION
HAZARD

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 22—Example of a Hydrogen Sulfide cylinder sidewall label for domestic transport and use
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NITROGEN, COMPRESSED

UN1066

WARNING: CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION

Do not handle until all safety precautions have been read and understood.
Use and store only outdoors or in a well-ventilated place.

Use a back flow preventive device in the piping.

Use only with equipment rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Get medical
advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 23—Example of a Nitrogen cylinder sidewall label
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NITROGEN,
REFRIGERATED LIQUID

UN1977

WARNING: CONTAINS REFRIGERATED GAS; MAY CAUSE CRYOGENIC BURNS OR
INJURY
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION

Do not handle until all safety precautions have been read and understood.

Use and store only outdoors or in a well-ventilated place.

Wear cold insulating gloves, face shield, and eye protection.

Use a back flow preventive device in the piping.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.
DO NOT change or force fit connections.

Do notopen valve until connected to equipment prepared for use.

Close valve after each use and when empty.

Always keep-container in upright position.

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Get medical
advice/attention.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Get immediate
medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 24—Example of a Nitrogen, Refrigerated Liquid cylinder sidewall label
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NITROUS OXIDE

UN1070

DANGER: MA\((] CAUSE OR INTENSIFY FIRE;
XIDIZER
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED.
MAY CAUSE DROWSINESS OR DIZZINESS
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
MAY CAUSE FROSTBITE

Do net handle until all safety precautions have been read and understood.

Keep and store away from clothing and other combustible materials.

Keep valves and fittings free from grease and oil.

Avoid breathing gas.

Do not get in eyes, on skin,.or on clothing.

Use and store-only outdoors or in a well-ventilated place.

Wear protective gloves, protective clothing, and either eye or face protection.

Store locked up.

In case of fire: Stop leak if safe todo so.

Use a back flow preventive device in the piping.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.
Use only with equipment cleaned for oxygen service.

Do not open valve until connected to equipment prepared for use.

Open valve slowly.

Close valve after each use and when empty.

Dispose of contents/container in accordance with container supplier/owner instructions.
Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: [IF INHALED: Remove person to fresh air and keep comfortable for breathing. Call a POISON
CENTER or doctor/physician if you feel unwell.

IF ON SKIN: Thaw frosted parts with lukewarm water. Donot rub affected area. Get immediate
medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 25—Example of a Nitrous Oxide cylinder sidewall label
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NITROUS OXIDE,
REFRIGERATED LIQUID

UN2201

DANGER: MA{Y)XC;BLIJZSEEROH INTENSIFY FIRE;
CONTAINS REFRIGERATED GAS; MAY CAUSE CRYOGENIC BURNS OR INJURY
MAY CAUSE DROWSINESS OR DIZZINESS
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
COMBUSTIBLES IN CONTACT WITH OXIDIZING REFRIGERATED LIQUIDS MAY EXPLODE
ON IGNITION OR IMPACT

Do not handle until all safety precautions have been read and understood.

Keep and store away from clothing and other combustible materials.

Keep valves and fittings free from grease and oil.

Avoid breathing gas.

Use and store only outdoors or in a well-ventilated place.

Wear cold insulating gloves, face shield, and eye protection.

Store locked up.

In case of fire: Stop leak if safe to do so.

Use a back flow preventive device in the piping.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.
Use only with equipment cleaned for oxygen service.

DO NOT change or force fit connections.

Do not open valve until connected to equipment prepared for use.

Avoid spills. Do not walk on or roll equipment over spills.

Close valve after each use and when empty.

Open valve slowly.

Always keep container in upright position.

Dispose of contents/container in accordance with container supplier/owner instructions.
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Call a POISON
CENTER or doctor/physician if you feel unwell.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Getimmediate
medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 26—Example of a Nitrous Oxide, Refrigerated Liquid cylinder sidewall label
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OXYGEN, COMPRESSED

UN1 072 OXYGEN

2

DANGER:  MAY CAUSE OR INTENSIFY FIRE; OXIDIZER
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED

Do not handle until all safety precautions have been read and understood.
Keep and store away from clothing and other combustible materials.
Keep valves and fittings free from grease and oil.

Use and store only outdoors or in a well-ventilated place.

In case of fire: Stop leak if safe to do so.

Use a back flow preventive device in the piping.

Use only with-equipment of compatible materials of construction and rated for cylinder pressure.
Use only with equipment cleaned for oxygen service.

Do not open valve until connected to equipment prepared for use.

Open valve slowly.

Close valve after each use and when empty.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 27—Example of an Oxygen cylinder sidewall label for domestic transport and use
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This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
Figure 28—Example of an Oxygen cylinder shoulder label for transport and use within Canada

transportation diamond, UN number, and RQ/INHALATION HAZARD warnings as well as WHMIS 2015 [3].
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OXYGEN,
REFRIGERATED LIQUID

UN1 073 OXYGEN

DANGER:  MAY CAUSE OR INTENSIFY FIRE; OXIDIZER
CONTAINS REFRIGERATED GAS; MAY CAUSE CRYOGENIC BURNS OR INJURY
COMBUSTIBLES IN CONTACT WITH OXIDIZING REFRIGERATED LIQUIDS MAY EXPLODE ON
IGNITION OR IMPACT

Do not handle until all safety precautions have been read and understood.
Keep and store away from clothing and other combustible materials.
Keep valves and fittings free from grease and oil.

Use and store only outdoors or in a well-ventilated place.

Wear cold insulating gloves, face shield, and eye protection.

In case of fire: Stop leak if safe to do so.

Use a back flow preventive device in the piping.

Use only with equipment of compatible materials of construction and rated for cylinder pressure.
Use on%y with equipment cleaned for oxygen service.

DO NOT change or force fit connections.

Avoid spills. Do not walk on-or roll equipment over spills.

Do not open valve until. connected to equipment prepared for use.

Close valve after each use and when empty.

Open valve slowly.

Always keep container in upright position.

Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Get immediate
medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 29—Example of an Oxygen, Refrigerated Liquid cylinder sidewall label for domestic transport
and use
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PROPANE

UN1978

DANGER:  EXTREMELY FLAMMABLE GAS
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
MAY FORM EXPLOSIVE MIXTURES WITH AIR
MAY CAUSE FROSTBITE

Do not handle until all safety precautions have been read and understood.
Keep-away from heat, open flames, sparks, hot surfaces. - No smoking.
Use and store only outdoors or in a well-ventilated place.

Wear protective gloves, protective clothing, and either eye or face protection.
Leaking gas fire: Do not extinguish, unless leak can be stopped safely.
Eliminate all ignition sources if safe to do so.

Use a back flow preventive device in the piping.

Use only with equipment rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use-and when empty.

Never put cylinders into unventilated areas of passenger vehicles.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Get medical
advice/attention.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Get immediate
medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 30—Example of a Propane cylinder sidewall label
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PROPYLENE

UN1077

DANGER:  EXTREMELY FLAMMABLE GAS
CONTAINS GAS UNDER PRESSURE; MAY EXPLODE IF HEATED
MAY DISPLACE OXYGEN AND CAUSE RAPID SUFFOCATION
MAY FORM EXPLOSIVE MIXTURES WITH AIR
MAY CAUSE FROSTBITE

Do not handle until all safety precautions have been read and understood.
Keepaway from heat, open flames, sparks, hot surfaces. - No smoking.
Use and stare only outdoors or in a well-ventilated place.

Wear protective gloves, protective clothing, and either eye or face protection.
Leaking gas fire: Do not extinguish, unless leak can be stopped safely.
Eliminate all ignition sources if safe to do so.

Use a back-flow preventive device in the piping.

Use only with equipment rated for cylinder pressure.

Do not open valve until connected to equipment prepared for use.

Close valve after each use-and when empty.

Protect from sunlight when ambient temperature exceeds 52 °C (125 °F).
Read and follow the Safety Data Sheet (SDS) before use.

FIRST AID: IF INHALED: Remove person to fresh air and keep comfortable for breathing. Get medical
advice/attention.

IF ON SKIN: Thaw frosted parts with lukewarm water. Do not rub affected area. Get immediate
medical advice/attention.

DO NOT REMOVE THIS PRODUCT LABEL.

COMPANY NAME
COMPANY ADDRESS
COMPANY PHONE NUMBER

This example label is provided for illustrative purposes only. See Appendix A for specifics regarding the height of the PSN,
transportation diamond, UN number, and RQ/INHALATION HAZARD warnings.

Figure 31—Example of a Propylene cylinder sidewall label

Documents

Document Sharing Hub

Full document details: CGA C-7-2020


http://www.avadocuments.com/doc/cga-c-7-2020
http://www.avadocuments.com/doc/cga-c-7-2020

PAGE 38 COMPRESSED GAS ASSOCIATION, INC. CGA C-7—2020
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