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PLEASE NOTE:

The information contained in this document was obtained from sources believed to be reliable and is based on
technical information and experience currently available from members of the Compressed Gas Association, Inc.
and others. However, the Association or its members, jointly or severally, make no guarantee of the results and
assume no liability or responsibility in connection with the information or suggestions herein contained. Moreover,
it should not be assumed that every acceptable commodity grade, test or safety procedure or method, precaution,
equipment or device is contained within, or that abnormal or unusual circumstances may not warrant or suggest
further requirements or additional procedure.

This document is subject to periodic review, and users are cautioned to obtain the latest edition. The Association
invites comments and suggestions for consideration. In connection with such review, any such comments or
suggestions will be fully reviewed by the Association after giving the party, upon request, a reasonable oppor-
tunity to be heard. Proposed changes may be submitted via the Internet at our web site, www.cganet.com.

This document should not be confused with federal, state, provincial, or municipal specifications or regulations;
insurance requirements; or national safety codes. While the Association recommends reference to or use of this
document by government agencies and others, this document is purely voluntary and not binding unless adopted
by reference in regulations.

A listing of all publications, audiovisual programs, safety and technical bulletins, and safety posters is available
via the Internet at our website at www.cganet.com. For more information contact CGA at Phone: 703-788-2700,
ext. 799. E-mail: customerservice@cganet.com.
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1 Introduction

Health care facilities experienced an unprecedented demand for oxygen from bulk medical oxygen supply sys-
tems, due to the impact of the COVID-19 pandemic. Many of these facilities found that their existing bulk medical
oxygen supply systems were inadequate for the heavy demands for oxygen with extremely high gas flow rates.
In addition, most facilities did not have any plans in place on how to upgrade or supplement their existing equip-
ment to quickly react to these increased demands.

This publication is intended to help health care facilities assess their infrastructure needs based on expected
demand. Assessment results will help to facilitate discussions between health care facilities and bulk medical
oxygen suppliers on infrastructure and/or supply equipment changes needed to ensure adequate supply of med-
ical oxygen at patient use points based on lessons learned from the COVID-19 pandemic.

2 Scope

This publication aids in the assessment of bulk medical oxygen supply systems and health care facility medical
oxygen pipelines to support medical oxygen demands. Where the bulk medical oxygen supply system is unable
to adequately provide medical oxygen due to a change in demand, this publication provides recommendations
for modifying the health care facility pipeline and/or the bulk medical oxygen supply system.

This publication does not address the capabilities of medical oxygen equipment utilized for patient treatment.

3 Definitions
For the purpose of this publication, the following definitions apply.
3.1 Publication terminology

3.1.1 Shall
Indicates that the procedure is mandatory. It is used wherever the criterion for conformance to specific recom-
mendations allows no deviation.

3.1.2 Should
Indicates that a procedure is recommended.

3.1.3 May
Indicates that the procedure is optional.

3.14 Will
Is used only to indicate the future, not a degree of requirement.

3.1.5 Can
Indicates a possibility or ability.

3.2 Technical definitions

3.21 Auxiliary source connection
Secondary tie-in point of the same size as the health care facility medical oxygen pipeline which is located im-
mediately on the patient side of the source valve [1].!

3.2.2 Bulk medical oxygen supply system

Assembly of equipment for supplying medical oxygen, including but not limited to, a stationary tank(s) that is
permanently installed through anchoring to a foundation, pressure regulators, pressure relief devices (PRDs),
vaporizers, manifolds, and interconnecting piping that is designed to be filled at the health care facility with cryo-
genic oxygen and that terminates at the source valve.
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