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B U L L ET I N k___ , COMPRESSED GAS

ASSCOCIATION, INC.
ARLINGTON, VA 22202

CERTTFICATION FOR EXCHANGE PRODUCT OR CUSTOMER
PICKUP OF BULKE MEDICAT LIQUIDS

The purpose of this guideline is to sef fordh the applicability and veguiremenls
af product certificabion used in the eomprassed gas industry for the purpose of
subisiving ecvlain requirements of the Fosd und Thweug Adminizteation’s Good
Manufactnring [ractice regulutions.

1t is recommonded thal Lhe information set forth in this deeument be followed
when produet in a bulk transport wchicle is cxehangod or gopplied to another
eompany for further distribution, Tt is further reecommended that these certifica-
tions eontuin the information listed below and that they accompany all shipments.

The following ilems are considered the minimum neeessary information for
the devolopiment of a2 uniform bulk product loading tag or eguivalent:

Name of manulaclurer

Name of produet

Purity of prodaet in bulk transport vehicle

TISE/NT certification

Date and aignature of person compleling the iestz andfor certification
Vessel idonfificadion

Bateh,/Lot identification®

L

It is strongly recommended (hat conaideration be given fo color-coding the
Lag, [ollawing the recommendations of CGA C-%, “Standard Color-Marlng of
Compreased {3as Contalners Intended for Bedical Tleat

*NO'E:  The beteh/ut Sdentilicnlion providas Mo product feaceability. Howeror, eome manofac-
torers muy provide lor teaeesbilily via tho veasel idencifiention,

(8RE OTIHEER 8IDE)
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PLEASE NOTE:

The information contsined in this decumenl was oblained from sourees
belicved W e reliable and is based on techmnical informgation and sxperience
currently available firom members of the Comprossed (Gas Association, lne. and
non-member sxpert individuald who have participated as advisors. However, tha
Assoeiation or ite members, juinlly o ssverally, make no puarantee of the resulls
and aszume no liahility or reaponaibility in connection with the information or
suggeations herein contained. Moreover, it shonld not he assumod that every
acceptable quality verification level, test or aafety proceduie or method, precan-
tion, equipment or deviee is contaned within, or thal abnormal or unusual
eglroumstaneces muy not waresal or suggost Tarlher regquivements or gdditionnl
procedure,

This dorament i= subyect to poriodic roview and wsers 'é!'u cantioned to obtain
Lhe Tatesl edilion. Comments and suppestiona are invited from all vsers [or
eonaideration by the Asaociation in cennection with such reoview: any auch
comments or sugpestions will b fully roviewed hy the Agzociation aftor piving the
party, upon request, a rearonable opporamity to be haard.

This document should not be confused with federal., state, provineial, or
municipal specifications or regulatinms, Insurance requirements, or national salely
endea. While the Assorciation recommends reference to or nze of this decument hy
governmoent agencies and olhers, this documenl 5 purely volunlary and net

hinding,
ARCONT: ROITTE 1150
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