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This part of the Code of Practice has been prepared by a
Committee convened by the Codes of Practice Committee
for Electrical Engineering. Having been endorsed by the
Council for Codes of Practice, it was published under the
authority of the General Council on 13th November, 1967.

This Code makes reference to the following British

Standards:

BS 31.  Steel conduits and fittings for electrical wiring,

BS 4137, Guide to the selection of electrical equipment
for use in Division 2 areas.

CP 1003, Electrical apparatus and associated equipment
for use in explosive atmospheres of gas or
vapours other than mining applications. Part 1.
Choice, installation and maintenance of flame-
proof and intrinsically safe equipment. Part 2.
Methods of meeting the explosion hazard other
than by the use of flameproof or intrinsically
safe electrical equipment.

British Standard Codes of Practice are revised, when neces-
sary, by the issue either of amendment slips or of revised
editions. It is important that users ascertain that they are in
possession of the latest amendments or editions.

The following BSI references relate to the work on this Code of Practice:
Committee reference ELCP/19
Draft for comment D64/13851
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CODE DRAFTING COMMITTEE ELCP/19
FLAMEPROOF AND INTRINSICALLY SAFE ELECTRICAL
EQUIPMENT

Secretariat: The Institution of Electrical Engineers.

IMr: D. A, Strachan (Chairman)

*Mr, W. Nethercot Electrical Research Association

Mr. J. Harrison British Electrical and Allied Manufacturers
Association

Mr. W. G. Caley Council of British Manufacturers of Petroleum

(alternate: Mr. D, W. Eagle)  Equipment

Mr, G. A. Bowie The Electric Cable Makers’ Confederation

$Mr, F. W. Bloore Electrical Contractors® Association

Mr. J. G. Holmes Electric Light Fittings Association

Mr. V. F. Lord Engineering Equipment Users’ Association

Mr. K. N. Palmer Fire Research Station

Institution of Petroleum

Mr. H, Edmonds-Brown
‘Mr. G, R. Patterson

Dr. J. H. Burgoyne Institution of Chemical Engineers

Mr. H. F. Buxton Institution of Gas Engineers

Mr. G. L. Leighton Ministry of Labour

ﬁ: I]-)I ](E: ici)s,:er } Ministry of Power

*Mr. G. Johnston Ministry of Public Building and Works
Mr. A, Kynock National Coal Board -

Mr. C. Catr . Oil Companies’ Materials Association
*Mr. A. F. Weedon Post Office

tSucceeded Mr, G. E. Skillington May 1965
tAppointed February 1966 )

*Succeeded Mr, A. F. Plummer, M.C., March 1967
‘Succeeded Mr, W. S. Morris, May 1966
*Succeeded Mr. T. W, Dean, January 1966
$Succeeded Mr. D, A. Lawrence, March 1967
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