STD.CTI STD-202-ENGL 2001 MM 2422L00 0002517 277 EM

CooLING TECHNOLOGY INSTITUTE

CTICODE TOWER
Standard Specifications

Standard for Publication of
Custom Cooling Tower Thermal
Performance Test Results

March, 2001 CTI Code STD-202(01)

Documents

Full document details: CTI STD-202 2001


http://www.avadocuments.com/doc/cti-std-202-2001
http://www.avadocuments.com/doc/cti-std-202-2001

Gl
USA

STD.CTI STD-202-ENGL 2001 EE 2422500 0002518 L33 WM

FOREWORD

This Cooling Technology Institute (CTI) publication is published as an aid to cooling tower purchasers and designers. It may
be used by anyone desiring to do so, and efforts have been made by CTI to assure the accuracy and reliability of the data
contained herein, However, CTI makes NO WARRANTY OF FITNESS FOR PARTICULAR PURPOSE ORMERCHANT-
ABILITY nor any other warranty expressed, implied or statutory. In no event shall CTI be liable or responsible for INCIDEN-
TAL, CONSEQUENTIAL OR COMMERCIAL losses or damage of any kind resulting from this publication’s use; or violation
of any federal, state, or municipal regulation with which this publication may conflict or for the infringement of any patent
resulting from the use of this publication.

All CTI codes and standards are copyrighted with all rights reserved to CTL. The reproduction of any part of this or any other
CTI code or standard is a violation of Federal Law. One must recognize and appreciate commitment by a number of volunteer
members who donate their time to develop and update CTT codes and standards. The monies spent for code development,
administrative staff support and publication are essential and constitute a substantial drain on CTI. The purchase price of
these documents helps to offset these costs. Reproduction and distribution by others, in addition to being unethical, under-
mines this system and constitutes a further financial drain on CTI. When copies are needed, you are requested to call or write
the Cooling Technology Institute, P.O. Box 73383, Houston, Texas 77273, (281) 583-4087. Please request that your associates
buy the required codes and standards rather than copy them. Your cooperation in this matter is greatly appreciated.

Nothing contained herein is to be construed as granting any right for the manufacture, sale or use in connection with any
method, apparatus, or product covered by letters patent, nor as insuring anyone against liability for infringement of letters
patent.

This guideline document summarizes the best current state of knowledge regarding the specific subject. This document
represents a consensus of those individual members who have reviewed this document, its scope and provisions. It is
intended to aid all users or potential users of cooling towers.

Approved by the CTI Executive Board.

This document has been reviewed and ap-
proved as part of CTl's Five Year Review
Cycle. This document is again subject to re-

view in 2006.
Copyright 2001
Approved by the by Cooling Technology Institute CTI - Bulletin
CTI Executive Board Printed in U.S.A. STD-202(01)
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Standard for Publication of Custom Cooling Tower Thermal
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BACKGROUND

At The 1998 CTI Committee Workshop, it was
acknowledged that the average CTI thermal acceptance
test capability had been in decline since 1991. A
Performance Evaluation Task Group was established to
canvass ideas on how to turn this disturbing trend
around. The majority of the members present favored
encouraging an increase in the thermal performance
testing by CTI Licensed Thermal Testing Agencies
(CLTTA’s) as a means to counter this trend. This
document is a result of consideration of many
alternatives and many drafts of this program chosen by
the CTI Custom Tower Performance Verification Task
Group. This document’s intent is to foster and promote
the benefits of thermal performance acceptance testing
of water cooling towers to the end purchaser of the
equipment, It is not a certification program like that
governed by CTI STD-201. It is the intent of CTI to
foster testing of custom cooling towers. CTI will take
action under the provisions of this Standard against
manufacturers who imply that participation in this
program is certification of the performance of their
products, or otherwise discourage testing of their
products.

PURPOSE

This Standard sets forth a program whereby
manufacturers of custom cooling towers voluntarily
allow the results of their CLTTA tests to be published
under the requirements of this program.

DEFINITIONS

3.1 Custom Cooling Towers. Custom cooling towers
include all cooling towers for which the rating is
established on an individual basis per the plans
and specification of the project. This program shall
not be applied to models or lines that could be
covered by STD-201, whether or not ratings are
published for those models or lines, and whether
or not such lines are certified per STD-201

3.2 Model Lines. The term “Line,” as used in this
Standard, applies to a manufacturers grouping of
cooling towers, all of which are of consistent
design in that they employ the same design
configuration (induced draft crossflow, forced
draft counterflow, etc.), and the same fan type
(propeller or centrifugal), plus any other optional
design or application considerations (such as
range of capacities) as the manufacturer may
employ, and for which the manufacturer issues a
unique catalog or other sales literature providing
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a physical description and dimensions for all
models and a selection procedure.

3.3 New Cooling Towers. New cooling towers shall
include all cooling towers erected on a new or
existing cooling tower basin. This includes
cooling towers built on an existing basin and
which re-use portions, of the demolished cooling
tower being replaced, e.g., mechanical equipment.

3.4 Rebuilt Cooling Towers. Rebuilt cooling towers
subject to this Standard include towers with major
modifications that include a thermal performance
guarantee and typically involve changes to fill
and/or mechanical equipment.

3.5 Participating Manufacturer (PM). A cooling
tower manufacturing company that has applied
for participation and agrees to conduct itself
according to the Program as set forth in this
Standard.

3.6 Custom Tower Committee. The Custom Tower
Committee shall be comprised of the CTI
Administrator, qualified CLTTA’s, PM’s in this
program, and three to five owner/operators of
cooling towers.

SCOPE
4.1 This Standard applies to Custom Cooling Towers.

4.2 The Program shall be administered by the CTI
Administrator and CTI’s designated Certified
Public Accountant (CPA) as prescribed in this
Standard.

4.3 Compliance with this Standard requires that all
custom cooling towers offered by the PM are
included in the program. Models or lines that
could be covered by CTI STD-201 are by
definition not considered to be custom towers,
and are to be excluded from reporting.

4.3.1 PM’s shall submit to the CTI Administrator
by January 15 of each year a list of tower lines
and corresponding model numbers that are to be
excluded from this program. This list of tower
lines shall be limited to towers suitable for
inclusion in STD-201 whether or not they are
currently certified per STD-201 and whether or
not the manufacturer is currently a PM in STD-
201.

4.3.2 The CLTTA’s will each receive a copy of

the list of non-custom lines and models for each
PM.

4.3.3 PM’s shall provide updated lists to the
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