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Foreword 
This Cooling Technology Institute (CTI) publication is published as an aid to cooling tower purchasers and designers.  
It may be used by anyone desiring to do so, and efforts have been made by CTI to assure the accuracy and reliability 
of the data contained herein.  However, CTI makes no warranty of fitness for particular purpose or merchantability 
nor any other warranty expressed, implied or statutory.  In no event shall CTI be liable or responsible for Incidental, 
Consequential or Commercial losses or damage of any kind resulting from this publication's use; or violation of any 
federal, state, or municipal regulation with which this publication may conflict or for the infringement of any patent 
resulting from the use of this publication. 

All CTI codes and standards are copyrighted with all rights reserved to CTI.  The reproduction of any part of this or 
any other CTI code or standard is a violation of Federal Law.  One must recognize and appreciate commitment by a 
number of volunteer members who donate their time to develop and update CTI codes and standards.  The monies 
spent for code development, administrative staff support and publication are essential and constitute a substantial drain 
on CTI.  The purchase price of these documents helps to offset these costs.  Reproduction and distribution by others, 
in addition to being unethical, undermines this system and constitutes a further financial drain on CTI.  When copies 
are needed, you are requested to call or write the Cooling Technology Institute, P.O. Box 681807, Houston, Texas 
77268, (281) 583-4087.  Please request that your associates buy the required codes and standards rather than copy 
them.  Your cooperation in this matter is greatly appreciated. 

Nothing contained herein is to be construed as granting any right for the manufacture, sale or use in connection with 
any method, apparatus, or product covered by letters patent, nor as insuring anyone against liability for infringement 
of letters patent. 

This guideline document summarizes the best current state of knowledge regarding the specific subject.  This 
document represents a consensus of those individual members who have reviewed this document, its scope and 
provisions.  It is intended to aid all users or potential users of cooling towers. 
 
 
 
 
Approved by the CTI Executive Board. 
 

 
This document has been revised and approved  
as part of CTI’s Five Year Review Cycle.  This  
document is again subject to review in 2022. 
 
 
 
 
 
 
 
 
 
 
 
 
  Copyright 2017  
 Approved by the  by Cooling Technology Institute CTI - Bulletin 
 CTI Executive Board Printed in U.S.A. STD-202 (17)  
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STANDARD FOR PUBLICATION OF CUSTOM COOLING 
TOWER THERMAL PERFORMANCE TEST RESULTS 

 
1 BACKGROUND 
Every year the CTI Multi-Agency Testing Chair provides a 
review of the previous year’s custom tower test results. Such 
reviews have shown that more than half of the custom cooling 
tower acceptance tests are at less than 100% thermal capacity. 
CTI has developed this Standard to encourage custom tower 
capacity equal to or greater than 100%.  It is CTI’s intent to 
foster and promote the benefits of thermal performance 
acceptance testing of water cooling towers to the 
owner/operator of the equipment.  It is not a certification 
program like that governed by CTI STD-201.  The success of 
this program depends on a high percentage of custom cooling 
towers being field tested for thermal performance and the 
results published in accordance with this Standard. CTI will 
take action under the provisions of this Standard against: 
1) participating manufacturers who imply that 
participation in this program is certification of the 
performance of their products; and 2) against 
participating manufacturers who in any way discourage or 
prevent testing of their products by a CTI Licensed Test 
Agency.    

2 PURPOSE 
This Standard sets forth a voluntary program wherein CTI will 
publish measurements of the thermal performance test history 
of participating tower manufacturers (PM) by utilizing field-
testing of custom cooling towers within its licensed thermal 
testing program. 

3 DEFINITIONS 
CPA: The CTI’s Certified Public Accountant, also engaged in 
other CTI accounting activities. 
CTIA: The CTI Administrator. 
CTPC: The Custom Tower Program Committee, composed 
of participating manufacturers, owner operators and licensed 
testing agencies.   
LTA: A CTI-Licensed Thermal Testing Agency.  
Custom Cooling Towers.  Custom cooling towers include all 
cooling towers for which the rating is established on an 
individual basis per the plans and specification of the project. 
This program shall not be applied to models or lines that could 
be covered by STD-201, whether or not ratings are published 
for those models or lines, and whether or not such lines are 
certified per STD-201. 
Lines. The term “Line,” as used in this Standard, applies to a 
manufacturers grouping of cooling tower models, all of which 
are of consistent design in that they employ the same design 
configuration (induced draft crossflow, forced draft 
counterflow, etc.), and the same fan type (propeller or 

centrifugal), plus any other optional design or application 
considerations (such as range of capacities) as the 
manufacturer may employ, and for which the manufacturer 
issues a unique catalog or other sales literature providing a 
physical description and range of dimensions for all models. 
New Cooling Towers.  New custom cooling towers shall 
include all cooling towers erected on a new or existing basin, 
with a new fill system, a new water distribution system, a new 
drift eliminator system, new fans and mechanical equipment, 
within a new structure. 
Cooling Tower Repacked/Rebuilt with Thermal 
Guarantee – A custom cooling tower rebuilt within an 
existing basin and structure, which includes a thermal 
performance guarantee, and is refurbished with a new fill 
system and may include; a new water distribution system, a 
new drift eliminator system, and new fans and mechanical 
equipment.  The rebuilt tower may include reuse of some 
existing components from the original tower and structural 
repair or extension might also be included in the scope of work 
and guarantee.  
Participating Manufacturer (PM).  A cooling tower 
manufacturing company that has applied for participation and 
agrees to comply with all provisions of the Program as set 
forth in this Standard. 
Ineligible Test. Test for which no report is submitted to the 
CPA and PM. 
Candidate Test.  A LTA test on a PM tower according to 
Section 5.2.4 which counts toward satisfaction of the 
minimum number of tests but for which there is no test 
capability shown on the report to the CPA and PM. 
Reportable Test.  A LTA test on a PM tower which is 
reported with test capability shown to the CTI CPA and PM 
according to Section 5.2.5. 
Reporting Period.  Data for each PM transmitted from LTAs 
to the CTI’s designated Certified Public Accountant (CPA) 
shall be on an annual basis, for the year between January 1, 
and December 31. 

4 SCOPE 
4.1 This Standard applies to New, Custom Cooling Towers 
and Repacked/Rebuilt towers that have a Thermal 
Guarantee. 
4.2 The Program shall be administered by the CTI 
Administrator and CTI's CPA as prescribed in this Standard. 
4.3 Compliance with this Standard requires that all custom 
cooling towers offered by the PM be included in the 
program.  Models or lines that could be covered by CTI 
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STD-201 are by definition not considered to be custom 
towers, and are to be excluded from reporting.   

4.3.1 PM’s shall submit to the CTI Administrator by 
October 31 of each year a list of tower lines and 
corresponding model numbers that are to be excluded 
from this program.  This list of tower lines shall be limited 
to towers suitable for inclusion in STD-201 whether or 
not they are currently certified per STD-201 and whether 
or not the manufacturer is currently a PM in STD-201. 
4.3.2 The LTAs will each receive a copy of the list of 
non-custom lines and models for each PM. 
4.3.3 PM’s shall provide updated lists to the CTI 
Administrator per Section 4.3.1 within 20 working days 
as changes are made to their product portfolio.  These 
shall be transmitted as soon as practical to the LTAs. 

4.4 The LTAs shall base the reporting of results for custom 
towers on any tower not on the current non-custom tower 
exclusion list in the possession of, or provided by, the CTI 
Administrator at the time of testing. 

5 OPERATION OF PROGRAM 
5.1 A manufacturer requesting participation in this 
program shall submit an application to the CTI 
Administrator.  The application shall include a listing of the 
non-custom lines and models (per STD-201) to be excluded 
from the custom tower program as of the date of application. 
The application shall include designation of a contact 
person at the PM for receipt of test summaries from the 
LTAs. 

5.1.1 The submission of a written application to 
participate in this program is the manufacturer’s consent 
to have its future results reported to the CPA by the LTAs.  
Since no information that would reveal the owner for any 
individual test is reported by the test agency to the CPA, 
or by the CPA to CTI for publication, the confidentiality 
requirements in the CTI License Agreement with LTAs 
are satisfied. 
5.1.2 The CTI Administrator shall transmit the list of 
non-custom lines and models to the LTAs and direct them 
to begin to report the custom tower test results for the 
Applicant per Section 5.3.  The LTAs shall also be 
advised of the designated contact person for each PM.  
The CTI Administrator will inform the CPA that reports 
are pending for the new PM.   
5.1.3 The CPA shall then begin to accumulate results per 
Section 5.4 for the new PM.   
5.1.4 The CTI Administrator shall transmit a formal 
letter of acceptance in the format of Appendix A, to the 
applicant, the LTAs, to the other PM’s, and to the CPA.  
A copy of this letter shall be maintained on file by each 
of the above parties.   

5.1.4.1 Upon notification of Acceptance in the 
Program, the PM’s shall begin immediately to 
incorporate a statement in the form of Appendix C of 

this Standard as an integral part of all proposals for 
custom cooling towers.  Failure to include the 
Appendix C statement in proposals subject to the scope 
of STD-202 shall be non-conformance with the 
standard and subject to the provisions of Section 8. 
5.1.4.2 The PM shall also actively promote the 
specification and actual conducting of a thermal 
acceptance test by a LTA on all new Custom towers.  
The PM shall not offer his own thermal testing as a 
substitute for a LTA test for the owner for any reason, 
nor shall he use any non-LTA for acceptance testing.  
All testing on towers for PMs shall be done by LTAs. 
Projects shall not be pre-screened or pre-tested in any 
way by the PM.  Since the percentage of towers being 
tested is small, it is considered imperative that PMs not 
have any opportunity to manage which towers are 
tested by LTAs and for which results are reported.  
Failure to comply with the provisions of this paragraph 
shall be considered non-conformance with the standard 
and subject to the provisions of Section 8. 

5.1.5 PM’s may withdraw from the program at any time 
by submitting a letter to the CTI Administrator requesting 
that their participation be terminated.  The CTI 
Administrator shall publish notification of withdrawal as 
specified in Sections 8.7.3 and 8.7.4.  The annual program 
administrative fee is not refundable upon withdrawal. 

5.1.5.1 If a PM withdraws, PM may not re-apply 
within 3 years of the withdrawal.  The intent of this 
provision is to prevent withdrawal to avoid publication 
of a poor result.  
5.1.5.2 If a PM withdraws and subsequently re-
applies, then the provisions for a new application shall 
be followed. 

5.2 Only new tower and tower repack/rebuild acceptance 
tests shall be reported.  

5.2.1 All tests reported as prescribed by this Standard 
shall be conducted by LTAs. 
5.2.2 A test will not be considered a CTI STD-202 
reportable test unless the PM has been given a minimum 
of two weeks’ notice to attend the testing.   
5.2.3 The results of all completed acceptance tests with 
a test report and a calculated capability shall be reported 
by the LTAs for each PM as long as no PM controllable 
parameters (in the judgment of the LTA) are what kept 
the test out of the reportable limits in Section 6.2 per this 
Standard.  Tests with PM controllable parameters outside 
of the limits shall not be reported as Candidate Tests that 
count toward the minimum required tests to remain in the 
program. 
5.2.4 Tests with non-PM controllable parameters outside 
of the reportable limits per Section 6.2 shall be reported 
as completed without a test capability reported.  Such 
Candidate Tests will count toward the minimum required 
tests for continued participation after year 2.   
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