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Foreword

This Technical Specification was prepared by the Technical Committee CENELEC TC 37A, Low voltage
surge protective devices.

The text of the draft was submitted to the formal vote and was approved by CENELEC as
CLC/TS 50539-12 on 2009-10-30.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CEN and CENELEC shall not be held responsible for identifying any or all such patent
rights.

The following date was fixed:

— latest date by which the existence of the CLC/TS
has to be announced at national level (doa) 2010-04-30
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1 Scope

This Technical Specification deals with the protection of PV installations against overvoltages. It deals
with the protection of the PV installation against surge overvoltages induced by direct and indirect
lightning strikes.

If such a PV installation is connected to an AC-supply system this document is applicable as a
complement of HD 60364-4-443, HD 60364-5-534 and HD 60364-7-712 and also CLC/TS 61643-12.
Surge protective devices (SPD) installed on the AC side shall comply with EN 61643-11.

NOTE 1 Due to the very specific electrical setup of PV installations on the DC side, only surge protective devices especially
dedicated to PV installations shall be used to protect the DC side of such installations.

NOTE 2 Taking into account the sensitivity and of the setting up of the photovoltaic modules, a detailed attention must be paid to
the protection of the structure itself (building) against direct effects of the lightning; this subject is covered by EN 62305 series.

2 Normative references

The following referenced documents are indispensable for the application of this document. For dated
references, only the edition cited applies. For undated references, the latest edition of the referenced
document (including any amendments) applies.

EN 50164 series, Lightning Protection Components (LPC)

EN 60664-1, Insulation coordination for equipment within low-voltage systems — Part 1: Principles,
requirements and tests (IEC 60664-1)

EN 60904-3, Photovoltaic devices — Part 3: Measurement principles for terrestrial photovoltaic (PV) solar
devices with reference spectral irradiance data (IEC 60904-3)

EN 61000-4-5, Electromagnetic compatibility (EMC) — Part 4-5: Testing and measurement techniques —
Surge immunity test (IEC 61000-4-5)

EN 61643-11:2002 + A11:2007, Low-voltage surge protective devices — Part 11: Surge protective devices
connected to low-voltage power systems — Requirements and tests (IEC 61643-1:1998, mod. +
corrigendum Dec. 1998, mod.)

CLC/TS 61643-12:2006, Low-voltage surge protective devices — Part 12: Surge protective devices
connected to low-voltage power systems — Selection and application principles
(IEC 61643-12:2002, mod.)

EN 61643-21:2001, Low voltage surge protective devices — Part 21: Surge protective devices connected
to telecommunications and signalling networks — Performance requirements and testing methods
(IEC 61643-21:2000 + corrigendum Mar. 2001)

CLC/TS 61643-22:2006, Low-voltage surge protective devices — Part 22: Surge protective devices
connected to telecommunications and signalling networks — Selection and application principles
(IEC 61643-22:2004, mod.)

EN 62305-2:2006, Protection against lightning — Part 2: Risk management (IEC 62305-2:2006)

HD 60364-4-443:2006, Electrical installations of buildings — Part 4-44: Protection for safety — Protection
against voltage disturbances and electromagnetic disturbances — Clause 443: Protection against
overvoltages of atmospheric origin or due to switching (IEC 60364-4-44:2001/A1:2003, mod.)

HD 60364-5-534:2008, Low-voltage electrical installations — Part 5-53: Selection and erection of electrical

equipment — Isolation, switching and control — Clause 534: Devices for protection against overvoltages
(IEC 60364-5-53:2001/A1:2002 (Clause 534), mod.)

Documents

Document Sharing Hub

Full document details: DD CLC/TS 50539-12:2010


http://www.avadocuments.com/doc/dd-clc-ts-50539-12-2010
http://www.avadocuments.com/doc/dd-clc-ts-50539-12-2010

DD CLC/TS 50539-12:2010
-5- CLC/TS 50539-12:2010

HD 60364-7-712:2005, Electrical installations of buildings — Part 7-712: Requirements for special
installations or locations — Solar photovoltaic (PV) power supply systems (IEC 60364-7-712:2002)

ITU-T Recommendation K.20, Resistibility of telecommunication equipment installed in a
telecommunications centre to overvoltages and overcurrents

ITU-T Recommendation K.21, Resistibility of telecommunication equipment installed in customer
premises to overvoltages and overcurrents

3 Terms and definitions

For the purposes of this document, the following terms and definitions apply.

31
PV-installation
erected equipment of a PV power supply system

3.2

lightning protection system

LPS

complete system used to reduce physical damage due to lightning flashes to a structure

NOTE It consists of both external and internal lightning protection systems.

[EN 62305-1:2006, Definition 3.40]

3.3

surge protective device

SPD

device that is intended to limit transient overvoltages and divert surge currents. It contains at least one
non-linear component

[EN 61643-11:2002, Definition 3.1]

3.4

external lightning protection system

part of the LPS consisting of an air-termination system, a down-conductor system and an earth-
termination system

3.5
separation distance
distance between two conductive parts at which no dangerous sparking can occur

[EN 62305-3:2006, Definition 3.28]

3.6

lightning equipotential bonding

EB

bonding to the LPS of separated conductive parts, by direct connections or via surge protective devices,
to reduce potential differences caused by lightning current

[EN 62305-3:2006, Definition 3.23]

3.7

bonding bar

metal bar on which metal installations, external conductive parts, electric power and telecommunication
lines, and other cables can be bonded to an LPS

[EN 62305-3:2006, Definition 3.24]
3.8

bonding conductor
conductor connecting separated conductive parts to LPS

[EN 62305-3:2006, Definition 3.25]
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3.9

standard test conditions

STC

test conditions specified in EN 60904-3 for PV cells and PV modules

3.10
open circuit voltage under standard test conditions

Uoc stc
voltage under standard test conditions across an unloaded (open) PV module, PV string, PV array, PV
generator or on the DC side of the PV-inverter

3.1
short-circuit current under standard test conditions

Isc stc
short-circuit current of a PV module, PV string, PV array or PV generator under standard test conditions

4 Systems and equipment to be protected

When evaluating an PV-installation with regard to the use of an SPD, two factors need to be considered:

e the characteristics of the low-voltage power distribution system on which it will be used, including
expected types and levels of overvoltage and current;

e the characteristics of the equipment requiring protection.

4.1 Overvoltages in a PV installation
Overvoltages can be found under several conditions in a PV installation. They may be

e caused by direct strike to the external lightning protection system (LPS) of the building or lightning
flashes nearby the buildings and/or PV installations,

e caused by direct strikes and lightning induced currents distributed into the electrical network,

e ftransmitted from the distribution network. and being of atmospheric origin (lightning) and/or due to
operations,

e caused by variations of the electric field due to the lightning.

4.2 Installation and location of SPDs

According to CLC/TS 61643-12 and EN 62305 series, installation and location of SPDs for protection of
PV-Systems depends on multiple factors, the main ones being

e the flash ground density or keraunic level of the location,
e the presence of overhead lines,

e the characteristics of the low-voltage power distribution system (e.g. overhead network or not) and of
the equipment to be protected,

e if protection measures are needed to protect the PV-installation against direct lightning impacts with
an external LPS.

When installations are protected by an external LPS, the requirements on SPDs depends on
e the selected class of the LPS (see simplified method in Annex A),

e if the separation distance s is kept between the LPS and the PV installation (insulated LPS) or not
kept (non-insulated LPS).
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