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National foreword
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Arresters - Low Voltage.

A list of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions of a
contract. Users are responsible for its correct application.
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Compliance with a British Standard cannot confer immunity from
legal obligations.

This Draft for Development was published under the authority of the
Standards Policy and Strategy Committee on 30 June 2010.
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Foreword

This Technical Specification was prepared by the Technical Committee CENELEC TC 37A,
Low voltage surge protective devices.

It was circulated for voting in accordance with the Internal Regulations, Part 2, Subclause 11.3.3.3 and
was accepted as a CENELEC Technical Specification on 2009-10-30.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CEN and CENELEC shall not be held responsible for identifying any or all such patent
rights.

The following date was fixed:

— latest date by which the existence of the CLC/TS
has to be announced at national level (doa) 2010-04-30
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1 Scope

This Technical Specification applies to surge protection of wind turbine generators and wind power
systems.

Normative references are made to generic standards for lightning protection, low-voltage systems and
high-voltage systems for machinery and installations and electromagnetic compatibility (EMC).

This Technical Specification defines requirements for selection and installation of surge protective
devices for the power circuits. Some special information about particular testing are also included
since there is not a current standard for testing surge protective devices for wind turbines.

2 Normative references

Void.

3 Terms and definitions

For the purposes of this document, the following terms and definitions apply.

3.1

LEMP protection measures system

LPMS

complete system of protection measures for internal systems against LEMP

[EN 62305-4:2008, Definition 3.9]

3.2

lightning current

i

current flowing at the point of strike

[EN 62305-1:2006, Definition 3.9]

3.3

lightning electromagnetic impulse
LEMP

electromagnetic effects of lightning current

NOTE It includes conducted surges as well as radiated impulse electromagnetic field effects.

[EN 62305-4:2008, Definition 3.4]

3.4

lightning protection level

LPL

number related to a set of lightning current parameter values relevant to the probability that the
associated maximum and minimum design values will not be exceeded in naturally occurring lightning

NOTE Lightning protection level is used to design protection measures according to the relevant set of lightning current
parameters.

[EN 62305-1:2004, Definition 3.38]

3.5

lightning protection system

LPS

complete system used to reduce physical damage due to lightning flashes to a structure

NOTE It consists of both external and internal lightning protection systems.
[EN 62305-1:2006, Definition 3.40] Documents
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