
Oktober 2021DEUTSCHE NORM Entwurf

ICS 35.240.67; 91.140.01; 97.120

Dieser Norm-Entwurf mit Erscheinungsdatum 2021-09-17 wird der Öffentlichkeit zur Prüfung und
Stellungnahme vorgelegt.

Weil die beabsichtigte Norm von der vorliegenden Fassung abweichen kann, ist die Anwendung dieses Entwurfs
besonders zu vereinbaren.

Stellungnahmen werden erbeten

Anwendungswarnvermerk

� vorzugsweise online im Norm-Entwurfs-Portal von DIN unter www.din.de/go/entwuerfe bzw. für Norm-
Entwürfe der DKE auch im Norm-Entwurfs-Portal der DKE unter www.entwuerfe.normenbibliothek.de,
sofern dort wiedergegeben;

� oder in Papierform an den DIN-Normenausschuss Heiz- und Raumlufttechnik sowie deren Sicherheit (NHRS),
10772 Berlin oder Am DIN-Platz, Burggrafenstr. 6, 10787 Berlin.

 Entwurf 

DIN EN 14908-6

Firmenneutrale Datenkommunikation für die Gebäudeautomation und 

Gebäudemanagement �

Gebäude Netzwerk Protokoll �

Teil 6: Anwendungselemente;

Englische Fassung prEN 14908-6:2021, nur auf CD-ROM

Open Data Communication in Building Automation, Controls and Building Management �
Control Network Protocol �
Part 6: Application elements;
English version prEN 14908-6:2021, only on CD-ROM

Réseau ouvert de communication de données pour l�automatisation, la régulation et la gestion
technique du bâtiment �
Protocole de réseau pour le bâtiment �
Partie 6: Eléments pour l�application;
Version anglaise prEN 14908-6:2021, seulement en CD-ROM

Einsprüche bis 2021-11-17
Vorgesehen als Ersatz für
DIN EN 14908-6:2015-05

Gesamtumfang 576 Seiten

Die Empfänger dieses Norm-Entwurfs werden gebeten, mit ihren Kommentaren jegliche relevanten
Patentrechte, die sie kennen, mitzuteilen und unterstützende Dokumentationen zur Verfügung zu stellen.

� oder als Datei per E-Mail an nhrs@din.de möglichst in Form einer Tabelle. Die Vorlage dieser Tabelle kann im
Internet unter www.din.de/go/stellungnahmen-norm-entwuerfe oder für Stellungnahmen zu Norm-
Entwürfen der DKE unter www.dke.de/stellungnahme abgerufen werden;

D

DIN-Normenausschuss Heiz- und Raumlufttechnik sowie deren Sicherheit (NHRS)

Full document details: E DIN EN 14908-6:2021-10

http://www.avadocuments.com/doc/e-din-en-14908-6-2021-10
http://www.avadocuments.com/doc/e-din-en-14908-6-2021-10


E DIN EN 14908-6:2021-10 

2 

Nationales Vorwort

Dieses Dokument (prEN 14908-6:2021) wurde vom Technischen Komitee CEN/TC 247 �Gebäudeautomation 
und Gebäudemanagement� erarbeitet, dessen Sekretariat von SNV (Schweiz) gehalten wird.

Das zuständige deutsche Normungsgremium ist der Arbeitsausschuss NA 041-03-65 AA 
�Gebäudeautomation: Produkte, Systeme und Kommunikation (SpA CEN/TC 247 und ISO/TC 205/WG 3)� im 
DIN-Normenausschuss Heiz- und Raumlufttechnik sowie deren Sicherheit (NHRS). 

Dieses Dokument enthält unter Berücksichtigung des Präsidialbeschlusses 1/2004 nur die englische 
Originalfassung von prEN 14908-6:2021. 

Aktuelle Informationen zu diesem Dokument können über die Internetseiten von DIN (www.din.de) durch 
eine Suche nach der Dokumentennummer aufgerufen werden.

Änderungen

Gegenüber DIN EN 14908-6:2015-05 wurden folgende Änderungen vorgenommen:

a) Hinzufügen von 11 Standard Network Variables Types � SNVTs;

b) Hinzufügen von 29 Standard Configuration Property Types � SCPTs;

c) Hinzufügen von 5 Standardaufzählungen � ENUM;

d) Hinzufügen von 57 Standard Functional Profile Types � SFPTs.
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Nationaler Anhang NA
(informativ)

Begriffe

Die Benennungen der folgenden Begriffe sind identisch mit den Benennungen in der englischen Fassung.

3 Begriffe

Für die Anwendung dieses Dokuments gelten die Begriffe nach EN 14908-1:2005 und die folgenden Begriffe.

ISO und IEC stellen terminologische Datenbanken für die Verwendung in der Normung unter den folgenden 
Adressen bereit:

� IEC Electropedia: verfügbar unter https://www.electropedia.org/

� ISO Online Browsing Platform: verfügbar unter https://www.iso.org/obp

3.1
Anwendungssatz
Funktionsblock bzw. Funktionsblöcke, für den/die eine Konfigurationseigenschaft gilt

BEISPIEL Eine Netzwerkvariable, eine Reihe oder Zusammenstellung von Netzwerkvariablen, ein 
Funktionsblock, eine Reihe oder Zusammenstellung von Funktionsblöcken oder das gesamte Gerät.

3.2
Basistyp
Grundlegender Typ, der als Basis für einen Netzwerkvariablentyp oder einen 
Konfigurationseigenschaftentyp dienen kann

Anmerkung 1 zum Begriff: Die verfügbaren Basistypen sind in EN 14908-5 festgelegt.

3.3
Typveränderliche Netzwerkvariable
Netzwerkvariable, deren Typ während der Installation geändert werden kann

3.4
CNP-Gerät
Hardware und Software, die eine Anwendung ausführen und mithilfe des in EN 14908-1 festgelegten 
Protokolls mit anderen Geräten kommunizieren

Anmerkung 1 zum Begriff: Ein solches Gerät kann optional eine Schnittstelle zu einer Eingabe/Ausgabe-Hardware 
aufweisen. Ein CNPGerät umfasst mindestens einen Prozessor und einen CNP-Sender-Empfänger, auch als CNP-Knoten 
oder einfach Knoten bezeichnet. Ein CNPGerät umfasst mindestens einen Prozessor und einen CNP-Sender-Empfänger, 
auch als CNP-Knoten oder einfach Knoten bezeichnet.

3.5
CNP-Netzwerk
Zusammenstellung intelligenter Geräte, die mithilfe des in EN 14908-1 festgelegten Protokolls über einen 
Kommunikationskanal oder mehrere Kommunikationskanäle miteinander kommunizieren

� Entwurf �
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3.6
Konfigurationseigenschaft
CP
Datenwert zur Konfiguration des Anwendungsprogramms in einem Gerät

Anmerkung 1 zum Begriff: CPs werden verwendet, um Parameter, wie Maximal-, Minimal-, Standard- und Override-
Werte einzustellen. Sie werden mithilfe von Konfigurationsnetzwerkvariablen oder über Datenobjekte in 
Konfigurationsdateien implementiert. CP-Daten werden im nichtflüchtigen Speicher eines Geräts gespeichert.

3.7
CP-Mitglied
Bestandteil eines Funktionsprofils

Anmerkung 1 zum Begriff: Siehe 3.24.

3.8
CP-Mitgliedsnummer
Bestandteil eines Funktionsprofils

Anmerkung 1 zum Begriff: Siehe 3.25.

3.9
CP-Typindex
16-Bit-Zahl, die eindeutig einen Konfigurationseigenschafts-Typ im Gültigkeitsbereich kennzeichnet, der 
durch die Gültigkeitsbereichsnummer und das Programm-ID-Template der Ressourcendatei festgelegt ist, in 
der die Definition des Konfigurationseigenschafts-Typs enthalten ist

3.10
Gerät
Logische und physikalische Einheit eines Netzwerks mit einer Anwendung, welche die Kommunikation mit 
anderen logischen und physikalischen Einheiten erlaubt

3.11
Gerätekanal-ID
Zahl, die optional den Kanal angibt, mit dem das Gerät verbunden ist

3.12
Geräteklasse
2-Byte-Feld zur Kennzeichnung der Primärfunktion eines Geräts und Teil der SPID dieses Geräts

3.13
Geräteschnittstelle
im Netzwerk sichtbare Schnittstelle mit einem Gerät, bestehend aus der Unique_Node_ID, der Program_ID, 
der Channel_ID, dem Standort-Feld, der Selbstdokumentations-Zeichenkette des Geräts, den Geräte-
Konfigurationseigenschaften und den Funktionsblöcken

3.14
Gerätestandort-Feld
Zeichenkette oder Nummer, die optional den Standort eines Geräts festlegt

3.15
Selbstdokumentations-Zeichenkette des Geräts
DSDS, en: Device Self-Documentation String
Zeichenkette, die die Inhaltsstruktur der Selbstdokumentations-Zeichenketten und die Funktionsblöcke 
festlegt und optional die Funktion eines Geräts beschreibt

� Entwurf �
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3.16
Geräteunterklasse
2-Byte-Feld, das im ersten Byte die Nutzung und im zweiten Byte den Kanaltyp festlegt und Teil der SPID 
eines Geräts ist

Anmerkung 1 zum Begriff: Siehe Definitionen zur Nutzung und zum Kanaltyp.

3.17
dynamischer Funktionsblock
Funktionsblock, der einem Gerät über ein Netzwerktool hinzugefügt wird, nachdem das Gerät installiert 
wurde

3.18
dynamische Netzwerkvariable
Netzwerkvariable, die einem Gerät über ein Netzwerktool hinzugefügt wird, nachdem das Gerät installiert 
wurde

3.19
Format
<Programm-ID> 4-Bit-Wert, der die Struktur der Programm-ID als Standard-Programm-Bezeichner (SPID) 
und Selbstdokumentations-Zeichenkette des Geräts (DSDS) im Gerät festlegt

<Ressourcendatei> Zeichenkette, die Formatierungsanweisungen für einen Netzwerkvariablen- oder 
Konfigurationseigenschafts-Typ enthält

3.20
Funktionsblock
Fblock
Teil einer Geräteanwendung, der eine Aufgabe durchführt, indem er Eingaben in Form von Konfigurations- 
und Betriebsdaten empfängt, diese Daten verarbeitet und Ausgaben in Form von Betriebsdaten sendet

Anmerkung 1 zum Begriff: Ein Funktionsblock kann Eingaben aus dem Netzwerk, von der an das Gerät 
angeschlossenen Hardware und/oder von anderen Funktionsblöcken eines Geräts empfangen. Ein Funktionsblock kann 
Ausgaben an das Netzwerk, an die an das Gerät angeschlossene Hardware und/oder an andere Funktionsblöcke des 
Geräts senden. Ein Funktionsblock ist eine Implementierung eines Funktionsprofils. Ein �Standard�-Funktionsblock ist 
ein Funktionsblock, der auf einem Standard-Funktionsprofil-Template (SFPT, en: Standard Functional Profile Template) 
beruht.

3.21
Funktionsblock-Index
sequentiell vergebene Nummer zur Kennzeichnung einer Funktionsblock-Implementierung eines Geräts

3.22
Funktionsprofil
FP
Template, das übliche Einheiten des Funktionsverhaltens beschreibt, auch bekannt als Profil oder FP; das 
Funktionsprofil kann mit einem maschinenlesbaren Funktionsprofil-Template (FPT, en: Functional-Profile 
Template) dargestellt werden

Anmerkung 1 zum Begriff: Jedes Funktionsprofil besteht aus einer Profilbeschreibung und einem festgelegten Satz 
von Netzwerkvariablen und Konfigurationseigenschaften, die so ausgelegt sind, dass sie eine Einzelfunktion eines 
Geräts ausführen. Die Netzwerkvariablen und Konfigurationseigenschaften, die durch das Funktionsprofil festgelegt 
sind, werden als Funktionsprofil-Elemente bezeichnet. Ein Funktionsprofil legt fest, ob die Implementierung jedes 
Funktionsprofil-Elements obligatorisch oder optional ist. Ein Profil wird eindeutig durch ein Programm-ID-Template, 
den Gültigkeitsbereich und die Funktionsprofil-Nummer gekennzeichnet.

� Entwurf �
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3.23
Funktionsprofil-Schlüssel
Funktionsprofil-Nummer

Anmerkung 1 zum Begriff: Siehe 3.26.

3.24
Funktionsprofil-Element
Netzwerkvariablen- oder Konfigurationseigenschafts-Element eines Funktionsprofils

Anmerkung 1 zum Begriff: Jedes Funktionsprofil-Element wird durch das Funktionsprofil als obligatorisch oder 
optional gekennzeichnet. Jedes Element enthält außerdem eine Textbeschreibung des Elements für das Funktionsprofil.

3.25
Nummer des Funktionsprofil-Elements
2-Byte-Nummer, die eindeutig ein Netzwerkvariablen- oder Konfigurationseigenschafts-Element eines 
Funktionsprofils kennzeichnet

Anmerkung 1 zum Begriff: Diese Nummer des Elements wird verwendet, um einer Netzwerkvariablen oder einer 
Konfigurationseigenschaft des Geräts das zugehörige Netzwerkvariablen- oder Konfigurationseigenschafts-Element des 
Funktionsprofils zuzuweisen. Die Nummern der Elemente sollten zwischen 1 und 4 095 liegen und brauchen nicht 
direkt aufeinander zu folgen. Die Nummern der Elemente müssen eindeutig sein, mit der Ausnahme, dass für die 
Netzwerkvariablen- und die Konfigurationseigenschafts-Elemente die gleichen Nummern vergeben werden dürfen (aus 
diesem Grund sollten die Nummern der Netzwerkvariablen-Elemente und der Konfigurationseigenschafts-Elemente 
eindeutig sein, brauchen jedoch untereinander nicht eindeutig zu sein). Es dürfen höchstens jeweils 255 obligatorische 
und 255 optionale Elemente jedes Typs vorliegen (Gültigkeitsbereich-0-NV (Scope-0-NV), NV-erbend, 
Gültigkeitsbereich-0-CP (Scope-0-CP) und CP-erbend).

3.26
Funktionsprofil-Nummer
2-Byte-Nummer, die eindeutig ein Funktionsprofil innerhalb des Gültigkeitsbereichs kennzeichnet, der 
durch die Gültigkeitsbereichs-Nummer und das Programm-ID-Template der Ressourcendatei 
gekennzeichnet ist, die die Funktionsprofil-Definition enthält

Anmerkung 1 zum Begriff: Die Funktionsprofil-Nummer wird auch als �Funktionsprofil-Schlüssel� oder als �FPT-
Schlüssel� bezeichnet.

3.27
Funktionsprofilselektor
senkrechter Strich nach ASCII (�|�) oder Rautezeichen nach ASCII (�#�) zur Kennzeichnung des 
Zusammenhangs einer Netzwerkvariablen oder Konfigurationseigenschaft mit einem Gültigkeitsbereich-0-
Profil bzw. einem Profil eines höher benummerten Gültigkeitsbereichs, wenn ein höher benummerter 
Gültigkeitsbereich kennzeichnen würde, dass die NV oder die CP ergänzt wurde, um ein Gültigkeitsbereich-
0-Profil zu verbessern, oder dass sie für ein Nicht-Standard-Profil gilt

BEISPIEL Das Element �|1� eines Funktionsprofils ist nicht dasselbe wie das Element �#1� desselben Profils. Auf 
diese Weise lassen sich Konflikte vermeiden, wenn neue Mitglieder zu Standardfunktionsprofilen hinzugefügt werden, 
die bereits als Basis für vererbte Profile verwendet werden.

Anmerkung 1 zum Begriff: Handelt es sich bei dem Funktionsprofilselektor um einen vertikalen Strich, bezeichnet die 
Zahl die Mitgliedschaft in einem Scope-0-Profil. Ist es dagegen ein Nummernzeichen, bezeichnet die Zahl die 
Mitgliedschaft in einem vererbten Profil. Das Nummernzeichen wird als Funktionsprofilselektor immer für Mitglieder 
von Benutzerfunktionsprofilen verwendet. Hierzu zählen auch solche Profile, bei denen keine Vererbung verwendet 
wird. Der vertikale Strich wird immer dann verwendet, wenn es sich um Mitglieder eines Standardfunktionsprofils 
handelt. Zwei unterschiedliche Funktionsprofilmitglieder können die gleiche Nummer haben, solange unterschiedliche 
Funktionsprofilselektoren verwendet werden.

� Entwurf �
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3.28
Funktionsprofil-Template
Funktionsprofil in vom Menschen lesbarer und maschinenlesbarer Form

Anmerkung 1 zum Begriff: Siehe 3.22.

3.29
globaler Index
Funktionsblock-Index

Anmerkung 1 zum Begriff: Siehe 3.21.

3.30
erbendes Profil
Funktionsprofil, das Elemente eines Gültigkeitsbereich-0-Profils (Scope-0-Profils) erbt

3.31
Interoperabilität
Bedingungen, die sicherstellen, dass mehrere Geräte � desselben Herstellers oder von unterschiedlichen 
Herstellern � in ein einzelnes Netzwerk integriert werden können, ohne dass eine Anpassung der Geräte 
oder die Entwicklung von Hilfsmitteln erforderlich ist

3.32
Hersteller-Bezeichner
MID
20-Bit-Nummer, die eindeutig den Gerätehersteller kennzeichnet und Teil der SPID des Geräts ist

3.33
Auswahl der Netzwerkschnittstelle
Form der Auswahl der Netzwerkvariable, die auf der Netzwerkschnittstelle erfolgt

3.34
Netzwerkvariable
NV
Datenelement, von dem erwartet wird, dass ein Anwendungsprogramm eines bestimmten Geräts es von 
anderen Geräten in einem Netzwerk empfängt (eine Eingabe-Netzwerkvariable) oder es anderen Geräten im 
Netzwerk zur Verfügung stellt (eine Ausgabe-Netzwerkvariable)

BEISPIEL Einstellung der Temperatur, des Schaltwerts und der Reglerstellung.

Anmerkung 1 zum Begriff: Netzwerkvariablen-Daten werden in der Regel im flüchtigen Speicher des Geräts abgelegt.

3.35
Netzwerkvariablen-Deklaration
Einführen einer Instanz eines Netzwerkvariablen-Typs in einen Anwendungscode

3.36
Netzwerkvariablen-Index
sequentiell vergebene Nummer zur Kennzeichnung einer Netzwerkvariablen-Implementierung an einem 
Gerät

Anmerkung 1 zum Begriff: Bei Neuron-C-Anwendungen wird der Index durch den Neuron-C-Kompilator in der 
Reihenfolge der Deklaration vergeben. Die erste Netzwerkvariable des Geräts besitzt den Index 0, die zweite besitzt den 
Index 1 usw.
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3.37
Netzwerkvariablen-Element
Funktionsprofil-Element, das eine Netzwerkvariable ist

Anmerkung 1 zum Begriff: Siehe 3.24.

3.38
Nummer des Netzwerkvariablen-Elements
Nummer eines Funktionsprofil-Elements, das eine Netzwerkvariable ist

Anmerkung 1 zum Begriff: Siehe 3.25.

3.39
programmatische Bezeichnung der Netzwerkvariable
Name, der einer Netzwerkvariablen-Implementierung durch den Entwickler der Geräteanwendung 
zugewiesen wird

Anmerkung 1 zum Begriff: Die programmatische Bezeichnung ist auf 16 Zeichen begrenzt, einschließlich jeglicher 
optionaler Präfixe. Die programmatische Bezeichnung ist für die Interoperabilität nicht von Bedeutung; entsprechende 
Konventionen werden jedoch in EN 14908-5 vorgeschlagen, um die Nutzung der programmatischen Bezeichnungen für 
die Integratoren zu erleichtern.

3.40
Netzwerkvariablen-Selektion
Prozess der Zuordnung eines Netzwerkvariablen-Selektors zu einer Netzwerkvariablen eines Geräts

3.41
Netzwerkvariablen-Typ
Spezifikation der Länge, der Einheiten, des gültigen Bereichs und der Auflösung der in einer 
Netzwerkvariablen enthaltenen Daten

Anmerkung 1 zum Begriff: Ein Netzwerkvariablen-Typ kann vom einfachen Typ oder vom Typ 1-, 2- oder 4-Byte-
Skalar sein oder aber eine komplexere Struktur oder Menge von bis zu 31 Byte darstellen.

3.42
Index des Netzwerkvariablen-Typs
16-Bit-Zahl, die eindeutig einen Netzwerkvariablen-Typ im Gültigkeitsbereich kennzeichnet, der durch die 
Gültigkeitsbereichsnummer und das Programm-ID-Template der Ressourcendatei festgelegt ist, in der die 
Definition des Netzwerkvariablen-Typs enthalten ist

3.43
eindeutiger Knoten-Bezeichner
UID, en: Unique Node Identifier
eindeutiger 48-Bit-Bezeichner innerhalb der Nur-Lese-Datenstruktur (schreibgeschützt) eines Geräts 
entsprechend der Definition des Protokolls nach EN 14908-1 

Anmerkung 1 zum Begriff: Er wird auch als "Unique_Node_ID" bezeichnet.
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3.44
Knoten
<allgemein> Gerät
<genau> physische und logische Präsenz an einem CNP-Netzwerk mit einer eindeutigen Knoten-ID und 
Netzwerk-Adresse

Anmerkung 1 zum Begriff: Die eindeutige Knoten-ID bezieht sich auf die Kennzeichnung einer einzelnen Instanz eines 
implementierten Protokollstapels nach EN 14908-1. Bei einem Gerät handelt es sich ebenfalls um eine Netzwerkpräsenz
mit einem Anwendungsprozessor und einem oder mehreren Knoten. Ein Gerät mit mehreren eindeutigen Knoten-IDs 
besteht aus mehreren Knoten. Einige Infrastrukturgeräte, wie z. B. Router, bestehen ebenfalls aus mehr als einer 
eindeutigen Knoten-ID und damit aus mehreren Knoten.

3.45
passives Konfigurationstool
PCT
Netzwerktool, das für ein Gerät genutzt werden kann, um die erfolgreiche Inbetriebnahme des Geräts zu 
unterstützen, ohne den Betrieb der weiteren Netzwerktools zu unterbrechen

Anmerkung 1 zum Begriff: Hierbei kann es sich um ein Plug-in, eine eigenständige Software, ein Hardware-
Zusatzbauteil oder ein anderes Tool handeln. Ein passives Konfigurationstool weist die in EN 14908-5 definierten 
Attribute und Fähigkeiten auf.

3.46
Primärfunktionsblock
Funktionsblock in einem Gerät, der die wichtigste Funktion des Geräts implementiert

3.47
Primärfunktionsprofil
Funktionsprofil, das den Primärfunktionsblock eines Geräts definiert

3.48
proprietäre Daten
Daten- und Nachrichtendefinitionen in der Geräteschnittstelle, die ausschließlich dem Hersteller und dessen 
Vertretern bekannt sind

3.49
Selbstdokumentations-Zeichenkette
SD-Zeichenkette
Textfolge im Zusammenhang mit einem Gerät, einer Netzwerkvariablen oder einer 
Konfigurationseigenschaft, die in einem Gerät und in der Geräteschnittstellen-Datei (XIF) für ein Gerät 
gespeichert ist

Anmerkung 1 zum Begriff: Netzwerktools können die Selbstdokumentations-Zeichenketten aus dem Gerät selbst 
oder aus der Geräteschnittstellen-Datei ablesen.

3.50
Selbstdokumentations-Text
optionaler Text innerhalb eines Geräts, einer Netzwerkvariablen oder einer Selbstdokumentations-
Zeichenkette einer Konfigurationseigenschaft, die zum Zwecke der Nutzung durch die Integratoren die 
Dokumentation der bestimmungsgemäßen Nutzung des Geräts, der Netzwerkvariablen oder der 
Konfigurationseigenschaft liefert

3.51
Kanal mit geteilten Medien
Kommunikationskanal, bei dem Nachrichten zwischen zu unterschiedlichen Systemen gehörigen Tools und 
Geräten übertreten können
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3.52
SNVT_xxx
durch den Hersteller  zum Zeitpunkt der Entwicklung des Geräts  ausgewählter SNVT-Platzhalter für eine 
Netzwerkvariable, die durch ein Funktionsprofil definiert ist, wobei jedoch der Typ der Netzwerkvariablen 
nicht durch das Profil definiert ist

Anmerkung 1 zum Begriff: Siehe Definition für den SNVT unter 4.1.

3.53
Standard-Konfigurationseigenschafts-Typ
SCPT, en: Standard Configuration-Property Type
Konfigurationseigenschafts-Typ, der in Abschnitt 4 dieses Dokuments genormt ist

Anmerkung 1 zum Begriff: Ein SCPT ist eine genormte Definition der Einheiten, Skalierung und Codierung, des 
gültigen Bereichs und der Bedeutung des Inhalts der Konfigurationseigenschaften.

3.54
Standard-Netzwerkvariablen-Typ
SNVT
Netzwerkvariablen-Typ, der unter 4.1 des vorliegenden Dokuments genormt ist

3.55
Standard-Programm-Bezeichner
SPID, en: Standard Program Identifier
8-Byte-Zahl, die die Geräteschnittstelle für ein Gerät eindeutig kennzeichnet

Anmerkung 1 zum Begriff: Codiert in Übereinstimmung mit den Regeln nach Anhang B.

3.56
statischer Funktionsblock
Funktionsblock, der statisch für ein Gerät definiert ist; d. h. ein Funktionsblock, bei dem es sich nicht um 
einen dynamischen Funktionsblock handelt

3.57
statische Netzwerkvariable
Netzwerkvariable, die statisch für ein Gerät definiert ist; d. h. eine Netzwerkvariable, bei der es sich nicht um 
eine dynamische Netzwerkvariable handelt

3.58
Teilsystem
zwei oder mehr Geräte, die zusammenarbeiten, um eine Funktion auszuführen, und die in einem 
feststehenden, vordefinierten Verhältnis zueinander stehen

Anmerkung 1 zum Begriff: Ein System darf eine oder mehrere Domain(s) nach EN 14908-1 nutzen.

3.59
erfolgreiche Inbetriebnahme
<Substantiv> Prozess der Integration eines Geräts in ein Netzwerk

<Adjektiv> das Gerät kann physisch in ein Netzwerk installiert und dazu gebracht werden, seine 
Anwendungsfunktion unter ausschließlicher Nutzung seiner Geräteschnittstelle und ausgewählter 
Drittparteien-Tools auszuführen
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3.60
System
ein Teilsystem oder mehrere unabhängig voneinander verwaltete Teilsysteme, die zusammenarbeiten, um 
eine Funktion auszuführen

Anmerkung 1 zum Begriff: Ein System darf eine oder mehrere Domain(s) nach EN 14908-1 nutzen.

3.61
nicht konfiguriertes Gerät
Gerät ohne gültige Netzwerkkonfiguration

3.62
Nutzung
1-Byte-Wert, der die bestimmungsgemäße Nutzung des Geräts beschreibt und Teil der SPID des Geräts ist

Anmerkung 1 zum Begriff: Das Nutzungsfeld besteht aus einer 1-Bit-Flag mit auswechselbarer Schnittstelle, einer 
funktionsprofilspezifischen 1-Bit-Flag und einer 6-Bit-Nutzungs-ID.

3.63
Nutzungs-Bezeichner
6-Bit-Wert im unbedeutendsten Teil des Nutzungsfeldes, der die bestimmungsgemäße Primärnutzung eines 
Geräts kennzeichnet 

3.64
Anwenderdaten
nicht genormte Nutzer-Funktionsblöcke, -Netzwerkvariablen und -Konfigurationseigenschaften, die durch 
einen Gerätehersteller genutzt werden, um die Geräteschnittstelle zu verbessern

3.65
Blinkfunktion
durch ein Gerät bereitgestellte Funktion, die es einem Netzwerkintegrator erlaubt, das Gerät physisch zu 
identifizieren

BEISPIEL Eine Blinkfunktion kann das Blinken einer LED am Gerät verursachen.
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European�foreword�

This document (prEN 14908 6:2021) has been prepared by Technical Committee CEN/TC 247

Building Automation, Controls and Building Management ecretari hic s y SNV.

This document is currently submitted to the CEN Enquiry.

Attention is drawn to the possibility that some of the elements of this document may be the subject of

patent rights. CEN shall not be held responsible for identifying any or all such patent rights.

This document will supersede EN 14908 6:2014.

The main changes compared to EN 14908 6:2014 are as follows:

Adding 11 Standard Network Variables Types SNVTs;

Adding 29 Standard Configuration Property Types SCPTs;

Adding 5 Standard Enumerations ENUM;

Adding 57 Standard Functional Profile Types SFPTs.

This European Standard is part of the EN 14908 series, which consists of the following parts:

EN 14908 1, Open Data Communication in Building Automation, Controls and Building

Management Control Network Protocol Part 1: Protocol Stack

EN 14908 2, Open Data Communication in Building Automation, Controls and Building

Management Control Network Protocol Part 2: Twisted Pair Communication

EN 14908 3, Open Data Communication in Building Automation, Controls and Building

Management Control Network Protocol Part 3: Power Line Channel Specification

EN 14908 4, Open Data Communication in Building Automation, Controls and Building

Management Control Network Protocol Part 4: IP Communication

EN 14908 5, Open Data Communication in Building Automation, Controls and Building Management

Implementation Guideline Control Network Protocol Part 5: Implementation

EN 14908 6, Open Data Communication in Building Automation, Controls and Building

Management Control Network Protocol Part 6: Application Elements

EN 14908 7, Open communication in building automation, controls and building management 

Control Network Protocol Part 7: Communication via internet protocols

prEN 14908 8:2021, Open Data Communication in Building Automation, Controls and Building

Management ✂ Control Network Protocol ✂ Part 8: Communication using Broadband over Power Line

Networks ✂ with internet protocols

prEN 14908 9:2021, Open Data Communication in Building Automation, Controls and Building

Management ✂ Control Network Protocol ✂ Part 9: Wireless Communication in ISM bands

The content of this European Standard covers the data communications used for management,

automation/control and field functions.
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Introduction�

This European Standard is intended to be used by all involved in design, manufacture, engineering,

installation and commissioning activities.

This document specifies the definition of various types of data transfer containers for carrying

temperature, pressure, state, and other forms of data over the protocol defined by EN 14908 1 from any

number of devices to any other number of devices, as defined by the limits in EN 14908 1. It also

specifies the data types for configuration information, used to define timing, default values, and other

data. This document describes a data file transfer method that may be used for transferring

configuration information to and from devices, and specifies the device interface format that describes

the interconnection points of a device.

NOTE The file transfer mechanism is not exclusively used for loading configuration information into a device

and can therefore have other purposes.

This European Standard contributes to the general European policy for energy savings, particularly in

the field of the Energy Performance of Building Directive and the Construction Products Directive (ER

No. Energy onomy n Retention ).
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1 Scope�

This document provides mechanisms through which various vendors of building automation, control,

and building management systems may exchange information in a standardized way.

This document provides specifications for the Application Elements of Control Network Protocol

packets as follows:

definitions of standardized packet (network variable) data types;

definitions of device interface files;

definitions of standardized configuration property types;

definitions of standardized enumeration types;

definitions of standardized functional profiles;

definition of the standardized method of file transfer between devices.

The purpose of this specification is to ensure interoperability between various CNP implementations.

This document contains all the information necessary to read and interpret the format of data and

control information that is used by EN 14908 5. It also defines the device interface for a device as

specified, which is necessary to exchange data between various devices from different manufacturers.

2 Normative�references�

The following documents are referred to in the text in such a way that some or all of their content

constitutes requirements of this document. For dated references, only the edition cited applies. For

undated references, the latest edition of the referenced document (including any amendments) applies.

EN 14908 1:2005, Open Data Communication in Building Automation, Controls and Building

Management Building Network Protocol Part 1: Protocol Stack

EN 14908 2, Open Data Communication in Building Automation, Controls and Building Management 

Control Network Protocol Part 2: Twisted Pair Communication

EN 14908 3, Open Data Communication in Building Automation, Controls and Building Management 

Control Network Protocol Part 3: Power Line Channel Specification

EN 14908 4, Open Data Communication in Building Automation, Controls and Building Management 

Control Network Protocol Part 4: IP Communication

EN 14908 5, Open Data Communication in Building Automation, Controls and Building Management

Implementation Guideline Control Network Protocol Part 5: Implementation

E DIN EN 14908-6:2021-10 � Entwurf �

Full document details: E DIN EN 14908-6:2021-10

http://www.avadocuments.com/doc/e-din-en-14908-6-2021-10
http://www.avadocuments.com/doc/e-din-en-14908-6-2021-10


prEN�14908�6:2021�(E)�

23

3 Terms�and�definitions�

For the purposes of this document, the terms and definitions given in EN 14908 1:2005 and the

following apply.

ISO and IEC maintain terminological databases for use in standardization at the following addresses:

IEC Electropedia: available at http://www.electropedia.org/

ISO Online browsing platform: available at http://www.iso.org/obp

3.1�

application�set�

functional block or functional blocks to which a configuration property applies

EXAMPLE A network variable, a series or compilation of network variables, a functional block, a series or

compilation of functional blocks, or the entire device.

3.2�

base�type�

fundamental type that can be used as the basis of a network variable type or configuration property

type

Note 1 to entry: The available base types are defined in EN 14908 5.

3.3�

changeable�type�network�variable�

network variable whose type can be changed during installation

3.4�

CNP�device�

hardware and software that runs an application and communicates with other devices using the

EN 14908 1 protocol

Note 1 to entry: It may optionally interface with input/output hardware. A CNP device includes at least one

processor and a CNP transceiver also called a CNP node, or simply a node.

3.5�

CNP�network�

collection of intelligent devices that communicate with each other using the EN 14908 1 protocol over

one or more communications channels

3.6�

configuration�property�

CP

data value used to configure the application program in a device

Note 1 to entry: Configuration properties are used to set parameters such as maximum, minimum, default, and

override values. CPs are implemented using configuration network variables or as data items within configuration

files. Configuration property data are kep in a device s non volatile memory.

3.7�

configuration�property�member�

part of a functional profile

Note 1 to entry: See 3.24.
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3.8�

configuration�property�member�number�

part of a functional profile

Note 1 to entry: See 3.25.

3.9�

configuration�property�type�index�

16 bit number that uniquely identifies a configuration property type within the scope defined by the

scope number and program ID template of the resource file that contains the configuration property

type definition

3.10�

device�

logical and physical entity of the network containing an application that is designed to communicate

with other logical and physical entities

3.11�

device�channel�Identifier�

number that optionally specifies the channel to which a device is attached

3.12�

device�class�

two byte field identifying the primary function of a device and part of the SPID of the device

3.13�

device�interface�

network visible interface to a device consisting of the unique node ID, program ID, channel ID, location

field, device self documentation string, device configuration properties, and functional blocks

3.14�

device�location�field�

string or number that optionally specifies the location of a device

3.15�

device�self�documentation�string�

DSDS�

string that specifies the structure of the contents of the self documentation strings, the functional

blocks, and optionally describes the function of a device

3.16�

device�subclass�

two byte field specifying the usage in the first byte and the channel type in the second byte and is part

of the SPID of a device

Note 1 to entry: See the usage and channel type definitions.

3.17�

dynamic�functional�block�

functional block that is added to a device by a network tool after the device is installed
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3.18�

dynamic�network�variable�

network variable that is added to a device by a network tool after the device is installed

3.19�

format�

<program ID> four bit value defining the structure of the program ID as being a Standard Program

Identifier (SPID) and device self documentation string (DSDS) in the device

<resource file> string that provides formatting instructions for a network variable or configuration

property type

3.20�

functional�block�

fblock�

portion devic s application that performs a task by receiving configuration and operational data

inputs, processing the data, and sending operational data outputs

Note 1 to entry: A functional block may receive inputs from the network, from hardware attached to the device,

and/or from other functional blocks on a device. A functional block may send outputs to the network, to hardware

attached to the device, and/or to other functional blocks on the device. A functional block is an implementation of

a functional profile. A standard functional block is one based on a standard functional profile template (SFPT).

3.21�

functional�block�index�

sequentially assigned number identifying a functional block implementation on a device

3.22�

functional�profile�

FP

template that describes common units of functional behaviour, also known as profiles, or FPs; which

can be represented with a machine readable functional profile template (FPT)

Note 1 to entry: Each functional profile consists of a profile description and a specified set of network variables

and configuration properties designed to perform a single function on a device. The network variables and

configuration properties specified by the functional profile are called the functional profile members. A functional

profile specifies whether the implementation of each functional profile member is mandatory or optional. A

profile is uniquely identified by a program ID template, scope, and functional profile number.

3.23�

functional�profile�key�

functional profile number

Note 1 to entry: See 3.26.

3.24�

functional�profile�member�

network variable or configuration property member of a functional profile

Note 1 to entry: Each functional profile member is identified as mandatory or optional by the functional profile.

Each member also includes a text description of the member for the functional profile.
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3.25�

functional�profile�member�number�

two byte number that uniquely identifies a network variable or configuration property member of a

functional profile

Note 1 to entry: This member number is used to associate a network variable or configuration property on a

device with the corresponding network variable or configuration property member of the functional profile.

Member numbers should be in the range of 1 to 4 095, and need not be contiguous. Member numbers shall be

unique, with the exception that network variable and configuration property members may use the same number

(therefore, network variable members numbers shoul be unique an configuration proper members

numbers should be unique, but they need not be unique between network variable members and configuration

property members). There may be a maximum of 255 mandatory members and 255 optional members of each

type (scope 0 NV, inheriting NV, scope 0 CP, and inheriting CP).

3.26�

functional�profile�number�

two byte number that uniquely identifies a functional profile within the scope defined by the scope

number and program ID template of the resource file that contains the functional profile definition

Note 1 to entry: The functional profile number is also called the functional profile key , or the FPT key .

3.27�

functional�profile�selector�

ASCII vertical bar ( | ) or ASCII number sign ( # ) to denote the association of a network variable or

configuration property with a scope 0 profile or a profile of a higher numbered scope, respectively,

where a higher numbered scope would denote the NV or CP was added to enhance a scope 0 profile or

that it applies to a non standard profile

EXAMPLE The |1 member of a functional profile is not the same as the #1 member of the same profile.

This prevents conflicts if new members are added to a standard functional profile that has already been used as

the basis for inheriting profiles.

Note 1 to entry: If the functional profile selector is a vertical bar, the member number identifies a member of a

scope 0 profile. If the functional profile selector is a number sign, the member number identifies a member of the

inheriting profile. The number sign functional profile selector is always used for members of user functional

profiles, including profiles that do not use inheritance. The vertical bar functional profile selector is always used

for members of standard functional profiles. Two different functional profile members may have the same

member number as long as they use different functional profile selectors.

3.28�

functional�profile�template�

functional profile in human and machine readable form

Note 1 to entry: See 3.22.

3.29�

global�index�

functional block index

Note 1 to entry: See 3.21.

3.30�

inheriting�profile�

functional profile that inherits members from a scope 0 profile
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3.31�

interoperability�

conditions ensu multi devices from the sam different manufacturers c b integrate

into a single network without requiring custom device or tool development

3.32�

manufacturer�Identifier�

MID�

20 bi numb t uniqu identifies th devic manufact o device and is th device s

SPID

3.33�

network�interface�selection�

form of network variable selection that occurs on the network interface

3.34

network�variable�

NV

data item that a particular device application program expects to get from other devices on a network

(an input network variable) or expects to make available to other devices on a network (an output

network variable)

EXAMPLE A temperature, switch value, and actuator position setting.

Note 1 to entry: Network variable data are typicall e in a device s volatile memory.

3.35�

network�variable�declaration�

establishment of an instance of a network variable type within the code of an application

3.36�

network�variable�index�

sequentially assigned number identifying a network variable implementation on a device

Note 1 to entry: For Neuron C applications, the index is assigned by the Neuron C compiler in the order of

declaration. The first network variable on a device has index 0, the second index 1, etc.

3.37�

network�variable�member�

functional profile member that is a network variable

Note 1 to entry: See 3.24.

3.38�

network�variable�member�number�

number of a functional profile member that is a network variable

Note 1 to entry: See 3.25.
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3.39�

network�variable�programmatic�name�

name assigned to a network variable implementation by the device application developer

Note 1 to entry: The programmatic name is limited to 16 characters, including any optional prefixes. The

programmatic name is not significant for interoperability, but conventions are suggested in EN 14908 5 to make

programmatic names easier to use for integrators.

3.40�

network�variable�selection�

process of associating a network variable selector with a network variable on a device

3.41�

network�variable�type�

specification of the length, units, valid range, and resolution of the data contained within a network

variable

Note 1 to entry: A network variable type may be a simple, one, two, or four byte scalar type; or a more complex

structure or union of up to 31 bytes.

3.42�

network�variable�type�index�

16 bit number that uniquely identifies a network variable type within the scope defined by the scope

number and program ID template of the resource file that contains the network variable type definition

3.43�

unique�node�Identifier�

UID

unique 48 bit identifier within the read only data structure of a device as defined by the EN 14908 1

protocol

Note 1 to entry: It is also called the unique_node_ID .

3.44�

node�

<common> device

<precise> physical and logical presence on a CNP network with a unique node ID and network address

Note 1 to entry: The unique node ID relates to the identification of a single instance of an implemented

EN 14908 1 protocol stack. A device is also a network presence with an application processor and one or more

nodes. A device with multiple unique node IDs would consist of multiple nodes. Some infrastructure devices, such

as routers, also consist of more than one unique node ID and thus consist of multiple nodes.

3.45�

passive�configuration�tool�

PCT�

network tool that can be used on a device to assist in the successful commissioning of the device

without disrupting the operation of other network tools

Note 1 to entry: It may be a plug in, standalone software, hardware attachment, or other tool. A passive

configuration tool has attributes and capabilities as defined in EN 14908 5.
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3.46�

primary�functional�block�

functional block on a device that implements the most important function for the device

3.47�

primary�functional�profile�

functional profile that defines the primary functional block on a device

3.48�

proprietary�data�

data and message definitions in the device interface that are known only to the manufacturer and the

manufact ents

3.49�

self�documentation�string�

SD�string�

text string associated with a device, network variable, or configuration property that is stored within a

device and within the device interface (XIF) file for a device

Note 1 to entry: Network tools can read the self documentation strings from the device itself or from the device

interface file.

3.50�

self�documentation�text�

optional text within a device, network variable, or configuration property self documentation string

that provides documentation of the intended use of the device, network variable, or configuration

property respectively for use by integrators

3.51�

shared�media�channel�

communications channel where messages can leak between tools and devices belonging to different

systems

3.52�

SNVT_xxx�

placehold SNVT chos by manufacture tim o devic s development for

network variable that is defined by a functional profile, but where the type for the network variable is

not defined by the profile

Note 1 to entry: See definition of SNVT in 4.1.

3.53�

standard�configuration�property�type�

SCPT�

configuration property type that has been standardized by this document in Clause 4

Note 1 to entry: A SCPT is a standardized definition of the units, scaling, encoding, valid range, and meaning of the

contents of configuration properties.
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3.54�

standard�network�variable�type�

SNVT�

network variable type that has been standardized by this document in 4.1

3.55�

standard�program�Identifier�

SPID�

eight byte number that uniquely identifies the device interface for a device

Note 1 to entry: Encoded according to rules specified in Annex B.

3.56�

static�functional�block�

functional block that is statically defined for a device; that is, a functional block that is not a dynamic

functional block

3.57�

static�network�variable�

network variable that is statically defined for a device; that is, a network variable that is not a dynamic

network variable

3.58�

subsystem�

two or more devices working together to perform a function and bearing fixed, pre defined

relationships to one another

Note 1 to entry: A subsystemmay use one or more EN 14908 1 domains.

3.59�

successful�commissioning�

<noun> process of taking a device and integrating it into a network

<adjective> device can be physically installed in a network and made to perform its application function

with the exclusive use of its device interface and a choice of third party tools

3.60�

system�

one or more independently managed subsystems working together to perform a function

Note 1 to entry: A system may use one or more EN 14908 1 domains.

3.61�

unconfigured�device�

device without a valid network configuration

3.62�

usage�

one byte value describing the intended usage of the device and is part of the SPID of a device

Note 1 to entry: The usage field consists of a one bit changeable interface flag, a one bit functional profile specific

flag, and a 6 bit usage ID.
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3.63�

usage�Identifier�

six bit value in the least significant portion of the usage field that identifies the primary intended usage

of a device

3.64�

user�data�

non standardized user functional blocks, user network variables, and user configuration properties

used by a device manufacturer to augment the device interface

3.65�

wink�function�

function provided by a device that allows a network integrator to physically identify the device

EXAMPLE A wink function may blink an LED on the device.

4 Standard�network�variable�type�✁�SNVT�

4.1 Introduction�

CNP devices typically exchange data using network variables. Network variables greatly simplify the

tas o designing CN applicati programs interoperability multi vendors products A

network variable is any data item (temperature, a switch value, or an actuator position setting) that a

particular device application program expects to get from other devices on the network (an input

network variable) or expects to make available to other devices on the network (an output network

variable). When the application program has a changed value for an output network variable, it simply

passes the new value to the device firmware. Via a process that takes place during network design and

installation called binding, the protocol stack is configured to know the logical address of the other

devices or group of devices in the network expecting that network variable, and it assembles and sends

the appropriate packets to these devices. Similarly, when the protocol stack receives an updated value

for an input network variable required by its application program, it passes the data to the application

program. The binding process thus creates logical connections between an output network variable in

one device and an input network variable in another device or group of devices. Connections may be

thought of as virtual wires . Every network variable has a type that defines the units, scaling, and

structure of the data contained within the network variable. Network variables shall be the same type

to be connected. This prevents common installation errors from occurring such as a pressure output

being connected to a temperature input. Type translators are available to convert network variables of

one type to another type. This document defines standard network variable types (SNVTs) that define

commonly used types. Alternatively, manufacturers may define their own user network variable types

(UNVTs). UNVTs shall be documented in manufacturer specific resource files.

Basic data types (e.g. signed long) and their sizes are defined in EN 14908 5.
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4.2 SNVT_amp�

Overview:�Electric current in Amperes.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

1 2 signed long 32 768 32 767 1×10 1×(Raw+0) 0,1 Amperes

4.3 SNVT_amp_mil�

Overview:�Electric current in milliAmperes.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

2 2 signed long 32 768 32 767 1×10 1×(Raw+0) 0,1 milliAmperes

4.4 SNVT_angle�

Overview:�Angular distance in radians.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

3 2 unsigned long 0 65 535 1×10 3×(Raw+0) 0,001 radians

4.5 SNVT_angle_vel�

Overview:�Angular velocity in radians/second.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

4 2 signed long 32 768 32 767 1×10 1×(Raw+0) 0,1 radians/second

4.6 SNVT_btu_kilo�

Overview:�Thermal energy in kilo Btus.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

5 2 unsigned long 0 65 535 1×100×(Raw+0) 1 kilo Btus

4.7 SNVT_btu_mega�

Overview:�Thermal energy in mega Btus.

Index Size in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

6 2 unsigned long 0 65 535 1×100×(Raw+0) 1 mega Btus

4.8 SNVT_char_ascii�

Overview:�ASCII character in 8 bit ASCII character.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

7 1 unsigned char 0 255 1×100×(Raw+0) 1 8 bit ASCII character
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4.9 SNVT_count�

Overview:�Absolute count in units.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

8 2 unsigned long 0 65 535 1×100×(Raw+0) 1 units

4.10 SNVT_count_inc�

Overview:�Increment count in units (delta).

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

9 2 signed long 32 768 32 767 1×100×(Raw+0) 1 units (delta)

4.11 SNVT_date_day�

Overview:�Day of week.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaled�Value Invalid

11 1 days_of_week_t 1 6 none (enumeration) 1

4.12 SNVT_elec_kwh�

Overview:�Electrical energy in kiloWatt hours.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

13 2 unsigned long 0 65 535 1×100×(Raw+0) 1 kW h

4.13 SNVT_elec_whr�

Overview:�Electrical energy in Watt hours.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

14 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 W h

4.14 SNVT_flow�

Overview:�Flow volume in liters/second.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

15 2 unsigned long 0 65 535 1×100×(Raw+0) 1 l/s

4.15 SNVT_flow_mil�

Overview:�Flow volume in milliliters/second.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

16 2 unsigned long 0 65 535 1×100×(Raw+0) 1 ml/s
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4.16 SNVT_length�

Overview:�Length in meters.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

17 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 m

4.17 SNVT_length_kilo�

Overview:�Length in kilometers.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

18 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 km

4.18 SNVT_length_micr�

Overview:�Length in micrometers (microns).

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

19 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 µm (microns)

4.19 SNVT_length_mil�

Overview:�Length in millimeters.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

20 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 mm

4.20 SNVT_lev_cont�

Overview:�Continuous level in % of full level.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

21 1 unsigned short 0 200 5×10 1×(Raw+0) 0,5 % of full level

4.21 SNVT_mass�

Overview:�Mass in grams.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

23 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 g

4.22 SNVT_mass_kilo�

Overview:�Mass in kilograms.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

24 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 kg
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4.23 SNVT_mass_mega�

Overview:�Mass in metric tons.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

25 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 t

4.24 SNVT_mass_mil�

Overview:�Mass in milligrams.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

26 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 mg

4.25 SNVT_power�

Overview:�Power inWatts.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

27 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 W

4.26 SNVT_power_kilo�

Overview:�Power in kiloWatts.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

28 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 kW

4.27 SNVT_ppm�

Overview:�Concentration in ppm.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

29 2 unsigned long 0 65 535 1×100×(Raw+0) 1 ppm

4.28 SNVT_press�

Overview:�Pressure (gauge) in kiloPascals.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

30 2 signed long 32 768 32 767 1×10 1×(Raw+0) 0,1 kP

4.29 SNVT_res�

Overview:�Electric resistance in Ohms.

Index Size�in Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

31 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 Ohms
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4.30 SNVT_res_kilo�

Overview:�Electric resistance in kiloOhms.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

32 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 kiloOhms

4.31 SNVT_sound_db�

Overview:�Sound level in dB.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

33 2 signed long 32 768 32 767 1×10 2×(Raw+0) 0,01 dB

4.32 SNVT_speed�

Overview:�Linear velocity in meters/second.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

34 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 m/s

4.33 SNVT_speed_mil�

Overview:�Linear velocity in meters/second.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

35 2 unsigned long 0 65 535 1×10 3×(Raw+0) 0,001 m/s

4.34 SNVT_str_asc�

Overview:�Character string (30 characters max).

Index Size�in�Bytes CNP�Data�Type

36 31 structure

Field
CNP�Data�Type/

Invalid�Value

Maximum/

Minimum

Scaled�Value/

Resolution

SNVT_str_asc.ascii unsigned char 255 1×100×(Raw+0)

(none) 0 1 array of 31 characters

4.35 SNVT_str_int�

Overview:�Wide character string with locale code (15 characters max).

Index Size�in�Bytes CNP�Data�Type

37 31 structure

Field
CNP�Data�Type/

Invalid�Value

Maximum/

Minimum

Scaled�Value/

Resolution

SNVT_str_int.char_set unsigned short 255 1×100×(Raw+0)

(none) 0 1 code value

SNVT_str_int.wide_char unsigned long 65 535 1×100×(Raw+0)
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Index Size�in�Bytes CNP�Data�Type

37 31 structure

Field
CNP�Data�Type/

Invalid�Value

Maximum/

Minimum

Scaled�Value/

Resolution

(none) 0 1 array of 15 wide characters

4.36 SNVT_telcom�

Overview:�Telecomm states.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaled�Value Invalid

38 1 telcom_states_t 1 20 none (enumeration) 1

4.37 SNVT_temp�

Overview:�Temperature in degrees Celsius.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

39 2 unsigned long 0 65 535 1×10 1×(Raw 2740) 0,1 °C

4.38 SNVT_vol�

Overview:�Volume in liters.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

41 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 l

4.39 SNVT_vol_kilo�

Overview:�Volume in kiloliters.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

42 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 kl

4.40 SNVT_vol_mil�

Overview:�Volume in milliliters.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

43 2 unsigned long 0 65 535 1×10 1×(Raw+0) 0,1 ml

4.41 SNVT_volt�

Overview:�Electric potential in Volts.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

44 2 signed long 32 768 32 767 1×10 1×(Raw+0) 0,1 V

E DIN EN 14908-6:2021-10 � Entwurf �

Full document details: E DIN EN 14908-6:2021-10

http://www.avadocuments.com/doc/e-din-en-14908-6-2021-10
http://www.avadocuments.com/doc/e-din-en-14908-6-2021-10


prEN�14908�6:2021�(E)�

38

4.42 SNVT_volt_dbmv�

Overview:�Electric potential in dB microVolts.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

45 2 signed long 32 768 32 767 1×10 2×(Raw+0) 0,01 dB microVolts

4.43 SNVT_volt_kilo�

Overview:�Electric potential in kiloVolts.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

46 2 signed long 32 768 32 767 1×10 1×(Raw+0) 0,1 kV

4.44 SNVT_volt_mil�

Overview:�Electric potential in milliVolts.

Index Size�in�Bytes CNP�Data�Type Minimum Maximum Scaling Resolution

47 2 signed long 32 768 32 767 1×10 1×(Raw+0) 0,1 mV

4.45 SNVT_amp_f�

Overview:�Electric current in Amperes.

Index
Size�in�

Bytes

CNP�

Data�

Type

Minimum Maximum
Scaled�

Value
Invalid

48 4
floating

point
3,402 823 466 385 3E + 038 3,402 823 466 385 3E + 038 floating

NAN and Out

of Range

4.46 SNVT_angle_f�

Overview:�Angular distance in radians.

Index
Size�in�

Bytes

CNP�Data�

Type
Minimum Maximum

Scaled�

Value
Invalid

49 4
floating

point
3,402 823 466 385 3E + 038 3,402 823 466 385 3E + 038 floating

NAN and Out

of Range

4.47 SNVT_angle_vel_f�

Overview:�Angular velocity in radians/second.

Index
Size�in�

Bytes

CNP�Data�

Type
Minimum Maximum

Scaled�

Value
Invalid

50 4
floating

point
3,402 823 466 385 3E + 038 3,402 823 466 385 3E + 038 floating

NAN and Out

of Range
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