
 

 
 
 
 
 

SAFETY AUDIT / ASSESSMENT 
TOOL 

INDUSTRIAL GAS CYLINDER 
FILLING 

 
Doc 102.03/20 

 
Revision of Doc 102/08 Appendix C2 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
      EUROPEAN INDUSTRIAL GASES ASSOCIATION AISBL 
 

AVENUE DE L’ASTRONOMIE 30    •   B – 1210 BRUSSELS 
Tel: +32 2 217 70 98 

E-mail: info@eiga.eu    •    Internet: www.eiga.eu

Full document details: EIGA DOC 102.03 0

http://www.avadocuments.com/doc/eiga-doc-102-03-0
http://www.avadocuments.com/doc/eiga-doc-102-03-0


 

 EIGA grants permission to reproduce this publication provided the Association is acknowledged as the source 
 

EUROPEAN INDUSTRIAL GASES ASSOCIATION AISBL 
Avenue de l’Astronomie 30    B 1210 Brussels      Tel +32 2 217 70 98 

E-mail: info@eiga.eu     Internet: www.eiga.eu 
 

Doc 102.03/20 

 

 
SAFETY AUDIT / ASSESSMENT TOOL 
INDUSTRIAL GAS CYLINDER FILLING 

 
 
 
 
Prepared by WG-16 Worker Safety 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Disclaimer 
 

All technical publications of EIGA or under EIGA's name, including Codes of practice, Safety procedures and any other technical 
information contained in such publications were obtained from sources believed to be reliable and are based on technical 
information and experience currently available from members of EIGA and others at the date of their issuance. 
 
While EIGA recommends reference to or use of its publications by its members, such reference to or use of EIGA's publications by 
its members or third parties are purely voluntary and not binding. 
 
Therefore, EIGA or its members make no guarantee of the results and assume no liability or responsibility in connection with the 
reference to or use of information or suggestions contained in EIGA's publications. 
 
EIGA has no control whatsoever as regards, performance or non performance, misinterpretation, proper or improper use of any 
information or suggestions contained in EIGA's publications by any person or entity (including EIGA members) and EIGA expressly 
disclaims any liability in connection thereto. 
 
EIGA's publications are subject to periodic review and users are cautioned to obtain the latest edition. 
 
 

Full document details: EIGA DOC 102.03 0

http://www.avadocuments.com/doc/eiga-doc-102-03-0
http://www.avadocuments.com/doc/eiga-doc-102-03-0


EIGA  DOC 102.03/20 
 

 

Table of Contents 
1 Introduction.................................................................................................................... 1 

2 Scope and purpose ......................................................................................................... 1 
2.1 Scope ..................................................................................................................... 1 
2.2 Purpose .................................................................................................................. 1 

3 Formats for Audit Checklists ............................................................................................. 2 

3.1 Format for Audit / Assessment Tool Questions.............................................................. 2 
3.2 Typical Format for collection of evidence and development of findings.............................. 2 
3.3 Typical format for management of actions arising from the audit ...................................... 3 

4 Industrial Gas Cylinder Filling – Question Set...................................................................... 1 
 
 
 
 

Amendments to Doc 102/08 
 

All Complete revision of Doc.102/08 Appendix C2 
All New format of Safety Audit / Assessment Tool 

 
 
 
 
 

Full document details: EIGA DOC 102.03 0

http://www.avadocuments.com/doc/eiga-doc-102-03-0
http://www.avadocuments.com/doc/eiga-doc-102-03-0


EIGA  DOC 102.03/20 
 

 1 

1 Introduction 

Auditing is a proactive management tool for use by an organisation or activity as a part of  its 
management responsibilities. It is used to proactively confirm compliance, detect potential issues and 
facilitate future improvement  
EIGA Doc. 102 Audit Guidelines provides an overview of audit and self-assessment processes, identifies 
dif ferent types of audits and lists the key points for ensuring success. 
Sections 8.2 and 8.4 of Doc. 102 refers to EIGA’s audit tools document series that can be used in 
verif ication of findings and evidence collection and in action plans and follow up to audits. 
This publication is part of that series. 

2 Scope and purpose 

2.1 Scope 

This publication provides a checklist focusing on a specific area of  safety, health and environment, 
management systems and technical practices within the industrial and medical gas industry. 
This checklist does not incorporate all the requirements of local or national legislation. These should be 
taken into consideration when planning any audit or developing audit checklists. 
The tool or combination of tools used can depend upon the type of audit and the organisation, location 
or site characteristics. 

2.2 Purpose 

Each Safety Audit / Assessment tool contains a list of questions that may be used by the auditor in the 
format shown in 3.1. Each question has a sequential reference number, the question itself and where 
relevant a reference to the EIGA publication or external publication that provides guidance on that 
specific topic. 

These question sets may then be use at different stages of the audit process, by combining them with 
additional information columns in a manual or automated audit system, depending on company systems.  

Section 3.2 shows the format of how the question set may be used for collection of evidence and 
development of findings. 

Section 3.3 shows the format of how the question set may be used for management of actions arising 
f rom the audit.  

Forms may be adapted or combined depending on audit and action monitoring systems used by a 
company. 

The Auditor should not ask the questions on this list in isolation but should read them in conjunction with 
EIGA Doc 102 and the referenced technical document. 
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3 Formats for Audit Checklists 

3.1 Format for Audit / Assessment Tool Questions 

Question reference Question Document Section 
Reference 

Use sequential numbering 
system within each section. E.g. 
1.2, 1.3. 
Try to avoid multiple clustered 
questions under the same 
number, but describe them as 
separate questions. 

 In EIGA reference 
document or external 
reference document 

 

3.2 Typical Format for collection of evidence and development of findings  

 

Question reference 

Question Document 
Section 

Reference 

Yes No 
N/A 

Description of 
Evidence / 
Comments 

(Ref…) 

Findings  

(Ref…) 

Recommendat
ions for 

improvement 

(Ref Doc xxx 
8.2.6 

Action 
Required 

Yes/No 

Use sequential numbering 
system within each section. E.g. 
1.2, 1.3. 
Try to avoid multiple clustered 
questions under the same 
number, but word them as 
separate questions. 

 In EIGA 
reference 
document 
or external 
reference 
document 

Answer is 
yes or no 
or 
question 
is not 
applicable 
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3.3 Typical format for management of actions arising from the audit 

Question reference Findings Action(s) By Whom Dates 

Target Complete 

Use sequential numbering 
system within each section. E.g. 
1.2, 1.3. 
Try to avoid multiple clustered 
questions under the same 
number, but word them as 
separate questions. 
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4 Industrial Gas Cylinder Filling – Question Set 

1 General precautions 
2 Liquid storage 
3 Liquid pumps, vaporisers, heaters 
4 Gasholders, balloons 
5 Compressors 
6 Pipes, separators, dryers 
7 Filling manifolds and related equipment 
8 Handling and storage of cylinders/bundles 
9 Cylinder maintenance testing 
 
 
 Question Yes  No N/A Comment Agreed Action By Whom Dates 

Target Compl 

1.0 General – Precautions         
1.1 Are updated layout drawings 

available 
 

        

1.2 Is an up-to-date flow scheme 
available and does it cover all 
pipework, pumps and vacuum 
systems 
 

        

1.3 Is it posted and kept legible 
 

        

1.4 Are ‘No Smoking’ signs displayed 
on oxygen storage docks, cylinder 
f illing areas, oxygen tanks and 
gasholders 
 

        

1.5 Are ‘Flammable Gas – No Smoking’ 
displayed on storage docks for 
f lammable gases 
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 Question Yes  No N/A Comment Agreed Action By Whom Dates 
Target Compl 

1.6 Are personnel wearing appropriate 
protective clothing/glasses etc  for 
the safety zone in which they work 
 

        

1.7 Are signs ‘No admittance for 
unauthorised persons; displayed at 
access to filling areas 
 

        

1.8 Are function tests of machinery and 
equipment carried out after repair 
and are they recorded 
 

        

1.9 Are safety devices tested at regular 
intervals and results recorded for: 
 
safety valves 
high pressure shut-off devices 
emergency stop buttons 
alarm functions 
etc 

        

1.10.1 Are exposed belts, pulley 
drives/couplings or similar provided 
with enclosing guards 
 

        

1.10.2 Are they adequate 
 

        

1.11 Are handrails installed on stairs 
 

        

1.12 Is combustible waste stored in self-
closing metal bins 
 

        

1.13 Is adequate electrical protection 
provided for electrical tools 
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 Question Yes  No N/A Comment Agreed Action By Whom Dates 
Target Compl 

1.14 Is the personal safety equipment 
mandatory for visitors 
 

        

1.15 Is a pressure gauge calibration 
record maintained 
 

        

1.16.1 Are gauges ‘For Oxygen Service’ 
properly marked 
 

        

1.16.2 Is there a written specification for 
the purchase of oxygen pressure 
gauges and is it followed 
 

        

1.17 Is a procedure for testing pressure 
gauges available and followed 
 

        

1.18.1 Are all oxygen spares purchased to 
written cleanliness specifications 
 

        

1.18.2 Are they maintained in this 
condition until used 
 

        

1.19 Are f loors in good condition, eg 
where cylinders are stored/filled 

  
 
 

      

1.20 Are ventilation openings free from 
obstructions 
 

        

1.21 Are stairs kept in good condition 
 

        

1.22 Are storage areas/routes of 
handling equipment clearly marked 
and kept free from obstructions 
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