
      TECHNICAL BULLETIN 

 
 EIGA grants permission to reproduce this publication provided the Association is acknowledged as the source 

 
EUROPEAN INDUSTRIAL GASES ASSOCIATION AISBL 

AVENUE DE L’ASTRONOMIE 30  B-1210 BRUSSELS 
PHONE +32 2 217 70 98  E-mail: info@eiga.eu    -  www.eiga.eu  

 

 

 
 
Prepared by WG-6 TB 11/20 – October 2020 

 

Loss of Vacuum on Vacuum Insulated Cryogenic 
Storage Tanks Due to Inner Vessel or Internal 

Piping Leak 
 
Background 

In the United Kingdom, a 60 000 litre vertical nitrogen tank manufactured in 1997 and equipped with an economiser 
line suffered a brittle fracture of the outer jacket. Investigations by the United Kingdom’s Health and Safety 
Executive, HSE, found that piping inside the vacuum interspace had developed a fatigue crack that initiated a leak at 
the economiser tee junction. 

It is not known how long the period can be between a through wall crack appearing at the stressed weld and 
sufficient cryogenic fluid entering the vacuum space to cool the outer jacket to a temperature that would allow brittle 
failure. Failures are expected to follow a defined pattern for example loss of vacuum, operation of pressure relief 
device(s), installed to protect outer jacket against increase of pressure in the interspace between inner vessel and 
outer jacket localised icing of the jacket near to the leak and then brittle failure. 

Recognition of a leak within the interspace at a very early stage is expected to give sufficient time for the tank to be 
made safe. 

Risks to consider 

Cryogenic liquid storage tanks with these economiser piping assemblies can, under some operating configurations, 
be subject to repeated and significant differential thermal expansions within piping systems that increase the risk of 
a hidden failure. 

Impingement of cryogenic fluids onto the carbon steel outer jacket of a cryogenic storage tank could lead to brittle 
fracture and the ejection of fragmented steel. Such ejected fragments could cause life threatening injury to 
individuals in the vicinity of the tank, and they could also compromise nearby safety critical plant or containment 
systems such as pipes, tanks or other vessels. 

Recommendations1 

1) Operators and fillers of cryogenic liquid storage tanks shall be given sufficient information and training to 
allow them to detect a loss of vacuum by observing icing of the jacket and this shall be reported immediately 
to the owner of the cryogenic tank. 

2) The owner of cryogenic liquid storage tanks shall immediately investigate the cause of the vacuum loss. 

3) Where a vacuum loss is believed to be associated with an internal pipe failure, for example vapour escaping 
from the vacuum relief device(s), the cryogenic tank shall be made safe by reducing the inner vessel 

 
1 Further details can be found in EIGA Doc 224, Static Vacuum Insulated Cryogenic Vessels Operation and Inspection 
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pressure to atmospheric and emptying all cryogenic liquid in a safe manner. The reduction of pressure is the 
most significant action to reduce the level of hazard. 

4) Owners of cryogenic liquid storage tanks, fitted with an economiser circuit, shall consult the tank 
manufacturers to consider the operation of the economiser piping within the vacuum space. Tank 
manufacturers shall consider the piping configuration (flexibility), temperature range (thermal expansion) 
and tank dimensions to ensure that the operation of the economiser circuit will not result in unacceptable 
stresses which could initiate a fatigue crack in service. This assessment shall consider the effects of a full 
constraint of the pipework. 

5) Where recommendation (1) cannot be satisfactorily achieved and the assessment in (4) indicates that there 
is a risk of unacceptably high stresses then the tank owner should consider the use of remote vacuum 
monitoring with an alarm to indicate vacuum failure. 

Additional requirements for cryogenic flammable liquid storage tanks 

An additional unique concern for cryogenic flammable liquid storage tanks is the potential for air ingress into the 
annular space. The cold inner vessel will cryopump air into the annular space it left open after a pressurisation of the 
interspace (a dislodged lift plate or pump out plug). If in flammable service, there is a potential for an explosive 
mixture. 

Remedial action: Inerting the annular space and the pressure vessel shall be carried out in a timely manner by a 
person qualified in such a procedure. 

To prevent cryopumping a re-closable lift plate shall be installed on new liquid hydrogen cryogenic tanks to avoid air 
ingress. 

NOTE For liquefied natural gas, (LNG) and ethylene the upper flammability limit is much lower and ignition energy is much 
higher than for hydrogen. Therefore, an explosion resulting from air ingress through a non-re-closable lift plate is unlikely to 
occur. 

 

 

 

 

 

 

 
 
 

DISCLAIMER 
 

All technical publications of EIGA or under EIGA’s name, including Codes of practice, Safety procedures and any other technical information 
contained in such publications were obtained from sources believed to be reliable and are based on technical information and experience 

currently available from members of EIGA and others at the date of their issuance. 
While EIGA recommends reference to or use of its publications by its members, such reference to or use of EIGA’s publications by its 
members or third parties are purely voluntary and not binding.  Therefore, EIGA or its members make no guarantee of the results and 

assume no liability or responsibility in connection with the reference to or use of information or suggestions contained in EIGA’s publications. 
EIGA has no control whatsoever as regards, performance or non performance, misinterpretation, proper or improper use of any information 

or suggestions contained in EIGA’s publications by any person or entity (including EIGA members) and EIGA expressly disclaims any 
liability in connection thereto.  EIGA’s publications are subject to periodic review and users are cautioned to obtain the latest edition. 

 

Full document details: EIGA TB 11 2020

mailto:info@eiga.eu
http://www.eiga.eu/
http://www.avadocuments.com/doc/eiga-tb-11-2020
http://www.avadocuments.com/doc/eiga-tb-11-2020

