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American National Standard implies a consensus of those 
substantially concerned with its scope and provisions.  An 
American National Standard is intended as a guide to aid 
the manufacturer, the consumer, and the general public.  
The existence of an American National Standard does not 
in any respect preclude anyone, whether he has approved 
the standard or not, from manufacturing, marketing, 
purchasing or using products, processes, or procedures not 
conforming to the standard.  American National Standards 
are subject to periodic review and users are cautioned to 
obtain the latest editions. 
 
 
 

CAUTION NOTICE: 
This American National Standard may be revised or withdrawn 
at any time.  The procedures of the American National 
Standards Institute require that action be taken to reaffirm, 
revise, or withdraw this standard no later than five years from 
the date of publication.  Purchasers of American National 
Standards may receive current information on all standards by 
calling or writing the American National Standards Institute.  
 
 

Sponsored and published by: 
FLUID CONTROLS INSTITUTE, INC. 
1300 Sumner Avenue 
Cleveland, OH  44115-2851 
Phn: 216/241-7333 
Fax: 216/241-0105 
E-Mail: fci@fluidcontrolsinstitute.org 
URL: www.fluidcontrolsinstitute.org 
 
 
Copyright © 2021 by Fluid Controls Institute, Inc. 
All Rights Reserved 
 
No part of this publication may be reproduced in any form, in an 
electronic retrieval system or otherwise, without the prior written 
permission of the publisher.   
 
Suggestions for improvement of this standard will be welcome. 
They should be sent to the Fluid Controls Institute, Inc. 
 
Printed in the United States of America 
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Foreword    
 
The following voluntary standard has been developed as a cooperative effort by the Secondary Pressure 
Drainer Section of the Fluid Controls Institute, Inc. to provide manufacturers, users and specifiers of the 
products with uniform methods and requirements to conduct performance testing of secondary pressure 
drainers. 
 
The standard was developed by the Secondary Pressure Drainer Section to help define the information 
required for proper sizing and selection of Type 1 Secondary Pressure Drainers (SPD) within 
systems utilizing steam for heat transfer. 
 
FCI recognizes the need to periodically review and update this standard.  Suggestions for improvement 
should be forwarded to the Fluid Controls Institute, Inc., 1300 Sumner Avenue, Cleveland, Ohio, 44115-
2851.  All constructive suggestions for expansion and revision of this standard are welcome.   
 
The existence of a Fluid Controls Institute (FCI) standard does not in any respect preclude any member or 
non-member from manufacturing or selling products not conforming to this standard nor is the FCI 
responsible for its use. 
 
While the recommendations for performance testing and evaluation herein are technically sound, it is not 
intended that they be considered the only method for testing and evaluation.  These recommendations 
should not be interpreted as superior to or a standard that would necessarily be preferred in lieu of an 
engineer’s design for a particular system. 
 
These recommendations for performance testing and evaluation originate from the collective experience of 
leading personnel in the fluid controls industry, but must, due to the nature of the responsibilities involved, 
be presented only as a guide for the use of a qualified designer or engineer.  Thus, the Fluid Controls 
Institute, Inc. expressly disclaims any responsibility for damages arising from the use, application or 
reliance on the recommendations and information contained herein by designers or by engineers. 
 
Please visit the FCI web site for all of the latest technical articles and standards.
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