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) ICEA Pub. No. S-67-401 (Fourth Edition)
@ NEMA Pub. No. WC 2-1980 (R 1985)

ICEA/NEMA Standards Publication
Steel Armor and Associated Coverings
for Impregnated-paper-insulated Cables

This publication reaffirms
ICEA Pub. No. S-67-401 (Third Edition)
NEMA Pub. No. WC 2-1980

ICEA and NEMA Approval

ICEA—Revisions appearing for the first time in this Sixth Edition were approved by the Insulated
Cable Engineers Association March 7, 1979. Text unrevised since its appearance in the Fifth Edition
was reaffirmed by ICEA March 28, 1985,

NEMA—NEMA Standards and Authorized Engineering Information unrevised since their appearance
in the 1976 edition were reaffirmed by NEMA.
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