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INTERNATIONAL ELECTROTECHNICAL COMMISSION

EXPLOSIVE ATMOSPHERES -

Part 27: Fieldbus intrinsically safe concept (FISCO)

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
aII national electrotechnical committees (IEC National Committees) The object of [E is to promote

this end and in addltlon to other activities, IEC publishes International Standargs, pecifications,
Technical Reports, Publicly Available SpeC|f|cat|ons (PAS) and Guides ( 8 Q as “IEC

with the International Organization for Standardization (ISO) in accordance w codltlos determined by
agreement between the two organizations.

g : N
consensus of opinion on the relevant subjects since each i Mitt 1 épresentation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations fori i 3 accepted by IEC National
Committees in that sense. While all reason Q are\ at the technical content of IEC
Publications is accurate, IEC cannot be e
misinterpretation by any end user.

4) In order to promote international uniformity i 3 i undertake to apply IEC Publications
transparently to the maximum extent posgible |n th' i and regional publications. Any divergence

between any IEC Publication and the corre ional s regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide Independent certification bodies provide conformity
assessment services ang IEC is not responsible for any

7) No liability shall { i entployees, servants or agents including individual experts and
members of its technjcal™commj bational Committees for any personal injury, property damage or
other damage of an 9 ether direct or indirect, or for costs (including legal fees) and
expenses arising’ o ication, /Juse of, or reliance upon, this IEC Publication or any other IEC

safe apparatus, of IEC technical committee 31: Equipment for explosive atmospheres.

This second edition cancels and replaces the first edition issued in 2005. It constitutes a
technical revision.

The significant change with respect to the first edition is that this standard replaces the
FNICO requirements with the requirements of an “ic” FISCO system.

The text of this standard is based on the following documents:

CbhV Report on voting
31G/169/CDV 31G/176A/RVC

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table. Documents
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This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.

A list of all parts of the IEC 60079 series, under the general title: Explosives atmospheres can
be found on the IEC website.

The committee has decided that the contents of this publication will remain unchanged until
the maintenance result date indicated on the IEC web site under “http://webstore.iec.ch” in the
data related to the specific publication. At this date, the publication will be

* reconfirmed;

* withdrawn;

» replaced by a revised edition, or
*+ amended.

@%
S
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EXPLOSIVE ATMOSPHERES -

Part 27: Fieldbus intrinsically safe concept (FISCO)

1 Scope

This part of IEC 60079 contains the details of apparatus, systems and installation practice for
use with the Fieldbus Intrinsically Safe Concept (FISCO). It is based on the concepts of
Manchester encoded, bus powered systems designed in accordance wit 61158-2 which
is the physical layer standard for Fieldbus installations.

The constructional and installation requirements of FISCO apparatu : s are
determined by IEC 60079-11, IEC 60079-14, and |IEC 60079- Jified by this
standard. Part of a Fieldbus device may be protected by an of the\m explosion
protection listed in IEC 60079-0, appropriate to the i In these
circumstances, the requirements of this standard appl > part of the apparatus
directly connected to the intrinsically safe trunk or spws

NOTE 1 Certification to the FISCO requirements does notp gra also being certified and marked to
IEC 60079-11 in the conventional manner so that they 7 e er sysiems. Some apparatus certified
before this standard was published but not nx ical parameters of this standard
may be marked “Suitable for FISCO system¥. if the
comparison of the electrical parameters U, I, ith Ui, P} Rstrate compatibility with the remainder of

NOTE 3 Generally, ‘ic”
predominantly intended for
do so by the documentation.

NOTE 4 Edition 1 a R NYCO concept to cover the use of Fieldbus concepts in zone 2
utilizing the energy-limifed . stangard substitutes the “ic” concept for the energy-limited concept,

but permits the continue€

Use in zone 2 locations. FISCO systems are
ay enter zone 0 locations if specifically permitted to

For dated efe eQce

of the referenced docsument (including any amendments) applies.

IEC 60079-0, Explosive atmospheres — Part 0: Equipment — General requirements

IEC 60079-11, Explosive atmospheres — Part 11: Equipment protection by intrinsic safety “i

IEC 60079-14, Electrical apparatus for explosive gas atmospheres — Part 14: Electrical
installations in hazardous areas (other than mines)

IEC 60079-15, Electrical apparatus for explosive gas atmospheres — Part 15: Construction,
test and marking of type of protection "n” electrical apparatus

IEC 60079-25, Electrical apparatus for explosive gas atmospheres — Part 25: Intrinsically safe
systems

IEC 61158-2, Digital data communications for measurement and control — Fieldbus for use in
industrial control systems — Part 2: Physical layer specification and service definiticbocurnents
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3 Terms, definitions and abbreviations

3.1 Terms and definitions

For the purposes of this document, the terms and definitions given in IEC 60079-0,
IEC 60079-11 and IEC 60079-15 as well as the following apply.

NOTE Additional definitions applicable to explosive atmospheres can be found in IEV 60050-426.

3.2 Abbreviations

FISCO Fieldbus Intrinsically Safe Concept

FNICO Fieldbus Non-Incendive Concept

4 Apparatus requirements

4.1 General

Apparatus shall be constructed in accordance with I
standard.

The apparatus documentation shall co
system in accordance with this standard

4.2 FISCO power supplies
4.2.1 General

No specificatiomof
and Cg is requi

eintérnal parameters Lj and Cj or the maximum external parameters L
ed on the certificate or label.

The determination of power supply output parameters shall take into account the possible
opening, shorting and earthing of field wiring connected to the field terminals of the apparatus.

4.2.2 Additional requirements of “ia” and “ib” FISCO power supplies

The maximum output current /5 for any “ia” or “ib” FISCO power supply shall be determined in

accordance with IEC 60079-11 but shall not exceed 380 mA. For rectangular supplies,
Table 1 may be used for assessment.
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Table 1 — Assessment of maximum output current for use
with “ia” and “ib” FISCO rectangular supplies

u, Permissible current, for lIC Permissible current, for IIB
(includes 1,5 safety factor) (includes 1,5 safety factor)
v mA mA
14 183 380
15 133 354
16 103 288
17 81 240
17,5 75 213
NOTE The two largest current values for |IB are derived from 5,32 W.

The maximum output power P, shall not exceed 5,32 W.

4.2.3 Additional requirements of “ic” FISCO power supplje

The maximum output current /|, for an “ic” FISCO powet

accordance with IEC 60079-11. For “ic” FISCO rectangular i ay be used for
assessment.

Table 2 — Assessment of maxi
with “ic” FJSCO regtan

U, &W&rlw Permissible current, for IIB
\% mA

14 570

L ENGN. N

16 N 54 W 432

421/ 360

ym 319

These requirems to apparatus other than the power supply terminators and simple
apparatus co ecte to the intrinsically safe bus whether installed inside or outside the
hazardous area.

In addition to the relevant sections of IEC 60079-11, hand held terminals shall comply with the
requirements for field terminals.

The requirements are as follows:

a) field devices shall have a minimum input voltage parameter of U,= 17,5V,

b) the maximum unprotected internal capacitance C; of each field device shall be not greater
than 5 nF;
c) the bus terminals shall be isolated from earth in accordance with IEC 60079-11;

d) the bus terminals of separately powered field devices shall be galvanically isolated from
other sources of power in accordance with IEC 60079-11, so as to ensure that these
terminals remain passive and multiple earthing of the bus is avoided;
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