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Publication numbering

As from 1 January 1997 all IEC publications are issued with a designation in the
60000 series. For example, IEC 34-1 is now referred to as IEC 60034-1.

Consolidated editions

The IEC is now publishing consolidated versions of its publications. For example,
edition numbers 1.0, 1.1 and 1.2 refer, respectively, to the base publication, the
base publication incorporating amendment 1 and the base publication incofporatiqg
amendments 1 and 2.
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

PRIMARY BATTERIES —

Part 1: General

FOREWORD

1) The IEC (International Electrotechnical Commission) is a worldwide organization standardization comprising

entrusted to technical committees; any IEC National Committee |nte
participate in this preparatory work. International, governmental and
with the IEC also participate in this preparation. The

Organization for Standardization (ISO) in accordance with condi
two organizations.

2) The formal decisions or agreements of the IEC on techfhical/matters\express, as nearly as possible, an
3) The documents produced have the form of\xeco i for internationat’'use and are published in the form

4) In order to promote international unificatin i nittees undertake to apply IEC International
Standards transparently to their national and regional standards. Any
divergence between the IEZ St { arregponding national or regional standard shall be clearly
indicated in the latter.

5) The IEC provides no ma
equipment declared to

6) Attention is dra
of patent rights. TR A

The text of this standayd is based on the following documents:

FDIS Report on voting

35/1131/FDIS 35/1141/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 3.
Annexes A, B, C, D and E form an integral part of this standard.

Annex F, G and H are for information only.
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The committee has decided that the contents of this publication will remain unchanged until
2001. At this date, the publication will be

e reconfirmed;

¢ withdrawn;

« replaced by a revised edition, or

¢ amended.

IEC 60086 consists of the following parts, under the general title: Primary batteries:

— Part 1: General

— Part 2: Physical and electrical specificationsl)

— Part 3: Watch batteries

— Part 4: Safety of lithium batteries

— Part 5: Safety of batteries with aqueous electrolytel)

A bilingual version of this standard may be issued at a latey

O
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INTRODUCTION

The technical content of this part of IEC 60086 provides fundamental requirements and
information on primary cells and batteries. In this sense, part 1 is the main component of
IEC 60086 and forms the basis for the subsequent parts. For example, this part includes
elementary information on definitions, nomenclature, dimensions and marking. While specific
requirements are included, the content of this part tends to explain methodology (how) and
justification (why).

The objective of IEC 60086-1 is to benefit primary battery users, device designers and battery
manufacturers by ensuring that batteries from different manufacturers are interchangeable
according to a standard form, fit and function. Furthermore, to ensure campliance with the

IEC 60086 (such as IEC 60086-2 and IEC 60086-3).

NOTE Safety information has been removed from IEC 60Q8

QD
\

availgble in IEC 60086-4 and
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PRIMARY BATTERIES —

Part 1: General

1 Scope

The purpose of this part of IEC 60086 is to standardize primary batteries with respect to their
electrochemical system, dimensions, nomenclature, terminal configurations, markings, test
methods, typical performance, safety and environmental aspects.

2 Normative references

The following normative documents contain provisions which,\througly in this text,
constitute provisions of this part e subsequent
amendments to, or revisions of, any of these publications Hoyever, parties to
agreements based on this part of IEC 60086 are encguraged the possibility of
applying the most recent editions of the normative [docurents ind below. For undated
references, the latest edition of the normative dg plies. Members of IEC

ISO 3951
conforming

ISO/IEC Directives — Part 2: 1992

3 Definitions

For the purpose of this part of IEC 60086, the following definitions apply.

3.1
application test
test which simulates the actual use of a battery in a specific application, for example "portable

lighting", "tape recorder" or "transistor radio" test

2 To be published. Documents
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3.2
discharge (of a primary battery)
operation during which a battery delivers current to an external circuit

3.3
dry (primary) battery
primary battery in which the liquid electrolyte is immobilized

3.4

effective internal resistance — DC method
resistance of any electrical component determined by calculating the ratio between the
voltage drop AU across this component and the range of current Ai passimg through this
component and causing the voltage drop R = AU/ Ai

NOTE As an analogy, the internal d.c. resistance R; of any electrochemical cell A
relation:

e following

AU (V)

R (Q)= 1
i (Q) A (A) (1)
The internal d.c. resistance is illustrated by the schepmatic voltage ent as given below:
0
|
AUQ'
“ | e N
AU Uy, YN )\M/ ]
| ”g r\\w Q‘ U, (i)
A A - ot -
t2 t3
IEC 2178/2000
ife 1 — Schematic voltage transient
As can be 3 thig” diagram, the voltage drop AU of the two components differs in
nature, as show e following relation:
AU = AUq + AU (0) (2)

The first component AUq for (t = t;) is independent of time, and results from the increase in
current Aj according to the relation:
AUg = Ai X Rg 3)

In this relation, Rg is a pure ohmic resistance. The second component AU (f) is time
dependent and is of electrochemical origin.

3.5
end-point voltage
specified closed circuit voltage at which a service output test is terminated

3.6
leakage
unplanned escape of electrolyte, gas or other material from a battery Documents
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3.7
minimum average duration (MAD)
minimum average time on discharge which is met by a set of batteries

NOTE The discharge test is carried out according to the specified methods or standards and designed to show
conformity with the standard applicable to the battery types.

3.8
nominal voltage of a primary battery
suitable approximate value of voltage used to identify the voltage of a primary battery

3.9

on-load voltage

closed circuit voltage (CCV)

voltage across the terminals of a battery when it is on discharge

3.10

open-circuit voltage (OCV)

off-load voltage

voltage across the terminals of a battery when no external

3.11
primary battery
one or more primary cells, including cg

3.12

primary cell
source of electrical energy
to be charged by any othe

the ect
onrce

3.13

service output (of a pril 2

service life, or cty, 3 A battery under specified conditions of discharge
3.14

service output te

test desighed grvice output of a battery

NOTE As ay be\pfescribed, for example, when:

a) an applcatio plex to replicate;

3.15
storage life

duration, under specified conditions, at the end of which a battery retains its ability to perform
a specified service output

3.16
terminals (of a primary battery)
conductive parts provided for the connection of a battery to external conductors
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4 Requirements

4.1 General
4.1.1 Design

Primary batteries are sold mainly in consumer markets. In recent years, they have become
more sophisticated in both chemistry and construction, for example both capacity and rate
capability have increased to meet the growing demands from new, battery-powered
equipment technology.

When designing primary batteries, the aforementioned considerations s be taken into

shall be assured.

4.1.2 Battery dimensions

d\IEC 60086-3.

4.1.3 Terminals

Terminals shall be in accordance with

Their physical shape shall be designed ensure that the batteries make
and maintain good electrical contact atallti

They shall be made of matex| electrical conductivity and corrosion
protection.

4.1.3.1 Contact pkessuyre resista
When mentioned\}i p afion tables or the individual specification sheets in

4.1.3.2 Cap ahd base
This type of terminal is used for batteries which have their dimensions specified according to

figures 1, 2, 3 or 4 of IEC 60086-2, and which have the cylindrical side of the battery insulated
from the terminals.

4.1.3.3 Cap and case
This type of terminal is used for batteries which have their dimensions specified according

figures 2, 3 or 4 of IEC 60086-2, but in which the cylindrical side of the battery forms part of
the positive terminal.

4.1.3.4 Screw terminals

This contact consists of a threaded rod in combination with either a metal or insulated metal
nut.
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4.1.3.5 Flat contacts

These are essentially flat metal surfaces adapted to make electrical contact by suitable
contact mechanisms bearing against them.

4.1.3.6 Flat or spiral springs

These contacts comprise flat metal strips or spirally wound wire which are in a form that
provides pressure contact.

4.1.3.7 Plug-in sockets

These are made up of a suitable assembly of metal contacts, mounted in 4
or holding device and adapted to receive corresponding pins of a mating™y

lated housing

4.1.3.8 Snap-fasteners

These contacts are composed of a combination comprising s asilignt) for the
positive terminal and a socket (resilient) for the negative termi

They shall be of suitable metal so as to provide effigi
the corresponding parts of an external circuit.

4.1.3.8.1 Spacing of contacts

The spacing between the stud and socket i
centre to centre. The stud always forry
connection on the battery.

able 1 i
AN aN
Nominal wolta \%ndard Miniature
Q \ mm mm
9\/\ 35:0,4 12,7 £ 0,25
4.1.3.8.2 No nap-fasgener connectors (studs)
Dimensiq llimetres
All dimensions™RQ ecified are free. The shape of the stud shall be chosen so that the
dimensions specified’are conformed to.
— a —
| "
[ | ‘
\ ‘ /
~N_ v e
c d ‘
I \
| I
L \
b
= =
IEC 2179/2000
Figure 2 — Standard stud Documents
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| \ \
17

IEC 2180/2000
Figure 3 — Miniature stud

Table 2 — Snap-fastener connectors

Standard Miniature,
mm mm
a 7,16 0,05 5,7%&6&\ N

b
6,658 5,38 1,0

4.1.3.8.3 Resilientsnap
Dimensions and rgu'

e standardized studs can be properly mated;
b) good ele a maintained.

4.1.3.9 Wire

Wire leads shall be single- or multi-strand flexible insulated tinned copper. The insulation may
be cotton braid or suitable plastic. The positive terminal wire covering shall be red and the
negative black.

4.1.3.10 Spring clips
Spring clips are generally used on batteries not readily available to the consumer, when the

corresponding parts of the external circuit are not precisely known. They shall be of spring
brass or of other material having similar properties.
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4.1.4 Classification (electrochemical system)

Primary batteries are classified according to their electrochemical system.

Each system, with the exception of the zinc-ammonium chloride, zinc chloride-manganese
dioxide system, has been allocated a letter denoting the particular system.

The electrochemical systems that have been standardized up to now are given in table 3.

Table 3 — Standardized electrochemical systems

Nomin Maximum
Letter Negative Electrolyte Positive electrode voltade en circuit
electrode oltage
AN (]
_ Zinc Ammonium chloride, Manganese dioxide 5 \{7/&
Zinc chloride
A Zinc Ammonium chloride, Oxygen \\4 1,55
Zinc chloride {\ \

B Lithium Organic electrolyte Carbon mongﬂﬂmidg \N 3,7

C Lithium Organic electrolyte Manganes{dio/x'r%e ; 3,7

E Lithium Non-aqueous inorganic Thion(l’éQW%/Sg‘S{z) N 3,6 3,9

F Lithium Organic electrolyte < Ir((ﬁ&,ul(ﬁje (F%st\) ‘\, 1,5 1,83

G Lithium Organic electrolyte é&g}e\r(ll)\Q(ide\&u\O)/ 1,5 2,3

L Zinc Alkali metal hydroxide( Man}sqésg dwe 1,5 1,65

P Zinc Alkali m;@ hydroxide\ O%en 1,4 1,68

s | zinc Alkali Sagtamq(roxide Silvel OWAQZO) 1,55 1,63
NOTE 1 The value of the™omi \ iflable/ therefore it is only given as a reference.
NOTE 2 The maxifaum ircyi is\measyred as defined in 5.4 and 6.7.1.
NOTE 3 When re in an electrockemical system, common protocol is to list negative electrode first,
followed by positive ekeén\ } i ulfide.

4.1.5 Desig

The degig ary batteries is based on their physical parameters, their
i ell as modifiers, if needed.

A comprehensive anation of the designation system (nomenclature) can be found in
annex A.

4.1.6 Marking
4.1.6.1 General

With the exception of batteries designated as small, each battery shall be marked with the
following information:
a) designation;

b) year and month or week of manufacture, which may be in code, or the expiration of a
guarantee period, in clear;

c) polarity of terminals (when applicable);
d) nominal voltage;
e) name or trade mark of the manufacturer or supplier.
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4.1.6.2 Small batteries

a) When this subclause is invoked in IEC 60086-2, 4.1.6.1a) and 4.1.6.1c) shall be marked
on the battery. Subclauses 4.1.6.1b), 4.1.6.1d) and 4.1.6.1e) may be given on the
immediate package instead of on the battery.

b) For P-system batteries, 4.1.6.1a) may be on the battery, the sealing tab or the package,
4.1.6.1c) may be marked on the sealing tab of the battery and/or on the battery.
Subclauses 4.1.6.1b), 4.1.6.1d) and 4.1.6.1e) may be given on the immediate package
instead of on the battery.

c) Caution for ingestion of small batteries shall be taken. Refer to IEC 60086-4 and
IEC 60086-5 for details.

4.1.6.3 Marking of batteries regarding method of disposal

Marking of batteries with respect to the method of disposal shall be j e\with local

legal requirements. Where required, refer to IEC 61429.

4.1.7 Interchangeability: battery voltage

where

n is the number of cells connected in s

vafge voltage and related quantities, as well as the methods of their
8n in annex G.

NOTE For single-cell batteries and for multi-cell batteries assembled with cells of the same voltage range, m and
n will be identical; m and n will be different for multi-cell batteries if assembled with cells from a different voltage
range than those of an already standardized battery.

Voltage range 1 encompasses all presently standardized batteries with a nominal voltage of
about 1,5 (V), i.e. "no-letter" system, systems A, F, G, L, P and S.

Voltage range 2 encompasses all presently standardized batteries with a nominal voltage of
about 3 (V), i.e. systems B, C and E.

3) The standard discharge voltage Us was introduced to comply with the principle of experimentghverifiahilj
Neither the nominal voltage nor the maximum off-load voltage complies with this requirement. ﬁé&ﬁﬁ‘lents
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Because batteries from voltage range 1 and voltage range 2 show significantly different
discharge voltages, they shall be designed to be physically non-interchangeable. Before
standardizing a new electrochemical system, its standard discharge voltage shall be
determined in accordance with the procedure given in annex G to resolve its inter-
changeability by voltage.

WARNING

Failure to comply with this requirement can present safety hazards to the user, such as fire,
explosion, leakage and/or device damage.

This requirement is necessary for safety and operational reasons.

4.2 Performance

4.2.1 Discharge performance

Discharge performance of primary batteries is specified in IEC 60086 0086-3.
4.2.2 Dimensional stability

The dimensions of batteries shall conform with the re imehsions as given in
IEC 60086-2 and IEC 60086-3 at all times during testing~ gdard conditions given
in this specification.

NOTE 1 An increase in battery height of 0,28 $of'the B, C, G, L and P systems, if

discharged below end-point voltage.

discharge continues.

4.2.3 Leakage

4.2.6 Safety

When designing primary batteries, safety under conditions of intended use and foreseeable
misuse as prescribed in IEC 60086-4 and IEC 60086-5 shall be considered.

5 Performance — Testing

5.1 General

For the preparation of standard methods of measuring performance (SMMP) of consumer
goods, refer to annex H.
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