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INTERNATIONAL ELECTROTECHNICAL COMMISSION 
____________ 

 
SURGE ARRESTERS –  

 
Part 8: Metal-oxide surge arresters with external series gap (EGLA)  

for overhead transmission and distribution lines  
of a.c. systems above 1 kV 

 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 60099-8 has been prepared by IEC technical committee 37: Surge 
arresters. 

The text of this standard is based on the following documents: 

FDIS Report on voting 

37/370/FDIS 37/377/RVD 

 
Full information on the voting for the approval of this standard can be found in the report on 
voting indicated in the above table. 

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2. 
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A list of all parts of IEC 60098 series, under the general title Surge arresters can be found on 
the IEC website. 

The committee has decided that the contents of this publication will remain unchanged until 
the stability date indicated on the IEC web site under "http://webstore.iec.ch" in the data 
related to the specific publication. At this date, the publication will be  

• reconfirmed, 
• withdrawn, 
• replaced by a revised edition, or 
• amended. 
 
 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates 
that it contains colours which are considered to be useful for the correct understanding 
of its contents. Users should therefore print this document using a colour printer. 
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INTRODUCTION 

This part of IEC 60099 applies to the externally gapped line arrester (EGLA)  

This type of surge arrester is connected directly in parallel with an insulator assembly. It 
comprises a series varistor unit (SVU), made up from non-linear metal-oxide resistors 
encapsulated in a polymer or porcelain housing, and an external series gap, see Figure 1.  

The purpose of an EGLA is to protect the parallel-connected insulator assembly from 
lightning-caused overvoltages. The external series gap, therefore, should spark over only due 
to fast-front overvoltages. The gap should withstand all power-frequency and slow-front 
overvoltages occurring on the system.  

In the event of SVU failure, the external series gap should be able to isolate the SVU from the 
system.  

 

S
V
U 
 

 

Insulator assembly 
(insulator assembly,  
with/without arcing horns  
or grading elements) 

External series gap 
(without an insulator  
in parallel) 

Series varistor unit 

Conductor 

Tower arm EGLA 

IEC   2896/10  
 
 

Figure 1 – Configuration of an EGLA with insulator and arcing horn 
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SURGE ARRESTERS –  
 

Part 8: Metal-oxide surge arresters with external series gap (EGLA)  
for overhead transmission and distribution lines  

of a.c. systems above 1 kV 
 
 
 

1 Scope 

This part of IEC 60099 covers metal-oxide surge arresters with external series gap (externally 
gapped line arresters (EGLA) that are applied on overhead transmission and distribution lines, 
only to protect insulator assemblies from lightning-caused flashovers.  

This standard defines surge arresters to protect the insulator assembly from lightning-caused 
overvoltages only. Therefore, and since the metal-oxide resistors are not permanently 
connected to the line, the following items are not considered for this standard: 

• switching impulse sparkover voltage; 

• residual voltage at steep current and switching current impulse;  

• thermal stability;  

• long-duration current impulse withstand duty; 

• power-frequency voltage versus time characteristics of an arrester; 

• disconnector test; 

• aging duties by power-frequency voltage. 

Considering the particular design concept and the special application on overhead 
transmission and distribution lines, some unique requirements and tests are introduced, such 
as the verification test for coordination between insulator withstand and EGLA protective 
level, the follow current interrupting test, mechanical load tests, etc. 

Designs with the EGLA's external series gap installed in parallel to an insulator are not 
covered by this standard. 

2 Normative references 

The following referenced documents are indispensable for the application of this document. 
For dated references, only the edition cited applies. For undated references, the latest edition 
of the referenced document (including any amendments) applies. 

IEC 60060-1:1989, High-voltage test techniques – Part 1: General definitions and test 
requirements 

IEC 60060-2:1994, High-voltage test techniques – Part 2: Measuring systems  

IEC 60068-2-11:1981, Environmental testing – Part 2: Tests. Test kA: Salt mist 

IEC 60068-2-14:2009, Environmental testing – Part 2-14: Tests – Test N: Change of 
temperature 

IEC 60099-4:2009, Surge arresters – Part 4: Metal-oxide surge arresters without gaps for a.c. 
systems  
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IEC 60270:2000, High-voltage test techniques – Partial discharge measurements 

IEC 60507:1991, Artificial pollution tests on high-voltage insulators to be used on a.c. 
systems 

IEC/TS 60815-1:2008, Selection and dimensioning of high-voltage insulators intended for use 
in polluted conditions – Part 1: Definitions, information and general principles 

IEC 62217:2005, Polymeric insulators for indoor and outdoor use with a nominal voltage 
> 1 000 V – General definitions, test methods and acceptance criteria 

ISO 3274, Geometric product specifications (GPS) – Surface texture: Profile method – 
Nominal characteristics of contact (stylus) instruments 

ISO 4287, Geometrical Product Specifications (GPS) – Surface texture: Profile method – 
Terms, definitions and surface texture parameters 

ISO 4892-1, Plastics – Methods of exposure to laboratory light sources – Part 1: General 
Guidance 

ISO 4892-2, Plastics – Methods of exposure to laboratory light sources – Part 2: Xenon-arc 
sources 

ISO 4892-3, Plastics – Methods of exposure to laboratory light sources – Part 3: Fluorescent 
UV lamps 

3 Terms and definitions 

For the purposes of this document, the following terms and definitions apply.  

3.1  
externally gapped line arrester 
EGLA 
arrester designed for installation on overhead lines to protect an insulator assembly from 
lightning-caused fast-front overvoltages only 

NOTE This is accomplished by rising the sparkover level of the external series gap to a level that isolates the 
arrester from power-frequency overvoltages and from the worst case slow-front overvoltages due to switching and 
fault events expected on the line to which it is applied. 

3.2  
series varistor unit 
SVU 
non-linear metal-oxide resistor part, contained in a housing, which must be connected with an 
external series gap to construct the complete arrester 

NOTE The series varistor unit may include several units. 

3.3  
section of an EGLA 
complete, suitably assembled part of a complete EGLA necessary to represent the behaviour 
of a complete EGLA with respect to a particular test   

3.4  
section of an SVU 
complete, suitably assembled part of an SVU unit necessary to represent the behaviour of an 
SVU with respect to a particular test 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Full document details: IEC 60099-8 2011

http://www.avadocuments.com/doc/iec-60099-8-2011
http://www.avadocuments.com/doc/iec-60099-8-2011


 – 10 – 60099-8  IEC:2011 

 

3.5  
unit of an SVU 
completely housed part of an SVU which may be connected in series and/or in parallel with 
other units of an SVU to construct, in combination with the external series gap, an EGLA of 
higher voltage and/or current rating 

3.6  
rated voltage of an EGLA 
Ur 
maximum permissible r.m.s. value of power-frequency voltage between the EGLA terminals, 
at which it is designed to operate correctly 

NOTE 1 The rated voltage is used as a reference parameter for the specification of operating and current 
interrupting characteristics. 

NOTE 2 Different to the rated voltage of gapless (line) arresters, the rated voltage of an EGLA is a voltage that 
may be applied continuously.  

3.7  
reference voltage of an SVU 
Uref 
peak value of power-frequency voltage divided by √2, which should be applied to the SVU to 
obtain the reference current  

NOTE The reference voltage of a multi-unit SVU is the sum of the reference voltages of the individual units. 

3.8  
reference current of an SVU 
Iref 
peak value (the higher peak value of the two polarities if the current is asymmetrical) of the 
resistive component of a power-frequency current used to determine the reference voltage of 
the SVU  

NOTE 1 The reference current should be high enough to make the effects of stray capacitances at the measured 
reference voltage of the SVU units negligible. It is to be specified by the manufacturer. 

NOTE 2 Depending on the nominal discharge current of the EGLA, the reference current will be typically in the 
range of 0,05 mA to 1,0 mA per square centimetre of metal-oxide resistor area for a single column SVU. 

3.9  
rated short-circuit current of an SVU 
Is 
r.m.s. value of the highest short-circuit current under which the SUV will not fail in a manner 
that causes violent shattering of the housing and under which self-extinguishing of open 
flames (if any) will occur within a defined period of time 

3.10  
residual voltage of an EGLA 
peak value of voltage that appears across the terminal-to-terminal length of the EGLA 
including series gap and connection leads during the passage of discharge current 

3.11  
residual voltage of an SVU 
peak value of voltage that appears between the terminals of the SVU during the passage of 
discharge current 

3.12  
surface leakage current of an SVU 
current that flows on the surface of the SVU 
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3.13  
follow current 
Ifollow 
the current immediately following an impulse through an EGLA with the power-frequency 
voltage as the source 

3.14   
specified long-term load of an SVU 
SLL   
mechanical force perpendicular to the longitudinal axis of an SVU, allowed to be continuously 
applied during service without causing any mechanical damage to the SVU 

3.15  
specified short-term load of an SVU 
SSL 
greatest mechanical force perpendicular to the longitudinal axis of an SVU, allowed to be 
applied during service for short periods and for relatively rare events (for example, short-
circuit current loads and extreme wind gusts) without causing any mechanical damage to the 
SVU 

3.16  
mean breaking load of an SVU 
MBL 
the average breaking load for porcelain or cast resin-housed SVUs determined from tests  

3.17  
high current impulse 
peak value of discharge current having a 4/10 or 2/20 impulse shape, which is used to test the 
withstand capability of the SVU on extreme lightning occasions 

3.18  
salt deposit density 
SDD 
the amount of salt in the deposit on a given surface of the SVU housing, divided by the area 
of this surface; generally expressed in mg/cm²  

3.19  
verification test for coordination between insulator withstand and EGLA protective level 
test used to verify that the EGLA will exhibit correct sparkover operation and clamp the 
overvoltage caused by lightning considerably lower than the flashover voltage of the parallel-
connected insulator assembly 

3.20  
vibration withstand test 
test to verify that the SVU and its connectors can withstand the specified mechanical vibration 
levels  

4 Identification and classification 

4.1 EGLA identification 

An EGLA shall be identified by the following minimum information, which shall appear on a 
nameplate permanently attached to the arrester: 

• rated voltage Ur in kV; 

• rated frequency in Hz, only if it is less than 48 Hz or larger than 62 Hz;  

• classification series information (examples: "X1", "Y2"); 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Full document details: IEC 60099-8 2011

http://www.avadocuments.com/doc/iec-60099-8-2011
http://www.avadocuments.com/doc/iec-60099-8-2011


 – 12 – 60099-8  IEC:2011 

 

• rated short-circuit current Is in kA;  

• manufacturer’s name or trade mark; 

• year of manufacture; 

• serial number (at least for arresters for Um > 52 kV); 

• lightning discharge capability (only charge value) in C; example: "8 C".    

Information on required gap spacing including tolerances shall be given in an appropriate 
way, for example in the manual.  

4.2 EGLA classification  

EGLAs are classified by their nominal discharge currents and their high current impulse 
withstand capabilities as per Table 1, and they shall meet at least the test requirements and 
performance characteristics specified in Table 3. These arresters have no operating duties for 
slow-front surges and power-frequency overvoltages. 

Table 1 – EGLA classification – “Series X” and “Series Y“ 

Series X Series Y 

Class name X1 X2 X3 X4 Class name Y1 Y2 Y3 Y4 

Nominal discharge 
current (kA), 8/20 

5 5 10 20 Nominal discharge 
current (kA), 2/20 

5 10 15 20 

High current impulse 
(kA), 4/10 

40 65 100 100 High current impulse 
(kA), 2/20 

10 25 40 65 

NOTE 1 "Series X" corresponds to the classification used in IEC 60099-4. A nominal discharge current of 
8/20 wave shape and a high current impulse of 4/10 wave shape are used in IEC and in IEEE standards. 
"Series Y" corresponds to the classification applied e.g. in Japan on shielded line applications. Specification 
of wave shape 2/20 both for the nominal discharge current and for the high current impulse is based on this 
special application. 

NOTE 2 According to service conditions, other high current impulse values than those specified in this table 
may be applied. 

 

5 Standard ratings and service conditions 

5.1 Standard rated voltages 

Standard values of rated voltages (r.m.s. values) are specified in Table 2 in equal voltage 
steps within specified voltage ranges. 

Table 2 – Steps of rated voltages (r.m.s. values) 

Range of rated voltages (kV) Steps of rated voltage (kV) 

3 - 30 1 

> 30 - 54 3 

> 54 - 96 6 

> 96 - 288 12 

> 288 - 396 18 

> 396 24 

NOTE Other values of rated voltage may be acceptable, provided they are multiples of 6. 
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5.2 Standard rated frequencies 

The standard rated frequencies are 48 Hz to 62 Hz.  

5.3 Standard nominal discharge currents 

The standard nominal discharge currents for 8/20 or 2/20 shapes are: 5 kA, 10 kA, 15 kA and 
20 kA. 

5.4 Service conditions 

5.4.1 Normal service conditions 

EGLAs which conform to this standard shall be suitable for normal operation under the 
following normal service conditions: 

a) ambient air temperature within the range of –40 ºC to +40 ºC; 
b) altitude not exceeding 1000 m; 
c) frequency of the a.c. power supply not less than 48 Hz and not more than 62 Hz; 
d) power-frequency voltage applied continuously between the terminals of the EGLA not 

exceeding its rated voltage; 
e) mechanical conditions: not specified (see NOTE); 
f) wind speed: not specified (see NOTE); 
g) pollution conditions: pollution by dust, smoke, corrosive gases, vapours or salt may occur; 

pollution does not exceed “heavy” as defined in IEC/TS 60815-1. 

NOTE It is recognized that mechanical and environmental issues are important for service, but due to the large 
variety of possible installation configurations it is not possible to provide standard values for items e) and f). 

5.4.2 Abnormal service conditions 

Surge arresters subject to other than normal application or service conditions may require 
special consideration in design, manufacture or application. The use of this standard in case 
of abnormal service conditions shall be subject to agreement between the manufacturer and 
the purchaser.  

6 Requirements 

6.1 Insulation withstand of the SVU and the complete EGLA 

6.1.1 Insulation withstand of the housing of the SVU 

The housing of the SVU shall withstand a lightning impulse voltage of 

a) for "Series X": 1,4 times the residual voltage at the nominal discharge current 
b) for "Series Y": 1,13 times the residual voltage at high current impulse, but not less than 

1,3 times the residual voltage at nominal discharge current 

NOTE The factor of 1,4 in case a) covers variations in atmospheric conditions and discharge currents up to three 
times the nominal discharge current. 

6.1.2 Insulation withstand of EGLA with shorted (failed) SVU 

The EGLA shall have the following insulation withstand performance: 

a) the EGLA shall withstand the specified switching impulse withstand voltage level of the 
system even if the SVU has been shorted due to overloading (failure); 
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b) the EGLA shall be able to withstand the maximum temporary overvoltages phase to 
ground for their maximum durations even if the SVU has been shorted due to overloading 
(failure). 

6.2 Residual voltages 

The purpose of the measurement of residual voltages is to obtain the maximum residual 
voltages for a given design for all specified currents and wave shapes. These are derived 
from the type test data and from the maximum residual voltage at a lightning impulse current 
used for routine tests as specified and published by the manufacturer. 

The maximum residual voltage of a given EGLA design for any current and wave shape is 
calculated from the residual voltage of SVU sections tested during type tests multiplied by a 
specific scale factor plus a calculated inductive voltage drop across the SVU, the gap and 
connection leads. The scale factor is equal to the ratio of the declared maximum residual 
voltage, as checked during the routine tests, to the measured residual voltage of the sections 
at the same current and wave shape. 

The value of the residual voltage of the EGLA at nominal discharge current and at high 
current impulse, respectively, multiplied by a factor as given in 6.1.1, shall be lower than the 
minimum flashover voltage of the insulator assembly to be protected. 

6.3 High current duty  

The capability of the SVU for discharging operations shall be demonstrated by injecting two 
high current impulses. 

6.4 Lightning discharge capability  

The capability of the metal-oxide resistors to withstand lightning discharges having current 
waveforms with durations of several tens of microseconds for arresters applied on shielded 
lines and several hundreds of microseconds for arresters on unshielded lines shall be 
demonstrated. The related test also covers effects of multiple lightning strikes. 

6.5 Short-circuit performance of the SVU 

The manufacturer shall claim a short-circuit rating of the SVU. The short-circuit currents 
according to this rating shall not cause violent shattering of the SVU, and any open flames 
shall self-extinguish in a given time. 

NOTE The gap is not subject of the short-circuit tests on the SVU, and its short-circuit performance should be 
verified separately. The gap should be able to maintain its mechanical integrity after having been subjected to the 
rated short-circuit current of the EGLA, and its sparkover voltage should not be decreased. 

6.6 Mechanical performance 

For the EGLA to be mounted on transmission towers or poles, mechanical performance to 
withstand tensile, bending and/or vibration loads due to wind pressure, conductor vibration 
abnormal load during installation work and moisture ingress shall be demonstrated. 

The applicable values of tensile and bending loads shall be agreed between the manufacturer 
and the purchaser. 

The SVU shall be able to withstand the vibration load to be expected in service. 

NOTE The complete EGLA including gap assembly and mounting structure should be able to withstand at least 
the same mechanical stress. 
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6.7 Weather aging of SVU 

The SVU must be able to withstand the environmental stress expected in service. 
Environmental tests demonstrate by accelerated test procedures that the sealing mechanism 
and the exposed metal combinations of the SVU are not impaired by environmental 
conditions. For SVUs with polymer (composite and cast resin) housings, resistance to UV 
radiation has to be demonstrated in addition. 

NOTE A revision of the UV test is currently under consideration by Cigré WG D1.14. 

6.8 Reference voltage of the SVU 

The reference voltage (Uref) of the SVU shall be measured at the reference current on 
sections and units when required. The measurement shall be performed at an ambient 
temperature of 20 °C ± 15 K, and the actual temperature shall be recorded. 

NOTE As an acceptable approximation, the instantaneous value of the current at the instant of voltage peak may 
be taken to correspond to the peak value of the resistive component of current. 

6.9 Internal partial discharges  

The level of internal partial discharges in the SVU in the tests according to 9.1 and 10.3 shall 
not exceed 10 pC.  

6.10 Coordination between insulator withstand and EGLA protective level 

The correct coordination between flashover characteristics of the insulator assembly, the 
sparkover voltage of the EGLA with front-of-wave and standard lightning impulses and the 
residual voltage of the EGLA at nominal discharge current and, for “Series Y” arresters, at 
high current impulse shall be demonstrated. 

Any sparkover operation for lightning impulse voltage shall occur in the external series gap of 
the EGLA, without causing any flashover of the insulator assembly to be protected. 

The value of 

• for "Series X": 1,4 times the residual voltage at the nominal discharge current according to 
Table 1 and 8.3.3; 

• for "Series Y": 1,13 times the residual voltage at high current impulse, but not less than 
1,3 times the residual voltage at nominal discharge current according to Table 1 and 8.3.3 
and 8.3.4 

must be lower than U50, Insulator minus X times the standard deviation, (U50, Insulator - X⋅σ), of 
the insulator assembly to be protected, where σ = 0,03 and X is to be agreed upon between 
manufacturer and user, a recommended value being X = 2,5. 

6.11 Follow current interrupting  

Follow current interrupting operation of the EGLA under wet and polluted conditions shall be 
demonstrated by a test procedure which takes these operating conditions into account. 
Performing a follow current interrupting test is mandatory, either as a type test according to 
8.8 or as an acceptance test according to 10.6. 

6.12 Electromagnetic compatibility 

Arresters are not sensitive to electromagnetic disturbances, and therefore no immunity test is 
necessary. 

In normal working operating conditions, the EGLA shall not emit significant disturbances. 
A radio interference voltage test (RIV) shall be applied as an acceptance test to the complete 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Full document details: IEC 60099-8 2011

http://www.avadocuments.com/doc/iec-60099-8-2011
http://www.avadocuments.com/doc/iec-60099-8-2011


 – 16 – 60099-8  IEC:2011 

 

EGLA (see 10.4). The maximum radio interference level of the EGLA energized at the 
maximum continuous phase to ground system voltage (Us/√3) shall not exceed 2 500 µV. 

6.13 End of life 

On request from users, each manufacturer shall give enough information so that all the 
arrester components may be scrapped and/or recycled in accordance with international and 
national regulations. 

7 General testing procedure 

7.1 Measuring equipment and accuracy 

The measuring equipment shall meet the requirements of IEC 60060-2 and IEC 60099-4. The 
values obtained shall be accepted as accurate for the purpose of compliance with the relevant 
test clauses. 

Unless stated elsewhere, all tests with power-frequency voltages shall be made with an 
alternating voltage having a frequency between the limits of 48 Hz and 62 Hz and an 
approximately sinusoidal wave shape.  

7.2 Test samples 

Unless otherwise specified, for each test item, the complete test sequence shall be carried 
out on the same test sample. The number of test samples is given in Table 3. The test 
samples shall be new, clean, completely assembled and arranged to simulate the condition in 
service.  

When tests are made on sections or units, the following shall be fulfilled: 

a) The ratio between rated voltage of the complete EGLA to the rated voltage of the section 
or unit is defined as n. 

b) The volume of the resistor elements used as test samples shall not be greater than the 
minimum volume of all resistor elements used in the complete EGLA divided by n. 

c) The reference voltage Uref of the SVU of the test section should be equal to the minimum 
reference voltage of the SVU of the EGLA divided by n. If the reference voltage of the 
SVU of the test section is greater than the minimum reference voltage of the SVU of the 
complete EGLA divided by n, the factor n shall be reduced correspondingly. If the 
reference voltage of the SVU of the test section is less than the minimum reference 
voltage of the SVU of the complete EGLA divided by n, the test section is not allowed to 
be used. 

The factor n of the test samples shall be recorded in the test report.  

8 Type tests 

8.1 General 

Table 3 identifies the type tests that shall be performed on the complete EGLA or on 
components of the EGLA. 
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Table 3 – Type tests (all tests to be performed without insulator assembly) 

Test item 
Number 
of test 

samples 
EGLA 

Section 
of 

EGLA 

Unit 
of 

SVU 
Section 
of SVU 

Clause 
number 

Insulation withstand tests 

1.1 Housing withstand test of SVU 

1.2 EGLA withstand test with failed SVU 

 

1 

1 

 

 

Test 

 

 

 

Test 

 

 

 

8.2.2 

8.2.3 

2. Residual voltage tests 3    Test 8.3 

3. Standard lightning impulse sparkover test a) 1 Test    8.4 

4. High current impulse withstand test 3    Test 8.5 

5  Lightning discharge capability test 3    Test 8.6 

6. Short-circuit tests 4 or 5   Test  8.7 

7. Follow current interrupting test b) 1 Test c) Test c)   8.8 

8. Bending  test  3 or 6   Test  8.9.1 

9. Vibration  test d) 1   Test e)  8.9.2 

10. Weather aging test 1   Test  8.10 
a)  This test is mandatory if not performed as an acceptance test in accordance with 10.5. 
b)  This test is mandatory if not performed as an acceptance test in accordance with 10.6. 
c)   This test is performed either on a complete EGLA or a section of an EGLA, see 8.8.2. 
d)   This test is mandatory if not performed as an acceptance test in accordance with 10.7. 
e)   The vibration test is performed on one complete SVU, see 8.9.2.1 

 

8.2 Insulation withstand tests on the SVU housing and on the EGLA with failed SVU 

8.2.1 General 

These tests demonstrate the lightning impulse withstand voltage of the SVU housing under 
dry conditions and the withstand voltage of the EGLA against the maximum expected 
switching surge and power-frequency overvoltages in the system under wet conditions if the 
SVU had failed and is shorted. 

8.2.2 Insulation withstand test on the SVU housing  

8.2.2.1 General 

This test demonstrates the dielectric withstand capability of the external housing of the SVU 
against lightning impulse voltages. 

8.2.2.2 Test procedure 

The SVU housing shall be subjected to a standard lightning impulse voltage dry test according 
to procedure A or B in 20.1 of IEC 60060-1. 

The test shall be performed on the SVU housing with the highest specific voltage stress per 
unit length. The non-linear metal-oxide resistors shall be removed or replaced by parts of 
insulating material. 

Fifteen consecutive impulses at the test voltage value shall be applied for each polarity.  
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Test voltage: 

a) for "Series X": 1,4 times the residual voltage at the nominal discharge current according to 
Table 1 and 8.3.3. 

b) for "Series Y": 1,13 times the residual voltage at high current impulse, but not less than 
1,3 times the residual voltage at nominal discharge current according to Table 1 and 8.3.3 
and 8.3.4. 

If the dry arcing distance or the sum of the partial dry arcing distances is larger than the test 
voltage divided by 500 kV/m, this test is not required 

Evaluation: The SVU shall be considered to have passed the test if the number of external 
disruptive discharges does not exceed two in each series of 15 impulses. 

8.2.3 Insulation withstand tests on EGLA with failed SVU 

8.2.3.1 General 

A switching impulse wet withstand voltage test and a power-frequency wet withstand voltage 
test shall be performed simulating a failed SVU. The purpose of these tests is to demonstrate 
that no sparkover under switching surge and power-frequency overvoltages will occur if, as 
the worst case scenario, the SVU is shorted by a failure.  

8.2.3.2 Switching impulse wet withstand voltage test       

Test procedure 

The test procedure shall be as follows: 

Test sample: EGLA with shorted SVU. The failed SVU shall be simulated by shorting the 
SVU with a metal wire, while the electrode condition shall be specified after agreement 
between the manufacturer and the purchaser. The minimum external series gap length for the 
test shall be specified by the manufacturer. 

Test voltage and test condition:  

a) The withstand voltage value shall be claimed by the manufacturer or determined by 
agreement between the manufacturer and the purchaser, considering the actual switching 
impulse withstand voltage level of the line.  

b) The 50% flashover voltage (U50, EGLA) is measured by the up-and-down method in 
accordance with IEC 60060-1 for each polarity on the EGLA with the SVU shorted. The 
wave shape of the test voltage shall be 250/2500. 

c) The characteristic of the rain shall be in accordance with the requirements of IEC 60060-
1. 

Evaluation: The withstand voltage of the EGLA is determined as 

U10, EGLA = U50, EGLA (1 -1,3 σ), 

calculated from the measured 50% flashover voltage and the standard deviation σ, which is 
assumed to be 6% (σ = 0,06) for switching impulse voltage. The EGLA has passed the test if 
the withstand value is equal to or higher than the claimed or agreed value. 

NOTE For a normal distribution, as assumed here, the 10% probability value results from the 50% probability 
value minus 1,3 times the standard deviation.  

8.2.3.3 Power-frequency wet withstand voltage test  

The test procedure shall be as follows: 
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Test sample: EGLA with shorted SVU. The failed SVU shall be simulated by shorting the 
SVU with a metal wire. The minimum external series gap length and the conditions of the gap 
electrodes shall be specified by the manufacturer or agreed upon between the manufacturer 
and the user. 

Test voltage and test condition: 

a) The power-frequency wet withstand voltage test shall be performed in accordance with 
IEC 60060-1 on the EGLA with the SVU shorted. 

b) The test voltage shall be 1,2 times the rated voltage of the EGLA. 
c) The characteristic of the rain shall be in accordance with the requirements of  

IEC 60060-1. 

Evaluation: The EGLA has passed the test if the sample withstands the test voltage for 
one minute. 

8.3 Residual voltage tests 

8.3.1 General  

This test demonstrates that the residual voltages of the SVU and complete EGLA under 
lightning impulses are in accordance with the claimed values. All residual voltage tests shall 
be made on the same three sections of an SVU. The time between discharges shall be 
sufficient to allow the samples to return to approximately ambient temperature. The residual 
voltage of the EGLA is calculated from the measured residual voltage of the SVU sections 
times a scale factor plus a calculated inductive voltage drop across the SVU, the gap and the 
connection leads. The residual voltage of the SVU is calculated from the measured residual 
voltage of the SVU sections times a scale factor plus a calculated inductive voltage drop 
across the SVU. 

8.3.2 Procedure for correction and calculation of inductive voltages  

In case of current wave shape 2/20, the following procedure shall be used to determine if an 
inductive correction is required. A current impulse as described above shall be applied to a 
metal block having the same dimensions as the resistor samples being tested. The peak value 
and the shape of the voltage appearing across the metal block shall be recorded. If the peak 
voltage on the metal block is less than 2 % of the peak voltage of the resistor samples, no 
inductive correction to the resistor measurements is required. If the peak voltage on the metal 
block is between 2 % and 20 % of the peak voltage on the resistor sample, then the impulse 
shape of the metal block voltage shall be subtracted from the impulse shape of each of the 
resistor voltages, and the peak values of the resulting impulse shapes shall be recorded as 
the corrected resistor voltages. If the peak voltage on the metal block is higher than 20 % of 
the peak voltage on the resistor samples the test circuit and the voltage measuring circuit 
shall be improved. 

NOTE A possible way to achieve identical current wave shapes during all measurements is to perform them with 
both the test sample and the metal block in series in the test circuit. Only their positions relative to each other need 
to be interchanged for measuring the voltage drop on the metal block or on the test sample.  

The sample impulse voltage wave shape (corrected if necessary) with the highest peak value 
shall be used to determine the current impulse residual voltage of the SVU and the complete 
EGLA, respectively, according to one of the following procedures a) or b): 

Procedure a) 

1) Multiply the sample impulse voltage wave shape by the scale factor (see 6.2). 
2) From the wave shape of the current impulse, determine the rate of change of current 

(di/dt) over the entire wave shape and multiply it by the inductance in order to determine 
the inductive voltage drop: 
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′= ⋅ = ⋅ ⋅
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d d

i iu t L L h
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where 
u(t) is the inductive voltage drop in kV as a function of time; 

L’ is the inductance per unit length in µH/m; L’ = 1 µH/m; 
h  is either the terminal-to-terminal length in m of the SVU or of the complete EGLA 

including series gap and connection leads; 

di/dt is the rate of change of current with time in kA/µs. 

3) Add the results of 1) and 2) on a wave shape basis; the peak value of the resulting wave 
shape shall be taken as the actual current impulse residual voltage of the arrester. 

Procedure b) 

1) Multiply the peak value of the sample impulse voltage by the scale factor (see 6.2). 
2) Determine the inductive voltage drop between the arrester terminals using the following 

formula: 

′= ⋅ = ⋅ ⋅ d
L

f

d
d

IiU L L h
t T  

where  
UL is the peak value of the inductive voltage drop in kV; 

L’ is the inductance per unit length in µH/m; L’ = 1; 
h  is either the terminal-to-terminal length in m of the SVU or of the complete EGLA 

including series gap and connection leads; 

Tf is the front time of the current impulse in µs; Tf = 2; 
Id is the actual discharge current amplitude in kA. 

3) Add the results of 1) and 2); the resulting value shall be taken as the actual current 
impulse residual voltage of the arrester. 

8.3.3 Lightning current impulse residual voltage test   

One lightning current impulse shall be applied to each of the three samples for each of the 
following three peak values of approximately 0,5, 1 and 2 times the nominal discharge current 
of the EGLA. Wave shape of the current shall be 8/20 for "Series X" arresters and 2/20 for 
"Series Y" arresters according to Table 1.  

For the current impulses the tolerances on the adjustment of the equipment shall be such that 
the measured values of the current impulses are within the following limits: 

a) for 2/20 current impulses: 

– from 1,7 µs to 2,3 µs for virtual front time; 

– from 18 µs to 22 µs for virtual time to half value on the tail; 
b) for 8/20 current impulses: 

– from 7 µs to 9 µs for virtual front time; 

– from 18 µs to 22 µs for virtual time to half value on the tail. 

The lightning impulse residual voltage for "Series Y” arresters is determined as per procedure 
a) or b) in 8.3.2. For "Series X” arresters, no inductive effects are necessary to consider. 

The maximum values of the determined residual voltages shall be drawn in a residual voltage 
versus discharge current curve. 
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The value of 

• 1,4 times the residual voltage at the nominal discharge current according to Table 1 for 
"Series X" designs, 

• 1,3 times the residual voltage at nominal discharge current according to Table 1 for 
"Series Y" designs, 

shall be lower than the minimum flashover voltage of the insulator assembly to be protected. 
See also 10.5.3.  

NOTE If the routine test cannot be carried out on a complete SVU at nominal discharge current, then tests should 
be carried out at a current in the range of 0,01 to 1 times the nominal discharge current for comparison with the 
complete SVU. 

8.3.4 High current impulse residual voltage test   

This test applies to "Series Y" designs only. One high current impulse of the wave shape 2/20 
and a peak value according to Table 1 shall be applied to each of the three samples. 

For the current impulses the tolerances on the adjustment of the equipment shall be such that 
the measured values of the current impulses are within the following limits: 

– from 1,7 µs to 2,3 µs for virtual front time; 

– from 18 µs to 22 µs for virtual time to half value on the tail. 

The high current impulse residual voltage is determined as per procedure a) or b) in 8.3.2. 

The value of 1,13 times the high current impulse residual voltage shall be lower than the 
minimum flashover voltage of the insulator assembly to be protected. See also 10.5.3.  

8.4 Standard lightning impulse sparkover test 

This is a mandatory type test only if not an acceptance test for each specific insulator 
assembly according to 10.5 is performed. As a type test, it is performed without the insulator 
assembly. 

The purpose of this test is to determine the 50 % sparkover voltage of the EGLA under 
lightning impulse voltage stress. 

The test sample is one EGLA with the maximum gap distance for a given designated system, 
without the insulator assembly. 

Wave shape shall be 1,2/50. The 50 % sparkover voltage (U50, EGLA) shall be verified by the 
up-and-down method according to IEC 60060-1. 

NOTE 1 The protective margin between the sparkover voltage of the EGLA and the flashover voltage of the 
insulator assembly to be protected may be evaluated by U50, EGLA plus X times the standard deviation, (U50, EGLA + 
X⋅σ) not being higher than U50, Insulator minus X times the standard deviation, (U50, Insulator - X⋅σ) of the insulator 
assembly to be protected, if agreed between manufacturer and user. X is to be agreed upon between the 
manufacturer and the user. The standard deviation (σ) is set to be 3% for 1,2/50 impulses. 

NOTE 2 A recommended value for X is 2,5. 

NOTE 3 Experience during testing has shown that the sparkover voltage of the EGLA may be influenced by the 
close vicinity of the insulator assembly. 
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8.5 High current impulse withstand test 

8.5.1 Selection of test samples 

The test shall be performed on three sections of an SVU. The sections shall have a residual 
voltage at nominal discharge current at the highest end of the variation range declared by the 
manufacturer. In order to comply with these specifications the following shall be fulfilled: 

a) The ratio between the residual voltage at nominal discharge current of the complete SVU 
and the residual voltage at nominal discharge current of the section is defined by n. The 
volume of the resistor elements used as test samples shall not be greater than the 
minimum volume of all resistor elements used in the complete SVU divided by n. 

b) The reference voltage Uref of the SVU of the test section should be equal to the minimum 
reference voltage of the SVU of the EGLA divided by n. If the reference voltage of the 
SVU of the test section is greater than the minimum reference voltage of SVU of the 
complete EGLA divided by n, the factor n shall be reduced correspondingly. If the 
reference voltage of the SVU of the test section is less than the minimum reference 
voltage of SVU of the complete EGLA divided by n, the test section is not allowed to be 
used. 

8.5.2 Test procedure 

Two high current impulses of same polarity, having peak values (tolerance 
10
0

+
 %) and wave 

shapes according to Table 1, shall be applied to the three sections. Time interval between the 
impulse applications shall allow the sample to cool to ambient temperature. 

The tolerances on the adjustment of the equipment shall be such that the measured values of 
the current impulses are within the following limits: 

a) for 2/20 current impulses: 

– from 1,7 µs to 2,3 µs for virtual front time; 

– from 18 µs to 22 µs for virtual time to half value on the tail; 
b) for 4/10 current impulses: 

– from 3,5 µs to 4,5 µs for virtual front time; 

– from 9 µs to 11 µs for virtual time to half value on the tail. 

8.5.3 Test evaluation 
a) The reference voltage measured before and after the test shall have changed by not more 

than 10 %. 
b) Any change in residual voltage at nominal discharge current measured before and after 

the test shall be within (– 2 % to + 5 %). 
c) Visual examination of the test samples after the test shall reveal no evidence of puncture, 

flashover and cracking or other significant damage of the test sample. If the metal-oxide 
resistors cannot be removed from the test samples for visual examination, the following 
additional tests shall be performed to ensure that no damage occurred during the test. 
After the residual voltage test (b), two impulses at nominal discharge current shall be 
applied to the test sample. The first impulse shall be applied after sufficient time to allow 
cooling of the sample to ambient temperature. The second impulse is applied 50 s to 60 s 
after the first one. During the two impulses, the oscillograms of both voltage and current 
shall not reveal any breakdown, and the difference of the residual voltage between the 
initial measurement before the test and the last of the two impulses after the test shall not 
exceed a range of (– 2 % to + 5 %). 
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8.6 Lightning discharge capability test 

8.6.1 Selection of test samples 

This test shall be performed on three samples. These samples shall include complete SVUs, 
SVU sections or metal-oxide resistor elements which have not been subjected to any previous 
tests except as necessary for evaluation purposes of this test. 

The samples to be chosen for the lightning impulse discharge capability test shall have a 
residual voltage at nominal discharge current at the highest end of the variation range 
declared by the manufacturer. Furthermore, in the case of multi-column arresters, the highest 
value of uneven current distribution shall be considered. In order to comply with these 
specifications the following shall be fulfilled. 

a) The ratio between the residual voltage at nominal discharge current of the complete SVU 
and the residual voltage at nominal discharge current of the section is defined by n. The 
volume of the resistor elements used as test samples shall not be greater than the 
minimum volume of all resistor elements used in the complete SVU divided by n. 

b) The reference voltage Uref of the SVU of the test section should be equal to the minimum 
reference voltage of the SVU of the EGLA divided by n. If the reference voltage of the 
SVU of the test section is greater than the minimum reference voltage of SVU of the 
complete EGLA divided by n, the factor n shall be reduced correspondingly. If the 
reference voltage of the SVU of the test section is less than the minimum reference 
voltage of SVU of the complete EGLA divided by n, the test section is not allowed to be 
used. 

8.6.2 Test procedure 

Before commencing the tests, the lightning impulse residual voltage at nominal discharge 
current and the reference voltage of each test sample shall be measured for evaluation 
purposes. 

Each lightning impulse discharge capability test shall consist of 18 discharge operations 
divided into six groups of three operations. Intervals between operations shall be 50 s to 60 s 
and between groups such that the sample cools to near ambient temperature. 

Following the 18 discharge operations and after the sample has cooled to near ambient 
temperature, the residual voltage tests and the reference voltage tests, which were made 
before the test, shall be repeated for comparison with the values obtained before the test, and 
the values shall not have changed by more than (– 2 % to + 5 %). 

Visual examination of the test samples after the test shall reveal no evidence of puncture, 
flashover, cracking or other significant damage of the metal-oxide resistors. 

In case of a design where the resistors cannot be removed for inspection, an additional 
impulse shall be applied after the sample has cooled to ambient temperature. If the sample 
has withstood this 19th impulse without damage (checked by the oscillographic records) the 
sample is considered to have passed the test. 

8.6.3 Test parameters for the lightning impulse discharge capability test 

The current peak value is selected by the manufacturer to obtain a particular charge. The 
current impulse shape shall be approximately sinusoidal. The time duration for which the 
instantaneous value of the impulse current is greater than 5 % of its peak value shall be 
within 200 µs to 230 µs. The peak of any opposite polarity current wave shall be less than 5 % 
of the peak value of the current. The current peak value of each impulse on each test sample 
shall lie between 100 % and 110 % of the selected peak value. 
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8.6.4 Measurements during the lightning impulse discharge capability test 

Charge and peak current shall be reported for each impulse as well as the duration of time 
during which the instantaneous value of the impulse current is greater than 5 % of its peak 
value. Oscillograms of the typically applied voltage and current waveforms shall be plotted on 
the same time scale. 

8.6.5 Rated lightning impulse discharge capability 

Average peak current and charge shall be calculated from the 18 discharge operations. 

The rated lightning impulse discharge capability of the arrester is the combination of the 
following: 

a) the lowest average peak current for any of the 3 test samples; 
b) a charge value selected from the list of 8.6.6 lower than or equal to the lowest average 

charge for any of the 3 test samples. 

8.6.6 List of rated charge values 

The following values, expressed in C, are standardized as rated charge values: 0,4; 0,6; 0,8; 
1; 1,2; 1,4; 1,6; 1,8; 2; 2,4; 2,8; 3,2; 3,6; 4; 4,4; 4,8; 5,2; 5,6; 6; 6,4; 6,8; 7,2; 7,6; 8; 8,4; 8,8; 
9,2; 9,6; 10. 

8.7 Short-circuit tests 

8.7.1 General 

The manufacturer shall claim a short-circuit rating of the SVU. SVUs shall be tested in 
accordance with this subclause. The test shall be performed in order to show that an SVU 
failure does not result in a violent shattering of the SVU housing, and that self-extinguishing 
of open flames (if any) occurs within a defined period of time. Each SVU type is tested with 
four values of short-circuit currents. If the SVU is equipped with some other arrangement as a 
substitute for a conventional pressure relief device, this arrangement shall be included in the 
test. 

The frequency of the short-circuit test current supply shall be between 48 Hz and 62 Hz. 

With respect to short-circuit current performance, it is important to distinguish between two 
designs of SVUs: 

– “Design A” SVUs have a design in which a gas channel runs along the entire length of the 
SVU unit and fills ≥ 50 % of the internal volume not occupied by the internal active parts. 

– “Design B” SVUs are of a solid design with no enclosed volume of gas or having an 
internal gas volume filling < 50 % of the internal volume not occupied by the internal active 
parts.  

NOTE 1 Typically, “Design A” SVUs are porcelain-housed SVUs, or polymer-housed SVUs with a composite 
hollow insulator which are equipped either with pressure-relief devices, or with prefabricated weak spots in the 
composite housing which burst or flip open at a specified pressure, thereby decreasing the internal pressure.  

Typically, “Design B” SVUs do not have any pressure relief device and are of a solid type with no enclosed volume 
of gas. If the resistors fail electrically, an arc is established within the SVU. This arc causes heavy evaporation and 
possibly burning of the housing and/or internal material. These SVUs’ short-circuit performance is determined by 
their ability to control the cracking or tearing-open of the housing due to the arc effects, thereby avoiding violent 
shattering. 

NOTE 2 "Active parts" in this context are the non-linear, metal-oxide resistors and any metal spacers directly in 
series with them.  

Depending on the type of SVU and test voltage, different requirements apply with regard to 
the number of test samples, initiation of short-circuit current and amplitude of the first short-
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circuit current peak. Table 4 shows a summary of these requirements which are further 
explained in the following subclauses. 

8.7.2 Preparation of the test samples 

For the high-current tests, the test samples shall be the longest SVU unit used for the design 
with the highest rated voltage of that unit used for each different SVU design. 

For the low-current test, the test sample shall be an SVU unit of any length with the highest 
rated voltage of that unit used for each different SVU design.  

NOTE 1 Figure 2 shows different examples of SVU units. 

In case a fuse wire is required, the fuse wire material and size shall be selected so that the 
wire will melt within the first 30 electrical degrees after initiation of the test current.  

NOTE 2 In order to have melting of the fuse wire within the specified time limit and create a suitable condition for 
arc ignition, it is generally recommended that a fuse wire of a low resistance material (for example copper, 
aluminium or silver) with a diameter of about 0,2 mm to 0,5 mm be used. Higher fuse-wire cross-sections are 
applicable to surge SVU units prepared for higher short-circuit test currents. When there are problems in initiating 
the arc, a fuse wire of larger size but with a diameter not exceeding 1,5 mm, may be used since it will help arc 
establishment. In such cases, a specially prepared fuse wire, having a larger cross-section along most of the SVU 
height with a short thinner section in the middle, may also help.“ 

8.7.2.1 "Design A" SVUs  

The samples shall be prepared with means for conducting the required short-circuit current 
using a fuse wire. The fuse wire shall be in direct contact with the MO resistors and be 
positioned within, or as close as possible to, the gas channel and shall short-circuit the entire 
internal active part. The actual location of the fuse wire in the test shall be reported in the test 
report. 

No differences with regard to polymer housings or porcelain housings are made in the 
preparation of the test samples. However, differences partly apply in the test procedure 
(see 8.7.4.2). In this case, "Design A" SVUs with polymeric sheds which are not made of 
porcelain or other hollow insulators, and which are as brittle as ceramics, shall be considered 
and tested as porcelain-housed SVUs. 

8.7.2.2 "Design B" SVUs 

"Design B" SVUs with polymeric sheds which are not made of porcelain or other mechanically 
supporting structures, and which are as brittle as ceramics, shall be considered and tested as 
porcelain-housed SVUs. 

8.7.2.2.1 Polymer-housed SVUs 

No special preparation is necessary. Standard SVU units shall be used. The SVU units shall 
be electrically pre-failed with a power-frequency overvoltage. The overvoltage shall be run on 
completely assembled test units. No physical modification shall be made to the units between 
pre-failing and the actual short-circuit current test. 

The overvoltage given by the manufacturer should be a voltage exceeding the reference 
voltage. It shall cause the SVU to fail within (5 ± 3) min. The resistors are considered to have 
failed when the voltage across the resistors falls below 10 % of the originally applied voltage. 
The short-circuit current of the pre-failing test circuit shall not exceed 30 A. 

The time between pre-failure and the rated short-circuit current test shall not exceed 15 min. 

NOTE The pre-failure can be achieved by either applying a voltage source or a current source to the samples.  
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– Voltage source method: the initial current should typically be in the range 5-10 mA/cm2. The short-circuit 
current should typically be between 1 A and 30 A. The voltage source need not be adjusted after the initial 
setting, although small adjustments might be necessary in order to fail the resistors in the given time range. 

– Current source method: Typically a current density of around 15 mA/cm2 with a variation of ± 50 %, will result 
in failure of the resistors in the given time range. The short-circuit current should typically be between 10 A 
and 30 A. The current source need not be adjusted after the initial setting, although small adjustments might 
be necessary in order to fail the resistors in the given time range. 

8.7.2.2.2 Porcelain-housed SVUs 

The samples shall be prepared with means for conducting the required short-circuit current 
using a fuse wire. The fuse wire shall be in direct contact with the MO resistors and be 
located as far away as possible from the gas channel and shall short-circuit the entire internal 
active part. The actual location of the fuse wire in the test shall be reported in the test report. 

8.7.3 Mounting of the test sample 

The SVU units to be tested can be either mounted directly to a base according to the 
mounting arrangements as shown in Figures 3a and 3b, or mounted hanging in accordance 
with the installation recommendations of the manufacturer. The choice of test installation is up 
to the manufacturer. In case of suspended mounting, the bottom end of the SVU shall be at 
the same level as the upper edge of the circular enclosure. 

For a base-mounted SVU, the mounting arrangement is shown in Figures 3a and 3b. The 
distance to the ground from the insulating platform and the conductors shall be as indicated in 
Figures 3a and 3b.  

For non-base-mounted SVUs (for example, pole-mounted SVUs), the test sample shall be 
mounted on a non-metallic pole using mounting brackets and hardware typically used for real 
service installation. For the purpose of the test, the mounting bracket shall be considered as a 
part of the SVU base. In cases where the foregoing is at variance with the manufacturer's 
instructions, the SVU shall be mounted in accordance with the installation recommendations 
of the manufacturer. The entire lead between the base and the current sensor shall be 
insulated for at least 1 000 V. The top end of the test sample shall be fitted with the base 
assembly of the same design of an SVU or with the top cap. 

For base-mounted SVUs, the bottom end fitting of the test sample shall be mounted on a test 
base that is at the same height as a surrounding circular or square enclosure. The test base 
shall be of insulating material or may be of conducting material if its surface dimensions are 
smaller than the surface dimensions of the SVU bottom end fitting. The test base and the 
enclosure shall be placed on top of an insulating platform, as shown in Figures 3a and 3b. For 
non-base-mounted SVUs, the same requirements apply to the bottom of the SVU. The arcing 
distance between the top end cap and any other metallic object (floating or grounded), except 
for the base of the SVU, shall be at least 1,6 times the height of the sample SVU, but not less 
than 0,9 m. The enclosure shall be made of non-metallic material and be positioned 
symmetrically with respect to the axis of the test sample. It shall not be permitted to open or 
move during the test. The height of the enclosure shall be 40 cm ± 10 cm, and its diameter (or 
side, in case of a square enclosure) shall be equal to the greater of 1,8 m or D in the Equation 
below:  

D = 1,2 × (2 × H + DSVU) 

where 

H is the height of tested SVU unit; 
DSVU  is the diameter of tested SVU unit. 

Porcelain-housed SVUs shall be mounted according to Figure 3a. Polymer housed SVUs shall 
be mounted according to Figure 3b. 
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Test samples shall be mounted vertically unless agreed upon otherwise between the 
manufacturer and the purchaser. 

NOTE 1 Mounting of the SVU during the short-circuit test and, more specifically, the routing of the conductors 
should represent the most unfavourable condition in service.  

The routing shown in Figure 3a is the most unfavourable to use during the initial phase of the test before venting 
occurs (especially in the case of a SVU fitted with a pressure relief device). Positioning the sample as shown in 
Figure 3a, with the venting ports facing in the direction of the test source, may cause the external arc to be swept 
in closer proximity to the SVU housing than otherwise. As a result, a thermal shock effect may cause excessive 
chipping and shattering of porcelain weather sheds, as compared to the other possible orientations of the venting 
ports. However, during the remaining arcing time, this routing forces the arc to move away from the SVU, and thus 
reduces the risk of the SVU catching fire. Both the initial phase of the test as well as the part with risk of catching 
fire are important, especially for SVUs where the external part of the housing is made of polymeric material. 

For all polymer-housed SVUs, the ground conductor should be directed to the opposite direction as the incoming 
conductor, as described in Figure 3b. In this way, the arc will stay close to the SVU during the entire duration of 
the short-circuit current, thus creating the most unfavourable conditions with regards to the fire hazard. 

NOTE 2 In the event that physical space limitations of the laboratory do not permit an enclosure of the specified 
size, the manufacturer may choose to use an enclosure of lesser diameter. 

8.7.4 High-current short-circuit tests 

Three samples shall be tested at currents based on selection of a rated short-circuit current 
selected from Table 5. All three samples shall be prepared according to 8.7.2 and mounted 
according to 8.7.3.  

Tests shall be made in a single-phase test circuit, with an open-circuit test voltage of 77 % to 
107 % of the rated voltage of the test sample, as outlined in 8.7.4.1. However, it is expected 
that tests on high-voltage SVUs will have to be made at laboratories which might not have the 
sufficient short-circuit power capability to carry out these tests at 77 % or more of the test 
sample rated voltage. Accordingly, an alternative procedure for making the high-current, 
short-circuit tests at a reduced voltage is given in 8.7.4.2. The measured total duration of test 
current flowing through the circuit shall be ≥ 0,2 s. 

NOTE Experience from porcelain-housed arresters has shown that tests at the rated current do not necessarily 
demonstrate acceptable behaviour at lower currents. 

8.7.4.1 High-current tests at full voltage (77 % to 107 % of rating) 

The prospective current shall first be measured by making a test with the SVU short-circuited 
or replaced by a solid link of negligible impedance. 

The duration of such a test may be limited to the minimum time required to measure the peak 
and symmetrical component of the current waveform.  

For “Design A” SVUs tested at the rated short-circuit current, the peak value of the first half-
cycle of the prospective current shall be at least 2,5 times the r.m.s. value of the symmetrical 
component of the prospective current. The following r.m.s. value of the symmetrical 
component shall be equal to the rated short-circuit current or higher. The peak value of the 
prospective current, divided by 2,5, shall be quoted as the test current, even though the r.m.s. 
value of the symmetrical component of the prospective current may be higher. Because of the 
higher prospective current, the sample SVU may be subjected to more severe duty, and, 
therefore, tests at X/R ratio lower than 15 shall only be carried out with the manufacturer’s 
consent.  

For “Design B” SVUs tested at rated short-circuit current, the peak value of the first half- cycle 
of the prospective current shall be at least √2 times the r.m.s. value.  
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For all the reduced short-circuit currents, the r.m.s. value shall be in accordance with Table 5 
and the peak value of the first half-cycle of the prospective current shall be at least √2 times 
the r.m.s. value of this current.  

The solid shorting link shall be removed after checking the prospective current and the SVU 
sample(s) shall be tested with the same circuit parameters. 

NOTE 1 The resistance of the restricted arc inside the SVU may reduce the r.m.s. symmetrical component and 
the peak value of the measured current. This does not invalidate the test, since the test is being made with at least 
normal service voltage and the effect on the test current is the same as would be experienced during a fault in 
service. 

NOTE 2 The X/R ratio of the test circuit impedance, without the SVU connected, should preferably be at least 15. 
In cases where the test circuit impedance X/R ratio is less than 15, the test voltage may be increased or the 
impedance may be reduced, in such a way that,  

– for the rated short-circuit current, the peak value of the first half-cycle of the prospective current is equal to, or 
greater than, 2,5 times the required test current level; 

– for the reduced current level tests, the tolerances in Table 5 are met. 

8.7.4.2 High-current test at less than 77 % of rated voltage 

When tests are made with a test circuit voltage < 77 % of the rated voltage of the test 
samples, the test circuit parameters shall be adjusted in such a way that the r.m.s. value of 
the symmetrical component of the actual SVU test current shall equal or exceed the required 
test current level of 8.7.4.  

For “Design A” SVUs tested at the rated short-circuit current, the peak value of the first half-
cycle of the actual SVU test current shall be at least 2,5 times the r.m.s. value of the 
symmetrical component of the actual SVU test current. The following r.m.s. value of the 
symmetrical component shall be equal to the rated short-circuit current or higher. The peak 
value of the actual SVU test current, divided by 2,5 shall be quoted as the test current, 
even though the r.m.s. value of the symmetrical component of the actual SVU test current 
may be higher.  

The following exception for the test at rated short-circuit current is valid for “Design A” 
polymer-housed SVUs only (see 8.7.2.1 for the definition of polymer- and porcelain-housed 
SVUs): if the rated voltage of the test sample is more than 150 kV and a first peak value of 
≥ 2,5 times the rated short-circuit current cannot be achieved, an additional test sample shall 
be tested. This additional test sample shall be tested according to either 8.7.4.1 or 8.7.4.2. 
It shall have a rated voltage of ≥ 150 kV and shall also not be shorter than the shortest SVU 
unit used for the actual SVU design. The rated short-circuit current value shall be the lowest 
of the r.m.s. current from the test on the longest unit and the r.m.s. current defined according 
to testing with either 8.7.4.1 or 8.7.4.2 from the test on the minimum 150 kV rated unit. Both 
tests shall be reported. 

For “Design B” SVUs tested at rated short-circuit current, the peak value of the first half- cycle 
of the actual SVU test current shall be at least √2 times the r.m.s. value.  

For all the reduced short-circuit currents the r.m.s. value shall be in accordance with Table 5 
and the peak value of the first half-cycle of the actual SVU test current shall be at least √2 
times the r.m.s. value of this current.  

NOTE 1 Especially for tall SVUs that are tested at a low percentage of their rated voltage, the first asymmetric 
peak current of 2,5 is not easily achieved unless special test possibilities are considered. It is thus possible to 
increase the test r.m.s voltage or reduce the impedance so that, for the rated short-circuit current, the peak value 
of the first half-cycle of the test current is equal to, or greater than, 2,5 times the required test current level. In 
case of testing with a generator, the first peak of 2,5 times the required test current can also be achieved by 
varying the generator’s excitation. The current should then be reduced, not less than 2,5 cycles after initiation, to 
the required symmetrical value. The actual peak value of the test current, divided by 2,5, should be quoted as the 
test current, even though the r.m.s. value of the symmetrical component of the actual SVU test current may be 
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higher. Because of the higher test current, the sample SVU may be subjected to more severe duty and, therefore, 
tests at X/R ratio lower than 15 should only be carried out with the manufacturer’s consent.  

NOTE 2 For “Design B” polymer-housed SVUs, even the first current peak of √2 may not be easily achieved 
unless special test facilities are considered. Pre-failed SVUs can build up considerable arc resistance, which limits 
the symmetrical current through the SVU. It is therefore recommended to perform the short-circuit tests as soon as 
possible after the pre-failure, preferably before the test samples have cooled down.  

For pre-failed SVUs, therefore, it is recommended to ensure that the SVU represents a 
sufficiently low impedance prior to applying the short-circuit current by reapplying the pre-
failing, or similar, circuit during a maximum of 2 s immediately before applying the short-
circuit test current (see Figure 4). It is acceptable to increase the short-circuit current of the 
pre-applied circuit up to 300 A (r.m.s). If so, its maximum duration, which depends on the 
current magnitude, shall not exceed the following value:  

trpf ≤ Qrpf / Irpf    

where 

trpf is the re-pre-failing time in s; 
Qrpf is the re-pre-failing charge in C; Qrpf = 60 C; 
Irpf is the re-pre-failing current (r.m.s.) in A.  

8.7.5 Low-current short-circuit test 

The test shall be made by using any test circuit that will produce a current through the test 
sample of 600 A ± 200 A (r.m.s. value), measured at approximately 0,1 s after the start of the 
current flow. The current shall flow for 1 s or, for “Design A” porcelain-housed surge SVUs, 
until venting occurs.  

Refer to Note 2 of 8.7.6 with regard to handling an SVU that fails to vent. 

8.7.6 Evaluation of test results 

The test is considered successful if the following three criteria are met. 

a) No violent shattering 

NOTE 1 Structural failure of the sample is permitted as long as criteria b) and c) are met.  

b) No parts of the test sample shall be allowed to be found outside the enclosure, except for 
• fragments, less than 60 g each, of ceramic material such as from metal-oxide resistors 

or porcelain; 
• pressure relief vent covers and diaphragms; 
• soft parts of polymeric materials. 

c) The SVU shall be able to self-extinguish open flames within 2 min after the end of the test. 
Any ejected part (in or out of the enclosure) shall also self-extinguish open flames within 2 
min. 

NOTE 2 If the SVU has not visibly vented at the end of the test, caution should be exercised, as the housing may 
remain pressurized after the test. This note is applicable to all levels of test current, but is of particular relevance 
to the low-current, short-circuit tests. 

NOTE 3 A shorter duration of self-extinguishing open flames for ejected parts may be agreed upon between the 
purchaser and the manufacturer. 

NOTE 4 It may be of particular importance for EGLA applications that safety considerations on ejected fragments, 
mechanical integrity and even a certain strength after failure are required. In that case, different test procedures 
and evaluations may be established between the manufacturer and the user (as an example, it may be required 
that after the tests the SVU should still be able to be lifted and removed by its top end). 
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Table 5 – Required currents for short-circuit tests 

Rated short- 
circuit current 

IS 

Reduced short-circuit currents 
 

±10 % 

Low short-circuit current 
with a duration  

of 1 s a) 

A A A 

80 000 50 000 25 000 600 ± 200 

63 000 25 000 12 000 600 ± 200 

50 000 25 000 12 000 600 ± 200 

40 000 25 000 12 000 600 ± 200 

31 500 12 000 6 000 600 ± 200 

20 000 12 000 6 000 600 ± 200 

16 000 6 000 3 000 600 ± 200 

10 000 6 000 3 000 600 ± 200 

5 000 3 000 1 500 600 ± 200 

NOTE 1 If an existing type of SVU, already qualified for one of the rated currents in Table 5, is being qualified 
for a higher rated-current value available in this table, it should be tested only at the new rated value. Any 
extrapolation can only be extended by two steps of rated short-circuit current. 

NOTE 2 If a new SVU type is to be qualified for a higher rated current value than available in this table, it should 
be tested at the proposed rated current, at 50 % and at 25 % of this rated current. 

NOTE 3 If an existing SVU is qualified for one of the rated short-circuit currents in this table, it is deemed to 
have passed the test for any value of rated current lower than this one. 

a)  For SVUs to be installed in resonant earthed or unearthed neutral systems, the increase of the test duration to 
longer than 1 s, up to 30 min, may be permitted after agreement between the manufacturer and the purchaser. 
In this case the low short-circuit current shall be reduced to 50 A ± 20 A, and the test sample and acceptance 
criteria shall be agreed between the manufacturer and the purchaser. 
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generator 
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IEC   680/06 IEC   2900/10 
 

NOTE SW 1 is closed and SW 2 is opened to apply pre-failing level of current (maximum of 30 A, limited by 
impedance Z). After a maximum of 2 s, SW 2 is closed to cause the specified short-circuit current to flow through 
the test sample.  

Figure 4 – Example of a test circuit for re-applying pre-failing circuit  
immediately before applying the short-circuit test current 

8.8 Follow current interrupting test 

8.8.1 General 

This test is to verify follow current interrupting operation of an EGLA after the series gap had 
sparked over under a lightning impulse. The test sample is a complete EGLA or a section of 
an EGLA. 

This test also verifies the performance of the EGLA under polluted conditions by taking into 
account the current that would flow over the surface of the SVU housing due to the presence 
of a wetted pollution layer.  

This test may be performed either as a type test with an SDD level and EGLA configuration 
selected by the manufacturer or, alternatively, as an acceptance test with the SDD level 
agreed upon between the manufacturer and the purchaser, (see 10.6). 

The follow current interrupting test shall be performed by either “Test method A” (see 8.8.2) or 
“Test method B” (see 8.8.3). If the pollution severity on site is "Very heavy” according to the 
definition in IEC/TS 60815-1, "Test method B" shall be applied. Else, the choice of the test 
method is upon the manufacturer. 

NOTE With "Test method A", the effect of pollution on the SVU external surface current is modelled by an 
additional linear resistor connected in parallel to the SVU, and the test is performed under clean and dry 
conditions. "Test method B" is a test under artificial pollution conditions. 

8.8.2 "Test method A" 

8.8.2.1 Requirements on the test circuit 

The impedance of the power-frequency voltage source shall be such that during the flow of 
follow current, the peak value of power-frequency voltage, measured at the EGLA terminals, 
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does not fall below the peak value of the rated voltage of the test specimen and after the 
interruption of follow current, the peak voltage does not exceed the peak value of the rated 
voltage by more than 10%. An example of a test circuit is given in Annex A. 

8.8.2.2 Test procedure 

The EGLA test sample shall be prepared as follows 

a) The non-linear metal-oxide resistor part shall be a complete SVU, or an SVU section, or a 
pile of metal-oxide resistor elements; the scale factor n (ratio of the rated voltage of the 
complete EGLA to the rated voltage of the EGLA test sample) shall not be higher than 
five. If the rated voltage of the complete EGLA is higher than 12 kV the rated voltage of 
the test sample shall not be lower than 12 kV. 

b) The volume of the resistor elements used as test samples shall not be greater than the 
minimum volume of all resistor elements used in the complete SVU divided by n. 

c) The reference voltage Uref of the SVU of the test section should be equal to the minimum 
reference voltage of the SVU of the EGLA divided by n. If the reference voltage of the 
SVU of the test section is greater than the minimum reference voltage of the SVU of the 
complete EGLA divided by n, the factor n shall be reduced correspondingly. If the 
reference voltage of the SVU of the test section is less than the minimum reference 
voltage of the SVU of the complete EGLA divided by n, the test section is not allowed to 
be used. 

d) A linear resistor shall be connected in parallel with the SVU in order to provide sufficiently 
high follow current. 

e) The external series gap shall be composed of the same electrodes as those of the EGLA. 
Its length shall be not greater than the minimum gap length specified by the manufacturer. 
It is not necessary to scale the gap.  

The test shall be conducted as follows: 

A power-frequency voltage equal to the rated voltage of the EGLA or EGLA section shall be 
applied to the test sample.  

The follow current flowing through the external series gap during the test will result as the 
addition of the following two components: 

• the leakage current on the SVU polluted surface simulated by means of the linear resistor 
connected in parallel to the SVU; 

• the internal resistive current through the non linear metal-oxide resistor blocks when 
energised at the rated voltage. 

The resistance of the linear resistor necessary to simulate the leakage current on the SVU 
polluted surface shall be calculated as R = F/K being F the form factor (according to 
IEC 60507) of the SVU housing and K the layer conductivity. 

The layer conductivity K shall be taken from Table 3 of IEC 60507 at the line corresponding to 

the selected SDD. The accepted tolerance for the resistance shall be 
20
0

−
 % to the calculated 

value. 

NOTE 1 In the case of an EGLA, the pollution layer on the SVU is not under voltage until sparkover occurs. In a 
worst-case scenario, the pollution layer will be totally wetted under rain conditions and will remain so since drying 
due to surface leakage currents does not occur. As there is no dry band arcing activity, the pollution layer may be 
assumed as a linear resistance. 

NOTE 2 With this method, the current level is higher than in operating service conditions, because the calculation 
does not take into account the voltage drop across the external series gap of the EGLA. 
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Lightning impulses shall then be applied to the EGLA in order to initiate sparkover and provide 
a conductive channel across the external series gap. The impulse generator shall be adjusted 
to obtain systematic sparkover of the gap.  

8.8.2.3 Test sequence 

The lightning impulses, having the same or opposite polarity as the actual half cycle of the 
alternating voltage, shall be applied (30° to 0°) before the instant of peak voltage. 

A first test shall be performed with a gap length small enough to show that the power source 
is able to supply and maintain the specified follow current. 

The parallel linear resistor shall be adjusted such that the total follow current during the tests 
is at least equal to the estimated value. 

Thereafter, the gap length shall be adjusted to the minimum specified value. Then, five 
sparkover operations at each polarity of the actual half cycle of the alternating voltage shall 
be performed. If follow current is not established, more sparkover operations shall be 
performed until follow current was established five times for each polarity. 

Permanent oscillograms of power-frequency voltage and follow current associated with each 
discharge shall be taken. These oscillograms shall show the voltage across and the current 
trough the test sample throughout the period from one complete cycle before application of 
the impulse to ten complete cycles after the final interruption of the follow current. Final 
interruption of the follow current shall occur within the half-cycle in which the impulse is 
applied. There shall be no further sparkover of the sample in any subsequent half cycle. 

8.8.2.4 Test evaluation 

The sample has passed the test if for the ten sparkover operations the follow current is 
interrupted within the first half cycle of the power-frequency voltage and if there is no further 
sparkover in any subsequent half cycle. 

8.8.3 "Test method B" 

8.8.3.1 Requirements on the test circuit 

The impedance of the power-frequency voltage source shall be such that during the flow of 
follow current, the peak value of power-frequency voltage, measured at the EGLA terminals, 
does not fall below the peak value of the rated voltage of the test specimen and after the 
interruption of follow current, the peak voltage does not exceed the peak value of the rated 
voltage by more than 10%. An example of a test circuit is given in Annex A. 

8.8.3.2 Test procedure and test sequence 

The EGLA test sample shall be prepared as follows: 

a) A section of an EGLA or a complete EGLA shall be prepared as test sample.  
b) The non-linear metal-oxide resistor part shall be a complete SVU or an SVU section; the 

scale factor n (ratio of the rated voltage of the complete EGLA to the rated voltage of the 
EGLA test sample) shall not be higher than five. If the rated voltage of the complete EGLA 
is higher than 12 kV the rated voltage of the test sample shall not be smaller than 12 kV. 

c) The volume of the resistor elements shall not be greater than the minimum volume of all 
resistor elements used in the complete SVU divided by n. 

d) The reference voltage Uref of the SVU of the test section should be equal to the minimum 
reference voltage of the SVU of the EGLA divided by n. If the reference voltage of the 
SVU of the test section is greater than the minimum reference voltage of the SVU of the 
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complete EGLA divided by n, the factor n shall be reduced correspondingly. If the 
reference voltage of the SVU of the test section is less than the minimum reference 
voltage of the SVU of the complete EGLA divided by n, the test section is not allowed to 
be used. 

e) The external series gap shall be composed of the same electrodes as those of the EGLA. 
Its length shall be not greater than the minimum gap length specified by the manufacturer. 
It is not necessary to scale the gap. 

The contamination slurry shall be prepared in accordance with the solid layer method in 
IEC 60507 or any equivalent method, in which resistivity of the slurry can be determined from 
the specified SDD value.  

The test shall be conducted as follows: 

The housing of the SVU shall be clean and dry and at ambient temperature. Washing with a 
detergent may be necessary in order to remove oil films, but the detergent should be 
thoroughly rinsed off with water. 

The surface hydrophobicity of the SVU shall be completely removed in order to simulate 
surface leakage currents to be expected in the worst case under the specified polluted 
condition.  

With the arrester de-energized, the contaminant shall be applied to the whole insulation 
surface of the SVU, including the undersides of the sheds. The pollution layer shall appear as 
a continuous film. The pollution coating may be applied by either spraying, dipping or flow-
coating. 

NOTE 1 The following procedure is suggested to remove hydrophobicity on a polymeric (especially for silicone 
rubber) housing surface temporarily for the testing, without any damage of the surface or any additional chemical 
agent in the pollutant: 

a) Prepare slurry, which contains approximately 1 kg of Tonoko or kAolin in 1 l of water.  

b) Spray the slurry as uniformly as possible on the hydrophobic housing surface. 

c) Dry the polluted surface under natural ambient conditions.  

d) Wash off the deposited Tonoko or kAolin roughly, by running tap water, for example. After this process 
some amount of Tonoko or kAolin will remain on the surface, which suppresses recovery of the 
hydrophobicity temporarily. 

NOTE 2 Prior to the testing, salt deposit density according to the above procedure should be checked on the 
same design of polymeric housing surface.  

NOTE 3 Once the hydrophobicity is removed by the procedure given in NOTE 1, testing on the test specimen 
needs to be completed within one day, in order to prevent recovery of hydrophobicity. 

Within (3 min to 3,5 min) after the contaminant has been applied to the test sample it shall be 
exposed to its rated voltage for a time duration long enough to initiate one sparkover 
operation of the test sample.  

The lightning impulses, having the same or opposite polarity as the actual half cycle of the 
alternating voltage, shall be applied (30° to 0°) before the instant of peak voltage. 

A first test shall be performed with a gap length small enough to show that the power source 
is able to supply and maintain the specified follow current. 

Thereafter, the gap length shall be adjusted to the minimum specified value. Then, five 
sparkover operations at each polarity of the actual half cycle of the alternating voltage shall 
be performed. If follow current is not established, more sparkover operations shall be 
performed until follow current was established five times for each polarity. 
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