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INTERNATIONAL ELECTROTECHNICAL COMMISSION
MEASURING RELAYS AND PROTECTION EQUIPMENT -
Part 22-2: Electrical disturbance tests —

Electrostatic discharge tests

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for stndard|t|on comprising
all national electrotechnical committees (IEC National Committees). The objeg to promote
international co-operation on all questions concerning standardization in the electf\
this end and in addition to other activities, IEC publishes International Sta
Technical Reports, Publicly Available Specifications (PAS) and Guides 3
Publication(s)”). Their preparation is entrusted to technical committees; a E i njtte®/interested
in the subject dealt with may participate in this preparatory work b 1
governmental organlzatlons Ilalsmg with the IEC also part|0|pate in th

agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical mattg as early as possible, an lnternatlonal
consensus of opinion on the relevant subjects since eac
interested IEC National Committees.

the latter.

5) IEC provides no marki
equipment declared to

6) All users should@ ,
7) No liability shall atdcprt

International Standard |IEC 60255-22-2 has been prepared by IEC technical committee 95:
Measuring relays and protection equipment.

This third edition cancels and replaces the second edition published in 1996. It constitutes a
technical revision.

The main changes with respect to the previous edition are listed below:

e the improvement of the scope and object,

e the improvement of the test severity level, test set-up and test report.
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The text of this part is based on the following documents:

FDIS Report on voting

95/227/FDIS 95/232/RVD

Full information on the voting for the approval of this standard can be found in the voting on
report indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.

A list of all parts of IEC 60255 series, published under the general title
protection equipment, can be found on the IEC website.

g relays and

* reconfirmed,
* withdrawn,
» replaced by a revised edition, or

S5
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MEASURING RELAYS AND PROTECTION EQUIPMENT -

Part 22-2: Electrical disturbance tests —
Electrostatic discharge tests

1 Scope and object

This part of IEC 60255-22 is based on IEC 61000-4-2, referring to that _publication where
applicable, and specifies the general requirements for electrostatic discharge tests for

energized and subjected to an electrostatic discharge.

The requirements are applicable only to relays and pro
and all tests specified are type tests only.

The object of this standard is to state:

e definitions of terms used;
o test severity level;

o test equipment;

e test set-up;

o test procedures;

e criteria for ac tan
o testreportre S

The following, referei suments are indispensable for the application of this document.
For dat c the edition cited applies. For undated references, the latest edition
of the referencey (including any amendments) applies.

IEC 60050-161,
compatibility

ational Electrotechnical Vocabulary — Chapter 161: Electromagnetic

IEC 60050-446, International Electrotechnical Vocabulary — Chapter 446: Electrical relays

IEC 60050-448, International Electrotechnical Vocabulary — Chapter 448: Power system
protection

IEC 60255-6:1988, Electrical relays — Part 6: Measuring relays and protection equipment

IEC 61000-4-2:1995, Electromagnetic compatibility (EMC) - Part 4-2: Testing and
measurement techniques — Electrostatic discharge immunity test

Amendment 1 (1998)

Amendment 2 (2000)
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3 Terms and definitions

For the purposes of this document, the terms and definitions in IEC 60050-161, I[EC 60050-
446 and IEC 60050-448 apply and, for special terms, IEC 61000-4-2 applies.

31

equipment under test

EUT

equipment which may be either a measuring relay or a protection equipment

3.2
contact discharge method

method of testing, in which the electrode of the test generator is held in with the EUT,
and the discharge to the EUT actuated by the discharge switch within ¢

3.3

air discharge method
method of testing, in which the charged electrode of the tes
EUT, and the discharge actuated by a spark to the EUT

ched to the

3.4
direct application
application of the test directly to the E

3.5
indirect application

application of the test to a coupling plane ipthe v
discharge to objects which/are adjacenito %
3.6

auxiliary equipment

equipment nece |
equipment used eri ; e of the EUT

e test method
— contact dischatrge,
— air discharge;

e applications:
— direct,

— indirect.
Tests shall be applied as follows:

e the contact discharge method is the preferred method,;

e the air discharge method shall only be used when the accessible surfaces of the EUT are
non-conducting;

e the direct application test method shall be used;

e the indirect method of application is not applicable when the EUT is intended to be

mounted in a grounded cabinet. Documents
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To cover different environmental conditions, this standard includes different severity classes.
General guidance for the selection of severity classes is given in Annex A.

The test severity class shall be chosen from the following table. In this standard, the severity
is expressed as the charging voltage of the energy storing capacitor in the discharge
generator.

Table 1 — Test severity classes

Class Test voltage (5 %)

Contact discharge Air discharge /

0 -

act discharge method are less than those for the
methods. It is not intended to imply that the test

desScribed in IEC 61000-4-2.

6 Test se
The tes sts)of the test generator, the EUT, and auxiliary instrumentation
necessary to ct discharges to the EUT, as applicable, in the following manner:

a) contact dischargg to conductive surfaces;

b) air discharge at insulating surfaces.

All tests shall be conducted in a test laboratory under the environmental reference conditions
outlined in Clause 7.

The EUT shall be tested in as close to installed conditions as possible. Wiring shall be
consistent with the manufacturer's recommended procedures, and the EUT shall be tested in
its case or housing. All parts intended to be earthed shall be connected to the ground
reference plane with copper straps (or copper braid) of at least 20 mm width.

A ground reference plane shall be provided on the floor of the laboratory or on the work
bench. It shall be a metallic sheet (copper or aluminium) of 0,25 mm minimum thickness;
other metallic materials may be used, but they shall be of at least 0,65 mm thickness. The
minimum size of the reference plane is 1 m?, the exact size depending on the dimensions of
the EUT. It shall project beyond the EUT, or the coupling plane, by at least 0,5 m | si

Project bey PG prane, oY DYclifhients
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